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PREFACE

The California Energy Commission Energy Research and Development Division supports
public interest energy research and development that will help improve the quality of life in
California by bringing environmentally safe, affordable, and reliable energy services and
products to the marketplace.

The Energy Research and Development Division conducts public interest research,
development, and demonstration (RD&D) projects to benefit California.

The Energy Research and Development Division strives to conduct the most promising public
interest energy research by partnering with RD&D entities, including individuals, businesses,
utilities, and public or private research institutions.

Energy Research and Development Division funding efforts are focused on the following
RD&D program areas:

¢ Buildings End-Use Energy Efficiency

e Energy Innovations Small Grants

e Energy-Related Environmental Research

e Energy Systems Integration

e Environmentally Preferred Advanced Generation

¢ Industrial/Agricultural/Water End-Use Energy Efficiency
¢ Renewable Energy Technologies

e Transportation

Load Modeling Transmission Research is the final report for the WECC Load Modeling
Transmission Research project (contract number 500-02-004), work authorization number MR-
049 conducted by Lawrence Berkeley National Laboratory. The information from this project
contributes to Energy Research and Development Division’s Energy Systems Integration
Program.

For more information about the Energy Research and Development Division, please visit the
Energy Commission’s website at www.energy.ca.gov/research/ or contact the Energy
Commission at 916-327-1551.
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ABSTRACT

The research presented in this report primarily focused on improving power system load
models to better represent their impact on system behavior. The previous standard load model
failed to capture delayed voltage recovery events that are observed in the Southwest and
elsewhere. These events are attributed to stalled air conditioner units after a fault. Typical air
conditioner units were tested in laboratories to gain a better understanding of their role in these
events and to guide modeling efforts. New load models were developed to match air
conditioner behavior using data obtained from these extensive tests. An air conditioner model
was incorporated in the new Western Electricity Coordinating Council composite load model.
These models were used in dynamic studies of the West and can impact power transfer limits
for California. Unit-level and system-level solutions were proposed as potential solutions to the
delayed voltage recovery problem.

Keywords: Electricity grid, reliability, load models, air conditioners, fault-induced delayed
voltage recovery, load composition, single-phase induction motor, compressors, voltage
stability.

Please use the following citation for this report:

Lesieutre, Bernard, Richard Bravo, Dave Chassin, Ian Hiskens, Henry Huang, Ning Lu, Giri
Venkataramanan, and Robert Yinger. 2010. Load Modeling Transmission Research Project. California
Energy Commission, PIER Program. CEC-500-2013-118-AP.
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1.0 OBJECTIVE

SCE and other utilities have had several occurrences of delayed voltage recovery following faults
on the electrical system. Under normal conditions, voltage recovers to normal levels in less than
one second after the fault is cleared. In several cases in the past few years, voltage recovery has
been delayed for over 30 seconds after normal fault clearing in the Valley Substation area. This
delayed voltage recovery is being attributed to stalling of air conditioner units. Testing of air
conditioner units is being conducted to determine how they behave when exposed to various
under-voltage conditions. These test results will help to properly models the electrical system and
determine possible solutions to this problem.

The objective of this testing is to investigate the air conditioner stalling parameters during transient
under-voltage conditions. This testing will provide additional understanding of the behavior of the
different air conditioner units used in our service territory. It is expected that up to 10 different air
conditioner units will be tested.

The following test procedures are required to be performed for each air conditioner unit. Each unit
test is composed of fifteen (15) sub-tests (Test1thru Test15).

1.1 Measurements

The air conditioner test shall provide at least four voltages (Vi, V,, V3, and V4) and four
currents (I, I, I5, and I4) (see table 1). The voltages and currents need to be captured in the
condensor side of the air conditioner (outdoor unit). In addition to the voltages and currents
required above, the real power (W) and apparent power (VA) are also required (see Table
2). The Power Analyzer (Yokogawa) can mathematically calculate real, apparent powers
and frequency.

Yokogawa
TAG DESCRIPTION MATH | EXPRESSION
V, | Input Voltage 1 Trend(C1)
V, | Compressor Motor Running Winding Voltage 3 Trend(C3)
V3 | Capacitor Voltage 5 Trend(C5)
V4 | Compressor Motor Start Winding Voltage 7 Trend(C7)
I, | Input Current 2 Trend(C2)
I, | Compressor Motor Running Winding Current 4 Trend(C4)
I; | Fan Motor Current 6 Trend(C6)
I, | Compressor Motor Start Winding Current 8 Trend(C8)
Table 1
3 0of35
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Yokogawa
Tag Description MATH EXPRESSION
W, | Total Real Power 9 Trend(C1*C2)
W, | Compressor Motor Running Winding Real 11 Trend(C3*C4)
Power
W3 | Compressor Motor Start Winding Real Power 13 Trend(C7*C8)
F | Frequency 15 Trendf(C1)
VA, | Total Apparent Power 10 Trend(C1)*Trend(C2)
VA, | Compressor Motor Running  Winding 12 Trend(C3)*Trend(C4)
Apparent Power
VA; | Compressor Motor Start Apparent Power 14 Trend(C7)*Trend(C8)
Table 2

All of these required voltages, currents, real power, apparent power, and frequency
measurements shall be synchronized. A macro will need to be created to filter the data and
calculate the reactive power (VARs) and power factor (PF).

4 of 35
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2.0 EQUIPMENT REQUIRED

The equipment required is the following:

v

v

Grid Simulator: A variable power source that simulates different voltages with 1/80 cycle
transition time. For these tests, a 62.5 kVA Pacific Power Source System (3060-MS) will be
used.

Programmable Controller: A signal generator that produces the different voltage profiles
(sags) for the grid simulator. For these tests, a Pacific Power Source Programmable
Transient/Signal Generator (SCU/UPC-32) will be used.

Power Analyzer: A measuring device to monitor and record voltage, current, power, and
power factor. For these tests, a Yokogawa PZ4000 Power Analyzer will be used.

Clamp-on Current Transformers: Used to reduce current levels so they can be input to the
power analyzer. For these tests, IEMC Instruments (SR 632) CTs with a CT ratio of 5000/1
will be used.

Voltage Leads: Used to supply voltage to the power analyzer

Environmental Test Chamber: Simulates the different outdoor temperatures (Toutgoor = 80°F,
100°F, & 115°F) required for the tests.

Air Flow Transducer: Monitors airflow of the air conditioner indoor unit. For these tests, an
Electronik (EE70) will be used.

Temperature Transducers: Monitors temperatures in the environmental test chamber, air
conditioner outdoor unit, compressor case, and air conditioner indoor unit. For these tests,
Omega Type T thermocouples will be used. These temperatures will be recorded at a sample
rate of 12 readings per minute.

Pressure Transducers: Monitors the pressures at both the suctions side (in) and the liquid side
(out) of the condenser. For these test, SETRA Model 207 (250, 500, 1000 PSI) pressure
transducer will be used. These pressure transducers will have a refresh rate of two (2) milli-
seconds.

Laptop: Interfaces with the power analyzer, thermocouples, air flow transducer, and records
the test data

6 of 35
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3.0 AIR CONDITIONER INSTALLATION AND SETUP

The air conditioner’s outdoor unit shall be placed in the environmental simulation chamber. This
chamber shall simulate different outdoor temperatures (Toytgoor = 80°F, 100°F, & 115°F). The air
conditioner’s indoor unit shall be placed in a closed and steady-state temperature room (for these
tests this closed room will be the temperature controlled EV Technical Center lab space). Both,
the air conditioner outdoor unit and indoor unit shall be connected, electrically and mechanically,
to perform as one single unit. The temperatures and airflow rate in the indoor unit shall be
recorded. The temperature used for the indoor unit is targeted to be in the range of 75°F to 80°F.
The power analyzer records the voltage and current at the air conditioner terminals. The
programmable controller will generate the transients/signals for the test. The Grid Simulator will
amplify the transients/signals generated by the programmable controller to the needed level.

3.1 Initial Charge

It is imperative that all air conditioner units to be tested have the same initial conditions and
installation parameters. The initial conditions need to be acquired from the Refrigerant
Reference Guide, 4™ edition 2004. The new A/C units come with compressed refrigerant in
the compressor. The refrigerant need to be released into the air conditioner system. Let the
system run for at lest 30 minutes at any outdoor simulated temperature (recommended 80F).
The charge on the R-22 or R-410A systems need to be back checked by either Superheat
and/or Subcooling calculations methods.

3.1.1 Superheat Calculation Method
Superheat calculation method is used only when the air conditioner system is
equipped without TXV valve. Read the pressure at the suction (vapor) line and
convert it to the saturated temperature, using table 13 below. Read the temperature in
the suction (vapor) line. Now, need to compare the saturated temperature with the
reading temperature. Superheat normal range is 10°F to 15°F (or otherwise

recommended by manufacturer).

Example: Charging an R-22 air conditioner system. The suction (vapor) pressure line reading is 60 PSI. The
saturated temperature (table 3) is about 34°F for 60 PSI, see table 3 below. The temperature reading for the
suction (vapor) line is 44°F. The difference between the suction (vapor) temperature and the reference saturated
temperature is (44°F - 34°F) 10°F. The 10°F is in the range of the superheat.

3.1.2  Subcooling Calculation Method
Subcooling calculation method is used only when the air conditioner system is
equipped with TXV valve. Read the pressure at the release (liquid) line and convert it
to the saturated temperature, using table 13 below. Read the temperature in the
release (liquid). Now, need to compare the saturated temperature with the reading
temperature. Subcooling normal range is 8°F to 12°F (or otherwise recommended by

manufacturer).

Example: Charging an R-22 air conditioner system. The release (liquid) pressure line reading is 254 PSI. The
saturated temperature (table 3) is about 118°F for 254 PSI, see table 3 below. The temperature reading for the
release (liquid) line is 109°F. The difference between the suction (vapor) temperature and the reference saturated
temperature is (118°F — 109°F) 9°F. The 9°F is in the range of the subcooling.

7 of 35
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T(°F) | R-22 (PSI) | R-410A (PSI)
15 37.8 70.0
20 43.1 78.3
25 48.8 87.3
30 54.9 96.8
35 61.5 107.0
40 68.5 118.0
45 76.1 130.0
50 84.1 142.0
55 92.6 155.0
60 101.6 170.0
65 111.3 185.0
70 121.4 201.0
75 132.2 217.0
80 143.7 235.0
85 155.7 254.0
90 168.4 274.0
95 181.8 295.0
100 196.0 317.0
105 210.8 340.0
110 226.4 365.0
115 242.8 391.0
120 260.0 418.0
125 278.1 446.0
130 297.0 476.0
135 316.7 507.0
140 337.4 539.0
Table 3

3.2 Air Conditioner Monitoring Transducers

In order to test the air conditioner unit at the same initial conditions, it is necessary to install
temperature, pressure, and airflow transducers on the unit. The outdoor unit has seven (5)
temperature transducers around it, which are averaged during the tests. The suction (vapor)
line and the release (liquid) line has (2) two transducers, one for each line. The compressor
case has one (1) temperature transducer. The indoor unit’s inlet has seven (7) temperature
transducers, which are averaged during the tests. The indoor unit’s outlet air temperature has
(3) temperature transducers, which are averaged as well. The indoor unit’s inlet has one (1)
airflow transducer. The outdoor unit will have two (2) refrigerant pressure transducers, for
the input and output. Each test is launched after all monitored temperatures, pressures, and
airflow rate are in steady state conditions.

8 of 35
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40 AIR CONDITIONER SYSTEM PERFORMANCE TESTS
4.1 Testl- Test the inrush current of the air conditioner unit

The air conditioner terminal voltage shall be at zero volts (0 V) before starting this test.
The air conditioner terminal voltage shall be raised to nominal voltage (240 V) at t1 and
then dropped back to the off state (0 V) at t2 4 sec later (see Figure 2). Both voltage
switching times 0 V to 240 V and 240 V to 0 V, shall be as quickly as possible (1/80
cycle transition time is used in these tests). The compressor terminal voltage’s
frequency shall remain constant at 60 Hz. Data will be collected at a voltage and
current sampling rate of 10 thousand samples per second for 10 seconds. The inrush test
is used to show the characteristics of the air conditioner unit during startup. This
information is used to help with the evaluation of the currents observed during later
stalling tests.

Vac= 240V

—>

4sec.

t1 Y
Figure 2
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4.2 Test2-Test the compressor contactor critical voltage

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. This test will provide information where the contactor contacts open.
The air conditioner compressor shall be removed from the circuit in order to perform
this test. For this test, various step voltage drops (start 60% and go down in voltage
steps of 5%) are applied to the contactor coil and held for 4 seconds before the voltage
is returned to the nominal voltage, see Table 4. If the contactor contacts open after the
voltage step, go back to the previous voltage step and test in voltage steps of 2% until
the contactor threshold voltage is found. The voltage switching times shall be as
quickly as possible (1/80 cycle transition time is used in these tests). The compressor
terminal voltage’s frequency shall remain constant at 60 Hz. Data will be collected at a
voltage and current sampling rate of 25 thousand samples per second for 4 seconds. The
voltage where the contactor opens will be the contactor threshold voltage, which will be
used to set the lowest test voltage (voltage sag) in subsequent tests. These tests shall be
performed at one simulated outdoor temperatures (Toutdoor = 80°F).

Vac=240V -

_” 4sec. ‘_
t1 £2
Figure 3
Vsag €

Vac(60%) 144 'V

stepslof 5% stepstf 5%

Vac(contactor-open) Vac(contactor-open)

Table 4
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4.3 Test3 — Test the compressor stall voltage

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage (¢ V) at tl and rise back to nominal voltage (240 V) at t2 30 sec later (see
Figure 4). Both voltage switching times 240 V to ¢ V and ¢ V to 240 V, shall be as
quickly as possible (1/80 cycle transition time is used in these tests). Testing will be
started at 80% of nominal voltage and reduced in increments of 5% until the unit stalls.
Once it stalls, go back to the previous voltage step and test in voltage steps of 1% until
the stalling threshold voltage is found. After the stalling threshold voltage is found,
continue testing lower voltages in steps of 5% until the contactor threshold voltage is
reached. The compressor terminal voltage’s frequency shall remain constant at 60 Hz.
Data will be collected at a voltage and current sampling rate of 2500 samples per
second for 40 seconds. These tests shall be performed at different simulated outdoor
temperatures (Toutdoor = 80°F, 100°F, & 115°F) as noted in Table 5. The stalling
threshold voltage shall be used in Tests 4 and 5.

Vac =240V
«— 30sec.——
Vac=¢V
t1 t2
Figure 4
Toutdoor= 80°F Toutdoor= 100°F Toutdoor= 115°F
Vsag € € €
Vac @0%) 192 vV 192 vV 192 V
Vac (75%) 180 V 180 V 180 V
stepsf of 5% steps | of 5% stepsf| of 5% steps | of 5%
steps‘ 'of 1% sleps‘ 'of 1% steps‘ 'of 1% steps‘ 'of 1%
Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%)
steps J| of 5% steps f§ of 5% steps § of 5% steps f§ of 5%
v v v v
Vac(contactor—open) Vac(contactor—open) | Vac(contactor-open) Vac(contactor-open)
Table 5
11 of 35
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4.4 Test4 — Test the compressor over-temperature trip time

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage (¢ V) at tl and rise back to nominal voltage (240 V) at t2 30 sec. later (see
Figure 5). The voltage switching times 240 V to € V shall be as quickly as possible
(1/80 cycle transition time is used in these tests). The voltage switching time € V to 240
V shall be 30 sec. (ramp up). Testing will be started 1% above the stalling threshold
voltage (established in Test 3) and reduced in increments of 1% until the unit stalls.
After this new stalling threshold voltage is found, continue testing in steps of 5%,
starting on the next low multiple of 5, (e.g. if the stall point is 64% then the next test
point is 60%) until the contactor threshold voltage is reached. The compressor terminal
voltage’s frequency shall remain constant at 60 Hz. Data will be collected at a voltage
and current sampling rate of 2.5 thousands samples per second for 40 seconds. These
tests shall be performed at different simulated outdoor temperatures (Toutdoor = 80°F,
100°F, & 115°F) as noted in Table 6.

Vac =240V
Vac=¢V
+«—— 30 sec.————
t1 t2
Figure 5
— o — o — o
Toutdoor_ 80°F Toutdoor_ 100°F Toutdoor_ 115°F
vsag € € €
Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1%)
steps Jof 1% steps fof 1% steps fof 1% steps fof 1%
v v v
Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%)
steps Jof 5% steps fof 5% steps fof 5% steps fof 5%
v v v
Vac(contactor—open) Vac(contactor-open) | Vac(contactor—open) Vac(contactor—open)

Table 6

*Perform the same ramp-up test above applying a transient with 60% amplitude and 10 sec
of duration.
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4.5 Test5— Test the compressor stall reaction to short under-voltage transients

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage (¢ V) at t1 and rise back to nominal voltage (240 V) at t2 (see Figure 6). These
different sag voltage duration times (t2 = 3, 6, 9, and 12 cycles) represent switching
times for some common circuit breakers. Both changing states, 240 Vtoe Vand ¢ V to
240 V, shall be done as quickly as possible (1/80 cycle transition time is used in these
tests). Testing will be started right above the stalling threshold voltage (established in
Test 3) and reduced in increments of 1% until the unit stalls. After this new stalling
threshold voltage is found, continue testing in steps of 5% (e.g. if the stall point is 58%
then the next test point is 55%) until the contactor threshold voltage is reached. The
compressor terminal voltage’s frequency shall remain constant at 60 Hz. Data will be
collected at a voltage and current sampling rate of 25 thousand samples per second for
4 seconds. These tests shall be performed at different simulated outdoor temperatures
(Toutdoor = 80°F, 100°F, & 115°F) as shown in Table 7, 8, & 9.

Vac=240V -
Vac = € V | —
> e t =3,6,9,12 cycles
Figure 6
Toutdoor= 80°F
3 cycles 6 cycles 9 cycles 12 cycles
vsag € 4 € €
Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1%)
stepsf of 1% stepsf| of 1% stepsf| of 1% stepsf| of 1% stepsf| of 1%
Y Y Y A\ 4
Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%)
steps Jof 5% steps Jof 5% steps Jof 5% steps Jof 5% steps Jof 5%
v v v v
Vac(contactor—open) Vac(contactor—open) | Vac(contactor—open) | Vac(contactor—open) Vac(contactor—open)

Table 7
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- °
Toutdoor_ 100°F
3 cycles 6 cycles 9 cycles 12 cycles
Vsag € € 4 €
Vac(stall%+1 %) Vac(stall%+1 %) Vac(stall%+1%) Vac(stall%+1%) Vac(stall%+1 %)
stepsf of 1% stepsf of 1% stepsfj of 1% stepsfj of 1% stepsf of 1%

\ 4 \4 A\ 4 A\ 4 A\ 4
Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%)
steps fof 5% steps fof 5% steps fof 5% steps Jof 5% steps Jof 5%

v v v v v
Vac(contactor-open) Vac(contactor—open) | Vac(contactor-open) | Vac(contactor—open) Vac(contactor-open)
Table 8

— o
Toutdoor_ 115°F
3 cycles 6 cycles 9 cycles 12 cycles
vsag € 4 € €
Vac(stall%+1%) Vac(stall%+1 %) Vac(stall%+1%) Vac(stall%+1 %) Vac(stall%+1%)
stepsf of 1% stepsf| of 1% stepsfj of 1% stepsfj of 1% stepsfl of 1%
\4 \ 4 A\ 4 A\ 4 A\ 4
Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%) Vac(stall%)
steps Jof 5% steps Jof 5% steps Jof 5% steps Jof 5% steps fof 5%
v v v v v
Vac(contactor—open) Vac(contactor—open) | Vac(contactor—open) | Vac(contactor—open) Vac(contactor—open)

Table 9
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5.0 AIR CONDITIONER SYSTEM RESEARCH TESTS

5.1 TEST THE COMPRESSOR UNDER STEADY-STATE CONDITIONS

These tests will provide information on how air conditioner systems behave under steady

state conditions at different voltage and frequency levels.

5.1.1 Test6 — Test the compressor reaction under non-stalling voltages

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. Initially, the air conditioner voltage shall be stepped up to 120% and
then stepped down from 110% (264 V) to 70% (168 V) in 5 % intervals and 4 sec
step duration (see Figure 7). The voltage switching times between voltage steps shall
be as quickly as possible (1/80 cycle transition time is used in these tests). The
compressor terminal voltage’s frequency shall remain constant at 60 Hz. Data will be
collected at a voltage and current sampling rate of 2.5 thousand samples per second
for a total of 40 seconds. These tests shall be performed at different simulated outdoor

temperatures (Toutdoor = 80°F, 100°F, & 115°F).

110% (264 V) ........... :
105% (252 V) .....................
100% (240 V)

950/0 228 V) .........................................

85(y0 204 V) .......................................................
800/0 192 V) .......................................................
750/0 180 V) ......................................................
70(yo 168 V) .......................................................

Figure 7
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5.1.2 Test7-Test compressor reaction under different frequencies

The air conditioner terminal voltage shall be at its nominal frequency (60 Hz) before
starting this test. Initially, the air conditioner frequency shall be stepped up to 63 Hz.
Then it shall be stepped down from 63 Hz to 54 Hz in 1 Hz intervals and 4 sec step
duration (see Figure 8). The frequency switching time between the frequencies steps
shall be as quickly as possible (1/80 cycle transition time is used in these tests). The
compressor terminal voltage shall remain constant at 240 V. Data will be collected at
a voltage and current sampling rate of 25 thousand samples per second for a total of
40 seconds. These tests shall have a resolution of 1 million samples per test. These
tests shall be performed at different simulated outdoor temperatures (Toutdoor =
80°F, 100°F, & 115°F).

Figure 8
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5.2 TEST THE COMPRESSOR WITH CONTACTOR IN THE CIRCUIT

The following tests (Tests 8 and Test 9) will need the contactor coil in the air conditioner
system circuitry. This can be accomplished by powering the contactor coil with the air
conditioner system’s 24 V transformer. These tests will provide information of the air
conditioner system behavior under transients.

5.2.1 Test8- Test the compressor reaction to short under-voltage transients with contactor

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage (24 V) at t1 and raised back to nominal voltage (240 V) at t2 (see Figure 9).
These different sag voltage duration times (t2 = 3, 6, 9, and 12 cycles) represent
switching times for some common circuit breakers. Both voltage switching times, 240
V to 24 V and 24 V to 240 V, shall be done as quickly as possible (1/80 cycle
transition time is used in these tests). The compressor terminal voltage’s frequency
shall remain constant at 60 Hz. Data will be collected at a voltage and current
sampling rate of 25 thousand samples per second for 4 seconds. These tests shall be
performed at different simulated outdoor temperatures (Toutdoor = 80°F, 100°F, &

115°F).
Vac=240V -
VaC = 24 V  ecseecssessssssesseessssssesseeed -
» =« t=3,6,9,12cycles
t1 t2
Figure 9
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5.2.2 Test9 — Test the compressor reaction to short under-voltage transients with different

recovery voltages

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage 60% (144 V) at tl and raised to 216, 192, & 168 V at t2, t cycles later. Once
the voltage is raised to 216, 192, & 168 V, it shall be maintained for 4 sec. This test
details are in Figure 10. The different sag voltage duration times (t = 3, 6, 9, and 12
cycles) represent switching times for some common circuit breakers. The voltage
switching times between the different voltage levels, shall be done as quickly as
possible (1/80 cycle transition time is used in these tests). The compressor terminal
voltage’s frequency shall remain constant at 60 Hz. Data will be collected at a voltage
and current sampling rate of 25 thousand samples per second for 4 seconds. These
tests shall be performed at different simulated outdoor temperatures (Toutdoor =
80°F, 100°F, & 115°F).

Vac=240V Vac =216V
=192V
=168 V
Vac =144V
> < t=3,6,9,12
t1 12 cycles
Figure 10
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5.3 TEST THE COMPRESSOR WITH CONTACTOR BYPASSED

The following tests (Test 10 thru 15) will need the contactor coil be removed from the air
conditioner system circuitry. This can be accomplish either by powering the contactor coil
with an independent 24 V constant voltage source or by bypassing the contactor. These tests
will provide information of the air conditioner compressor behavior under transients.

5.3.1

Test 10 — Test the compressor reaction to short under-voltage transients

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped from nominal
voltage (240 V) to the sag voltage (24 V) at t1 and raised back to nominal voltage
(240 V) at t2 (see Figure 11). These different sag voltage duration times (t2 =3, 6, 9,
and 12 cycles) represent switching times for some common circuit breakers. Both
voltage switching times, 240 V to 24 V and 24 V to 240 V, shall be done as quickly
as possible (1/80 cycle transition time is used in these tests). The compressor terminal
voltage’s frequency shall remain constant at 60 Hz. Data will be collected at a voltage
and current sampling rate of 25 thousand samples per second for 4 seconds. These
tests shall be performed at different simulated outdoor temperatures (Toutdoor =
80°F, 100°F, & 115°F).

Vac=240V -

‘ ‘ t =3,6,9,12 cycles

Figure 11
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5.3.2 Test1l — Test the compressor reaction to short under-voltage transients with different

recovery voltages

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be dropped to the sag
voltage 60% (144 V) at tl and raised to 216, 192, & 168 V at t2, t cycles later. Once
the voltage is raised to 216, 192, & 168 V, it shall be maintained for 4 sec. This test
details are in Figure 12. The different sag voltage duration times (t = 3, 6, 9, and 12
cycles) represent switching times for some common circuit breakers. The voltage
switching times between the different voltage levels, shall be done as quickly as
possible (1/80 cycle transition time is used in these tests). The compressor terminal
voltage’s frequency shall remain constant at 60 Hz. Data will be collected at a voltage
and current sampling rate of 25 thousand samples per second for 4 seconds. These
tests shall be performed at different simulated outdoor temperatures (Toutdoor =
80°F, 100°F, & 115°F).

Vac=240V Vac =216V
=192V
=168 V
Vac =144V
> < t=3,6,9,12
t1 12 cycles
Figure 12
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5.3.3 Test12 — Test the compressor reaction to ramp-voltage transients

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage shall be ramped down to the sag
voltage (24 V) in 15 sec. and ramped back up to nominal voltage (240 V) in 15 sec.
(see Figure 13). The compressor terminal voltage’s frequency shall remain constant at
60 Hz. Data will be collected at a voltage and current sampling rate of 2.5 thousand
samples per second for 40 seconds. These tests shall be performed at different
simulated outdoor temperatures (Toutdoor = 80°F, 100°F, & 115°F).

Vac=240V

Vac=24YV v

«—— 30 sec———

t1 t2

Figure 13
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5.3.4 Test13 — Test the compressor reaction to voltage-oscillation transients

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage amplitude shall be modulated
between 100% and 90 % at different envelope frequencies (f(swing) = 0.1, 0.25, 0.7,
1, 2 Hz) (See figure 14 and Table 10). These different envelope frequencies (f(swing)
= 0.1, 0.25, 0.7, 1, 2 Hz) represent the oscillation of the system. The compressor
terminal voltage’s frequency shall remain constant at 60 Hz. Data will be collected at
a voltage and current sampling rate of ¥ thousand samples per second for A seconds.
These tests shall be performed at different simulated outdoor temperatures (Toutdoor
= 80°F, 100°F, & 115°F).

Figure 14
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f(swing) 0.10 f (swing) 0.25 f (swing) 0.70 f (swing) 1.00 f (swing) 2.00
t (swing) 10.0 t(swing) 4.0 t(swing) 1.4 t(swing) 1.0 t(swing) 0.5
\"/ t(V) \'/ t(V) \'"/ t(V) \"/ t(V) \'/ t(V)
99% 237.6 0.50 99% 237.6 0.20 99% 237.6 0.071 99% 237.6 0.050 99% 237.6 0.025
98% 235.2 0.50 98% 235.2 0.20 98% 235.2 0.071 98% 235.2 0.050 98% 235.2 0.025
97% 232.8 0.50 97% 232.8 0.20 97% 232.8 0.071 97% 232.8 0.050 97% 232.8 0.025
96% 230.4 0.50 96% 230.4 020 96% 230.4 0.071 96% 230.4 0.050 96% 230.4 0.025
95% 228.0 0.50 95% 228.0 0.20 95% 228.0 0.071 95% 228.0 0.050 95% 228.0 0.025
94% 225.6 0.50 94% 225.6 0.20 94% 225.6 0.071 94% 225.6 0.050 94% 225.6 0.025
93% 223.2 0.0 93% 223.2 0.20 93% 223.2 0.071 93% 223.2 0.050 93% 223.2 0.025
92% 220.8 0.50 92% 220.8 0.20 92% 220.8 0.071 92% 220.8 0.050 92% 220.8 0.025
91% 218.4 050 91% 218.4 020 91% 218.4 0.071 91% 218.4 0.050 91% 218.4 0.025
90% 216.0 0.50 90% 216.0 0.20 90% 216.0 o0.071 90% 216.0 0.050 90% 216.0 0.025
91% 218.4 050 91% 2184 020 91% 218.4 0.071 91% 218.4 0.050 91% 218.4 0.025
92% 220.8 0.50 92% 220.8 0.20 92% 220.8 0.071 92% 220.8 0.050 92% 220.8 0.025
93% 223.2 0.50 93% 223.2 0.20 93% 223.2 0.071 93% 223.2 0.050 93% 223.2 0.025
94% 225.6 0.50 94% 225.6 0.20 94% 225.6 0.071 94% 225.6 0.050 94% 225.6 0.025
95% 228.0 0.50 95% 228.0 0.20 95% 228.0 0.071 95% 228.0 0.050 95% 228.0 0.025
96% 230.4 0.50 96% 2304 020 96% 230.4 0.071 96% 230.4 0.050 96% 230.4 0.025
97% 232.8 050 97% 232.8 0.20 97% 232.8 0.071 97% 232.8 0.050 97% 232.8 0.025
98% 235.2 0.50 98% 235.2 0.20 98% 235.2 0.071 98% 235.2 0.050 98% 235.2 0.025
99% 237.6 0.50 99% 237.6 0.20 99% 237.6 0.071 99% 237.6 0.050 99% 237.6 0.025
100% 240.0 0.50 100% 240.0 0.20 100% 240.0 0.071 100% 240.0 0.050 100% 240.0 0.025
Total Time | 10.00 Total Time | 4.00 Total Time | 1.43 Total Time | 1.00 Total Time | 0.50
A= 40 A= 20 A= 10 A= 4 A= 4

Y= 25 Y= 5 Y= 10 Y= 25 Y= 25

Table 10
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5.3.5 Test14-Testthe compressor reaction to frequency transients

The air conditioner terminal voltage’s frequency shall be changed according to Figure
15. These frequency changes (sags) shall have 4 sec of duration time and 2 sec of
interval time between frequency changes. The frequency switching times between the
different frequency levels shall be as quickly as possible (1/80 cycle transition time is
used in these tests). The compressor terminal voltage shall remain constant at 240 V.
Data will be collected at a voltage and current sampling rate of 25 thousand samples
per second for 40 seconds. These tests shall have a resolution of 1 million samples per
test. These tests shall be performed at different simulated outdoor temperatures
(Toutdoor = 80°F, 100°F, & 115°F).

4 sec typ. 2 sec

S

Figure 15
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5.3.6 Test15— Test the compressor reaction to frequency-oscillation transients

The air conditioner terminal voltage shall be at its nominal voltage (240 V) before
starting this test. The air conditioner terminal voltage’s frequency shall be modulated
between 61 Hz and 59 Hz at different envelope frequencies (f(swing) = 0.1, 0.25, 0.7,
1, 2 Hz) (See figure 16 and Table 11). These different envelope frequencies (f(swing)
= 0.1, 0.25, 0.7, 1, 2 Hz) represent the oscillation of the system. The compressor
terminal voltage shall remain constant at 240 V. Data will be collected at a voltage,
current, and frequency sampling rate of ¥ thousand samples per second for A
seconds, as shown in Table 11. These tests shall have a resolution of 1 million
samples per test. These tests shall be performed at different simulated outdoor
temperatures (Toutdoor = 80°F, 100°F, & 115°F).

f (swing) .................................................... ;.
» ”l. N ol %
1’/\‘\ .'/\\ !
i
s i 1 A R AR
I il { :
H I B { 01 } .
S U N P
S A O AN
i AV AVARR'BR VB B B
Lqerereni B beevernnep
Figure 16
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V 240V \Y 240V \Y 240V \Y 240V \ 240V
f (swing) 0.10 f (swing) | 0.25 f (swing) | 0.70 f (swing) 1.00 f (swing) | 2.00
t (swing) 10.0 t (swing) 4.0 t (swing) 1.4 t (swing) 1.0 t (swing) 0.5
] t(0) ] t(0) 0 t(0) 0 t(0) 0 t(0)
61.0 Hz 0.475 61.0 Hz 0.190 61.0 Hz 0.066 61.0 Hz 0.047 61.0 Hz 0.024
60.8 Hz 0.475 60.8 Hz 0.190 60.8 Hz 0.066 60.8 Hz 0.047 60.8 Hz 0.024
60.6 Hz 0475 60.6 Hz 0.190 60.6 Hz 0.066 60.6 Hz 0.047 60.6 Hz 0.024
60.4 Hz 0.475 60.4 Hz 0.190 60.4 Hz 0.066 60.4 Hz 0.047 60.4 Hz 0.024
60.2 Hz 0.475 60.2 Hz 0.190 60.2 Hz 0.066 60.2 Hz 0.047 60.2 Hz 0.024
60.0 Hz 0.475 60.0 Hz 0.190 60.0 Hz 0.066 60.0 Hz 0.047 60.0 Hz 0.024
59.8 Hz 0.475 59.8 Hz 0.190 59.8 Hz 0.066 59.8 Hz 0.047 59.8 Hz 0.024
59.6 Hz 0.475 59.6 Hz 0.190 59.6 Hz 0.066 59.6 Hz 0.047 59.6 Hz 0.024
59.4 Hz 0.475 59.4 Hz 0.190 59.4 Hz 0.066 59.4 Hz 0.047 59.4 Hz 0.024
59.2 Hz 0.475 59.2 Hz 0.190 59.2 Hz 0.066 59.2 Hz 0.047 59.2 Hz 0.024
59.0 Hz 0.475 59.0 Hz 0.190 59.0 Hz 0.066 59.0 Hz 0.047 59.0 Hz 0.024
59.2 Hz 0.475 59.2 Hz 0.190 59.2 Hz 0.066 59.2 Hz 0.047 59.2 Hz 0.024
59.4 Hz 0.475 59.4 Hz 0.190 59.4 Hz 0.066 59.4 Hz 0.047 59.4 Hz 0.024
59.6 Hz 0.475 59.6 Hz 0.190 59.6 Hz 0.066 59.6 Hz 0.047 59.6 Hz 0.024
59.8 Hz 0.475 59.8 Hz 0.190 59.8 Hz 0.066 59.8 Hz 0.047 59.8 Hz 0.024
60.0 Hz 0.475 60.0 Hz 0.190 60.0 Hz 0.066 60.0 Hz 0.047 60.0 Hz 0.024
60.2 Hz 0.475 60.2 Hz 0.190 60.2 Hz 0.066 60.2 Hz 0.047 60.2 Hz 0.024
60.4 Hz 0.475 60.4 Hz 0.190 60.4 Hz 0.066 60.4 Hz 0.047 60.4 Hz 0.024
60.6 Hz 0.475 60.6 Hz 0.190 60.6 Hz 0.066 60.6 Hz 0.047 60.6 Hz 0.024
60.8 Hz 0.475 60.8 Hz 0.190 60.8 Hz 0.066 60.8 Hz 0.047 60.8 Hz 0.024
61.0 Hz 0.475 61.0 Hz 0.190 61.0 Hz 0.066 61.0 Hz 0.047 61.0 Hz 0.024

Total Time |9.975 sec. Total Time |3.99 sec. Total Time | 1.386 sec. Total Time |0.987 sec. Total Time |0.504 sec.

A = 40 A= 20 A = 10 A = 4 A = 4
Y= 2.5 Y= 5 Y= 10 Y= 25 Y= 25
Table 11
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6.0 DATA ANALYSIS

The Yokogawa Power Analyzer records the voltage and current waveforms during the testing
using high-speed sampling. SCE gathers 100 thousand samples in each test (except Test 7, 14, &
15 where gathers 1 million samples per each test). These samples are then processed by the
Yokogawa into RMS values for each cycle. These RMS values are further processed by the
Yokogawa Power View software to determine the watt and VAR values for each cycle. These
RMS values are filtered to one value per cycle and plotted using Excel macros.

4.1 Volts & Amps versus Time Graph
The figure below is the Volts & Amps versus Time graph (Figure 17). This graph shows that

the AC unit has stalled (Volts in blue and Amps in red). The graph also shows that the
compressor thermal cut-out switch was activated after about 11 seconds (1 sec/div).

Case # 6; Voltage Sag = 67 %; Ambient Temperature = 100 °F

300 70

250 T80
—
1 50
200
(/2] PIY7))
-
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e
50
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0 ‘ ‘ ‘ ‘ 0
1 121 241 361 481 601 721 841 961 1081
CYCLES
Figure 17
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4.2 Watts & VARSs versus Time Graph

The figure below is the Watts & VARS versus Time Graph (Figure 18). This graph shows
that the AC unit has stalled (Watts in green and VARS in orange). As in the previous graph,

it also shows that the compressor thermal cut-out switch was activated after about 11 seconds
(1 sec/div).

Case # 6; Voltage Sag = 67 %; Ambient Temperature = 100 °F
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Figure 18
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4.3 Start-up Transient Volts & Amps versus Time Graph

The figure below is the initial transient Volts & Amps versus Time graph (Figure 19). This
graph shows the initial reaction to the applied transient (voltage sag). The graph also shows
that the unit stalled 15 cycles (1 cycles/div) after the transient (Vsag = 67%) was applied and
that the current has gone up (16 to 61 Amps).

Case # 6; Voltage Sag = 67 %; Ambient Temperature = 100 °F
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4.4 Start-up Transient Watts & VARS versus Time Graph
The figure below is the Watts & VARS versus Time Graph (Figure 20). This graph shows

the initial reaction to the applied transient (voltage sag). The graph also shows that the
reactive power has gone up (1200 VARS to 6800 VARS).

Case # 6; Voltage Sag = 67 %; Ambient Temperature = 100 °F
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1.0 EXECUTIVE SUMMARY

1.1

1.2

Introduction

SCE and other utilities have been having occurrences of delayed voltage recovery following
faults on the electrical system. Under normal conditions, voltage recovers to nominal levels in
less than one second after the fault is cleared. In several cases in the past few years, voltage
recovery has been delayed for over 30 seconds after normal fault clearing in some substations,
especially when the air temperature and electrical system loading was high. This delayed
voltage recovery is being attributed to stalling of air conditioner units. Delayed voltage recovery
may lead to a system voltage collapse in the worst case.

This delayed undervoltage recovery behavior has been seen in the SCE system since 1989 but
has not caused serious problems. In recent years, these delayed undervoltage recovery events
have been increasing. During the summer of 2006, SCE experienced 36 delayed voltage
recovery events. In some cases, these delayed voltage recoveries are out of compliance with the
WECC supply voltage limit, which dictates that voltage should not be more than 20% below
nominal for more than 20 cycles.

SCE customers are also affected by the delayed voltage recovery. This causes SCE customers
inconvenience and potential loss of business when these events arise. Although there is no
indication of an imminent total system voltage collapse at this time, SCE is approaching this
problem in a conservative way by studying the phenomenon and exploring potential solutions.

Work Performed

SCE began air conditioner testing in 2005 to determine how the units would respond when
exposed to various under-voltage transient conditions. The test results help SCE to properly
model the electrical system and determine possible solutions. SCE tested ten (10) air conditioner
units, in its Pomona Electric Vehicle Technical Center (EVTC), typically found in the service
territory. The diversity of the tested air conditioner units included sizes (tonnage), compressor
technology (reciprocating and scroll), refrigerant technology (R22 and R-410A), vintage (new
and old), and efficiencies (10 thru 13 SEER).

The ten (10) air conditioner units were tested under different undervoltage transients including
the Long Notch, Delayed Recovery and Circuit Breaker Clearing type of transient. The Long
Notch transient (drop in voltage that was held for 30 seconds) was used to establish the threshold
voltage where the air conditioner compressor stalled. The Delayed Recovery transient (drop in
voltage followed by a 30 seconds recovery to nominal voltage) simulates the typical delayed
voltage recovery event observed in SCE system. The Circuit Breaker transient (short duration
drop in voltage held for 3, 6, 9, and 12 cycles) simulates the typical transient generated by the
tripping and reclosing of circuit breakers commonly used in the SCE system.

In addition, SCE performed additional testing on the air conditioners for the WECC Load
Modeling Task Force which included frequency oscillations, voltage oscillations, and different
arrangements of undervoltage transients. The WECC is currently developing software models to
simulate air conditioners in power system analysis programs. Current models do not properly
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simulate stalling air conditioner behavior during undervoltage transients. SCE developed the Air
Conditioner Testing Procedures for the testing of air conditioners with input from EPRI
Solutions and Bonneville Power Administration (BPA). These procedures were used by EPRI
Solutions (under contract with APS) and BPA. Together SCE, BPA, and EPRI Solutions will
test more than 40 residential air conditioners and share the test data under the umbrella of the
WECC Load Modeling Task Force. The detailed test procedures are attached to this report as
Appendix #1.

Testing Results

This summary section contains the testing results for the air conditioning units when exposed to
the delayed recovery type of transients, similar to that observed during the delayed voltage
recovery events at SCE.

1.3.1  Stall Voltage

The ten tested air conditioning units had similar stalling voltages within +5% (voltage
level where compressor ceased to turn) at each of the tested temperatures. These
voltages varied with the outdoor air temperature that the compressor and condensing
coils were subjected to. The stall response time (time it takes the air conditioner
compressor to stop turning) on the tested air conditioners was approximately 6 cycles
after the under-voltage condition occurred. Test results indicated that the stalling
voltage average at 80 °F is 61%, at 100 °F is 65%, and at 115 °F is 69%. Table 1
indicates the stalling windows (voltages between the stall threshold voltage and the
contactor dropout voltage) for the ten tested air conditioner units when exposed to the
delayed recovery type of transients. Air conditioner unit #10 did not stall at 80 °F and
it operated down to the voltage where the contactor opened without stalling. Opening
of the contactor did not prevent the air conditioner units from stalling; it just delayed
stalling until the contactor reclosed (see more details in 1.3.4)
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Stall Window (80°F) Stall Window (100°F) | Stall Window (115°F)

Stall Contactor Stall Contactor Stall Contactor

Threshold | Dropout | Threshold | Dropout | Threshold | Dropout
AC #1 64% 50% 66% 50% 68% 50%
AC #2 56% 50% 61% 50% 66% 50%
AC #3 59% 35% 67% 35% 73% 35%
AC #4 62% 50% 67% 50% 75% 50%
AC #5 57% 50% 62% 50% 67% 45%
AC #6 59% 45% 64% 40% 68% 40%
AC #7 57% 50% 61% 50% 67% 50%
AC #8 64% 45% 67% 55% 69% 50%
AC #9 67% 55% 70% 55% 73% 55%
AC #10 none 45% 64% 50% 68% 55%

Table 1 — Stall Window

The major influence on the three stall parameters, current (Ista) and real power
(PstaLL) and reactive power (QstaLL), Was the supply voltage. The higher the terminal
voltage when the stall occurs, the higher the stall parameter values. The values of these
parameters were also proportional to the unit size.

Graph 1 below indicates the typical current (1) behavior of an air conditioner unit when
exposed to the delayed recovery type of transient. The normal running current (Ig_a) iS
approximately 17, 22, and 27 Amps at nominal voltage (100% or 240 V) for the three
simulated outdoor temperatures 80, 100, 115 °F respectively. The normal running
current was found to be inversely proportional to the supply voltage, the lower the
voltage the higher the normal running current. This behavior continues down to where
the unit starts stalling (stalling threshold voltage). The current jumped from as low as
17 Amps (at nominal voltage and 80 °F) to 100 Amps (at 70% applied voltage) when
the unit stalled. The stall current (IstaL) was found to be directly proportional to the
applied voltage, the higher the voltage applied to the compressor terminals during the
stall the higher the stall current (blue, green, and red plot lines). This behavior
continues down to where the contactor drops out (contactor drop out voltage).
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Graph 1 - Stall Current

Graph 2 indicates the typical power (real P and reactive Q) behavior of an air
conditioner unit when exposed to the delayed recovery type of transient. The normal
running real power (P) is approximately 4000, 5000, and 6000 Watts and the normal
running reactive power (Q) is approximately 900, 1100, and 1300 VARs at nominal
voltage (100% or 240 V) for the three simulated outdoor temperatures 80, 100, 115 °F
respectively. The normal real power (NORMAL WATTS plot line) did not change
significantly when the applied voltage decreased all the way down until the unit stall
point. The normal reactive power (NORMAL VARS plot line) was found to be
inversely proportional to the applied voltage down to approximately 85% then started
being proportional to the applied voltage until the unit stalled (stall threshold voltage).
The real power jumped from 4000 Watts (at nominal voltage and 80 °F) to as high as
12,000 Watts (at 70% applied voltage) when the unit stalled. The reactive power
jumped from 900 VARs (at nominal voltage and 80 °F) to as high as 12,000 VARs (at
70% applied voltage) when the unit stalled. When stalled, both the real and reactive
powers were found to be directly proportional to the applied voltage, the higher the
voltage the higher the Watts and VARs. This behavior continues down to where the
contactor drops out (contactor drop out voltage).
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Graph 2 — Stall Real and Reactive Power
1.3.2  Metering Devices

Air conditioner systems usually use either thermostatic expansion valves (TXV) or
orifice metering devices to control the proper flow of refrigerant in the high-pressure
side of the cooling coil (indoor coil). Controlling the proper flow of refrigerant in the
high-pressure side is critical because too much flow can cause the cooling coil to freeze
and therefore not produce any cooling. The orifice-metering device has a unique
advantage that is brings the pressure quickly into equalization after the compressor
shuts down. The TXV helps the cooling coil maintain proper flow using a
sophisticated feedback system but pressure equalization is achieved at a much slower
rate (1 to 2 minutes) than the orifice. The TXV helps the cooling coil have the proper
flow when the system is undercharged, maintaining its efficiency. It offers no
improvement when the system is overcharged. Since TXVs are commonly used in new
air conditioner installations, most of the air conditioner units tested had TXV valves.

When stalled, the compressor ceases to turn and therefore does not generate pressure.
The high-pressure (liquid line) and low-pressure (vapor line) need to equalize in order
for the compressors to restart smoothly. Most air conditioners rely on thermostats
(which commonly have a 5 minutes delay) to avoid short cycling which allows pressure
equalization before a restart is attempted.

Most of the tested air conditioner units with scroll compressors went into IDLE
(drawing the same running amps without producing any cooling) or NO-LOAD
(drawing about Y2 the running amps without producing any cooling) condition after a
circuit breaker clearing generated type of transient. It seems that some mechanical
device prevented them from restarting normally. We opened a scroll compressor and
found a pressure relief valve between the high pressure and low-pressure chambers.
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This valve is designed to prevent too much pressure from building up in the high-
pressure side, releasing it into the low-pressure chamber. This valve may have stuck
open when the compressor went into either IDLE or NO-LOAD condition because the
unit draws current but no pressure is built up, and no cooling is produced. The air
conditioner unit had to be turned off and then back on again to resume normal running
condition.

-
£

Pressure Relief Valve

Graph 3 — Pressure Relief Valve

Some air conditioner units have high-pressure and low-pressure switches that are in
series with the thermostat circuit to protect the compressor from harmful high-pressure
conditions. One of the units (air conditioner unit #5) shut itself down under normal
running conditions (at nominal voltage) due to high pressure when the outdoor
temperature reached 120°F. This indicated that this particular air conditioner unit,
under normal charging conditions, would not work properly at in areas where the
temperature reaches 120°F.

Thermal Protection Switch

All of the tested air conditioning units’ compressors have a thermal protection switch
that opens to protect the motor from overheating due to extended stall currents.
Without the thermal protection switch, the motor might overheat and fail when high
currents are present for long periods. When exposed to the delayed recovery type of
transients, most of the tested air conditioner compressors (except A/C #7) stalled for as
short as 1.0 second and as long as 20 seconds before the thermal protection switch
opened to protect the compressor (as seen in Graph 2). Air conditioner unit #7 stalled
for as long as 11.6 seconds without opening the thermal protection switch during the 30
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second transient. In this unit, when the voltage rose above 162 V, the compressor
resumed normal running condition. Air conditioner unit #9’s (used unit) thermal
protection switch opened only at the higher test temperatures (100 °F and 115 °F) and
only after the compressor stalled for more than 12 seconds. Air conditioner unit #10°s
thermal protection switch opened only at the highest test temperature (115 °F). All the
units restarted normally after the thermal protection switch reclosed except for air
conditioner units #6 and #8. These two units needed to be turned off and then on again
in order to run normally.

Graph 4 shows the thermal protection switch average tripping time versus the stall
voltage for each of the tested air conditioner units except for #7 and #9. Each air
conditioner unit had similar linear thermal protection switch tripping time slopes at the
three tested temperatures except for unit # 9, which behaved differently for each of the
three tested temperatures. The thermal protection tripping time was found to be
inversely proportional to the sag voltage, the lower the voltage the longer the thermal
protection switch tripping time. The thermal protection tripping time can be as short as
1.0 second and as long as 20 seconds as shown in graph below. The right end of each
plot is where the unit started stalling (stall threshold) and the left end is where the
contactor opens (contactor dropout voltage).

Thermal Protection Switch Triping Time
20.0 AC#4

18.0 HQ\\
16.0 AC#3 \

14.0 \ —AC#1 ™
5120 \ ~
) \ \ \\
n
<10.0
o AC#&\ \
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E 8.0 \ ~
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6.0 —
4.0 \
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N

0.0
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Stall Voltage (%V)

—AC#1 ——AC#2 —AC#3 —AC#4 ——AC#5 — AC#8

Graph 4 — Thermal Protection Switch Tripping Time

Table 2 indicates the stalling window (between the stall threshold voltage and contactor
dropout voltage). The thermal protection switch (TPS) tripping time for each of the
tested units can be calculated with the trps formula shown below.
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trps =(m*V)+(@
S::liI;thdow |(_80(:NF) St:llilgvr\llmdow (:2‘(’)\1 F) Stillilgvr\:mdow (::,:, F) Slope (m)| Constant ((p)
AC #1 64% 51% 66% 51% 68% 51% 44,0000 35.8667
AC #2 56% 51% 61% 51% 66% 51% .31.2333 245817
AC #3 59% 36% 67% 36% 73% 36% 316667 5.8500
AC #4 62% 51% 67% 51% 75% 51% 49,6667 46,1333
AC #5 57% 51% 62% 51% 67% 46% 27.3333 30.1500
AC #6 59% 46% 64% 41% 68% 41% _47.8718 36.9962
AC #7 57% 51% 61% 51% 67% 51% 68,3333 49,0500
AC #8 64% 46% 67% 56% 69% 51% 227500 20.0442
-67.0000 44.1500 @ 80°F
AC #9 67% 56% 70% 56% 73% 56% -62.3077 | 46.3846 | @ 100°F
-26.0000 22.9000 | @ 115°F
AC #10 none 46% 64% 51% 68% 56% -105.5208 74.7625

Table 2 — Stall Calculation
Contactor Dropout

All the tested air conditioners have a main power contact relay (called the contactor)
that has a 24 VAC coil connected in series with the thermostat contact. All of the
contactors were found to have a quick response time (2 cycles to open/close when
voltage is applied). These units use standard contactors (off the shelf type) which were
not specifically designed for air conditioner use. From the tests, the contactor dropout
voltage varied from about 55% down to 35% as seen in the Graph 5. This means that
when the supply voltage goes below these values (below brown line on the graph
below) the contactor will open tripping off the compressor. While the contactor is
open, the compressor is off, but as soon as it recloses, the air conditioner compressor
stalls when exposed to the delayed recovery type of transient.
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Graph 5 — Contactor Dropout Voltage

Opening the contactor did not prevent the air conditioner units from stalling; it just
delayed it until the supply voltage reaches the contactor threshold voltage. Table 3
indicates the maximum stalling times after the contactor recloses for all of the tested air
conditioner units. This maximum time is when the voltage at the compressor is just

above the contactor dropout voltage.

Contactor Dropout Max. Stall Time After
Voltage (%) Contactor Reclosed (sec.)
A/C #1 Re /22 /10SEER 50% 11.5
A/C #3 Sc/22/10SEER 35% 11.8
AIC #2 Sc/22/12SEER 50% 55
A/C #4 Sc/410A / 13SEER 50% 15.9
A/C #8 Re /22 /10SEER 55% 5.6
A/C #9 Re /22 /10SEER 50% 11.2
AIC #6 Sc /22 / 10SEER 40% 11.4
A/C #6-OC Sc /22 / 10SEER 40% 8.1
A/C #7 Sc/22/12.5SEER 50% 6.4
A/C #5 Sc/410A / 13SEER 50% 8.1
AIC #10 Sc/ 410A / 13SEER 55% 6.6

Table 3 -Stalling Time after Contactor Reclosed
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2.0 OBJECTIVE

SCE and other utilities have had several occurrences of delayed voltage recovery following faults on
the electrical system. Under normal conditions, voltage recovers to normal levels in less than one
second after the fault is cleared. In several cases in the past few years, voltage recovery has been
delayed for over 30 seconds after normal fault clearing in the Valley Substation area. This delayed
voltage recovery is being attributed to stalling of air conditioner units. Testing of air conditioner units
is being conducted to determine how they behave when exposed to various under-voltage conditions.
These test results will help to properly model the electrical system and determine possible solutions to
this problem.

The objective of this testing is to investigate the air conditioner’s response to different under-voltage
transient conditions, especially under the delayed recovery type of transient. SCE has tested ten air
conditioner units typically found in the service territory. The diversity of the tested air conditioner
units included size (tonnage), compressor technology (reciprocating and scroll), refrigerant technology
(R22 and R-410A), vintage (new and old), and efficiency (10 thru 13 SEER) as seen in Table 4. The
test results will help to properly model the electrical system and determine possible solutions to

events.
Condenser
AIC # Mfg Unit Ton Comp. Refrig. SEER Vintage
1 Carrier 38CKS036 3 Re 22 10 New
3 Rheem RAKBO036-JAZ 3 Sc 22 10 New
2 Carrier 38BRG036300 3 Sc 22 12 New
4 Carrier 38TXA036-30 3 Sc 410A 13 New
8 Goodman CLKO048 4 Re 22 10 New
9 Day & Night 5680J048 4 Re 22 10 Used
6 Rheem RABO048-JAZ 4 Sc 22 10 New
6 Rheem (over-charged) RABO048-JAZ 4 Sc 22 10 New
7 Carrier 38TRA-048 4 Sc 22 125 New
5 Coleman AC3B048F1A 4 Sc 410A 13 New
10 Carrier 38TXA060-31 5 Sc 410A 13 New

Table 4 — Tested Air Conditioner Units

The same indoor unit (air handler) was used for all the tests except for the cooling coil, which was
replaced, depending on the system tonnage. Three different cooling coils were used for the three
different systems tonnages (3, 4, and 5-tons). The air handler’s fan speed was adjusted for the three
different system tonnages. Different air conditioner system piping was used for the different
refrigerants.

The test procedures described in section 3.0 were performed for each air conditioner unit. Each unit

test is composed of fifteen sub-tests from which SCE has analyzed the first five. Others are reviewing
the remaining test results.
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An ED[SON INTERNATIONAL Y Company
2.1. Measurements

The air conditioner instrumentation provided four voltages (V1, V2, V3, and V,4) and four
currents (I, Iz, I3, and 14) as noted in Table 5. The voltages and currents were captured at the
condenser unit (outdoor unit). In addition to the voltages and currents required above, the real
power (W) and apparent power (VA) are also computed (see Table 6). The Yokogawa Power
Analyzer can mathematically calculate real, apparent powers and frequency.

Yokogawa
TAG DESCRIPTION MATH EXPRESSION
V: | Input Voltage 1 Trend(C1)
V, | Compressor Motor Running Winding Voltage 3 Trend(C3)
V3 | Capacitor Voltage 5 Trend(C5)
V4 | Compressor Motor Start Winding Voltage 7 Trend(C7)
I | Input Current 2 Trend(C2)
I, | Compressor Motor Running Winding Current 4 Trend(C4)
Is | Fan Motor Current 6 Trend(C6)
I, | Compressor Motor Start Winding Current 8 Trend(C8)

Table 5 - Yokogawa Voltage and Current Points

Yokogawa
Tag Description MATH EXPRESSION
W; | Total Real Power 9 Trend(C1*C2)
W, | Compressor Motor Running Winding Real 11 Trend(C3*C4)
Power
W; | Compressor Motor Start Winding Real Power 13 Trend(C7*C8)

F Frequency 15 Trendf(C1)
VA: | Total Apparent Power 10 Trend(C1)*Trend(C2)
VA, | Compressor Motor Running Winding Apparent 12 Trend(C3)*Trend(C4)

Power
VA; | Compressor Motor Start Apparent Power 14 Trend(C7)*Trend(C8)

Table 6 — Yokogawa Real and Apparent Power Points

All of these voltages, currents, real power, apparent power, and frequency measurements are
synchronized. A macro was created to filter the data and calculate the reactive power (VARS)
and power factor (PF).
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EDISON' Air Conditioner Stalling Effects Study
Air Conditioner Test Report

3.0 AIR CONDITIONER TEST TRANSIENT

This test report is focused mainly on the response of the air conditioner units to three different types of
transients the Long Notch, the Delayed Recovery and Circuit Breaker Clearing type of transients. Other
tests were also performed for the WECC Load Modeling Task Force, which included voltage oscillations,
frequency oscillations, circuit breaker clearing transients with different voltage recoveries, and tests with
the contactor bypassed. The detailed test procedure can be found in APPENDIX # 1.

3.1 Long Notch Type of Transient
The Long Notch type of transient was used to determine both the stalling threshold voltage and the

contactor dropout voltage. This information was later used to implement the other two types of
transients, the Delayed Recovery and the Circuit Breaker Clearing.

Vac =240V
+«— 30 sec.———
Vac = £ V o,
t1 {2
Figure 8

3.2 Delayed Recovery Type of Transient

The Delayed Recovery type of transient was used to determine the air conditioners’ response to a
delayed voltage recovery event in the electrical grid. A 30 second ramp up recovery time was used
because this is similar to the transients observed in our system.

Vac I 240 V ........
Vac=¢V ;
<— 30 sec.—>§
t1 2
Figure 9
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3.3 Circuit Breaker Clearing Type of Transient

The Circuit Breaker Clearing type of transients was used to determine the air conditioners response
to short interruptions caused by the opening and reclosing of circuit breakers. Transients of 3, 6, 9,
and 12 cycles were used because these are the switching times of circuit breakers commonly used on
the SCE electrical system.

Vac =240V

» «——1=3,6,9,12 cycles
1 t2
Figure 10
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40 A/C#1- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three transients. This air
conditioner unit stalled, drawing approximately 48 Amps at 129 VAC, for 21.5 seconds before the thermal
protection switch opened to protect the compressor when exposed to the long notch type of transients.
This air conditioner unit stalled, drawing approximately 62 Amps at 175 VAC, for as long as 12.5 seconds
before the thermal protection switch opened to protect the compressor when exposed to the delayed
recovery type of transients. It stalled, drawing approximately 94 Amps at 235 VAC, for as long as 2.9
seconds before the thermal protection switch opened, when exposed to the circuit breaker clearing type of
transients. Opening the contactor did not help in preventing the compressor from stalling, it just delayed
the stall until the contactor reclosed. The good thing about this air conditioner unit is that it restarted

normally after any stall. The power contactor drop out voltage was 50%.

4.1

4.2

SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Carrier Manufacturer GE
Condenser Unit 38CKS036 Model 5KCP39EGS070S
Evaporator Coil CK3BA036 Voltage (V) 208/230
Size (Tons) 3 Current (I) 14
Compressor Type Reciprocating Power (HP) 0.25
Refrigerant R-22 RPM 1100
SEER 10 FLA (AMPS) 1.4
Condition New
Unit Cost $670.00 CONTACTOR

Manufacturer Product Unlimited

COMPRESSOR Model HN51KC024
Manufacturer Bristol Rating (V) 240/277
Model 739024-1602-00 FLA (AMPS) 30
Type Reciprocating LRA (AMPS) 150
FLA (AMPS) 16 Resistance 40
LRA (AMPS) 82
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer GE
Charge (LBS) 4.6 Model HC98JA046D
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) Capacitance (pF) 45
PMAXLow (PSI)

TEST PARAMETERS
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The test parameters for this unit were not captured. The performance parameter table can be found
in APPENDIX #2 -- Attachment # 1

80°F 100°F 115°F
TINLET (oc) = - -
Touter (°C) - - -
TCOMP. AMB. (oc) - - -
Tcase (°C) - - -
Teas (°C) - - -
Tuia (°C) - - -
RrLow (Kcfm) - - -
PLow (PSI) - - -
Pricn (PSI) - - -
Irunning (A) 14.0 16.0 17.0
Wrunning (W) 3100.0 | 3500.0 | 3800.0
VARRgunninG (VAR) | 1300.0 | 1300.0 | 1300.0

4.3 INRUSH TEST RESULTS

This air conditioner system took approximately 10 cycles to come to normal steady running state,
from which 9 cycles exhibited LOCKED-ROTOR characteristics. The data below was recorded
for the air conditioner system.

Inrush
ViNRusH 233 VAC
liNRUSH 97 A
WinrusH 16,300 W
VARNrusH | 15,700 VAR
t 10 cycles

44  POWER CONTACTOR TEST RESULTS

The power contactor opened at 50% voltage sag. In general, opening the contactor did not prevent
the compressor from stalling; it just delayed the stalling until the contactor reclosed. The
compressor had the following responses right after the contactor reclosed:
¢ Long Notch type of transients
= The compressor stalled, drawing approximately 94 Amps at 233 VAC, right after the
contactor reclosed for as long as 3.0 seconds before the thermal protection switch opened to
protect the compressor.
¢ Delayed Recovery type of transient
= The compressor stalled, drawing approximately 64 Amps at 176 VAC, right after contactor
reclosed for as long as 11.5 seconds before the thermal protection switch opened to protect
the compressor.
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¢ Circuit Breaker Clearing type of transients
= The compressor stalled, drawing approximately 94 Amps at 233 VAC, right after the
contactor reclosed for as long as 2.9 seconds before the thermal protection switch opened to
protect the compressor.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor has the following threshold voltages 60% at 80 °F, 67% at 100 °F and 115 °F
when exposed to the long notch type of transients. Therefore, the stalling windows for this
compressor are the following: 60% to 50% at 80 °F, 67% to 50% at 100 °F, and 67% to 50% at
115 °F. The thermal protection switch opened after each stall to protect the compressor. The
compressor stalled in the stalling window, drawing approximately 48 Amps at 129 VAC, for as
long as 21.5 seconds before the thermal protection switch opened to protect the compressor. If the
power contactor opened and then reclosed, the compressor stalled drawing approximately 94 Amps
at 235 VAC, for as long as 3.0 seconds before the thermal protection opened to protect the
compressor. The following are the detail responses of the compressor for each of the
temperatures:
¢ °At80 °F
=  The compressors stalled, drawing approximately 48 Amps at 129 VAC, for as long as 16.9
seconds before the thermal protection switch opened to protect the compressor.
= |If the power contactor opened and then reclosed, the compressor stalled for as long as 3.0
seconds, drawing approximately 94 Amps at 237 VAC, characteristics before the thermal
protection opened to protect the compressor
¢ At 100 °F.
= The compressor stalled, drawing approximately 48 Amps at 129 VAC, for as long as 21.5
seconds before the thermal protection switch opened to protect the compressor.
= |If the power contactor opened and then reclosed, the compressor stalled for as long as 3.0
seconds, drawing approximately 94 Amps at 235 VAC, before the thermal protection
opened to protect the compressor.
¢ At115°F
= The compressor stalled, drawing approximately 48 Amps at 130 VAC, for as long as 17.9
seconds before the thermal protection switch opened to protect the compressor.
= |If the power contactor opened and then reclosed, the compressor stalled for as long as 3.0
seconds, drawing approximately 94 Amps at 237 VAC, before the thermal protection
switch opened to protect the compressor.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor has the following stall threshold voltages 64% at 80 °F, 65% at 100 °F, and 68%
at 115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
for this compressor are the following: 65% to 50% at 80 °F, 67% to 50% at 100 °F, and 68% to
50% at 115 °F. The thermal protection switch opened after each stall to protect the compressor.
The compressor stalled in the stalling window, drawing approximately 62 Amps at 175 VAC, for
as long as 12.5 seconds before the thermal protection switch opened to protect the compressor. If
the power contactor opened and then reclosed, the compressor stalled, drawing approximately 63
Amps at 178 VAC, for as long as 11.5 seconds before the thermal protection opened to protect the
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compressor. The following are the detail responses of the compressor for each of the
temperatures:
¢ At80°F

= The compressor stalled, drawing approximately 61 Amps at 170 VAC, for as long as 10.9
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 62 Amps at 176 VAC, for as long as 10 seconds before the thermal
protection switch opened to protect the compressor.
¢ At100 °F
= The compressor stalled, drawing approximately 62 Amps at 173 VAC, for as long as 11.6
seconds before thermal protection switch opened to protect the compressor.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 62 Amps at 175 VAC, for as long as 11.0 seconds before the thermal
protection opened to protect the compressor.
¢ At115°F
= The compressor stalled, drawing approximately 62 Amps at 175 VAC, for as long as 12.5
seconds before thermal protection switch opened to protect the compressor .
= |f the power contactor opened and then reclosed, the unit stalled, drawing approximately 63
Amps at 178 VAC, for as long as 11.5 seconds before the thermal protection opened to
protect the compressor.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor has the following threshold voltages 63% at 80 °F, 64% at 100 °F, and 66% at
115 °F when exposed to the circuit breaker clearing type of transients. Therefore, the stalling
windows are the following: 63% to 50% at 80 °F, 64% to 50% at 100 °F, and 66% to 50% at 115
°F. The thermal protection switch opened after each stall to protect the compressor. The
compressor stalled in the stalling window, drawing approximately 94 Amps at 235 VAC, for as
long as 2.8 seconds before the thermal protection switch opened to protect the compressor. If the
power contactor opened and then reclosed, the compressor stalled, drawing approximately 94
Amps at 235 VAC, for as long as 2.8 seconds before the thermal protection opened to protect the
compressor. The following are the detail responses of the compressor for each of the
temperatures:
¢ At80°F
=  The compressor stalled, drawing approximately 95 Amps at 235 VAC, for as long as 2.8
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 94 Amps at 235 VAC, for as long as 2.8 seconds before the thermal
protection switch opened to protect the compressor.
¢ At100 °F
= The compressor stalled, drawing approximately 94 Amps at 234 VAC, for as long as 2.8
seconds before the thermal protection switch opened to protect the compressor.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 94 Amps at 235 VAC, for as long as 2.9 seconds before the thermal
protection switch opened to protect the compressor.
¢ At115°F
= The compressor stalled, drawing approximately 94 Amps at 235 VAC, for as long as 2.9
seconds before the thermal protection switch opened to protect the compressor.
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= |f the power contactor opened and then reclosed, the unit stalled, drawing approximately 94
Amps at 235 VAC, for as long as 2.8 seconds before the thermal protection switch opened
to protect the compressor.
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5.0 A/C#2- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to the long notch and delayed recovery
type of transients. This compressor stalled, drawing approximately 47 Amps at 127 VAC, for as long as
20.2 seconds before the thermal protection switch opened to protect the compressor, when exposed to the
long notch type of transients. This compressor stalled, drawing approximately 56 Amps at 152 VAC, for
as long as 7.7 seconds before the thermal protection switch opened to protect the compressor, when
exposed to the delayed recovery type of transients. This compressor did not stalled when exposed to the
circuit breaker clearing type of transients; therefore, this unit is not sensitive to circuit breaker clearing
type of transients except when they go below the contactor dropout voltage. Opening the contactor did
not help to prevent the compressor from stalling, it just delayed stalling except for the long notch type of
transient where it did not stall at all. The good thing about this air conditioner unit is that it restarts
normally after any stall. The power contactor drop out voltage is 50%.

5.1  SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Carrier Manufacturer GE
Condenser Unit 38BRG036300 Model 5KCP39GFSS166S
Evaporator Coil CK3BA036 Voltage (V) 208/230
Size (Tons) 3 Current (1) 0.95
Compressor Type Scroll Power (HP) 0.2
Refrigerant R-22 RPM 825
SEER 12 FLA (AMPS) 1.1
Condition New
Unit Cost $1,068.00 CONTACTOR

Manufacturer Product Unlimited

COMPRESSOR Model HN51KC024
Manufacturer Copeland Rating (V) 240/277
Model ZR34K3-PFV-130 FLA (AMPS) 30
Type Scroll LRA (AMPS) 150
FLA (AMPS) 17.6 Resistance 40
LRA (AMPS) 88
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer Aurora
Charge (LBS) 6.5 Model PRCD 5575
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) 398.8 Capacitance (uF) 75
PMAXLow (PSl) 290

52  TEST PARAMETERS
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This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tiner (°C) 226 | 231 | 229
ToutLer (°C) 10.9 11.8 12.5
Tcowmp. ame. (°C) 27.4 39.2 47.0
Tease (°C) 78.0 | 89.9 | 100.7
Teas (°C) - - -
Tua (°C) - - -
ReLow (Kcfm) 1.3 1.6 14
PLow (PSI) 540 | 663 | 726
Phicx (PSI) 199.4 | 2616 | 3175
Irunning (A) 12.0 15.0 17.0
Wrunning (W) 2608.0 | 3164.0 | 3884.0
VARgynning (VAR) 823.0 | 850.0 | 888.0

A more detail performance parameter table can be found in APPENDIX #2 -- Attachment # 2

5.3 INRUSH TEST RESULTS

This air conditioner unit took approximately 14 cycles to come to normal running state. The data
below was recorded for the whole air conditioner system.

Inrush
ViNRUSH 227 VAC
liNrRUSH 99 A
W iNruSH 16,000 W
VARNrusH | 15,700 VAR
t 14 cycles

54  POWER CONTACTOR TEST RESULTS

The power contactor opened at 50% voltage sag. In general, opening the contactor did not prevent
the compressor from stalling; it just delayed the stalling until the contactor reclosed except when
exposed to long notch type of transients. The compressor had the following responses right after
the contactor reclosed:

¢ Long notch type of transients

= The compressor never stalled after the power contactor reclosed.
¢ Delayed Recovery type of transient
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= The compressor stalled, drawing approximately 61 Amps at 165 VAC, right after the
contactor reclosed for as long as 5.5 seconds before the thermal protection switch opened to
protect the compressor.
¢ Circuit Breaker Clearing type of transients
= The compressor stalled, drawing approximately 90 Amps at 228 VAC, right after the
contactor reclosed for as long as 0.3 seconds before resuming the normal running mode.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This unit has the following threshold voltages 58% at 80 °F, 63% at 100 °F, and 68% at 115 °F
when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 58% to 50% at 80 °F, 63% to 50% at 100 °F, and 68% to 50% at 115 °F. The thermal
protection switch opened after each stall to protect the unit. The unit stalled in the stalling
window, drawing approximately 47 Amps at 127 VAC, for as long as 20.2 seconds before the
thermal protection switch opened to protect the unit. If the power contactor opened and then
reclosed, the compressor would return to the normal running mode. The following are the details
for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 47 Amps at 127 VAC, for as long as 20.2
seconds before the thermal protection switch opens to protect the compressor.
= |f the power contactor opened and reclosed, the compressor resumed normal running mode.
¢ At100 °F
= The compressor stalled, drawing approximately 47 Amps at 127 VAC, for as long as 17.0
seconds before the thermal protection switch opened to protect the compressor.
= If the power contactor opened and then reclosed, the compressor resumed the normal
running mode.
¢ At115°F
= The compressor stalled, drawing approximately 47 Amps at 127 VAC, for as long as 14.7
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor resumed the normal
running mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This unit has the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at 115 °F
when exposed to the delayed recovery type of transient. Therefore, the stalling windows are the
following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 65% to 50% at 115 °F. The thermal
protection switch opened after each stall to protect the unit. The compressor stalled in the stalling
window, drawing approximately 56 Amps at 152 VAC, for as long as 7.7 seconds before the
thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor stalled, drawing approximately 61 Amps at 165 VAC, for as long as
5.5 seconds before the thermal protection switch opened to protect it. The following are the details
for each of the temperatures:
¢ At80°F

= The compressor stalled, drawing approximately 55 Amps at 148 VAC, for as long as 6.9

seconds before the thermal protection switch opened to protect the compressor.
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= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 59 Amps at 160 VAC, for as long as 5.2 seconds before the thermal
protection opened to protect the compressor.
¢ At100 °F
= The compressor stalled, drawing approximately 56 Amps at 152 VAC, for as long as 7.7
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 60 Amps at 161 VAC, for as long as 5.4 seconds before the thermal
protection switch opened to protect the compressor.
¢ At115°F
=  The compressor stalled, drawing approximately 56 Amps at 154 VAC, for as long as 7.6
seconds before the thermal protection switch opened to protect the compressor.
= If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 61 Amps at 165 VAC, for as long as 5.5 seconds before the thermal
protection switch opened to protect the compressor.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS
This unit did not stall when exposed to the Circuit Breaker Clearing type of transients except

when the contactor opened. Then it stalled when the contactor reclosed, drawing approximately 90
Amps at 228 VAC,
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6.0 A/C#3- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three test transients. This
compressor stalled, drawing approximately 57 Amps at 138 VAC, for as long as 13.5 seconds before the
thermal protection switch opened to protect the compressor, when exposed to the long notch type of
transients in the stalling window. It stalled, drawing approximately 62 Amps at 156 VAC, for as long as
14.2 seconds before the thermal protection switch opened to protect the compressor, when exposed to the
delayed recovery type of transients. It stalled, drawing approximately 101 Amps at 227 VAC, for as long
as 0.5 seconds then unit restart normally or went into NO-LOAD condition, when exposed to circuit
breaker clearing type of transients. Opening the contactor did not help to prevent the compressor from
stalling, it just delayed it. If the power contactor opened and then reclosed, the compressor stalled for as
long as 12.7 seconds before the thermal protection switch opened to protect it except when exposed to the
long notch type of transients where it returned to normal running mode. If the unit did not restart
normally or went into the NO-LOAD condition, then the compressor needed to be turned off and then on
again in order to restart normally. At the NO-LOAD condition, the compressor consumed %2 of the
normal running power but without producing any cooling. At high temperatures, the compressor is
sensitive to the circuit breaker clearing type of transients where most of the tests end up in the NO-LOAD
condition. The power contactor drop out voltage is 35%.

6.1 SYSTEM SPECIFICATIONS
The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Rheem Manufacturer Emerson
Condenser Unit RAKBO036-JAZ Model K55HXKYH-9836
Evaporator Coil CK3BA036 Voltage (V) 208/230
Size (Tons) 3 Current (I) 1.3
Compressor Type Scroll Power (HP) 0.2
Refrigerant R-22 RPM 1075
SEER 10 FLA (AMPS) 1.3
Condition New
Unit Cost $925.00 CONTACTOR

Manufacturer Cutler-Hammer

COMPRESSOR Model C25CNY3T
Manufacturer Copeland Rating (V) 240/277
Model ZR36X3-PFV-230 FLA (AMPS) 25
Type Scroll LRA (AMPS) 150
FLA (AMPS) 19 Resistance 30
LRA (AMPS) 95
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer Digital Tech
Charge (LBS) 49 Model 43-101665-14
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) 398.8 Capacitance (pF) 50
PMAXLow (PSI) 290

6.2 TEST PARAMETERS
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This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tincer (°C) 225 | 237 | 247
ToutLer (°C) 9.1 11.0 12.9
Tcomp. ams. (°C) 26.3 | 385 | 46.7
Tecase (°C) 67.4 | 822 | 925
Teas (°C) - - -
Tua (°C) - - -
RrLow (Kcfm) 1.4 1.3 1.3
PLow (PSI) 62.8 | 68.1 | 359.6
Phicx (PSI) 2246 | 3002 | 73.7
Irunning (A) 14.0 17.0 20.0
Wrunning (W) 3152.0| 3911.0 | 4583.0
VARgunninG (VAR) |1200.0| 1250.0 | 1348.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
# 3.

6.3 INRUSH TEST RESULTS

This air conditioner unit took approximately 13 cycles to come to the normal steady running state.
The data below was recorded for the whole air conditioner system.

Inrush
ViNRUSH 226 VAC
IInrRUSH 106 A
WinRruSH 17,200 W
VARNrusH | 16,800 VAR
t 13 cycles

6.4 POWER CONTACTOR TEST RESULTS

The power contactor opened with a 35% voltage sag. The compressor, at times, goes into a NO-
LOAD condition. The compressor had the following responses right after the contactor reclosed:
¢ Long notch type of transient
= The compressor never stalled after the power contactor reclosed.
¢ Delayed Recovery type of transient
= The compressor stalled, drawing approximately 62 Amps at 154 VAC, for as long as 13
seconds before the thermal protection switch opened to protect the compressor.
¢ Circuit Breaker Clearing type of transient
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= At times the compressor stalled, drawing approximately 102 Amps at 226 VAC, for less
than 0.4 seconds right after the power contactor reclosed then return to the normal running
mode.

= At times the compressor stalled, drawing approximately 101 Amps at 227 VAC, for less
than 0.4 seconds right after the power contactor reclosed then went into a NO-LOAD
condition.

= At times the compressor stalled, drawing approximately 102 Amps at 226 VAC, for less
than 1 second right after the power contactor reclosed causing the thermal protection switch
to open to protect the compressor. The compressor did not go into a NO-LOAD condition.

= At times the compressor returned to the normal running mode after the contactor reclosed.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This unit has the following threshold voltages 60% at 80 °F, 65% at 100 °F, and 70% at 115 °F
when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 60% to 35% at 80 °F, 65% to 35% at 100 °F, and 70% to 35% at 115 °F. The thermal
protection switch opened to protect the compressor. The compressor did not always restarted
normally after the thermal protection switch reclosed and at times it went into the NO-LOAD
condition. The compressor needed to be turned off and then on again in order to restart normally.
The unit stalled in the stalling window, drawing approximately 57 Amps at 138 VAC, for as long
as 13.5 seconds before the thermal protection switch opened to protect the compressor. Sometimes
the compressor stalled, drawing approximately 46 Amps at 114 VAC, for the complete transient
period without opening the thermal protection switch. If the power contactor opened and then
reclosed, the compressor returned to the normal running mode. The following are the details for
each of the temperatures:
¢ At80°F
= At times the compressor stalled, drawing approximately 57 Amps at 138 VAC, for as long
as 13.5 seconds before the thermal protection switch opened to protect the compressor.
= At times the compressor stalled, drawing approximately 61 Amps at 126 VAC through the
complete transient period and then the thermal protection switch opened when the voltage
returned to normal at the end of the transient. The unit did not restart normally.
= At times it stalled, drawing approximately 46 Amps at 114 VAC, for the complete transient
period and then returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.
¢ At100 °F
= At times the compressor stalled, drawing approximately 57 Amps at 138 VAC, for as long
as 13.1 seconds before the thermal protection switch opened to protect the compressor.
= At times, the compressor stalled, drawing approximately 51 Amps at 125 VAC, for as long
as 1.1 seconds and then went into the NO-LOAD condition.
= At times the compressor stalled, drawing approximately 46 Amps at 115 VAC through the
complete transient period and the returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.
¢ At115°F
= At times the compressor stalled, drawing approximately 61 Amps at 149 VAC, for as long
as 6.5 seconds before the thermal protection switch opened. When the thermal switch
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reclosed the unit stalled for a second time for as long as 4.6 seconds before the thermal
protection switch opened again to protect the compressor.

= At times the compressor stalled, drawing approximately 45 Amps at 114 VAC, for the
transient period and then returned to the normal running mode.

= |If the power contactor opened and then reclosed, the unit returned to the normal running
mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor has the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
are the following: 55% to 35% at 80 °F, 60% to 35% at 100 °F, and 65% to 35% at 115 °F. The
thermal protection switch opened after each stall to protect the compressor. The compressor
stalled in the stalling window, drawing approximately 62 Amps at 156 VAC, for as long as 14.2
seconds before the thermal protection switch opened to protect the compressor. If the power
contactor opened and then reclosed, the compressor stalled, drawing approximately 63 Amps at
157 VAC, for as long as 9.1 seconds before the thermal protection switch opened to protect the
compressor. Opening the contactor did not help in preventing the compressor from stalling, it just
delayed it. In general, the unit restarted normally after any stalling except in one case where it
went into the NO-LOAD condition. The following are the details for each of the temperatures:

¢ At80°F

= The compressor stalled, drawing approximately 62 Amps at 156 VAC, for as long as 14.2
seconds before the thermal protection switch opened to protect the compressor.

= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 63 Amps at 157 VAC, for as long as 9.1 seconds before the thermal
protection switch opened to protect the compressor.

¢ At100 °F

= The compressor stalled, drawing approximately 61 Amps at 153 VAC, for as long as 12.2
seconds before the thermal protection switch opened to protect the compressor.

* In one test, the compressor stalled, drawing approximately 57 Amps at 137 VAC, for as
long as 0.8 seconds before the thermal protection switch opened. When the thermal
protection switch closed, the unit went into NO-LOAD condition.

¢ At115°F

= The compressor stalled, drawing approximately 60 Amps at 154 VAC, for as long as 12.9
seconds before the thermal protection switch opened to protect the compressor.

= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 63 Amps at 159 VAC, for as long as 8.8 seconds before the thermal
protection opened to protect the compressor.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This unit had the following threshold voltages 50% at 80 °F, 60% at 100 °F, and 65% at 115 °F
when exposed to the circuit breaker clearing type of transients. Therefore, the stalling windows
are the following: 50% to 35% at 80 °F, 60% to 35% at 100 °F, and 65% to 35% at 115 °F. The
thermal protection switch rarely opened after stalling to protect the compressor. The unit stalled in
the stalling window, drawing approximately 101 Amps at 227 VAC, for as long as 0.5 seconds
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before return to the normal running state or the NO-LOAD condition. If the power contactor
opened and then reclosed the compressor stalled, drawing approximately 102 Amps at 227 VAC,
long as 0.5 seconds. Then it either resumed the normal running state or went into the NO-LOAD
condition. Opening the contactor did not prevent the compressor from stalling, it just delayed it.
The following are the details for each of the temperatures:

¢ At80°F

The compressor stalled, drawing approximately 101 Amps at 227 VAC, for as long as 0.5
seconds before it returned to the normal running mode.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 102 Amps at 227 VAC, for as long as 0.5 seconds. Then it either the
thermal protection switch opened or it went into the NO-LOAD condition. In both cases,
the compressor did not restart normally.

¢ At100 °F

At times the compressor stalled, drawing approximately 102 Amps at 226 VAC, for as long
as 0.5 seconds before it returned to the normal running state.
At times the compressor stalled, drawing approximately 103 Amps at 227 VAC, for as long
as 0.4 seconds before it went into the NO-LOAD condition.
If the power contactor opens and then recloses, the unit stalled for as long as 0.3 seconds ,
drawing approximately 101 Amps at 226 VAC. It then went into the NO-LOAD condition.

¢ At115°F

Usually the compressor stalled, drawing approximately 102 Amps at 226 VAC, for as long
as 0.5 seconds and then went into the NO-LOAD condition.

At times the unit stalled, drawing approximately 102 Amps at 226 VAC, for as long as 0.5
seconds before it returned to the normal running mode.

If the power contactor opened and then reclosed, the compressor stalled for as long as 0.4
seconds, drawing approximately 103 Amps at 227 VAC. Then either the unit returned to
the normal running state or it went into the NO-LOAD condition.
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7.0 A/C#4- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three test transients. When
exposed to the long notch type of transients in the stalling window, this compressor stalled, drawing
approximately 44 Amps at 140 VAC, for as long as 28.2 seconds before the thermal protection switch
opened to protect the compressor but sometimes it stalled for the complete 30 second transient period
without opening the thermal protection switch. At times, the compressor stalled for a short period of time
(1.0 second) then went into the NO-LOAD condition. The compressor stalled, drawing approximately 60
Amps at 195 VAC, for as long as 19.6 seconds before the thermal protection switch opened to protect the
compressor, when exposed to the delayed recovery type of transient. It stalled, drawing approximately 82
Amps at 229 VAC, for as long as 0.5 seconds then the compressor either returned to normal running mode
or went into the NO-LOAD condition, when exposed to the circuit breaker clearing type of transients. In
general, opening the contactor did not prevent the compressor from stalling; it just delayed it except when
exposed to the long notch transient where it resumed normal running mode. If the power contactor
opened and then reclosed, the compressor stalled for as long as 21.0 seconds before the thermal protection
switch opened to protect it except when exposed to the long notch type of transients where it resumed the
normal running mode. When the contactor opened under the circuit breaker clearing type of transients,
the compressor stalled for as long as 0.5 second then usually went into the NO-LOAD condition. If the
unit did not restart normally or went into the NO-LOAD condition, then the compressor needed to be
turned off and then on again in order to restart normally. The compressor in the NO-LOAD condition
consumed % of the normal running power but without producing any work (cooling). At high
temperatures, the compressor is more sensitive to the circuit breaker clearing type of transients where
most of the tests end up in the NO-LOAD condition. The power contactor drop out voltage is 55%.

7.1  SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:
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MAIN SYSTEM FAN MOTOR
Manufacturer Carrier Manufacturer GE
Condenser Unit 38TXA036-30 Model 5KCP39GF
Evaporator Coil CK3BA036 Voltage (V) 208/230
Size (Tons) 3 Current (I) 0.95
Compressor Type Scroll Power (HP) 0.2
Refrigerant R-410A RPM 825
SEER 13 FLA (AMPS) 1.1
Condition New
Unit Cost $1,687.00 CONTACTOR
Manufacturer Product Unlimited
COMPRESSOR Model HN51KC024
Manufacturer Copeland Rating (V) 240/277
Model ZP31K5-PFV-130 FLA (AMPS) 30
Type Scroll LRA (AMPS) 160
FLA (AMPS) 16.7 Resistance 40
LRA (AMPS) 79
Phase 1 CAPACITOR
Refrigerant R410A Manufacturer GE
Charge (LBS) 6.88 Model 97F9969
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) 623.7 Capacitance (uF) 45
PMAXLow (PSI) 406.1

7.2  TEST PARAMETERS

This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tineer (°C) 224 229 22.9
TourLer (°C) 10.8 10.9 12.1
Tcowmp. ams. (°C) 27.8 39.0 47.8
Tease (°C) 89.5 | 948 | 108.7
Teas (°C) - - -
Tua (°C) - - -
RrLow (Kcfm) 1.6 1.2 1.2
PLow (PSI) 106.9 | 117.8 | 127.1
Puicn (PSI) 351.9 | 4715 | 579.4
Irunning (A) 12.0 15.0 18.0
Wrunning (W) 2763.0| 3507.0 | 4272.0
VARRgunning (VAR) | 647.0 | 700.0 | 846.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
#4.

7.3 INRUSH TEST RESULTS
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It would take approximately 14 cycles to come to the normal steady running state. The data below
was recorded for the whole air conditioner system.

Inrush
VINRUSH 228 VAC
IInrRUSH 84 A
W NRUSH 14,400 W
VARNrusH | 13,100 VAR
t 14 cycles

POWER CONTACTOR TEST RESULTS

The power contactor opened with a 50% voltage sag. In one instance, the unit did not restart
normally and needed to be turned off and then on again in order to return to the normal running
mode. The compressor had the following responses right after contactor reclosed:
¢ Long notch type of transient
= Never stalled after power contactor reclosed.
¢ Delayed Recovery type of transient
=  The compressor stalled, drawing approximately 62 Amps at 202 VAC, right after contactor
reclosed for as long as 15.9 seconds before the thermal protection switch opened to protect
the compressor.
= Restarted normally after thermal protection switch reclosed except for one case where it did
not restart normally and needed to be turned off and then on again in order to return to the
normal running state.
¢ Circuit Breaker Clearing type of transient
= At80°F
o0 The compressor stalled, drawing approximately 84 Amps at 229 VAC, right after the
contactor reclosed for as long as 1.4 seconds before it returned to the normal running
mode.
= At 100 °F
0 At times the compressor stalled, drawing approximately 85 Amps at 229 VAC right
after the contactor reclosed for as long as 0.4 seconds before it went into the NO-
LOAD condition.
0 At times the compressor returned to the normal running mode.
= At115°F
0 At times the compressor stalled, drawing approximately 83 Amps at 229 VAC right
after the contactor reclosed for as long as 0.4 seconds before it went into the NO-
LOAD condition.
0 At times the compressor returned to the normal running mode.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor has the following threshold voltages 62% at 80 °F, 68% at 100 °F, and 75% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
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following: 62% to 50% at 80 °F, 68% to 50% at 100 °F, and 75% to 50% at 115 °F. The thermal
protection switch opens to protect the compressor. The unit stalled in the stalling window,
drawing approximately 44 Amps at 140 VAC, for as long as 28.2 seconds before the thermal
protection switch opened to protect the compressor. At times, it also stalled for as long as 0.9
seconds before it went into the NO-LOAD condition. In this condition, the compressor will never
restart normally, it will always consume ¥ the normal running power but without producing any
work (no cooling). If the power contactor opened and then reclosed the compressor did not return
to the normal running state. The compressor needed to be turned off and then on again in order to
restart normally. The following are the details for each of the temperatures:
¢ At80°F
= At times the compressor stalled, drawing approximately 42 Amps at 128 VAC, for the
complete transient period and then returned to the normal running state.
= At times the compressor stalled, drawing approximately 44 Amps at 140 VAC, for as long
as 28.2 seconds before the thermal protection switch opened to protect the compressor.
The compressor did not restart normally.
= |f the power contactor opened and then reclosed, the compressor returned to normal
running mode.
¢ At100 °F
= At times the compressor stalled, drawing approximately 51 Amps at 159 VAC, for as long
as 0.9 seconds then went into the NO-LOAD condition.
= At times the compressor stalled, drawing approximately 51 Amps at 151 VAC, for as long
as 23.8 seconds before the thermal protection switch opened to protect the compressor.
= At times the compressor stalled, drawing approximately 41 Amps at 126 VAC, for the
complete transient period without opening the thermal protection switch.
= |If the power contactor opened and then reclosed, the compressor returned to normal
running mode.
¢ At115°F
= At times the compressor stalled, drawing approximately 56 Amps at 174 VAC, for as long
as 1.0 second and then went into the NO-LOAD condition.
= At times the compressor stalled, drawing approximately 49 Amps at 151 VAC, for as long
as 16.5 seconds before the thermal protection switch opened to protect the compressor.
= At times the compressor stalled, drawing approximately 40 Amps at 128 VAC, for the
complete transient period without opening the thermal protection switch.
= |If the power contactor opened and then reclosed the unit returned to the normal running
state.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 60% at 80 °F, 65% at 100 °F, and 75% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
are the following: 60% to 50% at 80 °F, 65% to 50% at 100 °F, and 75% to 50% at 115 °F. The
thermal protection switch opened after each stall to protect the compressor. The unit stalled in the
stalling window, drawing approximately 60 Amps at 195 VAC, for as long as 19.6 seconds before
the thermal protection switch opened to protect the compressor. At high temperatures, this
compressor at times did not restarted normally after the thermal protection switch reclosed. It
needed to be turned off and then on again in order to restart normally. If the power contactor
opened and then reclosed, the compressor stalled, drawing approximately 62 Amps at 200 VAC,
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for as long as 15.9 seconds before the thermal protection switch opened to protect the compressor.
The following are the details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 58 Amps at 186 VAC, for as long as 16.8
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 58 Amps at 185 VAC, for as long as 13.2 seconds before the thermal
protection switch opened to protect the compressor. The compressor did not restart
normally.
¢ At100 °F
= The compressor stalled, drawing approximately 60 Amps at 195 VAC, for as long as 19.6
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 61 Amps at 194 VAC, for as long as 13.4 seconds before the thermal
protection switch opened to protect the compressor.
¢ At115°F
= At times the compressor stalled, drawing approximately 59 Amps at 193 VAC, for as long
as 18.4 seconds before the thermal protection switch opened to protect the compressor.
= At times the compressor stalled, drawing approximately 60 Amps at 191 VAC, for as long
as 16.9 seconds before the thermal protection switch opened to protect the compressor.
The compressor did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 62 Amps at 200 VAC, for as long as 15.9 seconds before the thermal
protection switch opened to protect the compressor.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 65% at 100 °F, and 70% at
115 °F when exposed to the Circuit Breaker Clearing type of transients. Therefore, the stalling
windows are the following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 70% to 50% at 115
°F. At times the thermal protection switch opened after stalling to protect the compressor. The
unit stalled in the stalling window, drawing approximately 82 Amps at 229 VAC, for as long as 0.5
seconds before it either returned to the normal running state or it went into the NO-LOAD
condition. If the power contactor opened and then reclosed, the compressor stalled for as long as
1.4 seconds drawing approximately 84 Amps at 229 VAC then either resumed the normal running
state or went into the NO-LOAD condition. The following are the details for each of the
temperatures:
¢ At80°F
= The compressor did not stall in the 3 and 6 cycle tests.
= At times the compressor stalled, drawing approximately 82 Amps at 229 VAC, for as long
as 0.5 seconds before it returned to the normal running mode.
= At times the compressor stalled, drawing approximately 82 Amps at 229 VAC, for as long
as 0.3 seconds before the thermal protection switch opened to protect the compressor. The
compressor did not restart normally.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 84 Amps at 229 VAC, for as long as 1.4 seconds before it returned to the
normal running state.

Page 38 of 106 pages



SOUTHERN CALIFORMNIA

Air Conditioner Stalling Effects Study
Air Conditioner Test Report

¢ At100 °F

The compressor stalled, drawing approximately 84 Amps at 229 VAC, for as long as 0.4
seconds and then went into the NO-LOAD condition.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 85 Amps at 229 VAC, for as long as 0.3 seconds. At times it went into the
NO-LOAD condition but at other times it returned to the normal running mode.

¢ At115°F

Usually the compressor stalled, drawing approximately 80 Amps at 229 VAC, for as long
as 0.4 seconds and then went into the NO-LOAD condition.

At times the compressor stalled, drawing approximately 81 Amps at 229 VAC, for as long
as 0.5 seconds before it returned to the normal running state

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 83 Amps at 229 VAC, for as long as 0.4 seconds before it returned to the
normal running mode.
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8.0 A/C#5- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients.
When exposed to the long notch type of transients in the stalling window, this compressor stalled, drawing
approximately 81 Amps at 135 VAC, for as long as 26.0 seconds before the thermal protection switch
opened to protect the compressor for as long as 30.0 seconds (drawing approximately 73 Amps at 124
VAC) before resuming the normal running mode. The compressor did not restart normally after the
thermal protection switch opened and needed to be turned off and then on again in order to resume the
normal running mode. The compressor stalled, drawing approximately 99 Amps at 172 VAC, for as long
as 15.9 seconds before returning to the normal running mode, when exposed to the delayed recovery type
of transients in the stalling window. The compressor stalled, drawing approximately 87 Amps at 145
VAC, for the complete 30 second transient time before going into the IDLE condition, when exposed to
the circuit breaker clearing type of transients in the stalling window. When the contactor opened under
the delayed recovery type of transients and then reclosed, the compressor stalled, drawing approximately
115 Amps at 193 VAC, for as long as 8.1 seconds before returning to the normal running mode. In
general, opening the contactor did not help prevent the compressor from stalling; it just delayed the stall.
If the unit did not restart normally or went into the IDLE condition, then the compressor needed to be
turned off and then on again in order to return to the normal running mode. The compressor in the IDLE
condition consumed the same power as with normal running but without producing any work (cooling).
The compressor was more prone to go into the IDLE condition when it stalled during the circuit breaker
clearing type of transients.

8.1  SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:
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Manufacturer Coleman Manufacturer Motor Division
Condenser Unit AC3B048F1A Model K55HXKWQ-9803
Evaporator Coil CK3BA048 Voltage (V) 208/230
Size (Tons) 4 Current (1) 1.5
Compressor Type Scroll Power (HP) 0.25
Refrigerant R-410A RPM 850
SEER 13 FLA (AMPS) 1.5
Condition New
Unit Cost $1,630.00 CONTACTOR

Manufacturer GE

COMPRESSOR Model CR453CE3HBLAY

Manufacturer Benchmark Rating (V) 240/277
Model H83R413ABCA FLA (AMPS) 40
Type Scroll LRA (AMPS) 180
FLA (AMPS) 21.1 Resistance 50
LRA (AMPS) 150
Phase 1 CAPACITOR
Refrigerant R410A Manufacturer CsC
Charge (LBS) 8.75 Model 328P7005H37P37A5X
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) - Capacitance (uF) 70
PMAXLow (PSl)

8.2  TEST PARAMETERS

This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tincer (°C) 220 | 232 | 232
ToutLer (°C) 94 11.2 12.2
Tcowmp. ame. (°C) 26.7 | 381 | 46.2
Tcase (°C) 71.8 | 889 | 107.1
Teas (°C) - - -
Tua (°C) - - -
RrLow (Kcfm) 1.7 1.5 1.5
PLow (PSI) 105.9 | 116.5 | 123.9
Phign (PSI) 353.5 | 474.7 | 693.6
Irunnin (A) 17.0 | 220 26.0
Wrunning (W) 4030.0| 5047.0 | 6106.0
VARRrunninG (VAR) [1100.0| 1225.0 | 1443.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
#5.

8.3  INRUSH TEST RESULTS\
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It would take approximately 13 cycles to come to the normal steady running state. The data below
was recorded for the whole air conditioner system.

Inrush
VINRUSH 221 VAC
IInrRUSH 148 A
W NRUSH 22,000 W
VARNrusH | 24,200 VAR
t 13 cycles

POWER CONTACTOR TEST RESULTS

The power contactor opened at 50% voltage sag. The compressor had the following responses
right after contactor reclosed:

¢ Long notch type of transient
= At 80 °F and 100 °F, the compressor restarted normally after the contactor reclosed.
= At 115 °F, the compressor stalled, drawing approximately 146 Amps at 223 VAC, for as
long as 2 seconds after the contacts reclosed before returned to the normal running state.
¢ Delayed Recovery type of transient
= The compressor stalled, drawing approximately 116 Amps at 193 VAC, right after the
contactor reclosed for as long as 8.1 seconds before it returned to the normal running
condition.
¢ Circuit Breaker Clearing type of transient
= At80°F
0 At times the compressor went into the IDLE condition.
0 At times the compressor returned to the normal running mode.
= At 100 °F
o At times the compressor stalled, drawing approximately 141 Amps at 221 VAC, for 2.0
seconds right after the power contactor reclosed before the thermal protection switch
open to protect the compressor.
0 At times the compressor returned to the normal running mode.
= At115°F
0 The compressor stalled for a couple of cycles right after the power contactor reclosed
and then went into the IDLE condition.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 58% at 80 °F, 63% at 100 °F, and 70% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 58% to 50% at 80 °F, 63% to 50% at 100 °F, and 70% to 50% at 115 °F. The thermal
protection switch opened to protect the compressor but not always after the unit stalled. The
compressor did not always restart normally after the thermal protection switch reclosed and needed
to be turned off and then on again in order to restart normally. The compressor stalled in the
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stalling window, drawing approximately 81 Amps at 135 VAC, for as long as 26.0 seconds before
the thermal protection switch opened to protect the compressor and at times stalled for the
complete transient period (30 seconds drawing approximately 73 Amps at 124 VAC) without
opening the thermal protection switch. If the power contactor opened and then reclosed, the
compressor returned to the normal running mode. The following are the details for each of the
temperatures:
¢ At80°F
= At times the compressor stalled, drawing approximately 143 Amps at 224 VAC, for as long
as 6.6 seconds before the thermal protection switch opened to protect the compressor.
= At times the compressor stalled, drawing approximately 73 Amps at 124 VAC, for the
complete transient period without opening the thermal protection switch.
= |f the power contactor opened and then reclosed, the unit returned to normal running mode.
¢ At100 °F
= At times the compressor stalled, drawing approximately 81 Amps at 135 VAC, for as long
as 26.0 seconds before the thermal protection switch opened to protect the compressor.
The unit did not restart normally.
= At times the compressor stalled, drawing approximately 74 Amps at 124 VAC, for the
complete transient period without opening the thermal protection switch.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.
¢ At115°F
= At times the compressor stalled, drawing approximately 78 Amps at 135 VAC, for as long
as 19.6 seconds before the thermal protection switch opened to protect the compressor.
The unit did not restart normally.
= At times the compressor stalled, drawing approximately 75 Amps at 123 VAC, for the
complete transient period without opening the thermal protection switch.
= |If the power contactor opened and then reclosed, the unit returned to the normal running
mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
are the following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 65% to 50% at 115 °F. The
thermal protection switch opened to protect the compressor after stalling except when the
compressor stalled right after the contactor reclosed. The compressor stalled in the stalling
window, drawing approximately 99 Amps at 172 VAC, for as long as 15.9 seconds before the
thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor stalled, drawing approximately 115 Amps at 193 VAC, for as long
as 8.1 seconds before returned to normal running mode. Opening the contactor did not help in
preventing the compressor from stalling, it just delayed it until the contactor reclosed. The
following are the details for each of the temperatures:
¢ At80°F

= The compressor stalled, drawing approximately 101 Amps at 172 VAC, for as long as 14.6

seconds before the thermal protection switch opened to protect the compressor.
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If the power contactor opened and then reclosed, The compressor stalled, drawing
approximately 108 Amps at 180 VAC, for as long as 6.8 seconds before it returned to the
normal running mode.

¢ At100 °F

The compressor stalled, drawing approximately 101 Amps at 174 VAC, for as long as 15.1
seconds before the thermal protection switch opened to protect the unit.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 108 Amps at 180 VAC, for as long as 6.8 seconds before it returned to the
normal running mode.

¢ Atl1l5°F

The compressor stalled, drawing approximately 99 Amps at 172 VAC, for as long as 15.9
seconds before the thermal protection switch opened to protect the unit.

If the power contactor opened and then reclosed, the compressor stalled for as long as 8.1
seconds, drawing approximately 115 Amps at 193 VAC, before it returned to the normal
running mode.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages at 80 °F, 60% at 100 °F, and 65% at 115 °F
when exposed to the Circuit Breaker Clearing type of transients. Therefore, the stalling windows
are the following: 60% to 50% at 100 °F, and 65% to 50% at 115 °F. The thermal protection
switch never opened after stalling to protect the compressor. The compressor stalled in the stalling
window, drawing approximately 87 Amps at 145 VAC, for the complete transient time then went
into the IDLE condition, except at 80 °F where it did not stall. If the power contactor opened and
then reclosed, the compressor usually went into the IDLE condition and at times returned to the
normal running state. The following are the details for each of the temperatures:

¢ At80°F

The compressor did not stall in the stalling window.
If the power contactor opened and then reclosed, the compressor at times went into the
IDLE condition and at other times resumed the normal running state.

¢ At100 °F

The compressor stalled, drawing approximately 80 Amps at 134 VAC, for the complete
transient period then the compressor went into the IDLE condition.

If the power contactor opened and then reclosed, the compressor usually stalled, drawing
approximately 147 Amps at 221 VAC, for as long as 2 seconds before going into the IDLE
condition.

¢ At115°F

The compressor stalled, drawing approximately 87 Amps at 145 VAC, for the complete
transient period then the compressor went into the IDLE condition.

If the power contactor opened and then reclosed, the compressor went into the IDLE
condition.
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9.0 A/C#6- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients.
When exposed to the long notch type of transients in the stalling window, this compressor stalled, drawing
approximately 64 Amps at 124 VAC, for as long as 30.0 seconds before either the thermal protection
switch opened to protect the compressor or it resumed the normal running mode. At times, the
compressor stalled, drawing approximately 64 Amps at 123 VAC, for short period of time (1.0 second)
and then went into the NO-LOAD condition. The compressor stalled, drawing approximately 80 Amps at
166 VAC, for as long as 14.8 seconds before the thermal protection switch opened to protect the
compressor, when exposed to the delayed recovery type of transients in the stalling window. At times, the
compressor stalled, drawing approximately 50 Amps at 103 VAC, for a short period of time (1.0 second)
then went into the NO-LOAD condition. The compressor stalled, drawing approximately 128 Amps at
223 VAC, for about 0.5 seconds before either returning to the normal running mode or went into the NO-
LOAD condition, when exposed to the circuit breaker clearing type of transients in the stalling window.
In general, opening the contactor did not help to prevent the compressor from stalling; it just delayed it
except when exposed to the long notch transient where it did not stall and returned to normal running
mode. When the contactor opened under the delayed recovery type of transients and then reclosed, the
compressor stalled for as long as 11.4 seconds before the thermal protection switch opened to protect the
compressor. When the contactor opened under the circuit breaker clearing type of transients and then
reclosed, the compressor stalled and then either returned to normal running mode or went into the NO-
LOAD condition. If the unit did not restart normally or went into the NO-LOAD condition, then the
compressor needed to be turned off and then on again in order to restart normally. The compressor at the
NO-LOAD condition consumed % of the normal running power but without producing any work
(cooling). At high temperatures, the compressor is more sensitive to transients where most of the tests
ended up in NO-LOAD condition or the unit did not restart normally after the thermal protection switch
reclosed.

This air conditioner unit was also tested under overcharge conditions. The stalling behavior was similar

for all cases except that the stalling threshold voltage increased to 60% at 80 °F, 70% at 100 °F, and 78%
at 115 °F. The power contactor dropout voltage did not change and is 45%.

9.1 SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:
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MAIN SYSTEM FAN MOTOR
Manufacturer Rheem Manufacturer GE
Condenser Unit RAB048-JAZ Model 5KCP39GG
Evaporator Coil CK3BA048 Voltage (V) 220/240
Size (Tons) 4 Current (1) 1.5
Compressor Type Scroll Power (HP) 1.5
Refrigerant R-22 RPM 1075
SEER 10 FLA (AMPS) 1.5
Condition New
Unit Cost $1,171.00 CONTACTOR
Manufacturer Cutler-Hammer
COMPRESSOR Model C25CNY42
Manufacturer Copeland Rating (V) 240/277
Model ZR47KC-PFV-235 FLA (AMPS) 30
Type Scroll LRA (AMPS) 150
FLA (AMPS) 26.5 Resistance 40
LRA (AMPS) 131
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer CscC
Charge (LBS) 6.4 Model 328P4505H37N37P5X
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) 398.8 Capacitance (uF) 50
PMAXLow (PSl) 290

9.2 TEST PARAMETERS

This air conditioner unit has the following testing parameters.

#6

80°F 100°F 115°F
Tincet (°C) 74.2 96.4 118.6
ToutLer (°C) 90.8 | 118.8 | 147.2
Tcomp. ams. (°C) 107.5 | 141.2 | 175.7
Tcase (°C) 1242 | 163.6 | 204.3
Teas (°C) - - -
Tua (°C) - - -
RrLow (Kcfm) 1.7 1.5 1.5
PLow (PSI) 59.2 | 62.0 | 67.1
Phicx (PSI) 210.0 | 2755 | 340.2
Irunning (A) 19.0 22.0 25.0
Wrunning (W) 3846.0 | 4670.0 | 5434.0
VARgunning (VAR) | 2511.0 | 2550.0 | 2600.0

A more detailed internal performance parameter table can be found in APPENDIX #2 --
Attachment # 6.
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Overcharged)

80°F 100°F 115°F
Tincer (°C) 742 | 96.4 | 118.6
ToutLer (°C) 90.8 | 118.8 | 147.2
Tcome. ame. (°C) 107.5 | 1412 | 175.7
Tease (°C) 124.2 163.6 | 204.3
Tons (°C) : : i
Tua (°C) - - -
RrLow (Kcfm) 1.6 1.5 1.6
PLow (PSI) 55.4 59.2 67.3
Phicn (PSI) 2586 | 354.0 | 4444
Irunning (A) 21.0 26.0 31.0
Wrunning (W) 4410.0 | 5642.0 | 6908.0
VARgrunninG (VAR) | 2550.0 | 2626.0 | 2767.0

9.3 INRUSH TEST RESULTS

This unit took approximately 13 cycles to come to the normal steady running state. The data
below was recorded for the whole air conditioner system.

Inrush
VINRUSH 222 VAC
liNrRUSH 137 A
WinrusH 21,300 W
VARNRrusH | 21,900 VAR
t 15 cycles

9.4 POWER CONTACTOR TEST RESULTS

The power contactor opened at 45% voltage sag. The compressor had the following responses
right after contactor reclosed:
¢ Long notch type of transient
= The compressor returned to the normal running state after the power contactor reclosed.
¢ Delayed Recovery type of transient
The compressor restarted normally right after the power contactor reclosed or after the thermal
protection switch reclosed.
= At80°F
o The compressor stalled, drawing approximately 82 Amps at 167 VAC, right after
contactor reclosed for as long as 11.4 seconds before the compressor returned to the
normal running mode.
= At 100 °F
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o The compressor stalled, drawing approximately 83 Amps at 166 VAC, right after
contactor reclosed for as long as 11.4 seconds before the thermal protection switch
opened to protect the unit.

= At115°F

O The compressor stalled, drawing approximately 81 Amps at 160 VAC, right after
contactor reclosed for as long as 9.5 seconds before the thermal protection switch
opened to protect the unit.

¢ Circuit Breaker Clearing type of transient
= At80°F

o Usually the compressor returned to normal running state after power contactor reclosed.

0 Occasionally the compressor stalled, drawing approximately 127 Amps at 223 VAC,
then returned to the normal running mode.

= At100 °F

0 At times the compressor returned to the normal running state after the power contactor
reclosed.

o At times the compressor stalled, drawing approximately 124 Amps at 224 VAC, then
went into a NO-LOAD condition.

= At115°F

0 At times the compressor returned to the normal running state after power contactor
reclosed.

0 At times the compressor stalled, drawing approximately 122 Amps at 224 VAC, then
went into a NO-LOAD condition.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

The compressor had the following threshold voltages 58% at 80 °F, 63% at 100 °F, and 70% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 58% to 45% at 80 °F, 63% to 45% at 100 °F, and 45% to 50% at 115 °F. The thermal
protection switch opened to protect the compressor but did not always open after the compressor
stalled. The compressor did not always restarted normally after either the thermal protection
switch reclosed or the unit stalled. It needed to be turned off and then on again in order to restart
normally. The compressor stalled in the stalling window, drawing approximately 57 Amps at 112
VAC, for as long as 30 seconds before the thermal protection switch opened to protect the
compressor. If the power contactor opened and then reclosed, the compressor returned to normal
running mode. The following are the details for each of the temperatures:
¢ At80°F
= At times the compressor stalled, drawing approximately 51 Amps at 102 VAC, for the
complete transient time and then returned to the normal running mode.
= At times the compressor stalled, drawing approximately 69 Amps at 131 VAC, for as long
as 25.5 seconds before the thermal protection switch opened to protect the compressor.
The unit did not restart normally.
= At times the compressor stalled, drawing approximately 64 Amps at 123 VAC, for as long
as 1.0 second and then the unit went into the NO-LOAD condition.
= |If the power contactor opened and then reclosed the compressor returned to the normal
running mode.
¢ At100 °F

Page 48 of 106 pages



SOUTHERN CALIFORMNIA

EDISON Air Conditioner Stalling Effects Study

9.6

NPERATIONALS Conmas Air Conditioner Test Report

= At times the compressor stalled, drawing approximately 54 Amps at 109 VAC, for the
complete transient time and then returned to the normal running mode.

= At times the compressor stalled, drawing approximately 64 Amps at 124 VAC, for the
complete transient time and then at recovery the thermal protection switch opened to
protect the compressor. The unit did not restart normally.

= At times the compressor stalled, drawing approximately 69 Amps at 136 VAC, for as long
as 0.7 seconds and then the compressor went into the NO-LOAD condition.

= If the power contactor opened and then reclosed again the compressor returned to the
normal running mode.

¢ At115°F

= At times the compressor stalled, drawing approximately 57 Amps at 112 VAC, for the
complete transient time and then returned to the normal running mode.

= At times the compressor stalled, drawing approximately 79 Amps at 160 VAC, for as long
as 7.1 seconds and then the compressor went into the NO-LOAD condition.

= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 58% at 80 °F, 63% at 100 °F, and 70% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 58% to 45% at 80 °F, 63% to 45% at 100 °F, and 70% to 45% at 115 °F. The thermal
protection switch opened to protect the compressor but did not always open after stalling and
instead went into the NO-LOAD condition. At times, the compressor did not return to normal
running state after the thermal protection switch reclosed and need it to be turned off and then on
again in order to return to the normal running mode. The compressor stalled in the stalling
window, drawing approximately 80 Amps at 166 VAC, for as long as 14.8 seconds before the
thermal protection switch opened to protect the compressor. At times the compressor stalled as
long as 1 second, drawing approximately 50 Amps at 103 VAC, then went into the NO-LOAD
condition. If the power contactor opened and then reclosed, the compressor stalled for as long as
11.4 seconds , drawing approximately 82 Amps at 167 VAC, before the thermal protection switch
opened to protect the compressor. The following are the details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 81 Amps at 165 VAC, for as long as 12.9
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 82 Amps at 167 VAC, for as long as 11.4 seconds before it returned to the
normal running mode.
¢ At100 °F
= At times the compressor stalled, drawing approximately 82 Amps at 165 VAC, for as long
as 14.0 seconds before the thermal protection switch opened to protect the compressor.
The compressor did not restart normally.
= At times the compressor stalled, drawing approximately 50 Amps at 103 VAC, for as long
as 1.0 second. It then went into the NO-LOAD condition.
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= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 83 Amps at 166 VAC, for as long as 11.4 seconds before the thermal
protection switch opened to protect the compressor.

¢ At115°F

= At times the compressor stalled, drawing approximately 80 Amps at 166 VAC, for as long
as 14.8 seconds before the thermal protection switch opened to protect the compressor.
The compressor did not restart normally.

= At times the compressor stalled, drawing approximately 78 Amps at 153 VAC, for as long
as 0.9 seconds before the compressor went into the NO-LOAD condition.

= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 81 Amps at 160 VAC, for as long as 9.5 seconds before the thermal
protection switch opened to protect the compressor.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the Circuit Breaker Clearing type of transients. Therefore, the stalling
windows are the following: 55% to 45% at 80 °F, 60% to 45% at 100 °F, and 65% to 45% at 115
°F. The thermal protection switch never opened after stalling to protect the compressor. This
compressor stalled in the stalling window, drawing approximately 127 Amps at 223 VAC then
either it returned to the normal running mode or went into the NO-LOAD condition. This
compressor did not stall with the 3 cycle transient at 80 °F. If the power contactor opened and then
reclosed, the compressor usually stalled and went into the IDLE condition and at other times it
returned to the normal running mode. The following are the details for each of the temperatures:
¢ At80°F
= The compressor did not stall with the 3 cycle transients.
= At times, the compressor stalled, drawing approximately 127 Amps at 223 VAC, for as
long as 0.6 seconds and then the compressor went into the NO-LOAD condition.
= At times, the compressor stalled, drawing approximately 128 Amps at 223 VAC for as long
as 0.5 seconds before it returned to the normal running mode.
= If the power contactor opened and then reclosed, the unit either returned to the normal
running mode or stalled, drawing approximately 127 Amps at 223 VAC, for 0.5 seconds
before returning to the normal running mode.
¢ At100 °F
= Usually the compressor stalled, drawing approximately 124 Amps at 224 VAC, for as long
as 0.4 seconds before the compressor went into the NO-LOAD condition.
=  Sometime the compressor stalled, drawing approximately 124 Amps at 224 VAC, for as
long as 0.4 seconds before it returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor either returned to the
normal running mode or stalled, drawing approximately 124 Amps at 224 VAC, for a
couple of cycles and then went into the NO-LOAD condition.
¢ At115°F
= Usually the compressor stalled, drawing approximately 122 Amps at 224 VAC, for as long
as 0.4 seconds and then the compressor went into the NO-LOAD condition.
= Sometime the compressor stalled, drawing approximately 122 Amps at 224 VAC, for as
long as 0.5 seconds before it returned to the normal running mode.
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= |f the power contactor opened and then reclosed, the compressor either returned to the
normal running mode or stalled, drawing approximately 122 Amps at 224 VAC, for 0.3
seconds before it went into the NO-LOAD condition.
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10.0 A/C#7- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients.
When exposed to the long notch type of transients in the stalling window, this compressor stalled, drawing
approximately 74 Amps at 135 VAC, for as long as 30.0 seconds before returning to the normal running
mode. The compressor stalled, drawing approximately 85 Amps at 163 VAC, for as long as 11.0 seconds
before returning to the normal running mode, when exposed to the delayed recovery type of transients in
the stalling window. The compressor stalled, drawing approximately 130 Amps at 223 VAC except at 80
°F, for about 0.5 seconds before returning to the normal running mode, when exposed to the circuit
breaker clearing type of transients in the stalling window. There were a couple of cases where the unit
went into the NO-LOAD condition at the circuit breaker clearing type of transient. If the power contactor
opened under the delayed recovery transient and then reclosed, the compressor stalled, drawing
approximately 83 Amps at 163 VAC, for as long as 6 seconds before returning to the normal running
mode. In general, opening the contactor did not help to prevent the compressor from stalling; it just
delayed it. If the compressor went into the IDLE condition, then the compressor needed to be turned off
and then on again in order to return to the normal running mode. The compressor at the NO-LOAD
condition consumed %2 of the normal running power but without producing any work (cooling).

10.1 SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Carrier Manufacturer GE
Condenser Unit 38TRA-048 Model 5KCP39GFS166S
Evaporator Coil CK3BA048 Voltage (V) 208/230
Size (Tons) 4 Current (l) 0.95
Compressor Type Scroll Power (HP) 0.2
Refrigerant R-22 RPM 825
SEER 12,5 FLA (AMPS) 1.1
Condition New
Unit Cost $1,930.00 CONTACTOR

Manufacturer Product Unlimited

COMPRESSOR Model HN51KCF024
Manufacturer Copeland Rating (V) 240/277
Model ZR47K3-PFV-135 FLA (AMPS) 30
Type Scroll LRA (AMPS) 150
FLA (AMPS) 22.7 Resistance 40
LRA (AMPS) 137
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer GE
Charge (LBS) 9.75 Model 97F9898
Voltage (V) 230/208 Rating (V) 440
PMAX High (PSI) 398.8 Capacitance (pF) 60
PMAXLow (PSI) 290
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10.2 TEST PARAMETERS

This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tineer (°C) 21.7 22.2 21.7
TourLer (°C) 10.1 | 100 | 105
Tcomp. ams. (°C) 261 | 374 | 46.0
Tease (°C) 675 | 843 | 984
Teas (°C) - - -
Tua (°C) - - -
ReLow (Kcfm) 1.9 1.6 15
PLow (PSI) 59.7 | 60.3 | 63.3
Phicn (PSI) 192.4 | 254.6 | 312.9
Irunning (A) 15.0 19.0 22.0
Wrunnine (W) 3525.0| 4279.0 | 5029.0
VARRgunninG (VAR) |1050.0| 1098.0 | 1159.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
#17.

10.3 INRUSH TEST RESULTS

This unit took approximately 12 cycles before entering its normal steady running state. The data
below was recorded for the whole air conditioner system.

Inrush
VINRUSH 222 VAC
lINRUSH 133 A
WinrusH 22,000 W
VARNrusH | 19,700 VAR
t 12 cycles

104 POWER CONTACTOR TEST RESULTS

The power contactor opened at 50% voltage sag. The compressor had the following responses
right after contactor reclosed:

¢ Long notch type of transient
= The compressor never stalled after the power contactor reclosed.
¢ Delayed Recovery type of transient
= The compressor stalled, drawing approximately 83 Amps at 163 VAC, right after the
contactor reclosed for as long as 6 seconds before it returned to the normal running mode.
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10.5

10.6

¢ Circuit Breaker Clearing type of transient
= The compressor returned to the normal running mode after the power contactor reclosed
except in one case where it stalled. In this case, it drew approximately 121 Amps at 233
VAC, for a couple of cycles and then went into the NO-LOAD condition.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 68% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 68% to 50% at 115 °F. The thermal
protection switch seldom opened to protect the compressor and the compressor did not restart
normally after the thermal protection switch reclosed. The compressor stalled in the stalling
window, drawing approximately 74 Amps at 135 VAC, for as long as 30 seconds before it returned
to the normal running state. On one occasion, the thermal protection switch opened to protect the
compressor after stalling for 21 seconds and the compressor did not restart normally. If the power
contactor opened and then reclosed, the compressor returned to the normal running mode. The
following are the details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 68 Amps at 123 VAC, for as long as 30
seconds before it returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.
¢ At100 °F
= The compressor stalled, drawing approximately 74 Amps at 135 VAC, for as long as 30
seconds before it returned to the normal running mode.
= |If the power contactor opened and then reclosed the compressor returned to the normal
running mode.
¢ At115°F
= The compressor stalled, drawing approximately 72 Amps at 135 VAC, for as long as 30
seconds before it returned to the normal running mode except in one case where the
thermal protection switch opened to protect the compressor. The unit did not restart
normally.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
are the following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 65% to 50% at 115 °F. The
thermal protection switch never opened to protect the compressor and it returned to the normal
running mode after any stall. The compressor stalled in the stalling window, drawing
approximately 85 Amps at 163 VAC, for as long as 11 seconds before it returned to the normal
running mode. If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 83 Amps at 163 VAC, for as long as 6 seconds before it returned to the normal
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running mode. In general, opening the contactor did not prevent the compressor from stalling, it
just delayed the stall. The following are the details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 85 Amps at 163 VAC, for as long as 11
seconds before it returned to the normal running mode.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 85 Amps at 159 VAC, for as long as 6 seconds before returning to the
normal running mode.
¢ At100 °F
= The compressor stalled, drawing approximately 81 Amps at 158 VAC, for as long as 10
seconds before returning to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 85 Amps at 164 VAC, for as long as 6 seconds before returning to the
normal running mode.
¢ At115°F
= The compressor stalled, drawing approximately 79 Amps at 160 VAC, for as long as 10
seconds before returning to normal running mode.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 83 Amps at 163 VAC, for as long as 6 seconds before returning to the
normal running mode.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 55% at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the circuit breaker clearing type of transients. Therefore, the stalling
windows are the following: 55% to 50% at 80 °F, 60% to 50% at 100 °F, and 65% to 50% at 115
°F. The thermal protection switch never opened to protect the compressor. This compressor did
not stall at 80 °F. In general, the compressor did not stall except in a couple of cases where it
stalled in the stalling window, drawing approximately 130 Amps at 223 VAC, for as long as 0.5
seconds and then went into a NO-LOAD condition. If the power contactor opened and then
reclosed, the compressor returned to the normal running mode except in couple cases. In these
cases, it stalled, drawing approximately 121 Amps at 233 VAC, and then went into the NO-LOAD
condition. The following are the details for each of the temperatures:
¢ At80°F
= The compressor did not stall in the stalling window.
¢ At100 °F
= The compressor stalled, drawing approximately 130 Amps at 223 VAC, for as long as 0.5
seconds before it returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor mostly returned to the
normal running mode except in one case where it stalled. In this case it drew
approximately 121 Amps at 233 VAC, for couple of cycles and then went into the NO-
LOAD condition.
¢ At115°F
» The compressor stalled, drawing approximately 127 Amps at 123 VAC, for as long as 0.4
seconds before it went into the NO-LOAD condition.
= |If the power contactor opened and then reclosed, the compressor returned to a normal
running mode.
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11.0 A/C#8- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients.
When exposed to the long notch type of transients in the stalling window, this compressor stalled, drawing
approximately 64 Amps at 137 VAC, for as long as 8.1 seconds before the thermal protection switch
opened to protect the compressor but the unit did not restart normally. When exposed to the delayed
recovery type of transients in the stalling window, this compressor stalled, drawing approximately 69
Amps at 154 VAC, for as long as 6.3 seconds before the thermal protection switch opened to protect the
compressor but the unit did not restart normally. When exposed to the circuit breaker clearing type of
transients in the stalling window, this compressor stalled, drawing approximately 111 Amps at 225 VAC,
before the thermal protection switch opened to protect the compressor but the unit did not restart normally.
When the contactor opened under the delayed recovery type of transients and then reclosed, the
compressor stalled, drawing approximately 77 Amps at 169 VAC, for as long as 5.6 seconds before the
thermal protection switch opened to protect the compressor but did not restart normally. In general,
opening the contactor did not help to prevent the compressor from stalling; it just delayed the stall.

11.1 SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Goodman Manufacturer A.O. Smith
Condenser Unit CLK048 Model FA8F97A76
Evaporator Coil CK3BA048 Voltage (V) 208/230
Size (Tons) 4 Current (1) 1.5
Compressor Type Reciprocating Power (HP) 0.25
Refrigerant R-22 RPM 1075
SEER 10 FLA (AMPS) 1.8
Condition New
Unit Cost $953.00 CONTACTOR

Manufacturer GE

COMPRESSOR Model CR453CCHBAFG
Manufacturer Copeland Rating (V) 240/277
Model CR42K6-PFV-223 FLA (AMPS) 30
Type Reciprocating LRA (AMPS) 180
FLA (AMPS) 18.3 Resistance 40
LRA (AMPS) 102
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer GE
Charge (LBS) 7 Model 97F9638
Voltage (V) 230/208 Rating (V) 440
PMAX High (PSI) Capacitance (uF) 40
PMAXLow (PSI)

11.2 TEST PARAMETERS
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This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tineer (°C) 220 | 219 | 219
ToutLer (°C) 10.9 11.8 13.0
Tcome. ame. (°C) 26.6 37.6 459
Tcase (°C) 432 | 419 | 472
Teas (°C) 7.9 9.3 11.7
Tuia (°C) 33.0 | 445 | 525
RrLow (Kcfm) 1.7 1.5 1.7
PLow (PSI) 65.3 69.0 74.3
Puign (PSI) 205.3 | 2709 | 324.5
Irunning (A) 17.0 19.0 20.0
Wrunning (W) 3762.0| 4221.0 | 4535.0
VARgunninG (VAR) |1700.0| 1750.0 | 1750.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
#8.

11.3 INRUSH TEST RESULTS

This unit took approximately 12 cycles before entering its normal steady running state. The data
below was recorded for the whole air conditioner system.

Inrush
VINRUSH 223 VAC
IInrRUSH 119 A
WinrusH 19,200 W
VARNrusH | 18,500 VAR
t 12 cycles

114 POWER CONTACTOR TEST RESULTS

The power contactor opened with a 53% voltage sag. In general, opening the contactor made the
compressor stall harder after the contactor reclosed with the unit not returning to the normal
running state. The compressor needed to be turned off and then on again in order to return to the
normal running state. The compressor had the following responses right after contactor reclosed:
¢ Long notch type of transient
= The compressor stalled, drawing approximately 115 Amps at 226 VAC, right after
contactor reclosed for as long as 2.2 seconds before the thermal protection switch opened to
protect the compressor. The unit did not restart normally.
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11.6

¢ Delayed Recovery type of transient
= The compressor stalled, drawing approximately 77 Amps at 169 VAC, right after the
contactor reclosed for as long as 5.6 seconds before the thermal protection switch opened
to protect the compressor. The unit did not restart normally.
¢ Circuit Breaker Clearing type of transient
= The compressor stalled, drawing approximately 112 Amps at 225 VAC, right after the
contactor reclosed for as long as 1.7 seconds before the thermal protection switch opened
to protect the compressor. The unit did not restart normally.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 65% at 80 °F, 65% at 100 °F, and 68% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 65% to 53% at 80 °F, 65% to 53% at 100 °F, and 68% to 53% at 115 °F. The thermal
protection switch opened after each stall to protect the compressor but the compressor never
restarted normally. The compressor stalled in the stalling window, drawing approximately 64
Amps at 137 VAC, for as long as 8.1 seconds before the thermal protection switch opened to
protect the compressor. If the power contactor opened and then reclosed, the compressor stalled,
drawing approximately 115 Amps at 226 VAC, for as long as 2.2 seconds. The unit did not restart
normally. The following are the details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 64 Amps at 137 VAC, for as long as 7.5
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 115 Amps at 226 VAC, for as long as 2.2 seconds before the thermal
protection opened to protect the compressor. The unit did not restart normally.
¢ At100 °F
= The compressor stalled, drawing approximately 64 Amps at 137 VAC, for as long as 8.1
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 114 Amps at 227 VAC, for as long as 1.9 seconds before the thermal
protection opened to protect the compressor. The unit did not restart normally.
¢ At115°F
= The compressor stalled, drawing approximately 63 Amps at 137 VAC, for as long as 7.3
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 112 Amps at 226 VAC, for as long as 2.0 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 65% at 80 °F, 65% at 100 °F, and 68% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
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are the following: 65% to 53% at 80 °F, 65% to 53% at 100 °F, and 68% to 53% at 115 °F. The
thermal protection switch opened after each stall to protect the compressor but the unit never
restarted normally after the thermal protection switch reclosed. The compressor stalled in the
stalling window, drawing approximately 69 Amps at 154 VAC, for as long as 6.3 seconds before
the thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor stalled, drawing approximately 77 Amps at 169 VAC, for as long as
5.6 seconds. The unit did not restart normally. In general, opening the contactor did not prevent
the compressor from stalling it just delayed it. The following are the details for each of the
temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 70 Amps at 151 VAC, for as long as 6.0
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 77 Amps at 166 VAC, for as long as 1.3 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.
¢ At100 °F
= The compressor stalled, drawing approximately 70 Amps at 153 VAC, for as long as 5.9
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 77 Amps at 169 VAC, for as long as 5.6 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.
¢ At115°F
= The compressor stalled, drawing approximately 69 Amps at 154 VAC, for as long as 6.3
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 75 Amps at 168 VAC, for as long as 5.0 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 65% at 80 °F, 65% at 100 °F, and 68% at
115 °F when exposed to the Circuit Breaker Clearing type of transients. Therefore, the stalling
windows are the following: 65% to 50% at 80 °F, 65% to 50% at 100 °F, and 68% to 50% at 115
°F. The thermal protection switch opened after each stall to protect the compressor but never
restarted normally after the thermal protection switch reclosed. The compressor stalled in the
stalling window, drawing approximately 111 Amps at 225 VAC, for as long as 1.9 seconds before
the thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor stalled, drawing approximately 112 Amps at 225 VAC, for as long
as 1.7 seconds. The unit did not restart normally. In general, opening the contactor did not
prevent the compressor from stalling it just delayed it. The following are the details for each of the
temperatures:

¢ At80°F
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The compressor stalled, drawing approximately 113 Amps at 225 VAC, for as long as 1.5
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 114 Amps at 225 VAC, for as long as 1.7 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.

¢ At100 °F

The compressor stalled, drawing approximately 112 Amps at 225 VAC, for as long as 1.7
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 113 Amps at 225 VAC, for as long as 1.7 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.

¢ Atll5°F

The compressor stalled, drawing approximately 111 Amps at 225 VAC, for as long as 1.9
seconds before the thermal protection switch opened to protect the compressor. The unit
did not restart normally.

If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 112 Amps at 225 VAC, for as long as 1.7 seconds before the thermal
protection switch opened to protect the compressor. The unit did not restart normally.

Page 60 of 106 pages



SOUTHERN CALIFORMNIA

Air Conditioner Stalling Effects Study
Air Conditioner Test Report

12.0 A/C#9- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients.
When exposed to the long notch type of transients at the stalling window, this compressor stalled, drawing
approximately 64 Amps at 49 VAC, for as long as 25.3 seconds before the thermal protection switch
opened to protect the compressor. In a particular test, the compressor stalled twice, the first for 5.3
seconds and the second for 1.0 second, and in both cases the thermal protection switch opened to protect
the compressor. When exposed to the delayed recovery type of transients in the stalling window, this
compressor stalled, drawing approximately 67 Amps at 166 VAC, for as long as 11.9 seconds before the
thermal protection switch opened to protect the compressor or it stalled drawing approximately 66 Amps
at 147 VAC, for as long as 10.9 seconds before returning to the normal running mode. When exposed to
the circuit breaker clearing type of transients in the stalling window except at 80 °F, this compressor
stalled, drawing approximately 114 Amps at 224 VAC, for as long as 1.7 seconds before the thermal
protection switch opened to protect the compressor. It also stalled, drawing approximately 113 Amps at
225 VAC, for as long as 0.9 seconds before returning to the normal running mode. When the contactor
opened under the delayed recovery type of transients and then reclosed, the compressor stalled, drawing
approximately 72 Amps at 157 VAC, for as long as 11.2 seconds before the thermal protection switch
opened to protect the compressor or stalled, drawing approximately 82 Amps at 175 VAC, for as long as
3.0 before returning to the normal running mode. In general, opening the contactor did not help to prevent
the compressor from stalling; it just delayed it.

12.1

SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Day & Night Manufacturer GE
Condenser Unit 5680J048 Model 5KCP39GJ352S
Evaporator Coil CK3BA048 Voltage (V) 208/230
Size (Tons) 4 Current (l) 1
Compressor Type Reciprocating Power (HP) 0.1
Refrigerant R-22 RPM 825
SEER 10 FLA (AMPS) 1
Condition Used
Unit Cost $0.00 CONTACTOR

Manufacturer Cutler-Hammer

COMPRESSOR Model C35BNB 240T
Manufacturer Copeland Weld Rating (V) 240
Model CRL1-0350-PFV FLA (AMPS) 40
Type Reciprocating LRA (AMPS) 240
FLA (AMPS) 24 Resistance 50
LRA (AMPS) 114
Phase 1 CAPACITOR
Refrigerant R22 Manufacturer SPRAGUE/GE/GE
Charge (LBS) 11.25 Model HC95DE208 / 97F5362 / 97F5341
Voltage (V) 230/208 Rating (V) 320/440/ 440
PMAX High (PSI) - Capacitance (uF) -125/15
PMAXLow (PSI)
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12.2 TEST PARAMETERS

This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tincer (°C) 224 | 228 | 24.1
ToutLer (°C) 12.4 13.1 15.0
Tcomp. ame. (°C) 257 | 379 | 465
Tcase (°C) 311 | 420 | 515
Teas (°C) 8.4 9.5 12.9
Tua (°C) 227 | 293 | 37.0
RrLow (Kcfm) 1.5 1.5 1.5
P.ow (PSI) 67.4 | 707 | 776
Puign (PSI) 198.0 | 261.9 | 313.0
Irunnin (A) 20.0 | 23.0 25.0
Wrunning (W) 4347.0| 4892.0 | 5380.0
VARgunninG (VAR) |2124.0| 2221.0 | 2330.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
#09.

12.3 INRUSH TEST RESULTS

This unit took approximately 5 cycles before entering its normal steady running state. The data
below was recorded for the whole air conditioner system.

Inrush
ViNRUSH 224 VVAC
IInrRUSH 119 A
WinrusH 23,050 W
VARNrusH | 13,200 VAR
t 5 cycles

124 POWER CONTACTOR TEST RESULTS

The power contactor opened with a 55% voltage sag. Opening the contactor did not help to

prevent stalling, it just delayed it. The compressor had the following responses right after the
contactor reclosed:

¢ Long notch type of transient
= The compressor never stalled after the contactor reclosed.
¢ Delayed Recovery type of transient
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At 80 °F

0 The compressor stalled, drawing approximately 71 Amps at 152 VAC, right after the
contactor reclosed for as long as 2.0 seconds before it returned to the normal running
mode.

At 100 °F

0 The compressor stalled, drawing approximately 72 Amps at 157 VAC, right after the
contactor reclosed for as long as 11.2 seconds before the thermal protection switch
opened to protect the compressor.

At 115 °F

0 The compressor stalled, drawing approximately 82 Amps at 175 VAC, right after the
contactor reclosed for as long as 3.0 seconds before it returned to the normal running
mode.

¢ Circuit Breaker Clearing type of transient

At 80 °F

0 The compressor never stalled after the contactor reclosed.

At 100 °F

0 The compressor stalled, drawing approximately 115 Amps at 224 VAC, right after the
contactor reclosed for as long as 0.9 seconds then the unit returned to the normal
running mode.

At 115 °F

0 The compressor stalled, drawing approximately 113 Amps at 225 VAC, right after the
contactor reclosed for as long as 0.9 seconds before it returned to the normal running
mode.

12.5 30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 65% at 80 °F, 70% at 100 °F, and 75% at

115 °F

when exposed to the long notch type of transients. Therefore, the stalling windows are the

following: 65% to 55% at 80 °F, 70% to 55% at 100 °F, and 75% to 55% at 115 °F. The thermal
protection switch opened after each stall to protect the compressor. The compressor stalled in the
stalling window, drawing approximately 64 Amps at 49 VAC, for as long as 25.3 seconds before
the thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor returned to the normal running mode. The following are the details
for each of the temperatures:

¢ At80°F

The compressor stalled, drawing approximately 54 Amps at 138 VAC, for as long as 22.0
seconds before the thermal protection switch opened to protect the compressor.

In a particular test, the compressor stalled, drawing approximately 70 Amps at 148 VAC,
for as long as 5.3 seconds before the thermal protection switch opened to protect the
compressor. Then the thermal protection switch reclosed and the unit stalled again,
drawing approximately 69 Amps at 148 VAC, for 1.0 second before it returned to the
normal running mode.

If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

¢ At100 °F

The compressor stalled, drawing approximately 64 Amps at 49 VAC, for as long as 25.3
seconds before the thermal protection switch opened to protect the compressor.
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» In a particular test the unit stalled, drawing approximately 68 Amps at 163 VAC, for the
complete transient period without opening the thermal protection switch to protect the
COMpressor.

= If the power contactor opened and then reclosed, the compressor returned to normal
running mode.

¢ Atl115°F

= The compressor stalled, drawing approximately 63 Amps at 148 VAC, for as long as 17.7
seconds before the thermal protection switch opened to protect the compressor.

= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 60% at 80 °F, 70% at 100 °F, and 70% at
115 °F when exposed to the delayed recovery type of transient. Therefore, the stalling windows
are the following: 60% to 55% at 80 °F, 70% to 55% at 100 °F, and 70% to 55% at 115 °F. The
thermal protection switch rarely opened to protect the compressor. The compressor stalled in the
stalling window, drawing approximately 75 Amps at 164 VAC, for as long as 11.9 seconds before
the thermal protection switch opened to protect the compressor. At times, the compressor stalled,
drawing approximately 66 Amps at 147 VAC, for as long as 10.9 seconds without opening the
thermal protection switch and then returned to the normal running mode. If the power contactor
opened and then reclosed, the compressor either stalled, drawing approximately 72 Amps at 157
VAC, for as long as 3.0 seconds before returned to the normal running mode or stalled, drawing
approximately 82 Amps at 175 VAC, for as long as 11.2 seconds before the thermal protection
switch opened to protect the compressor. In general, opening the contactor did not prevent the
compressor from stalling it just delayed it. The following are the details for each of the
temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 66 Amps at 147 VAC, for as long as 10.9
seconds before it returned to the normal running mode.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 71 Amps at 152 VAC, for as long as 2.0 seconds before returning to the
normal running mode.
¢ At100 °F
= The compressor stalled, drawing approximately 67 Amps at 166 VAC, for as long as 9.0
seconds before returning to the normal running mode.
= The compressor stalled, drawing approximately 75 Amps at 164 VAC, for as long as 11.9
seconds before thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 72 Amps at 157 VAC, for as long as 11.2 seconds before the thermal
protection switch opened to protect the compressor.
¢ Atl115°F
= The compressor stalled, drawing approximately 72 Amps at 169 VAC, for as long as 4.7
seconds before it returned to the normal running mode.
= The compressor stalled, drawing approximately 72 Amps at 156 VAC, for as long as 7.3
seconds before the thermal protection switch opened to protect the compressor.
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= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 82 Amps at 175 VAC, for as long as 3.0 seconds before returning to the
normal running state.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages no-stall at 80 °F, 60% at 100 °F, and 65% at
115 °F when exposed to the circuit breaker clearing type of transients. Therefore, the stalling
windows are the following: NONE at 80 °F, 60% to 45% at 100 °F, and 65% to 50% at 115 °F.
The thermal protection switch rarely opened to protect the compressor furthermore the compressor
restarted normally after each stall. This compressor never stalled at 80 °F. The compressor stalled
in the stalling window, drawing approximately 114 Amps at 224 VAC, for as long as 1.7 seconds
before the thermal protection switch opened to protect the compressor. At times, the compressor
stalled, drawing approximately 113 Amps at 225 VAC, for as long as 0.9 seconds before returning
to the normal running mode. If the power contactor opened and then reclosed, the compressor
either stalled, drawing approximately 115 Amps at 224 VAC, for as long as 0.9 seconds or
returned to the normal running mode. In general, opening the contactor did not prevent the
compressor from stalling it just delayed it. The following are the details for each of the
temperatures:
¢ At80°F
= The compressor never stalled in the stalling window.
¢ At100 °F
= The compressor only stalled with the 12 cycles transient, drawing approximately 114 Amps
at 224 VAC, for as long as 1.7 seconds before the thermal protection switch opened to
protect the compressor.
= |If the power contactor opened and then reclosed, the compressors either stalled, drawing
approximately 115 Amps at 224 VAC, for as long as 0.9 seconds before it returned to the
normal running mode.
¢ At115°F
= The compressor only stalled at the 6 and 12 cycle transients, drawing approximately 113
Amps at 225 VAC, for as long as 0.9 seconds before it returned to the normal running
mode.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 113 Amps at 225 VAC, for as long as 0.8 seconds before it returned to the
normal running mode.
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13.0 A/C#10- TEST RESULTS

The air conditioner’s compressor stalled when the voltage was in the stalling window (between the stall
threshold voltage and contactor dropout voltage) when exposed to any of the three types of transients
except at 80 °F with the delayed recovery type of transients. When exposed to the long notch type of
transients in the stalling window, this compressor stalled, drawing approximately 88 Amps at 133 VAC,
for as long as 27.3 seconds before the thermal protection switch opened to protect the compressor or
stalled, drawing approximately 88 Amps at 128 VAC, for 30 seconds before returning to the normal
running mode. When exposed to the delayed recovery type of transients in the stalling window, this
compressor stalled, drawing approximately 103 Amps at 165 VAC, for as long as 11.5 seconds before
either the thermal protection switch opened to protect the compressor or it returned to the normal running
mode. When exposed to the circuit breaker clearing type of transients in the stalling window except at 80
°F, this compressor stalled, drawing approximately 153 Amps at 219 VAC, for as long as 0.9 seconds
before returning to the normal running mode. When the contactor opened under the delayed recovery
type of transients and then reclosed, the compressor stalled, drawing approximately 120 Amps at 180
VAC, for as long as 6.6 seconds before the thermal protection switch opened to protect the compressor or
stalled for as long as 0.7 before returning to the normal running mode. In general, opening the contactor
did not help to prevent the compressor from stalling; it just delayed it.

13.1 SYSTEM SPECIFICATIONS

The tested air conditioner system has the following specifications:

MAIN SYSTEM FAN MOTOR
Manufacturer Carrier Manufacturer GE
Condenser Unit 38TXA060-31 Model 5KCP39FG S071 S
Evaporator Coil TBD Voltage (V) 208/230
Size (Tons) 5 Current (l) 14
Compressor Type Scroll Power (HP) 0.25
Refrigerant R-410A RPM 1100
SEER 13 FLA (AMPS) 1.4
Condition New
Unit Cost $2,253.00 CONTACTOR

Manufacturer Product Unlimited

COMPRESSOR Model 3100-30Q1028TT
Manufacturer Copeland Rating (V) 240
Model ZP54K3E-PFV-130 FLA (AMPS) 40
Type Scroll LRA (AMPS) 240
FLA (AMPS) 27.6 Resistance
LRA (AMPS) 158
Phase 1 CAPACITOR
Refrigerant R410A Manufacturer GE
Charge (LBS) 11.5 Model 271681
Voltage (V) 230/208 Rating (V) 370
PMAX High (PSI) 623.7 Capacitance (uF) 80
PMAXLow (PSI) 406.1
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13.2 TEST PARAMETERS

This air conditioner unit has the following testing parameters.

80°F 100°F 115°F
Tincer (°C) 226 | 224 | 222
ToutLer (°C) 129 | 135 15.3
Tcomp. ame. (°C) 263 | 38.0 | 465
Tcase (°C) 86.6 | 109.0 | 130.7
Teas (°C) 158 | 182 | 218
Tuia (°C) 252 | 37.0 | 448
ReLow (Kcfm) 2.3 2.0 2.2
P.ow (PSI) 90.4 | 958 | 105.8
Phicu (PSI) 310.6 | 415.4 | 490.8
Irunnin (A) 21.0 | 26.0 32.0
Wrunning (W) 4561.0| 5948.0 | 7234.0
VARgunninG (VAR) |1602.0| 1750.0 | 1941.0

A more detail internal performance parameter table can be found in APPENDIX #2 -- Attachment
# 10.
13.3 INRUSH TEST RESULTS

It would take approximately 22 cycles to come into its normal steady running state. The data
below was recorded for the whole air conditioner system.

Inrush
VINRUSH 218 VAC
IInrRUSH 163 A
WinrusH 25,950 W
VARNrusH | 24,300 VAR
t 22 cycles

13.4 POWER CONTACTOR TEST RESULTS

The power contactor opened at a 55% voltage sag. In general, the thermal protection switch never
opened to protect the unit from stalling after the contactor reclosed. The compressor had the
following responses right after contactor reclosed:
¢ Long notch type of transient

= The compressor never stalled after contactor reclosed.
¢ Delayed Recovery type of transient
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= At80°F
0 The compressor stalled, drawing approximately 120 Amps at 180 VAC, right after the
contactor reclosed for as long as 6.6 seconds before the thermal protection opened to
protect the compressor.
= At100 °F
0 The compressor stalled, drawing approximately 111 Amps at 161 VAC, right after the
contactor reclosed for as long as 0.7 seconds before it returned to the normal running
mode.
= At115°F
0 The compressor stalled, drawing approximately 110 Amps at 165 VAC, right after the
contactor reclosed for as long as 0.7 seconds before it returned to the normal running

mode.
¢ Circuit Breaker Clearing type of transient
= At80°F

o0 The compressor stalled, drawing approximately 162 Amps at 219 VAC, right after the
contactor reclosed for as long as 4.0 seconds before it returned to the normal running
mode.

= At100 °F

0 The compressor stalled, drawing approximately 159 Amps at 219 VAC, right after the
contactor reclosed for as long as 0.9 seconds before it returned to the normal running
mode.

= At115°F

0 The compressor stalled, drawing approximately 155 Amps at 219 VAC, right after the
contactor reclosed for as long as 0.6 seconds before it returned to the normal running
mode.

30-SECOND LONG NOTCH TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 58% at 80 °F, 63% at 100 °F, and 70% at
115 °F when exposed to the long notch type of transients. Therefore, the stalling windows are the
following: 58% to 55% at 80 °F, 63% to 55% at 100 °F, and 70% to 55% at 115 °F. The thermal
protection switch opened to protect the compressor, except in some cases where the compressor
stalled for the complete transient period and the thermal protection switch never opened. The unit
stalled in the stalling window, drawing approximately 88 Amps at 133 VAC, for as long as 27.3
seconds before the thermal protection switch opened to protect the compressor. In some cases the
compressor stalled, drawing approximately 88 Amps at 128 VAC, for the complete transient
period before it returned to the normal running mode. If the power contactor opened and then
reclosed, the compressor returned to the normal running mode. In general, opening the contactor
helped the unit by keeping it out of stalling under this type of transient. The following are the
details for each of the temperatures:
¢ At80°F
= The compressor stalled, drawing approximately 88 Amps at 128 VAC, for the complete
transient period (30.0 seconds) before returned to normal running mode.
= |If the power contactor opened and then reclosed, the compressor returned to the normal
running mode.
¢ At100 °F
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= The compressor stalled, drawing approximately 88 Amps at 133 VAC, for as long as 27.3
seconds before the thermal protection switch opened to protect the compressor.

= |f the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

¢ At115°F

= The compressor stalled, drawing approximately 86 Amps at 134 VAC, for as long as 22.3
seconds before the thermal protection switch opened to protect the compressor. In one
instance the compressor stalled, drawing approximately 104 Amps at 155 VAC, four (4)
times without opening the thermal protection switch.

= |f the power contactor opened and then reclosed, the compressor returned to the normal
running mode.

DELAYED RECOVERY TYPE OF TRANSIENT TEST RESULTS

This compressor had the following threshold voltages 63% at 100 °F and 68% at 115 °F when
exposed to the delayed recovery type of transient. Therefore, the stalling windows are the
following: 63% to 55% at 100 °F, and 68% to 55% at 115 °F. The unit did not stall at 80 °F. The
thermal protection switch opened to protect the compressor. The compressor stalled in the stalling
window, drawing approximately 103 Amps at 165 VAC, for as long as 11.5 seconds before the
thermal protection switch opened to protect the compressor. If the power contactor opened and
then reclosed, the compressor stalled, drawing approximately 120 Amps at 180 VAC, for as long
as 6.6 seconds before the thermal protection switch opened to protect the compressor. There were
a couple cases where the compressor stalled and then returned to the normal running mode. In
general, opening the contactor did not help keep the unit out of stalling under these transients. The
following are the details for each of the temperatures:
¢ At80°F
= The compressor never stalled in the stalling window.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 120 Amps at 180 VAC, for as long as 6.6 seconds before the thermal
protection switch opened to protect the compressor.
¢ At100 °F
= The compressor stalled, drawing approximately 106 Amps at 167 VAC, for as long as 11.4
seconds before returning to the normal running mode.
= |f the power contactor opened and then reclosed, the compressor stalled for as long as 0.7
seconds, drawing approximately 111 Amps at 161 VAC, before returning to the normal
running mode.
¢ At115°F
=  The compressor stalled, drawing approximately 103 Amps at 165 VAC, for as long as 11.5
seconds before the thermal protection switch opened to protect the compressor.
= |f the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 110 Amps at 165 VAC, for as long as 0.7 seconds before returning to the
normal running mode.

CIRCUIT BREAKER CLEARING TYPE OF TRANSIENT TEST RESULTS
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This compressor had the following threshold voltages: none at 80 °F, 60% at 100 °F, and 68% at
115 °F when exposed to the Circuit Breaker Clearing type of transients. Therefore, the stalling
windows are the following: none at 80 °F, 60% to 50% at 100 °F, and 68% to 50% at 115 °F. The
thermal protection switch never opened to protect the compressor, furthermore the compressor
restarted normally after any stall conditions. This compressor never stalled at 80 °F. The
compressor stalled in the stalling window, drawing approximately 153 Amps at 219 VAC, for as
long as 0.9 seconds before it returned to a normal running mode. If the power contactor opened
and then reclosed, the compressor at times stalled, drawing approximately 162 Amps at 219 VAC,
for as long as 4.0 seconds before returned to normal running mode. In general, opening the
contactor did not prevent the compressor from stalling it just delayed it. The following are the
details for each of the temperatures:
¢ At80°F
= The compressor never stalled in the stalling window.
= |If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 162 Amps at 219 VAC, for as long as 4.0 seconds before it returned to the
normal running mode.
¢ At100 °F
= Only stalled at the 12 cycle transients, drawing approximately 159 Amps at 219 VAC, for
as long as 0.8 seconds before it returned to the normal running mode.
= |f the power contactor opened and then reclosed, the compressor stalled for as long as 0.9
seconds, drawing approximately 159 Amps at 219 VAC, before it returned to the normal
running mode.
¢ At115°F
= Only stalled at 6, 9, and 12 cycle transients, drawing approximately 153 Amps at 219 VAC,
for as long as 0.9 seconds before it returned to the normal running mode.
= If the power contactor opened and then reclosed, the compressor stalled, drawing
approximately 155 Amps at 219 VAC, for as long as 0.6 seconds before it returned to the
normal running mode.
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Performance Model Evaluation
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Ning Lu and Henry Huang

April 5, 2007



The performance model has been evaluated under the following fault conditions:

- Voltage rampdown and rampup
- Voltage sags

- Voltage oscillations

- Voltage humps (over voltages)

- Frequency oscillations
- Frequency sags
- Frequency rampdown and rampup

The system diagram is shown in Figure 1.

5

i

-—0, 7

11013
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Figure 1: The system diagram of the testing system

The settings are listed in the acTestcsv.dyd. The simulations are done by replaying
voltage profiles from the CSV files. The comments and the observations for the model
performance are provided in this report.

Conclusions:
1) The performance model is numerically robust.
2) The model can reasonably simulate voltage recovery caused by stalling. The
voltage recovery process is mainly determined by thermal relay parameters.
3) The model simulates the worst case scenario. The key assumption is that once the
voltage is below Vg, all the motors at the feeder will stall. Because of the



4)

cascaded effect, the assumption is valid for most cases. That is, once the motors at
the end of the feeder stall, it will draw huge current and bring the voltage down
along the feeder. This will cause the other motors along the feeder to stall.

There are two potential numerical problems:

the frequency dependency calculation. The default settings are 1.0 and -3. Unless
the frequency calculation is off too much, numerically, the model will function
well. However, the model will be more stable if a maximum frequency change
allowed is used to cap the maximum P and Q changes.

the discontinuity in the running and stalling curves. So far we didn’t find the
model fail to function properly because of this, but it might be an issue for weak
systems where instantaneous real and reactive power increases are limited by their
regulating capabilities.



acTestcsv.dyd

#

# AC unit model tests

#

models

monit 1"GEN " 115.0 "1":#9 9999.00

vmeta 1"GEN " 115.0 "1":#9 0.00.0

fmeta 1"GEN " 115.0 "1":#9 0.0 0.0 0.050000

#

#

lodrep

#

motorw 4 "LOAD-1" 12.5"M1" :#9 mva=-0.85 1.03.58 0.177 0.02 0.56 0.3 2 0.6 99999 00.5 0.177 0.02 10 0.75
motorw 4 "LOAD-1" 12.5"M2" :#9 mva=-0.85 1.0 3.58 0.177 0.02 0.56 0.3 2 0.6 0.1 00.5 0.177 0.02 10 0.75
#

blwscc 4 "LOAD-1" 12.5"ZP" :#9 0.050.51 050 0 0 0.0 0.0 0.0 1.0 -1.0

#

#

models

#

#gencls 1"GEN "115.0"1":#9 mva=100005.00.00.00.20.00.00.0

#gencls 1"GEN " 12.50 "1":#9 mva=100005.00.00.00.20.00.0 1.0 vramp100.csv 0000 0
#gencls 1"GEN " 12.50 "1":#9 mva=100005.00.00.00.20.00.0 1.0 vsag.csv 00000
#gencls 1"GEN " 12.50 "1":#9 mva=100005.00.0 0.0 0.2 0.0 0.0 1.0 fosci59hz.csv 00000
#gencls 1"GEN " 1250 "1":#9 mva=100005.00.00.00.20.00.0 1.0 Vosci.csv 00000
#gencls 1"GEN " 12.50 "1":#9 mva=100005.00.00.00.20.00.01.0 fsag.csv00000
gencls 1"GEN " 12.50 "1":#9 mva=100005.00.00.00.20.00.0 1.0 framp.csv00000
#gencls 1"GEN " 1250 "1":#9 mva=100005.00.00.00.20.00.0 1.0 vsagl.csv 00000

#

epcgen 4 "LOAD-1 " 12,5 "AC":#9 "epcACcomp.p" 12 "rsrc" 0.0 "xsrc" 0.0 "tv" 0.016 "tf* 0.1 /
"CompLF" 1.0 "CompPF" 0.97 "Kps" 5.57 "Nps" 2.3 "Kgs" 5.2 "Ngs" 2.0 "Kp1" 0.0 "Np1" 1.0 "Kq1" 6.0 "Ng1" 2.0 "Kp2" 12.0
"Np2" 3.2 "Kg2" 11.0 "Ng2" 2.5/

"Vstall" 0.59 "Vbrk" 0.86 "LFadj" 0.3 "Vrest" 999.0 "Prest" 0.0 "CmpKpf" 1.0 "CmpKqf" -3.3 /

"rth" 0.11 "kth" 0.08 "ith" 2.75 "tth1" 5.2 "tth2" 13/

"vcoff" 0.0 "vcon™ 0.0 "vvt" 0.75 "pcoff” 0.0



Voltage Ramp down and ramp up

_

0.00
0.0 190.0
Time ( sec )
0.0 vt 4 LOAD-1 12.5 AC 1 1.2
0.0 pac 4 LOAD-1 12.5 AC 1 80.0
-20.0 qgac 4 LOAD-1 12.5 AC 1 80.0
0.0 spd 4 LOAD-1 12.5 AC 1 1.2
0.0 gth 4 LOAD-1 12.5 AC 1 1.2
TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0
Page 1
@ ps1f.chf pslf152\mypslf\ningtest0l
Tue Apr 03 17:01:22 2007




Observations:

1) Note that the voltage profile was loaded in from a CSV file. The small voltage
oscillation observed is not due to the motor initialization.

2) The motor stalled when voltage ramped down below 0.59V. Therefore, when
generator voltage recovered, the load bus voltage remained low because of the huge
current draw by the stalled compressor.

3) After the compressor thermal relay temperature reached Threshold 1, compressors
started to be tripped offline by their thermal relays. After the thermal relay temperature
reached threshold 2, all the compressors are tripped offline. VVoltage then recovered to a

value higher than the normal running voltage because of the capacitive loading after the
trip of the compressors.

4) The motor model behavior is as expected.

5) As observed, the voltage recovery is determined by the thermal relay settings.

- By adjusting TTH1 and TTH2, one can adjust the rate at which the motors are tripped
offline.

- The stalling threshold will be purely determined by Vstall. The stalling is insensitive to
the fault duration for the performance model.

- Abrupt changes of P and Q were always observed when voltage crossed the Vstall.
This is because the switching between the running curve and stalling curve is not
continuous. The discontinuity in P and Q running and stalling curves caused the jump of
P and Q when the motor change states. This might not be an issue for a strong system but

might be an issue for weak systems, because the P and Q will change instantaneously
instead of smoothly.

v
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0.0
Time ( sec )
0.0 vt 4 LOAD-2 12.5 AC
0.4 freq 4 LOAD-2 12.5 AC
0.0 pac 4 LOAD-2 12.5 AC
qac 4 LOAD-2 12.5 AC

HRRe

25.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

@ pslf.chf

c:\temp\epcgen_ 20070404

Thu Apr 05 16:52:43 2007

As observed, frequency calculation may have an error. To avoid possible problems, a
cap might be set for a maximum power change caused by frequency change.
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Voltage Sag

0.00
0.0 150.0
Time ( sec )

0.0 vt 4 LOAD-1 12.5 AC 1 1.2

0.0 pac 4 LOAD-1 12.5 AC 1 60.0

-20.0 gac 4 LOAD-1 12.5 AC 1 70.0

0.0 spd 4 LOAD-1 12.5 AC 1 1.2

0.0 gth 4 LOAD-1 12.5 AC 1 1.2
TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

E_Ej pSlf . chf pslf152\mypslf\ningtest0l
= Tue Apr 03 17:38:32 2007
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T\
Ii
v
0.0 20.0
Time ( sec )
0.0 vt 4 LOAD-2 12.5 AC 1 1.2
0.99 freq 4 LOAD-2 12.5 AC 1 1.01
0.0 pac 4 LOAD-2 12.5 AC 1 60.0
0.0 gac 4 LOAD-2 12.5 AC 1 60.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05

SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

@ pslf.chf

c:\temp\epcgen_ 20070404

Thu Apr 05 10:21:31 2007
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Voltage oscillation

P -
‘\ J \ \ \ \ \ J J\ I (I
JA‘ Jnt \ JA! Al JA\ ‘At ‘ JA\ JA
O

1NN N

oooo

o

vt
freq
pac
gac
iac

WS

Time ( sec )
LOAD-1
LOAD-1
LOAD-1
LOAD-1
LOAD-1

12.
12.
12.
12.
12.

[GEGEGEGEG]

AC
AC
AC
AC
AC

e

1.2
1.01
70.0
70.0
6.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

@ ps1f.chf

pslfl52\mypslf\ningtest0l

Fri Apr 06 09:23:46 2007
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Voltage humps (simulate A/C unit over voltage behaviors)

0.0 50.0
Time ( sec )

0.0 vt 4 LOAD-1 12.5 AC 1 1.2

0.99 freq 4 LOAD-1 12.5 AC 1 1.01

0.0 pac 4 LOAD-1 12.5 AC 1 60.0

0.0 iac 4 LOAD-1 12.5 AC 1 2.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

pslfl52\mypslf\ningtest0l
@ ps1f.chf
= Fri Apr 06 10:01:36 2007

Observations:
The default Kpl =0, so P is insensitive to voltage humps.
The default Kql = 6, which caused the jump of Q.
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Frequency Oscillation

il
[ —
’ T
0.0 80.0
Time( sec )
0.0 vt 4 LOAD-1 12.5 AC 1 1.2
0.99 freq 4 LOAD-1 12.5 AC 1 1.01
0.0 pac 4 LOAD-1 12.5 AC 1 60.0
0.0 gac 4 LOAD-1 12.5 AC 1 20.0
0.0 iac 4 LOAD-1 12.5 AC 1 2.0
0.0 spd 4 LOAD-1 12.5 AC 1 1.2
TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0
Page 1
@ pS1f.chf pslfl52\mypslf\ningtest0l
Wed Apr 04 11:33:26 2007
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Frequency sag

— A
C ]
I
L r
L
T
0.0 20.0
Time ( sec )
0.0 vt 4 LOAD-1 12.5 AC 1 1.2
0.99 freq 4 LOAD-1 12.5 AC 1 1.01
0.0 pac 4 LOAD-1 12.5 AC 1 60.0
0.0 gac 4 LOAD-1 12.5 AC 1 20.0
0.0 iac 4 LOAD-1 12.5 AC 1 2.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

@ ps1f.chf

pslfl52\mypslf\ningtest0l

Fri Apr 06 09:27:30 2007
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Frequency rampdown and ramp up

0.0 30.0
Time ( sec )

0.0 vt 4 LOAD-1 12.5 AC 1 1.0

0.95 freq 4 LOAD-1 12.5 AC 1 1.0

0.0 pac 4 LOAD-1 12.5 AC 1 60.0

0.0 gac 4 LOAD-1 12.5 AC 1 20.0

0.0 iac 4 LOAD-1 12.5 AC 1 2.0

TASMO MODEL; OUTPUT GENERATED 2002-07-16 11:52:05
SWINGBUS 1520 FOR FC-2001-1:2003-07-14:17:4F--1--1-0-0

Page 1

pslfl52\mypslf\ningtest0l
@ ps1f.chf
Fri Apr 06 09:44:57 2007
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WECC Air Conditioner Load Model

Performance Model Specifications
Prepared by
Ning Lu and Henry Huang
Jan. 01, 2007

1. Overall Specifications

The overall structure of the air conditioner performance model is shown in Figure 1. The
PV and QV curves are shown in Figure 2.

Figurel: The states of the a/c motor model

Static Load Model equations:
Running:

a
Prun=a1+v 2 +a3(v_a0)+a4(v_a0)4
-a,

2 +b3(\/ —b0)+b4(\/ _bo)4

b
=b +
QFUI'] bl V _ bo

Stalling:

20



P

stall

=K,V +K,,V?

Qstall = qu\/3 + quv ?

Temperature for each parameters a and b in the above equations of Pryn, Qrun, Pstann @and

Qstall:

a(T)=c,T>+c,T +¢,
b(T) = d2T2 +d,T +d,

2) For each a/c motor performance load model, input data will be:
e Location — bus number, (name, kV), load ID.
o MVA=xxx — feeder & xfmr MVA base.
e Temperature/Loading factor.
e Flag — indicating if the motor is in service.

e Thermal relay parameters.

e Static load parameters,

- If not considering temperature or loading condition: ap~ as, bo~ ba, Kp1, Kp2, K,

- If considering temperature or loading condition: co~ C, do~ da, Kp1, Kp2, Kg1, Kgo.
3) Output variables will be:

e Real and Reactive Power

P-— Total MW at system bus

Q- Total MVar at system bus

e Motor State

- Motor stalled

- Motor in operation

- Motor not in service
4) Initialization process: determine parameters a and b if considering temperature.
5) Calculations during normal running:

Check voltage for stalling and switch the motor state from RUNNING to STALLED if
voltage is below Vq.

Check thermal relay temperature and switch the motor state from RUNNING/STALLED
to TRIPPED.

21



Power

Vrecover
Vstall
Stalling Running
Poan = Kplv3 + KV 2 %

run :al-’-v_a0 +a3(v —a0)+a4(\/—a0)4
Qstall = quv ’ + KqZV 2

Qrun:bl+ +b3(v_b0)+b4(v_b0)4

bZ
Vb,

>
Voltage (V)

Figure 2: The PV and QV curves
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Recommended Model For Single Phase Compressor
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1. Introduction

Single-phase induction motors in residential air conditioners are believed to be
the cause of prolonged voltage dips in the Southwest, Florida, and likely
elsewhere. During these events, a short fault (properly cleared) cause these
motors to stall. The resulting depressed voltage this causes, persists until the air
conditioners trip off line by individual thermal protection. A number of such
delayed voltage recovery events has been increasing in Southern California in
past several years.

In this paper we report on our activities to develop a dynamic model for
compressor-driving single-phase induction motors. This focus is warranted
because (a) these are the most common type of motor in residential air
conditioners, and (b) all their features and effects on the grid are not mimicked by
three phase motor models. It is our goal to develop a model for use in a positive
sequence power system simulator. A new model is necessary because three
phase motor models, which are common in simulation packages, do not
adequately represent all the observed behavior of single phase motors.

Our objective is to develop a model that represents the impact of residential air-
conditioners on power system dynamic performance. Our particular interest is in
modeling the air-conditioner impact on dynamic voltage stability and oscillation
damping. The model is expected to:

- accurately capture the sensitivities of motor real and reactive power
requirements as a function of its voltage and frequency

- represent the motor impact on damping of low frequency inter-area
oscillations

- reasonably predict the stalling phenomenon, as well as accurately
represent motor current, real and reactive power during the stalled state

In this document we present a detailed report on the development of a
mathematical model to represent a single-phase induction motor driving a
compressor load. This model is derived from first principles and verified using
data from laboratory tests conducted by Bonneville Power Administration.

In the next section, Section 2, we step through a detailed derivation of the
recommended model. In Section 3, we use the data collected from laboratory tests to
calibrate the model. Using a consistent set of parameters for the model, we validate
voltage ramp tests, voltage oscillation, frequency deviation, and voltage sag tests. We
conclude that the model structure is rich enough to model this important type of load
both during steady-state operation and transients.

This work is limited to the derivation and verification of the model structure. We do not
report on preliminary system-wide studies using this model, nor do we provide
comprehensive details on a method for calibrating the model to tests. These remain the
subject of continuing research.



2. Model Derivation

Here we present a derivation of the model from first principles. First we write the
equations for the-single phase induction motor directly applying Faraday’s Law for the
winding electrical dynamics and Newton’s Law for the rotational dynamics.

A. Original Coordinates

br

ar

v bs

v_.=r._- Figure 1. Orientation of magnetic axes
as as-as

Vbs = rbsibs + G;Ltbs
O=ri, + A
dt

O=ri, + %

% = Telec - Tmech
where:
Vas stator main winding voltage
Vbs stator auxiliary winding voltage
las stator main winding current
Ibs stator auxiliary winding current
Aas stator main winding flux
Abs stator auxiliary winding flux
lar rotor main winding current
Ior rotor auxiliary winding current
Aar rotor main winding flux
Abr rotor auxiliary winding flux
0 rotor angle
Wy rotor speed

Currents and fluxes are related as follows, assuming linear magnetic characteristics



A L, 0 L,cos(6) —L,sin(6) |i,
Ao 0 Ly —nL,,sin(6) —nL_cos() i,
A, | | L,cos(@) -nL,sin(6) L, 0 i
Al =L, sin(d) —nL_ cos(6) 0 L, Iy

where the inductances are defined as:

Las = I—Ias + I—m
Lbs = les + nsz
I-r = I-Ir + I—m
and

n

is the ratio of stator auxiliary winding turns to stator main winding turns. Note that the
rotor quantities have already been referred to the stator relative to the main winding
turns ratio.

The electrical torque is given by

—— iLm Ol—sin(e) —cos(H)JiarJ
aoe = [las o 0 nL,|-cos(d) sin(®) li,



B. Transform variables to a stationary reference frame.

In this reference frame the fundamental frequency for all electrical quantities will be the
same, and equal to the source frequency. This transformation also eliminates the angle
from the model representation.

> ds, dr

v gs, gr

Figure 2. Magentic axes in stationary reference frame

Apply transformation to a stationary reference frame:

{dsJ_[l OJasJ {er_LCOS(H) —sin(H)JarJ
gs|] [0 1]bs qr] |-sin(d) —cos(6)]br

Then
. dA
Vds = rdslds + ddtds
A
_ H gs
Vqs = rqslqS + at
O=rly, —o A, + Ay
dt
_ dA,,
0=ri, + o4y + "
dw
J d_tr = Telec - Tmech
where
rds = I’as
rqs = I’bs

The flux current relation may be rewritten as follows, using a little linear algebra that will
allow us to remove the rotor currents from the differential equations later.
4



L. 0 o
/1 LI’ .
S ls
o o oamm|f
as|_ Lr Iqs
idl’ _% O Li O /Idr
Iqr r L r 1 _qu
O -n-—— 0 —
- Ll’ I‘r J
where
2
Lz’js = Las _i
Lr
, L2
qu = Lbs nz L_

The electrical torque transforms to

T if‘m 0 I—sin(&) —cos(@)Icos(e) —sin(0) |ig
oo =l T 0 nL,[-cos(d) sin(d) |-sin(d) —cos(6)]i,
= Lmidsiqr - aniqsidr
L, . nL, .
= L_Idsﬂ“qr _L_Iqsﬂdr

r r



C. Scale Fluxes and Inductances, use phasors, and express in per-unit quantities

Y=w,1 X=o,L

The differential equations may be written (substituting in for rotor currents)

Vg = Ly 1 d¥,
ds ds'ds
Tt
1y,
Vqs = rqslqS +—
w, dt
0=—To X i+ e, - Py L Ve
X, X, b w, dt
d¥
0_——rannlquLL‘qu+ﬂllfdr+i L
r r b b dt
d 1 X . 1 nX_ .
r :__mlds ar = IqslPdr_Tmech
dt a)b Xr b r

All electrical variables can be represented by fundamental frequency phasors. For example,
i, =212 cos(w,t + ¢) — V21 sin(e,t + )

_ 1 R ! \aoi(@pt+9) 1 R ! + j(wpt+9)

_E(Ids_”ds)a +E(Ids+llds)3

where the angle ¢ is a convenient reference angle. In this model we find it useful to
specify this angle to be the phasor angle of the applied single phase voltage. We argue
below that this allows us to treat represent frequency in a straightforward way.

Now we express the variables in per-unit quantities.

Per Unit;
P, =V;lg V, =Y,
Zy :\I/_B B :&
B W,

2
H— Joy, T/ - X,
2P, o, r,

The equations for the resulting model are show below in Model 1. In this model the
single phase voltage is applied to the main winding. As mentioned above, the phasor
angle of this voltage is used for our reference, so the voltage magnitude is applied to
the model and the frequency appears as

dg

O, =W, +—

dt



Model 1. Dynamic Phasor Model



D. Resolve into forward- and backward-rotating fields

We recognize that this machine is not symmetrical and the applied winding voltages are
not balanced (one being fed off the other through a capacitor), and so it should not be
expected that the rotating magnetic field will be spatially uniform. To highlight this in the
model it is convenient to resolve the rotor flux variables into forward and backward
rotating components. This will also serve to highlight a time-scale separation that
otherwise may not be apparent.

First, express the rotor d-axis field as the sum of the forward and backward rotating field
components:

(V2 T )= (9 + ) (5 + )

The relation above should be interpreted as follows: with the rotor winding referenced to
the stator, both the forward-backward rotating fields will induce currents in the winding.
The rotating fields contribute to the g-axis winding in a different way; the forward
rotating field will lead in the g-axis compared to the d-axis, and the backward field will
lag in the in the g-axis compared to the d-axis:

(W + 0% )= J(PF + 0% )i (5 + 1)
More compactly, these phasor relations may be written

i it

(W + j‘I’c;r) B
(111 -] (LPdRr"‘ J\Pdlr)
2)1 j (Y +iYy)

It is likewise convenient to transform the stator currents for the rotor relations

e (o]t e

In terms of these new variables, the model may be expressed as

(] + )}

(W)



Model 2. Represented with forward and backward rotating fields



E. Neglect Fast Transients

Next we neglect the effects of fast transients. These may be either fast decaying
transients, or fast oscillatory dynamics that are attenuated by slow dynamics that
essentially act as a nonlinear low-pass filter. The dynamics suitable for this
simplification include the stator transients, the capacitor transients (which we have not
shown yet). The rotor dynamics are explicitly related to machine speed. Under normal
high speed operation, the backward field dynamics appear fast and should be neglected
along with the stator transients. When the motor is at low speed, all electrical dynamics
may contribute to the response, and an argument could be made to represent all the
dynamics. However, this would be inconsistent with the quasi-static approximation used
for other machine models and the network representation. Neglecting stator transients,
neglecting rotor backward-rotating filed transients, and neglecting capacitor transients
and lumping the capacitor into the g-axis stator equation, we obtain the following model.

NS =[rds + jZ_zX‘I’SJ(I‘TS + g )+ J[S—ZJ))((—T(‘I’dFi + %)

NS =[rqs + jz—z X[+ jZ—E XCJ(I;‘S + jlg )+ J[Z_zj n))((rm (¥ +1¥')

e jxyg)}ﬂl _,I(xpdm j‘Pd'r)} {(\ydm je)| _{1 11(\1% j‘I’f')}
(B +iv) 201 (i) ((Fr+ive) L - i)
‘(|$+j|;)}(111 —jnI(lE#jlés)} {(lg*ﬁjus)}_ 11 I(Ii%jl})}
(15 +in) 242 o J Q5+ 1) (15 + i) Li/n =i/n](f +i1y)
Tg%(\yf + 1 )= X (1F + 017 )= @+ (@, - o )TYF + 1)

Xo(l5 + 1)

): (1+ (o + a)r)TO')

—

>

(%5 + 1%

2H do,
@, dt

Xm
=X—r2(|}‘1’fR - IfR\I’fI - Itl)‘PbR + It?\Pt: )_Tmech

Model 3. Phasor Model neglecting fast transients

In this model we have introduced a new notation for the applied voltage phasor: V..

This voltage is directly connected to the d-axis stator winding, and it is separated from
the g-axis winding by the capacitor.

F. Saturation

We model the impact of magnetizing saturation by adjusting the magnetizing reactance
as a function of the rotor fluxes. The saturation scaling function is computed as follows

define ¥ = \/(\Pf )2 + (¥ )2 + (¥ )2 + (¥ )2

Sat(¥, ¥ )= 1 for ¥ <b,
P+ AL (P-by,)? for¥ b,

Then
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In this model we note that the effect of saturation in the ratio of (X /X,)is negligible and

is not applied. We also note that the definition of T, includes X, and is affected by
saturation. The transient reactances are largely insensitive to saturation. Careful
examination of the equations in Model 2 shows that the saturation scaling term only
shows up in two places; once in each of the rotor flux equations. The final model is
shown below in Model 4; it also includes the output current phasor relative to the
applied voltage angle reference.

2 =[rds - jj)’—;xasj(li + I J[Z—J))((—(‘P +]¥)

: . N X :
M :[rqs+ jZ—ZXéS+ JZ—EXCJ(I;+ il )+ J[Z—ZJ@(—:"(‘P;+ iv)
_@f+rﬂ)zﬁq? |+ i) @$+rmjzr ]+ i)
(B +iw) 201 (i) (B i) L -il (e i)
_(I$+jl})_(£11 Sinfae i)l (i)l [ 1 ]@F+ i)
_(|;;+j|;,)_ 21 n (1% +il) (5+il) Li/m =i/n] (1 +i1})
To'a(‘{’f + 1 )= X (1F + 017 )= (sat(¥,, ¥, + (@, — 0 T F + YY)

Xa(15 + 1)

PR+ )=

(b J b) (sat(‘Pf,‘Pb)+j(a)s+a),)To')

2H dw, X

P (R (R R Sy

b
=06+ it )+ (5 + il ) B

Model 4. Final model including saturation, forward- and backward-rotating field
representations, and neglecting fast transients. The model is driven by the magnitude of

the applied voltage and its frequency: [\/S|and o,. The output current phasor I is the sum

of the two winding current phasors relative to the applied voltage phasor angle, ¢.
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4. Examples

The parameters used in all test are

P....: 3500 V,,..: 240 n: 1.2200
Ry.: 0.0365 Ree: 0.0729 R,: 0.0486
X, :2.2800 X.,:2.3300

H: 0.0400 T/:0.1212

X!:0.1033 X.:0.1489 X -2.7790
b,,: 0.7212 A...: 5.6000

sat * sat *

The mechanical torque is set to match initial conditions on power drawn by the motor.
A. Voltage Ramp Test

The initial power is 1.0960 pu. The mechanical torque is initially 1.0448 pu. The torque
model used throughout these test applies 0.85 to constant torque and 0.15 to speed to
the fourth power. This speed variation helps marginally with the voltage oscillation
tests. A constant torque model gives high quality, consistent results as well. (In the
ramp test, the constant torque model stalls slightly before the speed dependent model.)

Waoltage at rotor temainal

a0
tirne

Figure 3. Voltage ramp measured at terminal of motor. The voltage initially is 0.98 pu.
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Figure 4. Measured and simulated currents. The main winding current is the larger of
the two.

angle diffsrenee betwsesn ausiliary and rmain winding cuments
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Figure 5. A plot of the angle difference between the auxiliary winding and the main
winding. The measured difference at full voltages is about 82 degrees, the simulated
difference is about 77 degrees. (When the voltage and current are zero, the angle is not
defined and its calculation jumps around randomly.)
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Figure 6. Measured and simulated active power.

a0

Reactive Powsr

tirne

Figure 7. Measured and simulated reactive power
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Figure 8. Simulated electric torque. Total (blue), forward component (green) and
backward component (red). See close up during stall in next figure.

15 T T T T T T T T T

Torques
=
o
T
1

-0.5 1 L 1 1 L 1 1 L 1

tirne

Figures 8. Electrical torque around stall point. Note that the green line (forward
component) remains almost constant right up to stall point, suggesting that the
backward component ‘s contribution (red) to the total torque (blue) is needed to
accurately capture the stall.
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B. Voltage Oscillation Test

In this test, the magnitude of the applied voltage oscillations between 90% and 110% of
the nominal value. The applied oscillations are at frequencies of 0.1Hz, 0.25Hz, 0.7Hz,
1.5Hz, and 2Hz. The initial power at nominal power is 1.067, and the corresponding
torque is 1.018. The mechanical torque model used in these simulations is 85%
constant torque and 15% speed raised to the fourth power.

R -

0.

Waoltags

04 ]

D2 ]

1 1
] 50 100 150 200 250
tirne

Figure 10. Voltage Oscillation Test. The applied voltage varies between 90% and 110%
of nominal at frequencies: 0.1 Hz, 0.25 Hz, 0.7 Hz, 1.5Hz, and 2 Hz.
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Figure 11. Active Power, simulated and calculated from measurements for the voltage
oscillation test.

US T T T T

045 E

04 ]

Figure 12. Reactive Power, simulated and calculated from measurements for the
voltage oscillation test.

The simulated reactive power and calculated reactive power match very well during the
low voltage portion of the oscillation. The simulation underestimates the peaks during
the high voltage portion of the oscillation. The active power only changes slightly during
these oscillations. Some speed dependence in the torque equation model is necessary
for the simulation to qualitatively move in the same direction as the calculated values.
The overall variations are small, so this detail may not be critical for modeling.
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C. Frequency Tests

In the next test, the supply frequency is decreased from 60Hz to 58.5Hz in 0.25Hz
increments, and then increased back again to 60Hz. Care must be taken to accurately
calculate the active and reactive powers of the fundamental frequency components as
the frequency changes. Calculating values assuming 60Hz - modulating by 60Hz
sinusoids and averaging over integer periods - results in oscillations and bias. In our
calculation we find it convenient to modulate by signals of the correct frequencies, but
averaged using a fixed window length. This results in oscillations, but removes the bias.
Then a 1sec average is applied to smooth out the oscillations. Also, the applied voltage
as seen from the terminal of the single phase motor changes with frequency. The
voltage drop from the laboratory supply to motor depends on frequency.

0.998 | E

0.996 - -

0.994 | 4

0.992 - -

20 40 (1] a0 100 120 1410
tirne

Figure 13. Simulation voltage consistent with laboratory voltage. The voltage
magnitude increases as frequency decreases because the supply line voltage drop
decreases.
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Figure 14. Frequency. The frequency drops from 60Hz to 58.5Hz and returns to 60Hz
in 0.25Hz increments.
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Figure 15. Calculated and simulated active power. The response is small and
proportional to frequency.
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Figure 16. Calculated and simulated eactive powers. The reactive power increases with

decrease in frequency.

The simulated responses are close to the measured responses. The applied frequency

variation down to 58.5 Hz is large. The model should accurately represent the load
frequency response for even large events.
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D. Voltage Sag Tests

The voltage sag tests characterizes the response of the air conditioner to faults in the
network. The voltage profile for these tests has three parts, a prefault voltage at 100%
nominal, a sag level for some specified fault duration, and a post-fault recovery level.
The output of a particular test is simply whether or not the motor stalled. We use our
simulation model to attempt to repeat the results, and in this case we turne our model’s
Inertia constant, H, to best match the data.

We note again an important point about the voltage levels in the test: there is a small
voltage drop from the laboratory supply source to the terminal of the motor. While the
difference is usually small, it is important to account for these few percent when trying to
match the results with simulations. The particular tests we examine here are those that
distinguish between motor recovery and motor stall. We note the terminal voltages
when discussing these tests.

Six-cycle fault tests
The sag voltage was decreases to 0 pu and raised to various recovery voltages
including 100%. The motor remained stalled in all cases.

Three-cycle fault, 100% recover tests

In these tests the recovery voltage was returned to 100% after a 3-cycle voltage sag.
Repeated tests determined that the motor remained stalled for a voltage sag of 0.52 per
unit, but recovered for a voltage sag of 0.54 pu.

For simulation purposes we account for the voltage drop in the supply line. The
terminal voltage at 100% supply is 0.98 pu. The voltage sags of 0.52 and 0.54,
correspond to terminal voltages of 0.49 pu and 0.51 pu, respectively. For the case
when the motor stalled, the high current kept the terminal voltage around 0.90 pu. In
the recovery case, the terminal voltage recovered initially to around 0.90 pu and
increased to 0.98 as the motor quicklyreturned to speed. In the simulation we used a
pre-fault voltage of 0.98 pu, sag voltages of 0.49 pu and 0.51 pu, and a recovery
voltage of 0.90 pu.

Keeping all other parameters constant, and modeling the mechanical load as constant
torque, the inertia constant is found to be H = 0.0219 sec. The following four plots
compare the active and reactive powers computed from measurements and simulated
using the model described here. The model distinguishes between the stall/non stall
conditions, and follows the dynamics reasonably well.
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Figure 17. Plot of active power for 3-cycle 52% voltage sag test. The motor stalls.
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Figure 18. Plot of reactive power for 3-cycle, 52% voltage sag test. The motor stalls.
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Plot 19. Plot of active power for 3-cycle, 54% voltage sag test. The motor recovers.
(Note that the apparent delay in measured response, approximately 1 cycle, is due to
calculation of power from data — using a 1-cycle window.)
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Plot 20. Plot of reactive power for 3-cycle, 54% voltage sag test. The motor recovers.

(Note that the apparent delay in measured response, approximately 1 cycle, is due to
calculation of power from data — using a 1-cycle window.)

Three-cycle 55% saq, variable recovery voltage
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In this test, the voltage sag is fixed at 55% (0.52 terminal) for three cycles and recovery
voltages are sought to distinguish between stall and nonstall results. At a recovery
voltage of 85% (0.78 terminal) the motor stalls. At a recovery voltage of 90% (0.82 pu
rising to 0.88 pu) the motor does not stall.

Simulations with H = 0.0219 sec. match these results. The following four plots compare
the active and reactive powers computed from measurements and simulated using the
model described here. The model distinguishes between the stall/non stall conditions,
and follows the dynamics reasonably well. The simulated motor response reaccelerates
a little more quickly than the test.

- 1 1 1 1 1
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Plot 21. Plot of active power for 3-cycl3, 55% voltage sag test with recovery voltage
equal to 80%. The motor stalls.

24



tirne

Plot 22. Plot of reactive power for 3-cycl3, 55% voltage sag test with recovery voltage
equal to 80%. The motor stalls.
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Plot 23. Plot of active power for 3-cycl3, 55% voltage sag test with recovery voltage
equal to 90%. The motor recovers.
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Plot 24. Plot of reactive power for 3-cycl3, 55% voltage sag test with recovery voltage
equal to 80%. The motor recovers

30-cycle, 80% recovery voltage

In this test, the sag voltage is varied to determine the threshold between stall and non-
stall. For a sag voltage of 63% (0.58 pu terminal at 30 cycles, and decreasing), and
recovery voltage of 80% (0.73 terminal), the motor stalls. For a sag voltage of 64%
(0.61 pu at 30 cycles, and increasing), the motor does not stall. Thirty cycles is a long
time for a fault, and the this test comes close to identifying a steady-state stall voltage
for the specified load.

Simulations with H = 0.0219 sec. match these results.

Summary:
From these simulations it appears that an inertia constant of H = 0.0219 sec. is

appropriate for this simulation model.
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4. Conclusions

The model presented here is clearly capable of representing the behavior observed in
the laboratory tests. The laboratory tests are comprehensive. The voltage ramp tests
operating conditions between full and zero voltage — identifying the motor stall voltage
along the way. The voltage oscillation tests for the response that may be observed in
the system under certain conditions, as does the frequency test. Both, in fact, test for
frequencies beyond those typically observed in the system. The voltage sag tests
confirm that the model can capture the stall/recover characteristics of these motors.

Continuing work involves the application of the model in system-wide studies, and the

development of an automated procedure for parameters estimation to match laboratory
tests.
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1.0 EXECUTIVE SUMMARY

1.1

Introduction

Southern California Edison (SCE) and other utilities have been experiencing occurrences of delayed
voltage recovery following faults on the electrical system (see figure 1). Under normal conditions,
voltage recovers to nominal levels less than one second after the fault is cleared. In several incidents
the past few years, voltage recovery has been delayed for more than 30 seconds after normal fault
clearing at some SCE substations. These cases usually occur at substations located in areas with hot
climates and new housing developments. This delayed voltage recovery can be attributed to the
stalling of air conditioner units. SCE tested 10 residential air conditioning units to assess their
response to delayed voltage recovery transients. The tests indicated that all 10 air conditioning units
stalled when exposed to these types of transients. This study proposes that the installation of under-
voltage protection devices such as under-voltage relays or digital programmable thermostats are
possible solutions to the air conditioner stalling problem.

Figure 1 is a typical delayed voltage recovery profile on a SCE 220 KV circuit. This figure indicates
that immediately after the fault, the voltage decreases to 79 percent of nominal voltage (point 1); the
voltage on the distribution circuits dips even lower. This drop in voltage causes air conditioner units
to stall and the stalled air conditioner units prevent the voltage from recovering to a nominal level
(point 2). When the air conditioning units’ thermal overload protection switches trip, the voltage
recovers but overshoots the nominal voltage (in this case 6 percent above) because the capacitor
banks are still connected to the circuit (point 3). This over-voltage causes another problem, the
capacitor banks tripping off due to over-voltage (point 4). With the capacitors tripped off and the
load (air conditioners) returning, the voltage dips below the nominal voltage (points 5 & 6). This
could lead to additional problems because it makes the circuit more vulnerable to similar chains of

events.

LTCICAPS OFF
DUE TO OVERVOLTAGE®

!

G ST ) 0AD COMJNG
== / BAGK ON
!
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UNDER-VOLTAGE/
DUE TO CARS STILL OFF LINE®

-21%

DELAYED RECOVERY
T AS STALLED AIC§ DISCONECT VIA®
: THERMAL OVERLORD PROTECTION

FAULT &
FAULT CLEARS®

Voltage Deviation (%)

20 Sec.

Time
Figure 1 - Typical Delayed Voltage Recovery
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1.2 Work Performed

1.3

SCE tested under-voltage protection devices and digital programmable thermostats to determine
their response during under-voltage events and assess their ability to mitigate the air conditioner
stalling problem. The test results will help SCE determine the best possible solutions to address the
problem at its source, air conditioner units installed along the SCE power grid. SCE tested three
digital programmable thermostats, seven under-voltage relays, and one load control switch (refer
Table 3). All testing was conducted at its Pomona Electric Vehicle Technical Center (EVTC).

Testing Results

This summary section contains the under-voltage transients test results for selected under-voltage
protection devices, load control switches, and digital programmable thermostats.

1.3.1

Digital Thermostats Test Results

Three digital programmable thermostats were tested to assess their response during under-
voltage transients. The test results determined that only one thermostat had under-voltage
protection, the Honeywell thermostat. Although this thermostat’s under-voltage protection
and response time do not currently meet SCE’s proposed stall protection specifications, it
may help mitigate the air conditioner stalling problem. To meet SCE’s proposed stall
protection specifications, this thermostat would need the following reconfigurations:

¢ Raise the under-voltage protection threshold to 78 percent of rated voltage
¢ Quicken the under-voltage response time to 250 milliseconds (15 cycles)
¢ Randomly time (3 to 5 minutes) the short cycle protection

A recommended additional modification is to allow the air handler fan to run when the
thermostat trips off the compressor due to an under-voltage transient. This will help
dissipate the stored cooling while the compressor is off.

The use of thermostats to mitigate the air conditioner stalling problem is one of the easiest
retrofit solutions. In most cases retrofitting thermostats would not require a qualified
electrician because in California, only branch circuits rated greater than 100 VA require a
qualified electrician and most residential thermostats circuits are rated below 24 VA.

The disadvantage of using the Honeywell thermostat to mitigate the air conditioner stalling
problem is that it needs the common “C” wire. This wire is used to provide power to the
thermostat’s electronics. The common “C” wire started being used after the release of
digital programmable thermostats in the mid-1990s.
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Under-Voltage Relays Test Results

Seven under-voltage protection relays were tested to assess their response during under-
voltage transients. Test results indicate that two of the tested relays (CSE and PNNL) have
the under-voltage protection needed to mitigate the air conditioner stalling problem but will
require minor adjustments to meet SCE’s proposed stall protection specifications. These
two relays are still in developmental stages; therefore, their implementation may be delayed
due to the need for further testing, certifications, mass production, and retrofit time.

The test results also indicate that three other under-voltage protection devices manufactured
by Diversified Electronics (DE) have under-voltage protection that may help mitigate the
air conditioner stalling problem. These three relays are off-the-shelf devices, but clearly
have some disadvantages. First, they do not have a randomly distributed short cycle-
prevention allowing them to restart at the same time after voltage is restored to normal
conditions. This might keep the voltage depressed and cause further stalling of air
conditioners. Second, they use normally open (N.O.) contacts that prevents the units from
restarting if the under-voltage relay fails. All other tested under-voltage protection devices
provided limited stall protection, which may help to some degree, but will not alleviate the
air conditioner stalling problem. The installation of any of these under-voltage protection
relays in California would require a qualified electrician for retrofit because the served
circuits will be rated at more than 100-VA.

Load Control Switch Test Results

Cannon Technologies’ load control switch was tested. These switches are mainly used to
remotely control motor load during times of high system load demand. Initial testing of this
device indicated it did not have the desired stall protection. Cannon Technologies claims it
reconfigured this load control switch’s software to meet SCE’s proposed stall protection
specifications. Our recent tests indicate that this device was indeed reconfigured and it now
meets SCE stall protection specifications. Its disadvantage is that it will be more expensive
than the average under-voltage relay; it has extra features (such as load control and demand
response) and will require additional retrofitting labor because California law requires a
qualified electrician when served circuits are more than 100-VA.

Conclusion

The most viable solution to the air conditioner stalling problem is the use of digital
programmable thermostats with stall protection capability. The challenge will be working
with various thermostat manufacturers to ensure that their products meet SCE’s proposed
stall protection specifications. It must be noted: this solution may not protect older units
(those installed prior to the mid-1990s) because many do not have the common “C” wire
used to power today’s thermostat electronics. This remedy’s effectiveness will only be
realized as older air conditioners are replaced with new units having the common “C” wire.
Another viable solution is the use of plug-in under-voltage protection relays that meet

Page 7 of 63



SOUTHERN CALIFDRMIA

Air Conditioner Stalling
Unit Level Solutions Test Report

SCE’s proposed stall protection specifications. This fix offers easy installation on window
air conditioners and plug-in air handlers. Either of these solutions would be relatively
simple and less costly remedies because they will not require a certified electrician for

implementation.

The next most viable solution is the use of devices such as under-voltage relays or load
control switches with SCE’s proposed stall protection specifications. This solution is less
attractive than the others because it would require qualified electricians to perform the
retrofits, adding a labor cost of $90 to $100 per installation.

Table 1 shows the test results for the various devices in our study. The potential column is
an SCE assessment of how viable each device is in protecting air conditioners from
stalling. Notice that the devices with the highest score are those in developmental stages.
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2.0 OBJECTIVE

The objective of this testing is to investigate how under-voltage protection devices and digital
programmable thermostats respond to under-voltage transients. SCE tested seven under-voltage relays,
one load control switch, and three digital programmable thermostats (Table 2) to assess their stall
protection capabilities.

| Manufacturer | Maodel Number | Name | Cost

Digital Programmakble Thermostats

1 Honesywel FTHr 40001 00 Dicgital Ther mostat o0

2 Tataline FE74-1500 Dicgital Ther mostat 70

3 Ritetemp 0220 Dicyital Thermostat bz
Lnder-voltage profection Relays

i 1CM Cordrols 1Eh451 Single Phase Line Monitor $a0

2 Diversified Elactronics CU—;?JE;T:-EG ioltage Band Monitor with Short Cycle Protector $40

3 Diversified Electronics CE;STSS Wioltage Band Monitor with Short Cycle Protector Fa0

4 Diversified Electronics CV-240-AFN Under-voltage Shart Cycle Protector $40

Mourt-in

i CMP Corporation — Krivean Division INT 364 Motor Protector bz

] Corporate Systems Engineering RiA, AIC Undler Woltage Relay o

7 Pacific Mortwest Mational Laboratory RA, Grid Friendly Device kLA,
Load Control Switch

1 Cannan MAA Load Control Switch AR,

Table 2 - Tested Devices
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3.0 SCE PROPOSED STALL PROTECTION PARAMETERS

Air conditioner testing performed by SCE, Electric Power Research Institute (EPRI) and the Bonneville
Power Administration (BPA) indicates that air conditioners stall very quickly, within a mere 6 cycles. The
stall threshold (voltage point where air conditioners start stalling) is dependent on temperature — the
warmer the temperature, the higher the stalling threshold. SCE found that the average stall threshold
voltage is 73 percent when outdoor temperatures reach 115 °F. The stalling threshold could be even higher
when the air conditioner unit is overcharged. SCE decided to use a 78 percent stalling threshold voltage, 5
percent higher than the average and 2 percent below a typical compressor’s lowest voltage nameplate
rating.

Figure 2 shows the voltages of the SCE proposed stall protection parameters chosen after analyzing the air
conditioner testing results.

TRANSIENT PRIMARY \_ OLTAGE O"E
COMPRESSOR ON ;/ BEGINS [/ POWERCONTACTOR®Y o\ prassor oN
(240 VAC) / ¥ (240 VAC)
- 85% QUM VACQ) r===Ff - — s mmm—mm— === — 1
v :
: 3 td3 R
TRIP OFF I e g
/ TRIGGERS | i
! 789 (187 VAC) : i
R ot
i '[RAN&I%IE]\'T \-’DLEEAGE
i ENDS RECOVERS SECONDARY VOLTAGE OF
—>itd1je— , POWER CONTACTOR (V) ’11}15121{3?5%5
' COMPRESSOR OFF (0 VAC) ,,’ .‘,’
Figure 2 - Proposed Stall Protection Parameters
Table 3 provides the ideal parameters and their corresponding SCE specifications:
1 Under-voltage trip level 78 % of nominal voltage
2 Trip response time (td1) 6 — 15 cycles
3 Voltage recovery condition 85% for at least 15 sec (td2)
4 Contacts re-close Qelay time (td3) or 3t0 5 minutes, random
short cycle protection
5 Lowest operation voltage 40% of nominal voltage
6 Contacts type Normally closed (N.C.) contacts
. After | f power during an under-vol
7 Cold load pick up evt:ntoss of power during an under-voltage

Table 3- SCE Proposed Stall Protection Specifications

Page 10 of 63



SOUTHERN CALIFORMIA

EDISON Air Conditioner Stalling

Unit Level Solutions Test Report

In order to minimize false tripping SCE recommends measuring currents to confirm the stalling
conditions. The test results indicate that when the air conditioner stalls, the current quickly (within 2 - 3
cycles) exceeds 3.0 p.u. When stall protection devices fail the use of normally closed contacts (N.C.) will
not lockout the air conditioner.

Short Cycle Protection Time:

Short cycle protection time prevents the air conditioner from turning back on before the pressure bleeds
off (releases). If the air conditioner is allowed to turn back on when pressure is built up, it might stall
because the electrical torque would not be able to overcome the built up mechanical torque.

Cold Load Pickup Protection:

Cold load pickup protection waits for a predetermined time after power is restored before it allows the
compressor to restart. This avoids high inrush currents in the distribution feeders immediately following
power restoration. The high inrush currents cause a voltage drop which can result in air conditioner
stalling or circuit tripping.

Page 11 of 63



SOUTHERN CALIFORMNIA

EDISON Air Conditioner Stalling
Unit Level Solutions Test Report

An EDISON INTERNATIONALY Company

3.1. TRANSIENT TEST TYPE

This test report focuses on the response of under-voltage protection relays and digital programmable
thermostats to under-voltage events such as the long-notch transient. The nominal rated voltage used for
all the tests is 240 VAC.

Figure 3 shows the long-notch type transient used to determine how the thermostats, under-voltage
protection relays, and load control switches behave during under-voltage transients. The characteristics to
be examined are: under-voltage protection threshold, under-voltage response time, electronics shutdown
voltage and time, short cycle protection, and cold load pickup.

Vac = 240V

g— 10 5, ————p

Vac ==V

t1 2
Figure 3 - Long-Notch Transient

Figure 4 shows the short-fast type of transient used to determine how the thermostats, under-voltage
protection relays, and load control switches, behave during short and fast under-voltage transients such as
typical transmission circuit breakers’ clearing times.

Vac = 240 V

Vac= ¢V where t1 < under-

voltage response time
Figure 4 - Short-Fast Transient

—> — 11
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4.0 DIGITAL PROGRAMMABLE THERMOSTATS TESTING

Testing was performed on the Honeywell, Totaline and Ritetemp devices to assess how digital
programmable thermostats perform during under-voltage transients. Digital programmable thermostats are
used to control the indoor temperature by turning the air conditioner compressor on and off. Thermostats
have a fan switch that turns the indoor fan on and off providing cooled airflow to the served area. They
also have a system switch with three settings (cool, off and heat). Of the three, we are most interested in
the cool setting, the standard setting when an air conditioner is turned on. Thermostats also have a
temperature setting switch that allows selection of the desired temperature. The tests were performed
when the air conditioner was running properly (system switch = cool & fan switch = auto & TSET <
TACTUAL), cooling down the desired area. Figure 5 refers to the typical installation of a digital
programmable thermostat. The common “C” wire (purple) that runs from the air handler unit to the digital
programmable thermostat came into standard use for residential air conditioners in the mid-1990s. This
wire provides power to the digital programmable thermostat electronics.

< — — —INDOOR— — ===

= —OUTDOOR— — =~

7 T OUTDOOR ONIT ~ ™

| TO COMPRESSCR &

= | OUTDQOR FAN
2y
i 73
i 8 AN

i
:

N

| E—

1 13
LEGEND I
T, 240124 VAC Transformer

!

t

|

|
=

|

I

H e e e R e O o

1
8§, Contact 1 on Power Relay V‘I
DIGITAL THERMOSTAT S; |Contact2on Power Relay C |
s, Contact on Tharmaostat L1 L2

Line 1 from main panal 240 VAC
Supply Voltage
from Service Panel

L,
L, Line 2 from main panel
______ Control Wiring (24 VAC)
Power Wiring (240 VAC)

_____ Common Wire
%o be removed for some tests)

Figure 5 - Programmable Digftal Thermostat Typical Installation
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4.1 Honeywell Digital Programmable Thermostat Test Results

This high-end off-the-shelf digital programmable thermostat was purchased at a popular local warehouse
store. The Honeywell Digital Programmable thermostat’s system-button has cool, off, and heat modes. Its
fan-button has on and auto positions. Its temperature-button ranges from 50°F to 99°F. This thermostat
also has schedule and clock buttons. The under-voltage testing was done in the cool position (system-
button = cool & fan-button = on & TSET < TACTUAL).

Test results indicate that this thermostat’s:

¢ Under-voltage protection threshold is 60 percent, but only works with the common wire “C”

¢ Under-voltage protection response is 1.2 seconds at the voltage threshold and 0.4 seconds at lower
under-voltages

¢ Short cycle protection time is approximately 5 minutes and the compressor is not protected when the
under-voltage transient persists longer than 5 minutes, allowing the compressor to restart, which can
cause the compressor to stall for 6 cycles

¢ Short cycle protection is activated by:
e Under-voltage trip off
e Change in system-button positions
e Actual temperature increases above the set temperature
e Power loss and initial electronics power on (cold load pick up protection)

¢ Cold load pickup protection is 5 minutes after power is restored

Although this thermostat’s under-voltage protection is lower and the under-voltage response time is longer
than SCE’s proposed stall protection specifications, this thermostat could help mitigate the air conditioner
stalling problem. But, in order for this thermostat to meet SCE’s specifications for stall protection, it
would need the following changes:

M Raise the under-voltage threshold to 78 percent

M Shorten its response time to about 6 to 15 cycles (100 to 300 milliseconds)

M Randomize the cycle protection time

M Prevent the compressor from restarting during under-voltages

Additional improvements needed for this thermostat include:

Xl The fan should be allowed to run when the thermostat trips off the compressor due to an under-voltage
transient. This will allow the fan to dissipate any coolant stored in the cooling coil

Xl The compressor should not be allowed to restart during under-voltages lower than 85 percent

The internal energy storage device (capacitor) should be enlarged. This will allow the thermostat to
work at lower voltages for longer periods of times; it currently takes 0.5 seconds but needs at least 4
seconds

4.1.1 Specifications

Table 4 provides the specifications for the tested Honeywell digital programmable thermostat.
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Wlanufacturer Honeywell

Mlodel Mumber ETH 400D 1008

Marne Digital Programmable Thermostat

Line Terminals Ratings

Woltage 24 VAC

Frequency JOfE0 He

Time Delay Mot specafied

Cycle Protection Time 3 minutes

selector Buttons

system Fan Temperature =chedule Clock
selector

Terminals

Cotntneon “C” | Return “R” | Green “G” | Tellow “ 7" | White W~

Contacts

Cooling Heating Fan

BT and *YT terminals

“BT and W terminals

*ET and “ 37 terminals

Ficture

—

=P s

e

4l |

Table 4 -

4.1.2 Non-Installed Testing

These tests monitored the Honeywell thermostat’s response to different settings without any

Honeywell Digital Programmable Thermostat Specifications

external connections. The following observations were noted:

e When the thermostat had no batteries the thermostat electronics shut down and its resistance

among all terminals was infinity

e When the batteries were installed, the thermostat went into short cycle protection (wait state),

which took approximately 5 minutes to clear

e With batteries installed and the thermostat in cool mode (system switch = cool & fan switch =

on & TSET < TACTUAL) the short cycle protection timed out. This caused:

0 The R-G (fan switch) terminal’s resistance to lower, indicating the fan switch was in the

“on” position

0 The short cycle protection wait state to be enabled only if:
* There were any change in the system’s switch position ending in the “cool” position

» The actual temperature equaled or surpassed the set temperature (TSET > TACTUAL)

indicating no further cooling was needed at the time
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Installed Testing

The following tests were performed on the Honeywell thermostat with all the standard residential
connections (including the common wires, batteries) and after the short cycle protection “wait”
state timed out.

4.1.3.1 System, Fan and Temperature Buttons Testing

The system fan and temperature buttons are used to control the cooling and heating
functions of the thermostat. They were tested to assess their functionality. With the
thermostat in cool mode (system switch = cool & fan switch = auto & TSET <
TACTUAL) and the compressor and fan running normally, the following observations
were made:

¢

The fan switch changes did not activate any function while the compressor was
running

When the system switch was turned off the compressor shut down and cycle
protection activated immediately, the fan ran normally

When the system switch was turned to ‘off” or ‘heat’ and then back to ‘cool’ the short
cycle protection activated immediately, the fan ran normally

When the actual temperature equaled the set temperature, the compressor shut down
immediately and the short cycle protection activated immediately, the fan ran
normally

The fan only ran when the system switch was in the cool position or the fan switch
was on

4.1.3.2 Under-Voltage Transient Testing

Tests were done to assess how the thermostat behaves during under-voltage transients.
The under-voltage transients were applied with the thermostat in ‘cool’ mode (system
switch = cool & fan switch = auto & TSET < TACTUAL) and the compressor running
normally. The following observations were made:

¢
¢

Its under-voltage threshold is 60 percent of the rated voltage

Its under-voltage protection response time is 1.2 seconds at 60 percent of the rated
voltage and 0.6 seconds at 50 percent of the rated voltage

Its short cycle protection timed out in approximately 5 minutes

Allowed the compressor to restart for 6 cycles during under-voltage transients but
only after short cycle protection timed out

It has no protection for transients faster than 0.65 seconds

Its electronics never shut down because it had batteries; therefore, it had under-
voltage protection even at total power loss

Table 5 provides the test results for the Honeywell Digital Programmable Thermostat.
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V';.SAG tsac | tRESPONSE Comments
(%) | (Sec.) (Sec.)
Long Under-voltage Transient Test
fi 10 Hia Nothing
60 10 12 * Compressor and fan tripped off
] 10 1.26 * Bhort cycle-protection “wailt” mode was enabled
Al 10 1.28 * Compressor came back onin approx. 5 min,
55 10 0.a MOTE: The indoor fan was shut down after compressor tripped off by
an under-voltage transient. The fan remained off uatil the short cyele-
50 10 0.6 o
prevention timed out.
Short-Fast Under-wvoltage Transient Test
* Power contactor opened
40 0.45 0.45 * The compressor and the fan tripped off at end of transient
* Bhort cycle-protection “wait™ mode was enabled
* Compressor catve back onin approx. 5 min
NMOTE: The indoor fan was shuat dowen after compressor tripped off by
a 0.40 0.40 at undet-voltage tratnsient. The fan remained off until the shott cyele-
prevention timed out.
* Compressor and fan tripped off
a0 0.80 0.283 * Shott oycle-protection “wait” mode was enabled
* Compressor came back onin approx. 5 min,
gg gég EEE: Mo undet-voltage protection, transient too fast
40 0.25 fione
40 0.35 fiofe * Power contactor opened
1] 0.10 fiotLe * Mo thermostat protection, Transient too fast
1] 0.20 fione * Electronics did not die
1] 0.30 fione

Table 5 - Honeywell Digital Programmable Thermostat Test Results

4.1.3.3 Under-Voltage Testing without Batteries

This test was performed maintaining all the previous connections and settings with one
exception; the batteries were removed. The common “C” and return “R” wires powered
the thermostat electronics. The tests indicate this thermostat’s under-voltage threshold
was 58 percent of the rated voltage. The tests also indicate that it had an energy storage
device allowing it to work for some time (0.5 seconds) at low voltages before its
electronics shutdown. The thermostat’s cycle protection was activated at voltage recovery
to protect the compressor. Table 6 summarizes the test results.

Vﬂsac tsac | tHOLD-ON Comments
(%) | (Sec.) {(Sec.)
Al 10 A& Electronics did not shitdown
S8 10 0.44 * Electronics shutdown in 0.5 sec after applying the transient
55 10 0.66 * Short cyele-protection was activated at voltage recovery
A0 10 0.40 * Restart in approximately 5 minutes after voltage recovery

Table 6 - Honeywell Digital Programmable Thermostat without Batteries Test Results
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Under-Voltage Testing with Batteries and without Common “C” Wire

The removal of the “C” wire causes the thermostat to have no under-voltage protection.
Under-Voltage Testing without Batteries and Common “C” Wire

The removal of the “C” wire and batteries makes the thermostat inoperable. The
thermostat electronics are powered by batteries and/or the 24-volt transformer with

common “C” and return “R” wires. Without a source of energy to operate its electronics
this thermostat becomes inoperable.
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4.2 Totaline Digital Programmable Thermostat Test Results

This high-end off-the-shelf digital programmable thermostat was purchased from a local air conditioner
contractor. The Totaline Digital Programmable thermostat’s system switch has cool, off, and heat
positions. Its fan switch has on and auto settings. Its temperature-setting button has ranges from 35°F to
90°F. It has additional buttons for programming temperatures and setting the clock. Under-voltage testing
was done with the button set to the cool position (system switch = cool & fan switch = on & TSET <
TACTUAL). This thermostat did not have a battery compartment; therefore, does not require batteries.

Test results indicated the Totaline thermostat:
¢ Does not have any under-voltage protection
¢ Short cycle protection
¢ Did not activate with total power loss or electronics shutdown
e Activated when the actual temperature rose above the set temperature or with changes to the
system switch settings
e Lasted approximately 5.5 minutes
¢ Does not have a cold load pickup protection after its electronics shuts down

Testing concluded that this thermostat provides no under-voltage protection; therefore, it would not
mitigate the air conditioner stalling problem.

4.2.1 Specifications

Table 7 provides the specifications for the tested Totaline digital programmable thermostat.
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IManufacturer Totaline

Model Number Pa74-1800

Mame Digital Programmable Thermo stat

Line Terminals Ratings

WVoltage 24 WAC

Frequency anfel He

Time Delay Mot specified

Cycle Protection Time S minutes

Selector Buttons

Mode Fan Temperature | Cutside Humidity Programi/Clock
(System) selector Temperature

Terminals

Common "7 | Return “B” | Green Q" | Yellow “ 7™ | White “W~
Contacts

Cooling Heating Fan

*E7 and “Y7 terminals

*E7 and W terminals “B7 and “ 37 terminals

Ficture

5

Table 7 -

4.2.2 Non-Installed Testing

These tests were performed to observe the thermostat’s response to setting changes without any
external connections. Since this thermostat does not have batteries, it needs no power to turn on its

Totaline Digital Programmable Thermostat Specifications

electronics. All its terminals had infinite resistance among each other.

4.2.3 Installed Testing

These tests were performed with all the standard residential connections including the common
“C” wire. The short cycle protection caused by power loss clears this thermostat’s memory and

allows the compressor to restart following the power loss.

4221

Tests were performed to assess the functionality of the system, fan, and temperature-
setting buttons used for controlling the cooling and heating functions of the thermostat.
When the thermostat was in the cool mode (system switch = cool & fan switch = auto &

System, Fan, and Temperature Setting Buttons Testing
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TSET < TACTUAL) and the compressor was running normally, the following
observations were made:

¢
¢
¢

The compressor and indoor fan ran normally

Fan switch changes did not change anything while the compressor was running

When the system switch was turned off, the compressor shut down and the short
cycle protection activated immediately, the fan ran normally

When the system switch was turned to ‘off” or ‘heat’ and then back to the ‘cool’
position, the short cycle protection activated immediately, the fan ran normally

When the actual temperature reached the set temperature, the compressor shut down
and the short cycle protection activated immediately, the fan ran normally

The fan ran when the system switch was in the ‘cool’ position and/or the fan switch
was in the ‘on’ position

4.2.2.2 Under-Voltage Testing

These tests were performed to assess how the Totaline thermostat behaves during under-
voltage transients. The under-voltage transients were applied when the thermostat was in
the cool mode (system switch = cool & fan switch = auto & TSET < TACTUAL) and the
compressor was running normally. Table 8 shows the test results indicating this
thermostat’s lack of under-voltage protection. We also found that neither total power loss
nor electronics shutdown protected the compressor when power was restored.

Vsa
tgac tRESPONSE

(n::; | (Sec) (Sec.) Comments
Long Under-woltage Transient Test
1] 10 rofe Nothing
a0 10 rone * Power contactor opened for all of the transient period
45 10 fote * Mo short eyele-protection after woltage recovery
fuofne * Electronics shutdown in 0.6 sec for the duration of the transient
43 10 petiod
* Power contactor opened for transient period and approx. 3.1 sec
A0 10 fomne after recovery

* Mo short eyele-protection after woltage recovery

Short-Fast Under-voltage Transient Test

* Electronics shutdawn in 0.6 sec for the duration of the transient
40 0.70 fnone

petiod

* Power contactor opened for transient period and approx. 3.1 sec
40 1.00 pelusal: after recovery

* WMo shott eycle-protection after woltage recovery
40 0.30 10818 * Electronics did not shitdown
40 0.50 fiore * Power contactor opened for the duration of the transient period
0 0.30 fiote * WMo shott eycle-protection after woltage recovery

Table 8 - Totaline Digital Programmable Thermostat Test Results

4.2.2.3 Under-Voltage Testing Without Batteries
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This test was not possible because this thermostat does not require batteries.
4.2.2.4 Under-Voltage Testing without Common “C” Wire

The removal of the “C” wire causes the thermostat to be inoperable because this wire
powers this thermostat’s electronics.
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4.3 Ritetemp Digital Programmable Thermostat Test Results

This high-end off-the-shelf digital programmable thermostat was purchased from a local air conditioner
contractor. The thermostat’s mode (system) switch has cool mode, off, and heat positions. Its fan switch
has on and auto positions. Its temperature-setting button has ranges from 35°F to 90°F. It has additional
buttons for programming temperatures and setting the clock. Under-voltage testing was done with the
button settings in the cool position (system switch = cool & fan switch = on & TSET < TACTUAL).

Test results indicate the Ritetemp thermostat:
¢ Does not have any under-voltage protection
¢ Short cycle protection
e Lasted approximately 5 minutes
e Activates with changes to system switch settings or when temperature settings equal the actual
temperature
¢ Does not have a cold load pickup protection after its electronics shut down

This thermostat does not have any under-voltage protection; therefore, it would not help mitigate the air
conditioner stalling problem.

4.3.1 Specifications

Table 9 provides specifications for the tested Ritetemp digital programmable thermostat.
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Manufacturer Eitetemp
Iodel Mumber BOZ22C
Mame Digital Programmable Therme stat
Line Terminals Hatings
YVoltage 24 VAC
Frequency a0f60 He
Time Delay Mot specified
Cycle Protection Time 5 minutes
~elector Buttons
Mlode (System) | Fan
Select Buttons
Chtside Filter Program Time Temperature
Temperature melector
Terminals
Cotnmon "7 | Return “R” | Green “G” | Tellow “Y” | White “W™
Contacts
Cooling Heating Fan
“ETand U Y terminals BT and "W terminals BT and " G7 terminals

Picture 0. 13

Table 9 - Ritetemp Digital Programmable Thermostat Specifications

4.3.2 Non-Installed Testing

These tests were performed to observe the thermostat’s response to different settings without any
external connections. The thermostat did not work without a battery installed because its
electronics were shut down. Without batteries, the resistance between “R” (return) and “G” (green)
terminals follow the fan switch settings. The resistance among all other terminals is infinite,
meaning they are isolated from each other.

When the batteries were removed the electronics took about 1.5 minutes to shut down. The short

cycle protection activates immediately when batteries are installed or when the cool temperature is

lower than the actual temperature. It took approximately 5.5 minutes for the short cycle protection

to clear. With the batteries installed and thermostat settings in cool mode (system switch = cool &

fan switch = on & TSET < TACTUAL), the following observations were made:

¢ The R and G fan switch terminals had low resistance indicating the fan switch was in the “on”
position
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¢ The short cycle protection (wait state) enabled immediately if the actual temperature reached or
surpassed the set temperature (TSET > TACTUAL) and cooling of the desired area was
accomplished

¢ Short cycle protection was not enabled by any system switch position changes

Installed Testing

These tests were performed on the Ritetemp thermostat with all the standard residential
connections including the common wire “C” and batteries.

43.2.1

4322

System, Fan, and Temperature Setting Switches Testing

These tests were performed to assess the functionality of the system, fan, and

temperature-setting switches used to control the cooling and heating functions of the

thermostat. When the thermostat was in the cool mode (system switch = cool & fan

switch = auto & TSET < TACTUAL) with the compressor running normally, it was

observed:

¢ The compressor and indoor fan ran normally

¢ Fan switch changes did not activate any function while the compressor was running

¢ When the system switch was turned off, the compressor shut down and the short
cycle protection activated immediately, the fan ran normally

¢ When the system switch was turned to ‘off” or ‘heat’ and then back to the ‘cool’
position, the short cycle protection activated immediately, the fan ran normally

¢ When the actual temperature equaled the set temperature, the compressor shut down
immediately and the short cycle protection activated immediately, the fan ran
normally

¢ The fan only ran when the system switch was in the cool position or the fan switch
was on

Under-Voltage Testing

These tests were performed to assess how the thermostat behaves during under-voltage
transients. The under-voltage transients were applied when the thermostat had batteries in
place, was in ‘cool” mode (system switch = cool & fan switch = auto & TSET <
TACTUAL) and the compressor was running normally. Table 10 provides the test results,
revealing that this thermostat does not have any under-voltage protection and neither total
power loss nor electronics shutdown activated the cycle protection.
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Vsa
c tsac tRESPONSE Comments
(%) {Sec.) {Sec.)
Power contactor opened
1] 10 fone
5] 10 tone Hothing
1] 10 fone
jg ig 222: * Power Contactor opened for all of the transient period
0 10 o * Electrondics did not shatdown
0 10 one * Cyele protection did not activate at voltage recovery

Table 10 - Ritetemp Digital Programmable Thermostat Test Results

4.3.2.3 Under-Voltage Testing with Batteries and without Common “C” Wire

This test revealed that the thermostat did not provide any under-voltage protection even
with both batteries and the “C” wire installed.

4.3.2.4 Under-Voltage Testing without Batteries and Common “C” Wire

The thermostat electronics shut down; therefore, the thermostat does not function without
batteries and without the “C” wire.
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5.0 UNDER-VOLTAGE PROTECTION DEVICES

Under-voltage protection devices were tested to assess how well they perform during under-voltage
transient events. These devices are used to protect motors from dangerously high currents that can damage
the compressor windings. Eight under-voltage protection devices were tested, two of which were
prototypes.

Figure 6 shows a typical wire-in under-voltage protection relay connection in the control circuit loop. The
under-voltage protection device monitors the supply voltage and disconnects the control circuit when a
predetermined under-voltage condition is present. The device has four terminals: two are connected to the
supply voltage (240 VAC) for monitoring the voltage, and two (contact S4) are connected in series with
the control circuit loop and serve to open the air conditioner power contactor. These under-voltage relays
typically have a normally open (N.O.) and/or a normally closed (N.C.) contact. This loop usually begins at
the 24 VAC side of the potential transformer, goes through the thermostat contact and power contactor
coil, and then returns to the power transformer. For testing purposes, the thermostat relay contact was
omitted from the control circuit loop as shown in Figure 6. The under-voltage protection device’s contacts
will only open if a predetermined under-voltage condition is present in the supply voltage. Digital
programmable thermostats were not used in this test because they were evaluated in a separate set of tests.

-

<<= INDOOR —3+ <<= — —-OUTDOOR' — — —>>

— e — — —

|~ AIRHANDLER UNIT (~ ~ T OUTDOORUNT ~— )
| D ; TO COMPRESSOR &
l HE OUTDOpR FAN
) 240 VAC N
o
’ i Y,
\ L lzvec SN
T T T T LN
Lo i \
b —
T S ——
l - TACTOR ]
____________ -

L1 %)
[HI
— :

LEGEND

T, 240/24 VAC Transformer

S, Contact 1 on Power Relay

S, Contact 2 on Power Relay

S, Contact on Thermostat

S, Contact on UVR or LCS |1

L, Line 1 from main panel | i’y

L, Line 2 from main panel I
------ Control Wiring (24 VAC) L1 121
| e | POWer Wiring (240 VAC) =

240 VAC
Supply Voltage

1 from Service Panel

Figure 6 - Under-Voltage Protection Device Test Setup Installation
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Figure 7 shows the typical plug-in under-voltage protection connection used for this test. This type of
under-voltage protection device does not have control contacts; it only has power contacts in line with
the supply voltage. This under-voltage relay monitors the supply voltage and disconnects its output
voltage when a predetermined under-voltage condition is present. This type of relay has a plug-in side
which is connected to a power outlet and has a outlet side where the loads are connected. For this test, a
load will not be needed to determine proper operation. In an actual installation the load would be in the
air handler unit, window air conditioner, or the power transformer because the contacts have low
amperage ratings and would not be able to handle the normal full motor load of split A/C compressors.

S, L1
240 VAC
Supply Voltage
° ‘ N from Service Panel
UVR i

LEGEND

Contact on UVR or LCS

Line 1 from main panel

Line 2 from main panel
Power Wiring (240 VAC)

\
Figure 7 - Plug-in Type Under-Voltage Protection Device Test Setup Installation
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5.1

ICM Controls Under-Voltage Relay Test Results

The ICM Controls under-voltage relay has two knobs that can be manually adjusted. The first is the
voltage tripping set point knob with a range of 190 VAC (80 percent) to 270 VAC (110 percent) of the full
rated voltage. We set this knob to the lowest set point, 190 VAC for all the performed tests. The second
knob is the under-voltage delay time knob and its settings go from 6 seconds to 10 minutes. We set this
knob to the lowest set point, 6 seconds, for most of the performed tests. This under-voltage relay has two
sets of contacts, normally closed (N.C.) and normally open (N.O.), for under-voltage protection. We used
the normally closed (N.C.) contacts for this test.

Test results indicate this device’s:

¢ Under-voltage protection threshold is 86 percent

¢ Under-voltage protection response time is approximately 4.8 seconds
¢ Short cycle protection time is 6 seconds

¢ Cold load pickup protection does not work

¢ This under-voltage protection device does not have adequate under-voltage protection logic to mitigate
the air conditioner stalling problem.

5.1.1 Specifications

Table 11 provides the specifications for the tested ICM Controls under-voltage relay.
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Ianufacturer ITH Controls

IModel Mumber ICH 14591

Part Mumber IO 1451

Iatme =ingle Phase Line Monitor
Line Terminals Ratings

Woltage 240 AT

Frequency S0/60 He

Time Delay 0.045 seconds

shott Cycle Time Delay

0.1 to 10 minutes

selector Voltage Switch

190 to 270 VAC |

High Voltage cut-out

Selected + 12%:

High Voltage cut-in

Selected + 8%

Low Woltage cut-out

celected - 129%%

Low Voltage cut-in

=elected - 8%

Control Contacts Terminals Ratings

Amperage

5 Amps @ 277 VAC

Contacts Type

Normally Open (17,0 &
Mormally closed (I1.C)

Ficture

Table 11 -

5.1.2 Non-Power Test

This test was performed on the ICM relay to find out the type of control contacts this under-
voltage protection relay has and to assess whether it was safe to install the device and initiate
testing. Table 12 lists the impedance measurements taken from the tested unit. The resistance for
the line terminals (L1 and L2) was infinite making it safe for installation. The resistance among the
control contacts terminals was infinite and 3.9 Q, normally open and normally closed contacts

respectively.

ICM Controls Under-Voltage Relay Specifications
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Fower Terminals Eesistance

L1 - L4

Fower Terminals Eesistance

L1-L21ap

O Control Contacts Terminals Eesistance

O — SOl

M.C Control Contacts Terminals Eesistance

HNC - COM

Power Line 1 (L1)- Control Contacts Terminal Eesistance

L1 -1Io

L1-HC

L1 — QO

Fower Line 2 (@ 240 { L2a4p)- Control Contacts Terminal Eesistance
Liggp — IO

Liggp— T

Liggn —COM

Power Line 2 @ 120 { L2120)- Control Contacts Terminal Eesistance
L2iop —HO

Liyap— T

L219n —COMd

2,63 M

2.67 L2

Infinite £

390

Infinite 52

Infinite £2

Infinite £2

Table 12 - ICM Under-Voltage Relay Impedance
Under-Voltage Protection

Tests indicate this under-voltage relay’s threshold is 86 percent of the full rated voltage (240
VAC). The ICM under-voltage relay provided protection from 86 percent down to 78 percent with
the equal protection response times of 4.8 seconds.

The device has a time delay knob that can be adjusted from 6 seconds to 10 minutes. The test
results reveal that this knob was not accurate because its response time was 5.28 seconds when set
at 6 seconds and its response time measured 4.97 seconds when set at 120 seconds.

Electronics Shutdown

The electronics shut down when the voltage dipped below 76 percent of the full rated voltage for
more than 100 milliseconds. With the electronics shut down, this device did not open its control
contacts to protect the compressor against under-voltages.

Short Cycle Protection Time

Testing indicates that this under-voltage protection device has a short cycle protection time of 5
seconds when its control contacts open due to an under-voltage. This device did not have any short
cycle protection when the electronics came back on following an under-voltage shutdown. This
device does not have cold load pickup protection after its electronics shut down.

Test Details
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Table 13 provides test details for the ICM Controls under-voltage relay.

Vsag tsac (DELAY. IRESPONSE
SETTING Comments
(20) (sec.) (sec.) (sec.)
Long Under-voltage Protection Test
88 10 6 none Nothing happened
86 10 6 4.8
* Control contacts opened
80 140 120 4.97
* Confrol contacts re-closed 4.8 sec after voltage recovery
80 20 6 6 .
* No short cycle protection (only 6 seconds)
78 10 6 4.8
0 30 6 N/A * Allowed the compressor to restart
* No startup delay time, therefore no cold load pickup protection
20 20 120 none Nothing because the transient was shorter than the set delay time
(120 sec)
75 10 6 none * Control contacts did not open because electronics died
60 10 6 none * No shott cycle protection
55 10 6 none * Control contacts did not open because electronics died
* Power contactor opened for all of the transient period
50 10 6 none * No short cycle protection
Short-Fast Long Under-voltage Protection Test
=50 =0.1 6 none * Control contacts did not open because electronics died
40 2.5 6 none * Power contactor opened for all of the transient period
0 2.5 6 none * No short cycle protection
* Confrol contacts did not open becauge electronics died
60 2.5 6 none .
* No short cycle protection

Table 13- ICM Under-Voltage Relay Test Results
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5.2 Diversified Electronics 240-VAC Plug-in Under-Voltage Relay Test Results

The Diversified Electronics CV-200RS-20 Plug-in under-voltage relay is suitable for use in window type
air conditioner units and air conditioner air handlers equipped with 240 VAC plug-in type cords. It does
not have control loop contacts but instead has high amperage rating contacts (20 amperes at 240 VAC)
between the input and output line terminals. This device can withstand a locked rotor current of 72
amperes for a short period of time. It has a voltage selector switch used to choose voltages rated 240 VAC
or 230 VAC. All tests performed on this device were done with the selector switch at 240 VAC, the
standard SCE residential voltage.

Test results indicate that this device’s:

¢ Under-voltage protection threshold is 83 percent and does not work for voltage transients faster than 4
cycles

¢ Under-voltage response time is approximately 300 to 100 milliseconds, with longer response times at

the higher voltages

Short cycle protection time is 5 minutes, without randomization

Cold load pickup protection is approximately 5 minutes

Contacts are normally open (N.O.)

Protects the air conditioner from really low under-voltage transients

* & o o

Although this device has a higher under-voltage threshold than SCE’s proposed stall protection
specifications, it could help to mitigate the air conditioner stalling problem. Its under-voltage protection
threshold and response delay time are close to SCE’s proposed stall protection parameters. Additionally,
this device has a good short cycle protection time, similar to what SCE suggests, but without
randomization.

It has two disadvantages; first, it has N.O. contacts, which locks out the air conditioner when the under-
voltage relay fails. Second, implementation could be difficult because the protected device must have a
plug-in electric cord.

5.2.1 Specifications

Table 14 provides the specifications for the tested Diversified Electronics CV-200RS-20 Plug-in
under-voltage relay.
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Manufacturer Diwersified Electronics
Model Mumber CW-200E5-20
Part Mumber CY-200E3-20
Iame Voltage Band Monitor with Short Cycle Protector
Line Terminals Ratings
Woltage 240 VAT
Frequency 060 He
=hort Cycle Time Delay 3 min.
selector Voltage Switch 230 VAC 240 VAC
Drop-out Under-voltage 190 VAC 202 VAT
Pick-up Under-woltage 198 VAT 210 WAT
Drop-out Over-voltage 245 VAC 208 VAC
Pick-up Owver-voltage 203 VAC 268 WAC
Contacts Terminals Hatings
Amperage 20 Arnps @ 240 VAC
Lock Eotor Amps (LEAY | 72 Amps
Contacts Type Hotrmally Open (1.0

522

0 =
Eeceptacle Type | &

Ficture

Table 14 - Diversified Electronics CV-200RS-20 Plug-in Under-Voltage Relay Specifications

Non-Power Test

This test was performed on this relay to determine what type of control contacts the under-voltage
protection has and assess whether it was safe to install the device and initiate its testing. Table 15
lists the impedance readings for this device. The resistance among the input power terminals (H1,
N1, G1) was infinite, just as it was with the output power terminals (H2, N2, G2). The resistance
between the input and output line terminals was infinite, as they were normally open contacts. All

the resistance readings indicated it was safe for installation.
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InputiOutput L1 Power Terminal Eesistance :
L1H1 - L1H2 Infinite &
Input/Cutput L2 Power Terminal Eesistance 400
LzH1-L2H2 '
Input/Output Ground (&) Power Terminal Eesistance 400
31 - G2 '
Input Power (L1 and L2) Terminals Eesistance :
L1H1 - L2H] Infinite &
Input Power (L1) - Ground Terminals Eesistance .
LiH] - G Infinite &2
Input Power (L2) - Ground Terminals Eesistance .
LoHl - Infinite &2
Cutput Power (L1 and L2) Terminals Eesistance :
L1H2 - L2HD Infinite &
Cutput Power (L1 - Ground Terminals Eesistance .
LIS — G Infinite &2
Cutput Power (L2) - Ground Terminals Eesistance .
LoH? - G Infinite &2

Table 15 - Diversified Electronics CV-200RS-20 Plug-in Under-Voltage Relay Impedances
Under-Voltage Protection

Tests indicate this relay’s under-voltage threshold is 83 percent of the full rated voltage (240
VAC). It protects from 83 percent down to 50 percent with response times varying from 100 to
300 milliseconds; the longest response time being at the under-voltage threshold. It also protects
for voltages below 50% with about the same response time of the power contactor, 2 cycles. This
under-voltage relay did not respond to transients faster than 6 cycles (100 milliseconds).
Electronics Shutdown

It was hard to determine the electronics shutdown threshold for this device because it has normally
open (N.O.) contacts. When the electronics shut down, the line contacts open and as soon as the
voltage recovers the cold load pickup protection activates.

Short Cycle Protection Time

Tests indicate this device has a short cycle protection time of approximately 290 sec (~ 5 minutes).
This short cycle protection time is activated by almost any under-voltage event (except transients
faster than 6 cycles) including total power loss for any period.

Test Details

Table 16 provides test details for the Diversified Electronics CV-200RS-20 Plug-in under-voltage
relay.
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Vear igar IRESPOISE
o) | (sec) | (sec) Comments
Long Under-voltage Protection Test
23 40 Hid Nothing happened
B3 40 0.300
20 40 0.190 * Control contacts opened
T 40 0.132 * Control cottacts re-closed 5 mirnates after voltage tecovery
] 40 0.100 * Good short cycle-protection
535 40 0.100
* Control cottacts opened
50 A0 0100 * Power Contactor opened .
’ * Control contacts re-closed 5 mirmates after voltage recovery
* Good shott cycle-protection
ahott-Fast Under-voltage Protection Test
1] 0.06 5 flone Nothing because transient too fast
* Control contacts opened
éil 0.100 0.024 * Control contacts re-closed 5 mirmates after voltage recovery
* Good shott cyele-protection
al 0.100 0.057 * Control contacts opened
40 0.063 0.067 *p Clontact 4
ower Contactor opene
0 0.250 0.032 * Control contacts re-closed 5 mirnates after voltage recovery
0 0.100 0.650 * Good shott cyele-protection
1] 0.065 0.087
Table 16 - Diversified Electronics CV-200RS-20 Plug-in Under-Voltage Relay Test Results
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5.3 Diversified Electronics CV-100RS Plug-In Under-Voltage Relay Test Results

Diversified Electronics CV-100RS plug-in under-voltage relay is suitable for use in window type air
conditioner units or for air conditioner air handlers equipped with 120 VAC plug-in type cords. It does not
have control loop contacts; instead, it has high amperage rating contacts 15 amperes at 240 VAC. This
device can withstand a locked rotor current of 40 amperes for short period of time. It has a voltage selector
switch used to select the rated voltage, 120 VAC or 110 VAC. All tests performed on this device were
done with the selector switch at 120 VAC, an SCE residential voltage.

Test results indicate that this device’s:

¢ Under-voltage protection threshold is 78 percent and does not work for voltage transients faster than 3
cycles

¢ Under-voltage response time is approximately 233 milliseconds at the threshold and faster for lower
voltage transients

¢ Short cycle protection time is 5 minutes, without randomization

¢ Cold load pickup protection activates after its electronics shut down

¢ Contacts are normally open (N.O.)

Its under-voltage threshold and response delay time are close to SCE’s proposed stalled protection
parameters. This device has a good short cycle protection time and could be used to protect air handler
units rated 120 VAC.

This relay has good under-voltage protection logic to mitigate the air conditioner stalling problem. It has
two disadvantages. First, it can only be used in air conditioners rated 120 VAC. Second, it has N.O.
contacts, which locks out the air conditioner when the under-voltage relay fails.

5.3.1 Specifications

Table 17 provides the specifications for the tested Diversified Electronics CV-100RS plug-in
under-voltage relay.
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Manufacturer Diverzified Electronics
Iodel Mumber CV-100ES
Part NMumber CY-100E3
Iame Woltage Band MMonitor with Short Cyele Protector
Line Terminals Ratings
Woltage 120 WAC
Frequency a0f60 He
=hotrt Cycle Time Delay 5 min.
Selector Voltage Switch 110 VAC 120 VAC
Drop-out Under-voltage a8l WAC Q5 VAC
Pick-up TTnder-voltage B VAC 103 WVAC
Drop-out Over-voltage 120 WAC 131 VAC
Pick-up Owver-voltage 128 VAC 140 VAC
Contacts Terminals Hatings
Lmperage 15 Armpe @ 120 VAC
Lock Eotor Amps (LEAY | 40 Amps
Contacts Type Wormally Open (1.0
Eeceptacle Type [HGD J
Picture

Table 17 - Diversified Electronics CV-100RS Plug-in Under-voltage Relay Specifications
5.3.2 Non-Power Test

This test was performed on this relay to determine what type of control contacts the under-voltage
protection the device has and assess whether it was safe to install and initiate testing. Table 18 lists
the impedance readings for this device. The resistance among the input power terminals (H1, N1,
G1) was infinite, just as it was with the output power terminals (H2, N2, G2). The resistance
between the input and output hot terminals was infinite, as they were normally open contacts. All
the resistance readings indicated it was safe for installation.
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E{lcuitfg;tput Hot Terminals Eesistance Infinite O
Input/Cutput Meutral Terminals Eesistance 750
N1-H2 '
InputiCutput Ground Terminal Eesistance 400

31 - G2 :
E.IIJT:II:TITt and Meutral Terminals Fesistance Infinite O
E.Ilzuf:gft and Ground Terminals Besistance Infinite O
E{;u_t gleutral and Ground Terminals Besistance Infinite O
Ig;tj_illg_ é—Iot and Meutral Terminals Eesistance Infinite O
ggtﬁu(t}glot and Ground Terminals Eesistance Infinite O
g;t;iuélzqeutral and Ground Termunals Eesistance Tufinite O

533

534

535

53.6

Table 18 - Diversified Electronics CV-100RS Plug-In Under-Voltage Relay Impedances
Under-Voltage Protection

Tests indicate that this under-voltage relay’s threshold is 78 percent of the full rated voltage (240
VAC). The DE 120 relay works from 78 percent down to 0 percent and its response times range
from 17 to 232 milliseconds; the longest response time is at the under-voltage threshold. This
under-voltage relay does not respond for transients faster than 3 cycles (50 milliseconds). This
device’s response time is good because it quickens as the voltage decreases.

Electronics Shutdown

It is hard to determine the electronics shutdown threshold because it has normally open (N.O.)
contacts. This is because when the electronics shut down, the line contacts open and as soon as the
voltage recovers the cold load pickup protection activates.

Short Cycle Protection Time

Tests indicate that this device has a short cycle protection time of approximately 290 sec (~ 5
minutes). This short cycle protection time is activated by almost any under-voltage event (except

transients faster than 3 cycles) including total power loss for any period.

Test Details

Table 19 provides test details for the Diversified Electronics CV-100RS plug-in under-voltage
relay.
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WVeae (%0) (t::‘::') tREI;::TE Comme nis
Long Undervoltage Transient Test
20 10 His Hothing happened
;i ig gf?g * Control contacts opened .
* Control contacts re-closed 5 mirnates after voltage recovery
70 10 0.117 * Good shott cyele-protection
] 10 0.024
* Control contacts opened
o0 10 0.087 * Powrer Contactor 2.1; etied
40 10 0,050 * Control contacts re-closed 5 mirnates after voltage recovery
] * Good short eycle-protection
dhort-Fast Undervoltage Transient Test
* Control contacts opened
éil 0.100 0.024 * Control contacts re-closed 5 mirnates after voltage recovery
* Good short eyele-protection
1] 0.050 fuote Hothing because transient was too fast
40 0.050 0.033 * Control contacts opened
1] 0.050 oLy * Povrer Contactor opened
* Control contacts re-closed 5 mitmates after voltage recovery
. 0.100 0.017 * Good short eyele-protection
Table 19 - Diversified Electronics CV-100RS Plug-In Under-Voltage Relay Test results
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5.4 Diversified Electronics Mount-In Under-Voltage Relay Test Results

The Diversified Electronics CV-240-AFN mount-in under-voltage relay can be installed into the air
conditioner outdoor unit using quick connectors. Its contacts have a high amperage rating making it
suitable for circuits drawing fewer than 20 amperes at 240 VAC, especially for control loop circuits. This
device can withstand a locked rotor current of 52 amperes for a short period of time.

Test results indicate that this device’s:

*

* & o o

Under-voltage protection threshold is 83 percent and does not work for voltage transients faster than
15 cycles

Under-voltage response time is approximately 500 milliseconds

Short cycle protection time is 5 minutes, without randomization

Cold load pickup protection activates after its electronics shut down

Contacts are normally open (N.O.)

This under-voltage protection device can help mitigate the air conditioner stalling problem if its under-
voltage protection threshold and response time are adjusted to meet SCE’s proposed specifications.

5.4.1 Specifications

Table 20 provides the specifications for the tested Diversified Electronics CV-240-AFN mount-in
under-voltage relay.
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WManufacturer Diversified Electronics

Idodel Mumber CW-240-AF

Part Mumber CAV-240-AFH

Hamme Tnder-voltage Short Cycle Protector
Line Terminals Ratings

YVaoltage 240 VAC

Frequency a0/60 He

=hort Cyele Time Delay 3 min.

Pick-up and Drop-out Voltages

Drop-out Under-voltage 202 WAC
Pick-up Under-voltage 210 WAC
Drop-out Cwer-voltage A
Picke-up Ower-voltage VA

Control Contacts Terminals Hatings

Lmperage 20 Amps (@ 240 VAC
LEA S92 Amps
Type MNormally Open (14,0
Picture Sh0mT
Qforvensse,
Table 20 - Diversified Electronics CV-240-AFN Mount-in Under-Voltage Relay Specifications

5.4.2 Non-Power Test

This test was performed on the this relay to determine what type of control contacts this device has
and assess whether it was safe to install and initiate testing. Table 21 lists the impedance readings
for this device. The line terminal (L1 and L2) resistance was infinite making it safe for installation.
The resistance among the control contacts terminals was infinite, as they were normally open
contacts. All the resistance readings indicated it was safe for installation.

Power Line (L1 and L2} Terminals Eesistance

I1-12 Infinite 52
I(?Ent_rc;}{gontacts Terminals Eesistance Infinite O
Power - Control Contacts Termminal FEesistance
ﬁ :ﬁé Infinite
L2 — iz
Table 21 - Diversified Electronics CV-240-AFN Mount-in Under-Voltage Relay Impedance
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Under-Voltage Protection

Tests indicated that this under-voltage relay’s threshold is 83 percent of the full rated voltage (240
VAC). The Diversified Electronics mount-in relay works from 83 percent down to 30 percent
voltage with equal response times of 500 milliseconds. The response time varies for voltages
below 30 percent — from the long end at 140 milliseconds, to the shortest at 100 milliseconds. This
under-voltage relay does not respond to transients faster than 12 cycles (250 milliseconds).

Electronics Shutdown

It was hard to determine the electronics shutdown threshold for this device because it has normally
open (N.O.) contacts, but it seems to be at 30 percent of full rated voltage. If the electronics shut
down, the control contacts open. As soon as the voltage recovers the cold load pickup protection
activates.

Short Cycle Protection Time

Tests indicated this device has a short cycle protection time of approximately 290 sec (~ 5
minutes). This short cycle protection time is activated by almost any under-voltage event (except
transients faster than 3 cycles) including when there is total power loss for any period of time.

Test Details

Table 22 provides test details for the Diversified Electronics CV-240-AFN mount-in under-voltage
relay.

Page 43 of 63



SOUTHERN CALIFDRMIA

EDISON Air Conditioner Stalling
o e EeONAL i Unit Level Solutions Test Report

Viae | tsac c tr CTOR IRESFOIGE Comme s

(%a) (sec.) nummm(sec 3 (sec.)

Long Under-voltage Transient Test
25 10 s NiA Hothing happened
83 10 Ni& 0.483
20 T TN 0433 * Control contacts opened
=0 T /A I:I.jl : * Control contacts re-closed 5 minates after voltage recovery
0 T A EI:4‘83 * Good oycle protection
55 10 0.033 0.462
=0 T TiiEE 0433 * Power contactor (F.C ) opened
a0 T EI.EIBE EI.44EI * Control contacts opened
20 T I:I.Dlﬁ EI.424 * Control contacts re-closed 5 mirmates after voltage recovery
=0 T I:I.Dlﬁ EI.14EI * Good cycle protection

. . * Impossible to tell where electronics start failing

10 10 0.033 0.100

Shott-Fast Under-voltage Transient Test
] =0.250 Hi& Hi& Hothing because transient was too fast
40 <0 240 M/ M/ Fower contactor opened for the transient time then re-closed

tuormally
* Control contacts did not get tripped off
0 =0.250 N/ N/ * Mo eyele protection
Table 22 - Diversified Electronics CV-240-AFN Mount-in Under-Voltage Relay Test Results
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5.5 Kriwan Under-Voltage Relay Test Results

The Kriwan mount-in under-voltage relay can be installed into the compressor unit using quick
connectors. This device is commonly used on high-end air conditioner units with Copeland compressors.
Its contacts have a low amperage rating of 2.5 amperes at 240 VAC making it only suitable for control
circuits. This device also has thermal protection capabilities; its three thermocouples connections protect
the compressors against high temperature conditions. These thermocouples were not used during testing
instead three resistors were installed to simulate normal temperature conditions.

The test results indicate that this device’s:

*

* & o o

Under-voltage protection threshold is 68 percent and does not work for voltage transient faster than 9
cycles

Under-voltage response protection time is approximately 300 milliseconds

Short cycle protection time is 2 minutes, without randomization

Cold load pickup protection activates after its electronics shut down

Contacts are normally open (N.O.)

This under-voltage protection device can help mitigate the air conditioner stalling problem if its under-
voltage protection threshold and short cycle protection time are adjusted to meet SCE’s proposed stall
protection parameters.

5.5.1 Specifications

Table 23 provides the specifications for the tested Kriwan mount-in under-voltage relay.
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Mlanufacturer CMP Corporation — Eriwan Division

Model Mumber T30

Part Mumber 228276521

Hame Ilotor Protector

Line Terminals Ratings

Woltage 240 VAT

Frequency 060 He

Short Cycle Time Delay 120 £ 20 zeconds

selector Voltage Switch 120 VAT Automatic 240 VAC Automatic
Drop-out Under-voltage Bo WAC 170 WAC

Contacts Terminals Hatings

Amperage

2.5 Amps @ 240 VAC

Contacts Type

Hormally Open (.00

Eeceptacle Type

A

Ficture

Table 23 -

5.5.2 Non-Power Test

This test was performed on this relay to determine what type of control contacts this under-voltage
protection device has and to assess whether it was safe to install and initiate testing. Table 24 lists
the impedance readings for this device. The line terminals (L1 and L2) resistance was 4-KQ, a
high resistance value making it safe for installation. The resistance among the control contacts
terminals was infinite, as they have normally open contacts (N.O.). The resistance between each
temperature sensor terminal and the common and temperature sensor terminals was 8.04 K-Q and

Kriwan Under-Voltage Relay Specifications

6.36 K-Q respectively. All the resistance readings indicate it was safe for installation.
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Power Line (L1 and L2} Terminals Eesistance
L1-1z2

Control Contacts Terminals Eesistance

W1 — M2

Power - Control Contacts Terminal Eesistance
L1-Dd1

L1-1l2

L2 — 12

Temperature Zensor Ternunals Eesistance

sl =52

21-53

S22 — 53

Comimnon - Temperature Sensor Terminals Eesistance
C-31

C-52

o =53

4 KC

Infinite 2

Infinite 2

5.04 EQ

6.36 KQ

Table 24 - Kriwan Under-Voltage Relay Impedance

This under-voltage relay also provides temperature protection for events brought on by under-
voltage transients or other factors. Temperature sensors located in the motor casing are used to
monitor the motor temperature. Because the device didn’t have temperature sensors, installation of
three resistors (560 Q) was necessary before testing. These three resistors were installed
connecting each of the temperature terminals to the common terminal in the under-voltage
protection relay.

Under-Voltage Protection

Tests indicate that the under-voltage protection threshold of this device was 68 percent of the full
rated voltage (240 VAC). The Kriwan relay’s under-voltage protection works from 68 percent
down to 40 percent with equal response times of 300 milliseconds. The response time varies for
voltages below 40 percent. This under-voltage protection relay does not respond to transients faster
than 9 cycles (150 milliseconds).

Electronics Shutdown

Since this device has normally open contacts it is difficult to tell where the electronics begin to
fail. The electronics seem to start failing at approximately 40 percent for transients longer than 300
milliseconds.

Short Cycle Protection Time

The short cycle protection time for this device was 2 minutes. Under-voltage transients lower than
the under-voltage threshold and longer than 300 milliseconds activate cycle protection. This cycle

protection is also activated at initial power-up and 2 minutes pass before it allows the compressor
to start up.

Page 47 of 63



SOUTHERN CALIFDRMIA

5.5.6 Test Details

Air Conditioner Stalling
Unit Level Solutions Test Report

Table 25 provides test details for the Kriwan under-voltage relay.

TrowER
Vsac | isac IRESFOISE
CONTACTOR - Comme nis
(%a) (sec.) orEn (sec.) (sec.)
Long Under-voltage Transient Test
70 10 i His Hothing happened
[t 10 A& 0.440
&5 T T 0350 * Control contacts opened
a0 T ST EIIEEIEI * Control contacts re-closed 2 mirmates after voltage recovery
5 T /A EI:EEIEI * Cycle protection (2 mimates)
50 10 0.016 0.300
5 T Ool6 0300 * Power contactor opened
0 T 0016 EIIEEIEI * Control contacts opened
a0 =0 I:I.Ell g EIIEEIEI * Control contacts re-closed 2 mirmates after voltage recovery
5 10 I:I.Dlﬁ I:I.Edll * Cyele protection (2 mimmates)
T T I:I.Dlﬁ EI.EEIEI * Impossible to tell where electronics stnddown (might be 0%
- - because there the response time changes drastically)
5 10 0.033 0.200
Shott-Fast Under-voltage Transient Test
* Control contacts opened
alll 0.250 0.016 0.300 * Control contacts re-closed 2 minutes after voltage recovery
* Cryele protection (2 mittes)
* Power contactor opened
0 0.500 0.oie 0.200 * Control contacts opened
0 0500 0018 0.500 * Control cu:unta.cts re-clul:used 2 mirnates after woltage recovery
* Cyele protection (2 mittes)
* Impossible to tell where electronics shiddown (might be 40%
0 0.150 0.018 0.067 because there the response time changes drastically’
&l 0.100 Ni& Ni&
&l 0.150 Ni& Ni& . .
0 0150 A A Mothing because transient was too fast
1] 0.100 Ni& Ni&
Table 25 - Kriwan Under-Voltage Relay Test Results
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5.6 CSE Under-Voltage Relay Test Results

Corporate Systems Engineering (CSE) developed this device using SCE’s proposed stall protection
specifications, yielding the proper under-voltage protection logic to mitigate the air conditioner stalling
problem. The CSE under-voltage relay can be installed by connecting quick connectors into the
compressor unit. Its contacts have a low amperage rating of 3 amperes at 240 VAC making it suitable only
for control circuits.

Test results indicated that this device’s:

*

* & o o

Under-voltage protection threshold was 78 percent and does not work for voltage transients faster than
15 cycles

Under-voltage response time is approximately 250 milliseconds

Short cycle protection time is 3 to 5 minutes, with randomization

Cold load pickup protection activates after its electronics shut down

Contacts are normally closed (N.C.),

This device’s electronics shut down too quickly. Its electronics need to remain active at 40 percent for at
least 20 seconds and it must have a cold load pickup to meet SCE’s proposed stall protection
specifications. Overall, with the recommended adjustments, this device has the capability to mitigate the
air conditioner stalling problem. It must be noted that this is a prototype and not yet a commercially
available product.

5.6.1 Specifications

Table 26 provides the specifications for the tested CSE under-voltage relay.
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Wlanufacturer Corporate Systems Engineering
Mlodel Mumber IS
Part Mumber IIF
Hame ASC Tnder Voltage Eelay
Line Terminals Ratings
Woltage 240 VAT
Frequency o060 He
=hort Cycle Time Delay 3--5 minutes in with randomization

selector Voltage Switch | /A
Drop-out Under-voltage 187 WAC
Contacts Terminals Hatings

Amperage 3 Amps @ 24 VAC
Contacts Type Hormally closed (M.C)
Eeceptacle Type IV
High Voltage Control
Terminals Terminals

Picture

Table 26 - CSE Under-Voltage Relay Specifications
5.6.2 Non-Power Test

This test was performed on the CSE relay to determine what type of control contacts this under-
voltage protection device has and to assess whether it was safe to install for testing. Table 27 lists
the impedance readings for this device. The line terminals (L1 and L2) resistance was infinite Q, a
high resistance value, making it safe for installation. The resistance among the control contacts
terminals was 1.4 Q. It has normally closed (N.C.) contacts.

Power Terminals Eesistance
L1-L1Lz2

Control Contacts Ternunals Eesistance

i1 -2 4K
Power - Contrel Contacts Terminal Eesistance
L1 -1

L1-ni2

Lz -z

Infinite 52

Infinite 02

Table 27 - CSE Under-Voltage Relay Impedance

5.6.3 Under-Voltage Protection

Page 50 of 63



SOUTHERN CALIFORMIA

EDISON Air Conditioner Stalling

5.6.4

5.6.5

5.6.6

Unit Level Solutions Test Report

Tests indicate the under-voltage protection threshold of this device was 78 percent of the full rated
voltage (240 VAC). The CSE relay’s under-voltage protection works from 78 percent down to 15
percent with equal response times of 250 milliseconds. This under-voltage protection relay does
not respond to transients faster than 15 cycles (250 milliseconds).

Electronics Shutdown

The electronics started failing at approximately 15 percent for 10-second transients. This device
does not have cold load pickup protection after its electronics shut down.

Short Cycle Protection Time

The short cycle protection time of this device was 3 to 5 minutes with randomization. Under-
voltage transients lower than the under-voltage threshold and initial startup activate this short cycle
protection.

Test Details

Table 28 provides the test details for the CSE under-voltage relay.
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Viae | tsac {ROWER IRESFOIGE Comme nis
CONTACTOR -
(%a) (sec.) orm (sec.) (sec.)
Long Under-wvoltage Transient Test
&l 10 NiA NiA Mothing happened
T8 10 Ni& 0.500
T5 10 NiA 0.230 * Control contacts opened
70 10 Hi& 0.250 * Control contacts re-closed 3-3 minutes randomly after voltage
a5 10 NiA 0.230 tecoOvery
Al 10 HMid 0.230 * Good shott cycle-protection
55 10 MNid 0.250
a0 10 0.014 0.250 * Power contactor opened in 1 cycle
40 20 0.016 0.230 * Control contacts opened
40 10 0.016 0.250 * Control contacts re-closed 3~3 minutes randomly after voltage
30 10 0.016 0.250 rECOVErY
20 10 0.016 0.230 * Good short cyele-protection
15 10 0.016 0.250 * Electronics Dk
* Power contactor openedinl oyele
* Control contacts chat then opened. Re-closed 35 minutes
10 10 0.016 0.250 tandomly after voltage recovery
* Good short cycle-protection
* Electronics statt dying
Shott-Fast Under-voltage Transient Test
] 0.250 Ni& Ni&
] 0.132 His His Hothing because transient was too fast
] 0.100 Ni& Ni&
A0 0132 0016 M * Power contactor opened for the transient time then re-closed
tuormally
i 0132 0016 i *Cnntrnlcuntacts.didnnt opetied
* Mo cycle protection
+* H . .
EI 0100 0016 M/ Mo cold luadpmlmp at 0 WAC the memory clears atd there is
tio cycle protection at start up
Table 28 - CSE Under-Voltage Relay Test Results
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5.7 PNNL Grid-Friendly Device Test Results

The PNNL grid-friendly device (GFD) contains a grid-friendly appliance (GFA) chip with circuitry that
reduces the 240 VAC to a circuit board voltage level of 5 VDC. The GFA is an electronics chip mainly
used to mitigate frequency transients. PNNL has reconfigured the GFA using SCE’s proposed stall

protection specifications.

Test results indicated this device’s:

* S 6 O 00

This device needs a cold load pickup to meet SCE’s proposed stall protection specifications. Overall, with
this device has the capability to mitigate the air conditioner stalling
problem. It is important to mention that most of this device’s parameters can be adjusted as needed but it

the recommended adjustments,

Under-voltage protection threshold is 78 percent

Under-voltage response time is approximately 33 milliseconds
Short cycle protection time is 3 to 4 minutes, with randomization
Cold load pickup protection is not available

Contacts are normally closed (N.C.) and normally opened (N.O.), in this test N.C. contacts were used
Electronics shut down 20 seconds after the voltage reached 40 percent

is a prototype device needing further testing and certifications.

5.7.1  Specifications

Table 29 provides the specifications for the tested PNNL grid-friendly device.

Manufacturer Pacific Morthwe st ational Laboratory
Wodel Mumber HiA

Part HMumber Hia

Name Grid Friendly Dewice

Line Terminals Ratings

Waoltage 240 WAC

Frequency a0f60 He

=hort Cycle Time Delay 3~-0 minutes in with randomization
selector Voltage Switch | YA

Dirop-out Under-voltage 185 VAC

Contacts Terminals Hatings

Contacts Type

Normally closed (M.C & MNormally Cpen (.0

Eeceptacle Type

IR

FPicture

Final product 15 under design

Table 29 -
5.7.2 Under-Voltage Protection
Tests indicated the under-voltage protection threshold for this device was 77 percent of the full

rated voltage (240 VAC). The PNNL grid-friendly device’s under-voltage protection works from
77 percent down to 40 percent with equal response times of 33 milliseconds (2 cycles).

PNNL Grid-Friendly Device Specifications
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Electronics Shutdown

The electronics started failing at approximately 40 percent for 10-second transients. If the
electronics shut down, the compressor is allowed to restart immediately after voltage recovery;
therefore, this device does not have cold load pickup protection.

Short Cycle Protection Time

The short cycle protection time for this device was 3 to 5 minutes with randomization. Under-
voltage transients lower than the under-voltage threshold and initial startup activate this cycle
protection.

Test Details

Table 30 provides the test details for the PNNL grid-friendly device.
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trWER
Viae | tfsac IRESFOIGE
CONTACTOR- Comme nis
(%) (sec.) orEn (sec.) (sec.)
Long Under-voltage Transient Test
T8 10 Hia HiA Nothing happened
77 10 HrA 0.033 * Control contacts opened
" e
r 10 Wi TIEE Control cottacts re-closed 35 minates randomly after voltage
TRCOVELY
&l 10 HiA 0.033 * Good shott cycle-protection
0.014 0.033 * Power contactor (F .C)) openedin 1 eycle
50 10
* Control contacts opened
10 0016 0.033 * Control contacts re-closed 3~3 minutes randomly after voltage
' teCOvery
* Good short cyele-protection
A 0.0s 0.033 * Electronics OK
* Powrer contactor (P .C)) openedin 1 cycle
> 10 0.018 N * Control contacts did not open
* Mo shott cycle-protection after woltage recovery
0 10 0.0 N * Electronics shutdown threshold
shont-Fast Under-woltage Transient Test
Mot needed because the undet-voltage response time of this device was 2 cycles

Table 30 -

PNNL Grid-Friendly Device Test Results
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5.8 Cannon Technologies Load Control Switch (LCS) Test Results

The Cannon Technologies load control switch (LCS) is used to remotely control motor load. Initial testing
of this device indicated it can provide limited under-voltage protection. Cannon Technologies was asked
to update the LCS software to meet SCE’s proposed stall protection parameters. Recent tests indicate that
the device was indeed reconfigured to SCE’s specifications

Test results indicate this device’s:

¢ Under-voltage protection threshold is 80 percent and does not work for voltage transients faster than
15 cycles

¢ Under-voltage protection response time is approximately 280 milliseconds

¢ Short cycle protection time is 4 minutes to 4.5 minutes, with randomization

¢ Cold load pickup protection activates after electronics shutdown

This device has normally closed contacts (N.C.), as proposed by SCE; therefore, an N.C. contact failure
would not lockout the air conditioner. The electronics shut down at 33 percent (a good reading), which is
below SCE’s proposed stall protection parameters. This device has the capability to mitigate the air
conditioner stalling problem. It is important to mention that all parameters can be adjusted if needed.

5.8.1 Specifications

Table 31 provides the specifications for the tested Cannon Technologies load control switch.

Manufacturer Cannon Technologies
Name Load Control Switch
Line Terminals Ratings

Voltage 240 VAC

Frequency 50/60 Hz

Short Cycle Time Delay 3~4 minutes in with randomization

Selector Voltage Switch | N/A

Drop-out Under-voltage 192 VAC

Contacts Terminals Ratings

Amperage N/A
Contacts Type Normally closed (N.C.) & Normally Open (N.O.)
Receptacle Type N/A
I |
L i
Picture o
L

Table 31 - Cannon Technologies Load Control Switch Specifications
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5.8.2

5.83

5.84

5.8.5

Under-Voltage Protection

Tests indicate the under-voltage protection threshold of this device was 80 percent of the full rated
voltage (240 VAC). The under-voltage protection works from 80 percent down to 35 percent with
a response time between 200 and 280 milliseconds, the fastest response occurring at the lower
voltages.

Electronics Shutdown

The electronics started failing at approximately 33 percent for 10-second transients. This device
has cold load pickup protection after its electronics shut down and at startup.

Short Cycle Protection Time

The short cycle protection time of this device was 3 to 4 minutes with randomization. This short
cycle-prevention was activated either by under-voltage transients lower than the under-voltage
threshold or initial startup.

Test Details

Table 32 provides the test details for the Cannon Technologies load control switch.

Vsac tsac trower tresPoNsE
(%) (sec.) CONTACTOR- (sec.) Comments
open (S€cC.)
Long Under-voltage Transient Test
85% 10 N/A N/A Nothing happened
80% 10 N/A 2.000
75% 10 N/A 0.250 * Control contacts opened
70% 10 N/A 0.350 * Control contacts re-closed 3~5 minutes randomly after voltage
65% 10 N/A 0.332 recovery
60% 10 N/A 0.267 * Good short cycle protection
55% 10 N/A 0.232
50% 10 0.033 0.282 * Power contactor (P.C.) opened in ~2 cycles
45% 10 0.033 0216 * Control contacts opened .
40% 10 0.033 0.200 * Control contacts re-closed 3~5 minutes randomly after voltage
recovery
35% 10 0.033 0.250 | * Good short cycle protection
* Power contactor (P.C.) opened in ~2 cycles
33% 10 0.033 0.335 * Control contacts E)penc)ad I;or couple cy(}:lles then re-closed
* Electronics shutdown
30% 10 0.033 0.267 * No short cycle protection after voltage recovery
100% 10 N/A 0.500 * 1t has Cold load pickup

Table 32 - Cannon Technologies Load Control Switch Specifications
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6.0 CONCLUSION

Comprehensive testing of selected digital programmable thermostats, under-voltage protection devices,
and load control switches has lead to the following conclusions regarding the air conditioner stalling
problem.

Of the three digital programmable thermostats tested for their response to under-voltage transients only
one thermostat had under-voltage protection, the Honeywell. This thermostat may help mitigate the air
conditioner stalling problem, but its under-voltage protection and response times do not currently meet
SCE’s proposed stall protection specifications. The use of digital programmable thermostats with
proposed under-voltage protection is one of the easiest retrofitting solutions because it would not require a
certified electrician. Here in California, retrofitting thermostats would not require a qualified electrician
because only branch circuits rated greater than 100 VA require a qualified electrician and most residential
thermostats circuits are rated below 24 VA.

The tests revealed that with minor adjustments, two of the seven under-voltage protection relays tested
would be able to satisfy SCE’s proposed stall protection specifications to mitigate the air conditioner
stalling problem. The CSE and PNNL relays have good under-voltage protection. These two relays are
prototypes and still in developmental stages; therefore, their implementation may be delayed due to the
need for further testing, certifications, mass production, and retrofit time.

Three under-voltage protection devices manufactured by Diversified Electronics (DE) were tested that
may have the under-voltage protection that help mitigate the air conditioner stalling problem. These three
relays are off-the-shelf devices making them conveniently attainable, but they also come with
disadvantages. First, two of them are plug-in devices making them suitable only for window air
conditioners and maybe plug-in air handler units. Second, they do not have a randomly distributed short
cycle-prevention to allow them to restart at different times after voltage is restored to normal conditions.
Third, they use normally open (N.O.) contacts that prevent the units from restarting if the under-voltage
relay fails. All other tested under-voltage protection devices provided limited stall protection; while
helping to some degree, they will not alleviate the air conditioner stalling problem. Another disadvantage
is the retrofit cost — installing any of these under-voltage protection relays in California would require a
qualified electrician for retrofit because the served circuits are rated at more than 100-VA, except for the
plug-in devices.

One load control switch manufactured by Cannon Technologies was tested. These switches are primarily
used to remotely control motor load during times of high system load demand. Initial testing of the device
indicated it did not have the desired stall protection, but Cannon Technologies responded and reconfigured
the load control switch’s software to meet SCE’s proposed stall protection specifications. This switch
would be the most expensive remedy due to its special features (such as load control and demand
response) and retrofit labor costs — its served circuits exceed 100-VA requiring retrofitting by a qualified
electrician.

The tests revealed that the most viable solution to the air conditioner stalling problem would be realized
by using digital programmable thermostats with stall protection capability. This would require working
with various thermostat manufacturers to ensure that their products meet SCE’s proposed stall protection
specifications. It must be noted: this solution may not protect older units (those installed prior to the mid-
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1990s) because many do not have the common “C” wire used to power today’s thermostat electronics.
This remedy’s effectiveness will only be realized as older air conditioners are replaced with new units
having the common “C” wire. Another viable solution is the use of plug-in under-voltage protection relays
that meet SCE’s proposed stall protection specifications. This fix offers easy installation on window air
conditioners and plug-in air handlers. Either of these solutions would be relatively simple and less costly
remedies because they will not require a certified electrician for implementation.

The next most effective solution is the use of devices such as under-voltage relays or load control switches
with SCE’s proposed stall protection specifications. This solution is less attractive than the others because
it would require qualified electricians to perform the retrofits adding a labor cost of $90 to $100 per
installation.
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1.0 EXECUTIVE SUMMARY
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Introduction

SCE and other utilities experience occurrences of delayed voltage recovery following faults on their
electrical systems as shown in figure 1. Under normal conditions voltage recovers to nominal levels
less than one second after the fault is cleared, but the past few years there have been several
instances at some SCE substations when voltage recovery was delayed for more than 30 seconds
after normal fault clearing. These events primarily occurred during the heavy summer load at
substations located in hot climates and serving new housing developments. Stalling air conditioner
units were believed to be causing the delayed voltage recoveries, so SCE tested ten residential air
conditioning units to assess their response to these types of transients. All ten air conditioning units
stalled when exposed to under-voltage transients.

Figure 1 is a typical delayed voltage recovery profile on a SCE 220 KV circuit. This figure indicates
that right after the fault, voltage decreased to 79 percent of nominal voltage (point 1). The radial
distribution circuit voltage being much lower, the dip in voltage caused air conditioning units to
stall; the stalled air conditioning units kept the voltage from recovering to a nominal level (point 2).
When the air conditioner units’ thermal overload protection switches tripped, the voltage recovered,
but overshot the nominal voltage (in this case 6 percent above). Because the capacitor banks were
still connected to the circuit an over-voltage occurred (point 3). This over-voltage caused another
problem, the capacitor banks tripping off (point 4). With the capacitors tripped off and the load
(including air conditioners) returning, the voltage went below the nominal voltage (points 5 & 6)
making the circuit more vulnerable to other similar chains of events.
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== BACGK ON
W
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DELAYED RECOVERY
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Figure 1 — Typical Delayed Voltage Recovery
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Western Electricity Coordinating Council (WECC) dynamic load models do not replicate the
observed system response of the delayed voltage recovery events. The WECC’s motor model does
not accurately represent the behavior of small induction motors used in air conditioner compressors.
This mismatch of real measurements versus the WECC model is shown in figure 2.

0.8

Voltage (pu)
o
()]

1
|
|
|
0.4 ‘*
|
|
|
0.2 ‘*
: = |\easured
T [ —— Present WECC Model
0 i ; |
0 5 10 15 20 25 %

Time (seconds)

Figure 2 — Delayed Voltage Recovery
1.2 Work Performed

SCE’s investigation focused on two approaches for mitigating the air conditioner stalling problem.
The first approach was solving the problem at its source, the individual air conditioner units. SCE
tested various digital thermostats, under-voltage protection devices, and load control switches to
assess their ability to mitigate the air conditioner stalling problem. The second approach attempted to
mitigate the problem at the power systems grid. SCE contracted the Electric Power Research
Institute (EPRI) to perform simulations to assess the effectiveness of voltage support devices, static
VAR compensators (SVC) and synchronous condensers to resolve the air conditioner stalling
problem.

1.2.1  Air Conditioner Unit-Level Solutions
SCE tested selected digital programmable thermostats, under-voltage protection devices,
and load control switches to determine their ability to mitigate the air conditioner stalling
problem.
Of the three digital programmable thermostats tested for response to under-voltage

transients, only one thermostat had under-voltage protection, the Honeywell. This
thermostat may help mitigate the air conditioner stalling problem, but its under-voltage
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protection and response times do not currently meet SCE’s proposed stall protection
specifications.

The use of digital programmable thermostats with proposed under-voltage protection is one
of the easiest retrofitting solutions because it does not require a certified electrician. In
California, retrofitting thermostats requires a certified electrician only when branch circuits
are rated 100 VA or greater and most residential thermostats circuits are rated below 24
VA. It is important to mention that this solution would not protect older units, those
installed prior to the mid-1990s, because they lack the common “C” wire. This wire powers
the thermostat electronics used for measuring voltage. The effectiveness of this solution
will only become evident as new air conditioner units having the common “C” wire,
replace older air conditioners.

Three under-voltage protection devices manufactured by Diversified Electronics (DE) were
tested that may have the under-voltage protection to help mitigate the air conditioner
stalling problem. These three relays are off-the-shelf devices making them conveniently
attainable, but they also come with disadvantages. First, two are plug-in devices, making
them suitable only for window air conditioners and possibly some plug-in air handler units.
Second, they do not have randomly distributed short cycle-prevention allowing them to
restart at different times after voltage are restored to normal conditions. Third, they use
normally open (N.O.) contacts that prevent the units from restarting if the under-voltage
relay fails. Another disadvantage is the retrofit cost — installing any of these under-voltage
protection relays in California would require a qualified electrician for retrofit.

All other tested under-voltage protection devices provided limited stall protection; while
helping to some degree, they will not alleviate the air conditioner stalling problem.

SCE worked with other entities such as Corporate System Engineering (CSE), Pacific
Northwest National Laboratory (PNNL), and Cannon Technologies to modify their devices
to mitigate the air conditioner stalling problem. The first two entities, CSE and PNNL
agreed to modify their devices to meet SCE’s proposed under-voltage protection scheme;
both devices were prototypes. Cannon’s off-the-shelf device (load control switch) required
software modifications to meet SCE’s proposed under-voltage protection scheme. Because
the state of California requires a certified electrician when servicing circuits rated 100 VA
or more, implementation of all three of these devices will require an additional labor cost of
$70 to $100 per installation, making it a less attractive solution.

Table 1 provides the test results for each device and assesses how well they mitigate air

conditioner stalling. The Potential column is an SCE assessment of how viable these
devices are for protecting air conditioners from stalling.
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Uy Electronics | Re-close
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Table 1 — Unit Level Devices Test Results
System-Level Solutions

EPRI was contracted by SCE to develop a more representative load model for use in
dynamic studies as well as the study of mitigation field equipment such as Static VAR
Compensators (SVC), and synchronous condensers [2].

EPRI modeling indicated that SVCs and synchronous condensers at the system level could
help mitigate the delayed voltage recovery problem as shown in figure 3. Although these
devices cannot prevent air conditioners from stalling or subsequent faults, they can help
isolate the fault area by literally injecting VARs into the system to prevent the problem
from spreading throughout the system. Although a more rudimentary remedy, SVCs and
synchronous condensers could help disconnect the stalled air conditioners by raising the
units’ terminal voltage. The supply VAR raises the terminal voltage subsequently making
the thermal protection switch operate much faster. Finally, SVCs and synchronous
condensers significantly improve voltage recovery and provide better voltage regulation;
particularly in preventing over-voltages by absorbing VARs that decrease voltage.

The main advantage of electrical system-level solutions is that they can be implemented at
fewer locations (transmission, subtransmission, or distribution substations) rather than at
every air conditioning unit. The disadvantages in utilizing system-level solutions are, they
would not be able to stop the voltage drop in the immediate area of the system problem and
would be more costly to implement than air conditioner unit-level solutions.
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Figure 3 provides the modeling results. The black plotline simulates an event without using
mitigation devices. The red and blue plots simulate the use of SVC and Synchronous
Condensers respectively. This shows that each of these two devices help regulate voltage
immediately after the fault is cleared by injecting VARs into the system. They also help
remedy the over-voltage problem by absorbing VARSs.
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Figure 3 — System-Level Solutions Simulations

1.3 Economic Assessment

The SCE Valley substation, was used as a model for economic assessment because it typifies
substations affected by delayed voltage recovery events. The SVCs installed at Devers and Rector
Substations were used for cost analysis purposes. The Devers substation SVC has ratings of 605
MVAR reactive (generating) and 110 MVAR inductive (absorbing) and costs approximately $50
million. The Rector substation SVC has ratings of 200 MVAR reactive (generating) and 100 MVAR
inductive (absorbing) and costs approximately $35 million. In order for SVCs or synchronous
condensers to mitigate air conditioner stalling, they need to be installed at approximately 20 Valley
115-kV substations. The total cost for implementing this solution could reach $100 million as
indicated in table 2.

Mitigating air conditioner stalling is more cost-effective if done at the unit-level. Valley has
approximately 300,000 residential and 30,000 industrial, commercial, and agricultural customers
with a total peak load of 1,500 MW and 400 MVAR. Assuming each customer has one air
conditioner unit, 330,000 under-voltage protection devices would be needed to mitigate the problem.
That leaves two feasible unit-level solutions. The first would be to use under-voltage protection that
does not require a certified electrician for a total cost of approximately $20 million; the second
option uses under-voltage protection devices that require an electrician for installation at a cost of
approximately $40 million as indicated in table 2.
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Unit-Level Solution
Customers Labor & Material & Total Material Cost | Total Labor & Material
(Thousands) Installation Cost | Installation Cost (Millions) Cost (Millions)
Valley 330 $60 60 $19.8 $39.6

System-Level Solution
115-kV “B” Substations SVC Unit Cost ($ Millions) Total SVC Cost ($ Millions)
Valley ~20 ~$5 $100

Table 2 — Economic Assessment

1.4 Conclusion

The best way to mitigate the air conditioner stalling problem is to implement a hybrid solution that
combines both unit-level and system-level solutions. The under-voltage protection device (unit-level
solution) would disconnect air conditioner units during under-voltage events. The SVC (system-level
solution) would improve voltage recovery and regulation and prevent over-voltages. By combining
unit-level and system-level solutions, Valley would require two SVCs instead of 20, one for each
main bus.

For truly effective mitigation of the air conditioner stalling problem, SCE strongly recommends that
a standard be created to disconnect stalled air conditioners from the electrical grid. This could be
through either a switch at the air conditioner compressor or by action of the thermostat (potentially
through the programmable communicating thermostat PCT).

SCE will continue its pursuit of the ideal stall protection device and establishment of air conditioner
stall protection standards.
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Preface

The California Energy Commission’s Public Interest Energy Research (PIER) Program supports
public interest energy research and development that will help improve the quality of life in
California by bringing environmentally safe, affordable, and reliable energy services and
products to the marketplace.

The PIER Program conducts public interest research, development, and demonstration (RD&D)
projects to benefit California.

The PIER Program strives to conduct the most promising public interest energy research by
partnering with RD&D entities, including individuals, businesses, utilities, and public or
private research institutions.

PIER funding efforts are focused on the following RD&D program areas:
Buildings End['Use Energy Efficiency

Energy Innovations Small Grants

Energy’Related Environmental Research

Energy Systems Integration

Environmentally Preferred Advanced Generation
Industrial/Agricultural/Water End['Use Energy Efficiency

Renewable Energy Technologies

Transportation

WECC Load Composition Data Tool Specification is the final report for the Electric Utility Load
Composition Specification project (contract number 500-99-013, work authorization number
BOA-99-208-P conducted by Pacific Northwest National Laboratory. The information from this
project contributes to PIER’s Energy Systems Integration Program.

For more information about the PIER Program, please visit the Energy Commission’s website at
www.energy.ca.gov/research/ or contact the Energy Commission at 916/1654(74878.
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Abstract

This document specifies the methodology used by the Load Composition Data Tool developed
for the Western Electricity Coordinating Council (WECC). A composite load model structure
has been previously specified that describes the two salient features of the new model:

(a) recognition of the electrical distance between the transmission bus and the end-use loads;
and (b) the diversity in the composition and dynamic characteristics of end-use loads. The load
model includes data for an equivalent model of the distribution feeder, the load components,
and the fractions of the load components. The methodology adopted by the WECC for
identifying the fractions of the load components is specified in this document.
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1.0 Nomenclature

CEUS

cor

z X 5

!

RH

SEER

area
California End Use Survey data
coefficient of performance
duty cycle

electric energy

energy efficiency ratio

fraction

hour, height

load basis

load

load shape

TMY index, month

motor

number

power

power factor

heat load, capacity

load density

thermal resistance value
relative humidity

solar gain, shading

seasonal energy efficiency ratio

temperature



t time

™Y typical meteorological year
Ua thermal conductance

v velocity

Vv volume

4% power

Z impedance

ZIP impedance, current, and power



2.0 Introduction

A power system model includes three main elements: the sources of power, the transmission of
power, and the loads. Load representation has long been the least accurate of these

three elements. The stability of the system depends on whether the balance between supply and
demand is maintained. When the system is perturbed by an abrupt change in either supply or
demand, the opportunities for part of the system to "fall out of step" increase greatly. Dynamic
models are used to examine whether such a risk exists under various conditions, and these
models require accurate descriptions of the system interconnections, as well as both the
generators and the loads.

Work performed in the early 1990s provided initial guidance regarding load modeling (IEEE
Task Force 1993; 1995). The Western Electricity Coordinating Council (WECC) adopted an
interim dynamic load model of the California-Oregon Intertie (COI) in early 2002 to address
critical operational issues with the COI and formed the WECC Load Modeling Task Force
(LMTF) to develop a permanent composite load model to be used for planning and operation
studies in the long term (Pereira 2002). The composite load model is nearly complete, and
provides a much more accurate representation of the response of load to voltage and frequency
disturbances by offering a much more accurate description of the load behavior during
transmission faults (Kosterev 2008).

Of greatest importance for WECC in this context is the ability to perform dynamic voltage-
stability studies, the outcomes of which are strongly influenced by the dynamic behavior of
loads. The interim load model is unable to represent delayed voltage recovery from
transmission faults, such as those observed in Southern California since 1990 and reported by
Florida Power and Light (Williams 1992; Shaffer 1997).
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Figure 1. Typical delayed voltage-recovery profile on a 230 kV transmission circuit. The
fault occurs at (a) and is cleared at (b) after the voltage has dropped to 79% of the
nominal voltage. The dip causes air-conditioner motors to stall, during which time their
current draw is significantly higher than normal. This situation lasts through (c) until
the motors' thermal protection interrupts the current and the voltage gradually recovers
by (d). Meanwhile, other voltage controls such as load tap changers and capacitor
banks cause the voltage to overshoot (e) and settle out too low (f).

It is generally accepted that delayed voltage recovery is related to stalling of residential single-
phase air conditioners in areas close to the fault. Simulations of these events show instantaneous

post-fault voltage recovery, in sharp contrast to the observed behavior shown in Figure 1

(Chinn 2006).
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Figure 2. The WECC composite load model structure includes static loads,
electronic loads, constant-torque three-phase motors (A), high inertia speed-
squared load motors (B), low inertia speed-squared load motors (C), and
constant-torque single-phase motors (D).



3.0 Use Cases

The following use-cases shall be considered by software developers.

3.1. Use Case 1: Feeder Load Composition
Goal

The user seeks to generate a single feeder load model for use with PSLF that incorporates motor
A-C, ZIP, and electronic load components based on customer survey data.

Inputs

The user provides the following information
City

Month

Day of week
Hour of day

S

Number/type of residential and commercial buildings

Outputs

The total load and the fractions motors A-C, ZIP, and electronic loads.
3.2. Use Case 2: Substation Load Composition
Goal

The user seeks to generate a multi-feeder load model for use with PSLF that incorporates motor
A-C, ZIP, and electronic load components based on customer survey data.

Inputs

The user provides the following information
City

Month

Day of week
Hour of day

U e

Number/type of residential and commercial buildings on each feeder

Outputs

The total load and the fractions motors A-C, ZIP, and electronic loads.



3.3. Use Case 3: Calibrated Load Composition
Goal

The user seeks to generate a multi-feeder load model for use with PSLF that incorporates motor
A-C, ZIP, and electronic load components based on customer meter data.

Inputs

The user provides the following information
City

Month

Day of week

Hour of day

Number/type of residential and commercial buildings on each feeder

A M A

Meter scaling results (actual/predicted)

Outputs

The total load and the fractions motors A-C, ZIP, and electronic loads.



4.0 Requirements

The methodology for estimating the fractions of each load component is based on a "bottom-up"
approach. For single-family and multi-family residential buildings, the model is based on a
thermal and equipment performance model described in Residential Model (Section 4.6).

Table 1. Building types

Load class Building type Floor area
Single-family home all
Residential
Multi-family dwelling all
Small office < 30,000 sf
Large office > 30,000 sf
Retail all
Lodging all
Commercial
Grocery all
Restaurant all
School all
Health all

For commercial buildings, the California Commercial End Use Survey (CEUS) is used as the
primary source for the load shapes of each commercial building type listed in Table 1. These are
described in Commercial Model (Section 4.7).



4.1. Location

The location shall be requested from the user and shall be a city chosen from among the

supported cities. The default location shall be Portland OR. The supported cities shall include at

least the following
Albuquerque NM
Bakersfield CA
Barstow CA
Boise ID
Cheyenne WY
Denver CO
Eugene OR
Eureka CA
Fresno CA

. Helena MT

. Las Vegas NV

. Long Beach CA

. Los Angeles CA

. Phoenix AZ

. Portland OR

. Prince George BC

Redmond OR

. Reno NV

. Richland WA
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. Sacramento CA

. Salt Lake City UT
. San Diego CA

. San Francisco CA
. Santa Maria CA

. Seattle WA

. Spokane WA
Yakima WA
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4.2. Study Information

A study is a scenario or case that a user wishes to examine.

All the information pertaining to a study shall be stored in a study file that can be retrieved
later. The data storage requirements must be verifiably repeatable, i.e., a user shall be able to
send a study file to another user, who shall be able to load the study file and produce an
identical result without any additional data entry.

The study information shall include the data needed to determine when and where the load
composition is being evaluated. The default study shall be a summer-peak weekday.

The following study information shall be requested from the user:
Study type

The study type shall specify the general time of the condition for which the load composition is
being evaluated. It shall be chosen from among the set of allowed study conditions, including
winter peak, typical, and summer peak. The default study type shall be summer peak.

Month

The month, Msuay, shall be the month for which the study is being evaluated. If the study type is
winter peak, the default month shall be the month during which the lowest temperature is
observed at the location. If the study type is typical, the default month shall be the month with
the minimum cooling and heating degree days. If the study type is summer peak, the default
month shall be the month during which the highest temperature is observed.

Day of week

The day of week, Dstuay, shall be the day for which the study is being evaluated. If the study is
winter peak, the default day of week shall be Monday. If the study is typical or summer peak, the
default day of week shall be Wednesday. In cases where the week day is specified or used as a
digit, Sunday shall be week day 0, Monday day 1, etc.

Hour of day

The hour of day, Hsuay, shall be the hour for which the study is being evaluated. The hour of day
shall be specified as an integer between 0 and 23. If the study is winter peak, the default hour of
day shall be the early morning hour of the coldest day at which the Monday morning setup
occurs (typically between 5am and 8am). If the study is typical or summer peak, the default hour
of day shall be the afternoon hour at which the peak load is observed (typically between 3pm
and 6pm).

4.3. Climate Data

The climate data shall be that which is given by the Typical Meteorological Year version 2 data
for the feeder location. The default climate data shall be for the current study city (NREL
TMY?2).



The weather data for the study conditions shall based on the climate data at the time of the
study. The following data shall be obtained from the TMY2 data:

Dry-bulb temperature

The dry-bulb outdoor air temperature shall be specified in degrees Fahrenheit(°F), and the
default dry-bulb air temperature shall be TMY drybulb temperature at the cooling design
condition

iruut- = T;:cml = 95F.
(1)
Wind speed

The wind speed shall be specified in miles per hour (mph) and the default wind speed shall be
the TMY wind speed at the cooling design condition

Vwind = windspeed of max(Tyypup) = 3 mph.

()

When more than one maximum temperature is found in the TMY temperature data, then the
maximum wind speed for all those observations is to be used.

Relative humidity

The relative humidity shall be specified in percent(%), and the default relative humidity shall be
the TMY relative humidity at the cooling design condition

Rhyy = humidity of max( Ty ypus) = 87 %. 3

When more than one maximum temperature is found in the TMY temperature data, then the
maximum relative humidity for all those observations is to be used.

Opaque sky cover

The opaque sky cover shall be specified in %, and the default opaque sky cover shall be the
TMY opaque sky cover at the cooling design condition

Fyy = skycover of max(Ty ypun) = 0%.

(4)
Diffuse horizontal radiation

The diffuse horizontal radiation shall be specified in 'Btu/sf.h', and the default diffuse horizontal
radiation shall be the TMY diffuse horizontal radiation at the cooling design condition

Sfdi ffuse = r(zdiation,;.i f fuse C’f Tn'a':r(z:i-r'ybu!b) = 120 Bww/sth.

()
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Direct normal radiation

The direct normal radiation shall be specified in BTU per square foot per hour (Btu/sf.h), and
the default direct normal radiation shall be the TMY direct normal radiation at the cooling
design condition

¥ - - 1 ;o
*Shm'nm[ — Tﬂdlﬂt!onnm'rml! Uf 7na$(rt-1‘.-‘lhn!b} = 270 Bw/sth. (6)

Design heating hour

The peak heating hour, At shall be the hour of year (0 to 8760) at which the design heating
condition is observed.

Design cooling hour

The peak cooling hour, heo shall be the hour of year (0 to 8760) at which the design cooling
condition is observed.

TMY index
The index, TM Yo, shall be the TMY lookup index (the climate data row number), such that

'Tﬂf}jwm' - ?n.-«fmfy * 100 f h-.-utmfy- (7)

Note that up to 31 TMY records will match a single TMYrw index lookup.

4.4. Building Design Conditions

The design conditions shall be specified as follows
Heating design temperature

The heating design temperature shall be the minimum temperature for which building heating
equipment is designed, i.e., heating equipment shall run at 100% duty cycle when the outdoor
air temperature is at or below the heating design temperature. The heating design

temperature shall be specified in °F, and the default heating design temperature shall be
determined from the TMY2 data at the building location such that

.Tar'a = j: rybulh — 20F.
heat tr bl b (8)

Heating design month

The heating design month shall be the month during which the heating design temperature
occurs. The heating design month shall be specified as an integer value between 1 and 12 or as
the name of the month. The default heating design month shall be the month during which the
default heating design temperature is observed in the TMY2 data, i.e.,

Mipw = TTIOTlth‘(TdrybrAb} = 1 (January=1, February=2, ...). )

11



Heating design hour

The heating design hour shall be the hour during which the heating design temperature occurs.
The heating design hour shall be specified as an integer value between 0 and 23. The default
heating design hour shall be the hour during which the default default heating design
temperature is observed in the TMY2 data, i.e.,

-Lrlrnr! = h-OU-?'(j:t-;--y.fm_{b) = 4 - UU (10)

Cooling design temperature

The cooling design temperature shall be the maximum temperature for which building cooling
equipment is designed, i.e., cooling equipment shall run at 100% duty cycle when the outdoor
air temperature is at or above the cooling design temperature. The cooling design temperature
shall be specified in °F, and the default cooling design temperature shall be determined from
the TMY2 data at the building location such that

,j;_<r)r)f = :I:[J‘;HIHH} = 95 F. (11)

Cooling design month

The cooling design month shall be the month during which the cooling design temperature
occurs. The cooling design month shall be specified as an integer value between 1 and 12 or as
the name of the month. The default cooling design month shall be the month during which the
default cooling design temperature is observed in the TMY2 data, i.e.,

A

‘m:{’!-iflil - m.on.th(T,f,. g,rbulb) = 7 (July). (12)

Cooling design hour

The cooling design hour shall be the hour during which the cooling design temperature occurs.
The cooling design hour shall be specified as an integer value between 0 and 23. The default
cooling design hour shall be the hour during which the default cooling design temperature is
observed in the TMY?2 data, i.e.,

th-igh = hﬂ?ﬂ'(j:t-r-y!ndh) =16:00. (13)

Peak solar gain

The peak solar gain shall be the largest value for direct normal solar radiation that occurs
during the year, excluding diffuse radiation and the effects of sky cover. The peak solar gain
shall be specified in Btu/sf.h, and the default peak solar gain shall be the largest direct normal
radiation observed in the TMY2.

4.5. Substation/Feeder Composition

The method for computing a substation load composition shall be the same as for a
single feeder, except that the user shall be able to provide separate customer counts for each

12



building type in each load class for each of up to 8 feeders, as illustrated in Figure 6. Each
building type count shall be multiplied by the load for that building type before being added to
the load composition, as shown in Figure 5.

Furthermore, the user shall be permitted to provide scalar adjustment to the load classes, such
that the total load composition is scale by that factor. The scalars shall be any real number
greater than 0.

4.6. Residential Model

The residential model shall consider single-family and multi-family dwellings only. Mobile
homes shall not be considered.

4.6.1. Single-Family Dwellings

The basic building design parameters shall be as follows:
Floor area

The floor area shall be specified in units of square feet (sf), and the default floor area shall be

Aftoor = 2200 £, "

Building height
The building height shall be specified in ft and the default building height shall be

Hyitging = 10 ft. (15)

Wall area

The exterior wall area shall be specified in sf, and the default exterior wall area shall be

Anwu’f = :-J’I-Il'mihﬂn_q‘\/ Bﬂﬂurw = 1990 st. (16)

Wall R-value

The exterior wall R-value shall be specified in °F.h/Btu.sf, and the default wall R-value shall be
RH-\(].H == l‘-] °F.h/Btu.st. (17)

Roof R-value

The roof R-value shall be specified in °F.h/Btu.sf, and the default roof R-value shall be

Ry 005 = 60 F./Brust. (18)
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Window-wall ratio

The window-to-wall ratio shall be specified in %, and the default window wall ratio shall be

Fn.'-i-ndrm.' = 15%. (19)

Window R-value
The window R-value shall be specified in °F.h/Btu.sf, and the default window R-value shall be

th-'iﬂd(ﬂr! = 3.5 °F.h/Bru.sf. (20)

Ventilation rate

The ventilation rate shall be specified in air changes per hour (ach), and the default ventilation
rate shall be

.:I‘Jll _Frlal

- Ubﬁ X 360”*4"”1“\/2 X 32'171}}1&“&"!; Tin jluu'-ndrnr'?—er‘i-mi _ 03 ach.
o 10000V, 100000 1)
where
° A?r.*x'-mirm.' = A?r.'uff Er.*x'-mirnr.' is the window area

LP'

o air Aﬂmn' Hyyitdin 7 is the indoor air volume

Balance temperature
The balance temperature shall be specified in °F, and the default balance temperature shall be

Qi-nfr:-r-nrd | qufﬂr oF

irbu! = Tsrft - i
Ja (22)

where

e Qsowr is defined below

e Uais defined below.
The balance temperature must be between — 50 °F and the cooling design temperature
(see below).

Heating design temperature

The heating design temperature shall be specified in °F, and the default heating design
temperature shall be

-jﬂhr'm

Cdesaign

= ipdr ybulb °F. (23)
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Cooling design temperature

The cooling design temperature shall be specified in °F, and the default cooling design
temperature shall be

A

-I:'rjljf(;,.ﬂ,g,, = T:i-:'ybuﬂ; °F. (24)

Heating design capacity

The heating design capacity shall be specified in Btu/h, and the default heating design capacity
shall be

Qhr'ui - l-"rA bt ('Ter'i - Yﬂhr'ut,;,.my“ ) Btuw/h. (25)
The heating design capacity must be a positive number.
Cooling design capacity

The cooling design capacity shall be specified in Btu/h, and the default cooling design capacity
shall be

- A 5 =
Qr:m)! =U A ( T;:on[i-ng,g,.mw _Ter?i) | O-QSerﬂa-r'A-n.-indrm.-s ( 1 _*Srl'tr?mrﬁ)*ssmnr | Qi—ntr,'-;r‘mzf,f,,”q,. Btw/h.

(26)
where
e Satera is the external shading coefficient,
e Ser is the solar exposure fraction, and
o Qinternalucaign is the internal design heat load.
Thermostat setpoint
The thermostat setpoint shall be specified in °F, and the default thermostat setpoint shall
be 75°F.
Building UA
The building UA shall be specified in Btu/°F.h, and the default building UA shall be
Ua = Quent 1 Aol (1 — Fuindow) 4 A floor i Avat Fevindons BWE b,
Rl Rroof  Ruindow 27)

where

. Q?: ent = 0.1 821’;i:rn ﬁi’l::ri-r .
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Internal heat gain
The internal heat gain shall be specified in Btu/h, and the default internal heat gain shall be
Qinternal = 3412 (0.8 Lepoking + 0.1 Lpotwater + Liighting + 0.25 Lupashing + Lutugs + Lre frigeration) Bw/h.
(28)
External shading

The external shading coefficient shall describe the fraction of sunlight that is blocked by foliage
and other means external to the building, in '%'. The default external shading coefficient shall be

Fshmﬂ-n g 20 % (29)

Solar gains

The solar gains shall be given in Btu/h and the default solar gains shall be
er:-m:r = Sﬂm“m A?m'ﬂdmﬂ/4(1 - stw'ﬁn_q) Fm.[m"/g (30)
where

° A?rrindmu = A'rmii Fm:'ndmu;

0.7 cos( Egotar) SIn{ Bgptar ) Esotar > 0
Fsr)fﬂr =
0 Esr).im' S D

o E.ojor =sin? (cos( Hptar ) c08( Dyopar ) cos(Solar Latitude) + sin( Do) sinl:Lsr,fm));
o Hsotr = 210(Hstuay — 12) / 24 ;
o Dsolar = (—23.45/360)27 cos (2m(30.6 Mgy — 15 10);"355); and
o Lsowr = 2mtlatitude / 360 .
Latent load

The latent load shall be the load caused by moisture condensation on the cooling coils in 'Btu/h'.
The default latent load shall be estimated as

Q o 0 SQ-.t'nfff-:'nﬂf | er}fﬂr
e - et 10RH,u;
31)

Heating duty cycle
The heating duty cycle shall be the fraction of time under the study condition that the heating

system is operating, in %. The default heating duty cycle shall be

D _ 100 Tba! ance ~ Tout
heat —)

Tb,ﬂ,{rz-nrm - Tﬂhnﬂt. (32)
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Cooling duty cycle

The cooling duty cycle shall be the fraction of time under the study condition that the cooling
system is operating, in %. The default cooling duty cycle shall be

100 T:mf. - -I-;.i(l-{ﬂﬂ ce

Dr.'rmf -

Tr.-uuf - 'Ta’nﬁa-n ce (33)

End-Use Electrification

The end-use electrification shall specify the fraction of residential end uses that use electricity.
The default values shall be obtained from a look-up table for the available study cities, as
provided in the following table.

17



Table 2. End-use electrification by city (fraction of homes having electric end-use)

City Resistance heat [ Heat pumps | Hot water [ Cooking | Drying | Air conditioning
Albuquerque NM 25% 25% 30% 30% 75% 90%
Bakersfield CA 25% 25% 30% 30% 75% 90%
Barstow CA 25% 25% 30% 30% 75% 90%
Boise ID 75% 25% 70% 70% 75% 75%
Cheyenne WY 75% 25% 70% 70% 75% 50%
Denver CO 75% 25% 30% 30% 75% 80%
Eugene OR 75% 25% 70% 70% 75% 30%
Eureka CA 25% 50% 70% 70% 75% 20%
Fresno CA 25% 50% 30% 30% 75% 75%
Helena MT 75% 25% 70% 70% 75% 20%
Las Vegas NV 25% 75% 30% 30% 75% 95%
Long Beach CA 75% 75% 30% 30% 75% 50%
Los Angeles CA 75% 75% 30% 30% 75% 30%
Phoenix AZ 25% 50% 30% 30% 75% 95%
Portland OR 50% 25% 30% 30% 75% 60%
Prince George BC 75% 25% 70% 70% 75% 10%
Redmond OR 50% 25% 30% 30% 75% 75%
Reno NV 50% 25% 70% 70% 75% 90%
Richland WA 50% 25% 70% 70% 75% 75%
Sacramento CA 25% 25% 30% 30% 75% 75%
Salt Lake City UT 50% 25% 70% 70% 75% 75%
San Diego CA 25% 25% 30% 30% 75% 25%
San Francisco CA 25% 25% 30% 30% 75% 25%
Santa Maria CA 25% 25% 30% 30% 75% 50%
Seattle WA 25% 25% 30% 30% 75% 25%
Spokane WA 75% 25% 70% 70% 75% 60%
Yakima WA 75% 25% 70% 70% 75% 50%
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Resistive heating fraction

The resistive heating fraction, EFsistice, shall be the fraction of single-family dwellings that use
electric resistive heating. The default resistive heating fraction shall be obtained from the End-
use Electrification table above for the study city.

Heat pump fraction

The heat pump heating fraction, EFnapunp, shall be the fraction of single-family dwellings that
use electric heat pump heating. The default heat pump heating fraction shall be obtained from
the End-use Electrification table above for the study city.

Electric hot water fraction

The electric hot water heating fraction, EFnotwaer, shall be the fraction of single-family dwellings
that use electric hot water heating. The default electric hot water heating fraction shall be
obtained from the End-use Electrification table above for the study city.

Electric cooking fraction

The electric cooking fraction, EFeuting, shall be the fraction of single-family dwellings that use
electric cooking heating. The default electric cooking fraction shall be obtained from the End-
use Electrification table above for the study city.

Electric drying fraction

The electric drying fraction, EFaring, shall be the fraction of single family dwellings that use
electric drying heating. The default electric drying fraction shall be obtained from the End-use
Electrification table above for the study city.

Air-conditioning fraction

The electric cooling fraction, EFiing, shall be the fraction of single family dwellings that use
electric cooling. The default electric cooling fraction shall be obtained from the End-use
Electrification table above for the study city.

Efficiency

Heating and cooling efficiency shall be defaulted and entered by the user such that they can be
adjusted as appropriate.

Heating efficiency

The heating efficiency, pra shall specify the average coefficient of performance (COP) of the
electric heating system. The heating efficiency shall be 1.0 when no heat pumps are in use, and
shall be greater than 1.0 when heat pumps are in use. The default heating efficiency shall be

d
EFJ‘[’,‘S.fo'ﬂY} I (()PHP EFhrfﬂf,pmnp
E E‘r'sistiw l EF heatpump

Pheat =
(34)

where COPrr is provided by the user.
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Cooling efficiency

The cooling efficiency shall given in (SEER) and the default cooling efficiency shall be
Peool = 11.5 SEER (seasonally energy efficiency ratio). (35)

Installed Capacity

The end-use installed capacity shall be the power density of each end use, described as follows:

Table 3. Installed end-use capacities for single-family residential dwelling

Cooking Ocooking = 3.00 W/sf
Hot water Ohotwater = 2.50 W/sf
nghtlng Qiighting = 1.00 W/sf
Plugs Oplugs = 1.50 W/sf
Washing Qwashing = 2.50 W/sf
QJ’ el 36)
Heating Gheat = 557 (
3.41 ZAﬂmn'phr:uf,
q . li)r:rmf (37)
Cooling el T 5 a4 T
3.41 zjlﬂmn'EERmmir:f
Refrigeration Orefrigeration = 0.2 W/sf

The maximum EER (energy efficiency ratio in Btu/W.h) is typically used to calculate the SEER
value using the assumption SEER = 0.875EERmax. The EER is determined as follows:

j;,-:}uJI:irf.sigti - T‘s{,‘?" (38)

EER g = EERupes X 3.412

where the EERcef is typically around 0.1. This is the relatively invariant ratio of the Carnot
efficiency to the actual efficiency and can be used to compute EERcocs:
SEER irr:rmim".(si_(,'n — dLget

0.875 3.412(Tser + 459.7) (39)

EER(:«Jr'ff =

The theoretical EER, EER#eoreticat can thus be computed for any outdoor temperature

Ts-rff. | 45(’)7

FER woretical — EERPU{‘ ¢ X 3.412
t tical oe f :rrmt - T‘“’—'t (40)
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However, actual ERR values do not show such a large variation in EER, and EER#eoretica must be
adjusted using the following formula to obtain the EERmode::

EER—mmi(‘{ = EERHM'WT'H(:&I (]- - Efur?tm'(I'Dr)hf{'ﬂgﬂ - :rmf,f) .}’ (4_1)

where

e Epcor is estimated by minimizing the weighted root-mean-square (RMS) error between
the observed power used in the tests and the model's prediction at various cooling
design temperatures, using the weights for the equipment sizes, as shown in Table 1.
The results for the model calibaration are shown in Table 4.

Note

If the outdoor temperature is below 83°F then the SEER values for 83 °F are used.

Table 4. Residential air-conditioner size weighting factors

Size (tons) Weight
2.5 10%
3.0 20%
3.5 30%
4.0 20%
5.0 20%

Table 5. SEER model calibration results

Tdesign (°F) Etactor
90 0.05914
95 0.04613
100 0.03782
105 0.03197
110 0.02764
115 0.02433
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A quadratic fit of this data yields the following relation

—h2
cooldesign

Efactor = 4.6 x 10 —1.08 X 10 Topsidesign + 0.656

(41a)

with R?=0.9969 Figure 3 shows the diversified AC load curves (in kWh/h) as a function of
outdoor temperature (in °F) for various cooling design conditions.
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Figure 3. Diversified single-family air-conditioning load curves

Caveat

This approach assumes that the thermostat setpoint is maintained. If the duty cycle is 100%, that
assumption is not valid and the efficiency may be better than that predicted based on the
change in outdoor temperature alone.

Diversified Load

The diversified end-use load shall describe the average end-use load, per home, of a population of
single-family homes, in kW.
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Table 6. Residential end-use load shapes

Winter weekday Winter weekend Summer weekday Summer weekend
Hour |Cooking |Hotwater |Lighting | Plugs |Washing |Cooking |Hotwater |Lighting | Plugs |Washing |Cooking |Hotwater [Lighting |Plugs |Washing |Cooking |Hotwater |Lighting |Plugs | Washing
0 0.01 0.25 0.42 | 0.82 | 0.0444 | 0.013 0.29 0.49 | 0.95 | 0.0497 | 0.009 0.21 0.38 |1.02 | 0.0437 | 0.009 0.23 0.41 |0.48 | 0.0484

-

0.009 0.19 0.38 | 0.74 | 0.0193 | 0.01 0.22 042 | 0.79 | 0.0245 | 0.008 0.16 0.34 |0.91 | 0.0188 | 0.007 0.17 0.36 | 0.41 | 0.0234

2 0.009 0.16 0.37 |0.69 | 0.0116 | 0.01 0.17 0.38 | 0.72 | 0.0143 | 0.007 0.13 0.32 |0.85 | 0.011 0.007 0.14 0.33 |0.39 | 0.0134
3 0.009 0.15 0.36 | 0.68 | 0.0092 | 0.01 0.15 0.38 0.7 | 0.0095 | 0.007 0.12 0.32 |0.84 | 0.0086 | 0.007 0.13 0.32 |0.38 | 0.0087
4 0.009 0.18 0.37 | 0.68 | 0.0108 | 0.01 0.16 0.37 | 0.69 | 0.0094 | 0.008 0.15 0.32 |0.86 | 0.01 0.007 0.13 0.32 |0.37 | 0.0085
5 0.016 0.34 042 |0.78 | 0.0297 | 0.012 0.19 0.38 | 0.71 | 0.0116 | 0.012 0.26 0.35 |0.95 | 0.0283 | 0.009 0.17 0.32 |0.38 | 0.0111
6 0.032 0.74 0.58 | 1.01 | 0.0757 | 0.018 0.27 043 | 0.77 | 0.0236 | 0.025 0.51 041 |1.22 | 0.075 | 0.017 0.26 0.34 |0.42 | 0.0233
7 0.05 1.2 0.69 |1.29 | 0.1317 | 0.04 0.47 0.51 0.95 | 0.0634 | 0.04 0.76 045 |1.33 | 0.1325 | 0.038 0.45 0.39 |0.48 | 0.0633
8 0.045 1.1 0.61 |1.22 | 0.1677 | 0.073 0.82 0.6 1.21 | 0.1387 | 0.044 0.77 045 |1.25 | 0.1681 0.06 0.69 0.44 |0.56 | 0.1399
9 0.043 0.94 0.56 | 1.18 | 0.2098 | 0.094 1.08 0.63 | 1.43 | 0.2295 | 0.042 0.76 045 |1.25 | 0.2095 | 0.068 0.85 047 | 0.6 | 0.2271
10 0.045 0.82 0.53 | 1.18 | 0.2299 | 0.091 1.15 0.63 | 1.52 | 0.3009 | 0.042 0.71 045 |1.26 | 0.2313 | 0.065 0.84 0.47 |0.62 | 0.2957
11 0.059 0.71 0.51 | 1.13 | 0.2266 0.1 1.08 0.61 1.51 | 0.3251 | 0.053 0.61 045 |1.29 | 0.2279 | 0.067 0.76 0.47 |0.62 | 0.3179
12 0.063 0.62 049 |1.11 | 0.2052 | 0.117 0.98 0.6 1.49 | 0.3202 | 0.057 0.54 045 |1.28 | 0.2069 | 0.076 0.65 0.47 |0.63 | 0.3125
13 0.053 0.55 0.47 |1.04 | 0.1913 | 0.109 0.87 0.59 | 1.49 | 0.3079 | 0.046 0.49 0.44 |1.23 | 0.1928 | 0.066 0.58 0.46 |0.65 | 0.3011
14 0.052 0.48 0.47 |1.05 | 0.1702 0.1 0.77 0.59 | 1.45 | 0.2809 | 0.044 0.43 044 |1.19 | 0.1714 | 0.061 0.49 046 |0.67 | 0.2744
15 0.072 0.47 0.51 |1.15 | 0.1645 | 0.108 0.69 0.61 1.46 | 0.2623 | 0.053 0.41 045 | 1.2 | 0.165 | 0.067 0.46 0.46 |0.71 | 0.2556
16 0.138 0.54 0.63 |1.38 | 0.1729 | 0.153 0.72 0.71 1.62 | 0.2521 | 0.094 0.43 0.47 |1.31 | 0.1719 | 0.091 0.46 0.47 |0.78 | 0.2462
17 0.242 0.68 0.84 |1.81 | 0.1835 | 0.215 0.78 0.88 | 1.93 | 0.2399 | 0.168 0.52 0.51 |1.55 | 0.1818 | 0.134 0.5 049 |0.88 | 0.2347
18 0.182 0.83 0.97 | 202 | 0.1934 | 0.161 0.83 0.96 | 2.03 | 0.2343 | 0.148 0.6 0.54 |1.71 | 0.1913 | 0.121 0.54 0.52 |0.95 | 0.2296
19 0.088 0.82 0.98 | 1.95 | 0.1997 | 0.085 0.79 0.97 | 1.95 | 0.2306 | 0.086 0.6 0.56 |1.75 | 0.1981 0.08 0.55 0.54 |0.95 | 0.2268
20 0.051 0.74 0.96 |1.88 | 0.2033 | 0.05 0.72 0.94 | 1.86 | 0.2247 | 0.053 0.59 0.63 |1.86 | 0.2025 | 0.052 0.56 0.61 |0.93 | 0.2223
21 0.034 0.68 0.89 |1.77 | 0.2063 | 0.033 0.64 0.88 | 1.74 | 0.2152 | 0.038 0.6 0.71 |1.96 | 0.2055 | 0.035 0.56 0.68 |0.88 | 0.2149
22 0.022 0.57 0.74 |1.47 | 0.1684 | 0.022 0.53 0.76 1.5 | 0.1726 | 0.023 0.55 0.65 |1.73 | 0.1684 | 0.022 0.49 0.63 |0.76 | 0.171

23 0.014 0.4 0.55 |1.09 | 0.0986 | 0.014 0.43 0.58 | 1.14 | 0.1078 | 0.013 0.37 049 |1.32 | 0.0983 | 0.011 0.38 0.5 [0.58 | 0.107
kWh/day | 0.6735 | 7.08 7.15 |14.56 |1.66185 | 0.824 7.4 7.45 |15.805/2.02435 | 0.56 5.64 5.515 [15.56| 1.6593 | 0.5885 | 5.52 5.465 |7.54 | 1.9884
Basis 31.12535 33.50335 28.9343 21.1019



Cooking

The cooking diversified load shall be given in kilowatts (kW) and the default diversified load
shall be

- ) LlSruufrx'u_r;[II.\'fud”r thuf”ﬂ H.‘fﬂtﬁ'?‘] Ll.snm,h'pr;ljfsfrizfg;‘ Dxi'ruf;,n S'IUHTHCTI
Qu:ur;.‘.'jn_q e winter summer L D oy .
':.'uukjn_qi study ; SWITVTLET I

e Geooking Aﬂ mi‘/ 1000 kW
k:'rmh ny IDsEudy , win le ?'I ) [
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where

o LScooking[ Hstuty, Dstuay] is the cooking loadshape value from Table 6 in kW;
o keooking[ Hstuay, Dstuay] is the cooking load basis in kWh/day;

o  Fuinter=1 - Fsummer; and

o (M)'

12

F‘S urnrner

[ )
Hot water

The hot-water diversified load shall be given in kW and the default diversified load shall be

L‘Shntuwtrr [Ifs!udy 3 Dsrmlya w z'.ntm‘] L*Shrrrumtr: r [IIS!‘IM;.J ] Dsf.ud_l,r 1 snmmm‘[

} F'5 ummer

) Ghotwater Aﬂmrr/looo kW
(43)

Qhu! water — (F‘ir.‘imr'r

k.‘wtu-ﬂtrr [Dst:a(fr;: I.L-'I-??-t(i-‘"] kh.utl.rmtr: l‘[Dxtl:tI;; y SU In?nﬂ?"]

where

o LSnotwater| Hstudy, Dstuay] is the hotwater loadshape value from Table 6 in kW; and
. khotwater[Hstudy,Dstudy] is the hotwater load basis in kWh/day
Lighting
The lighting diversified load shall be given in kW and the default diversified load shall be

5 . i - ’
L‘S.’ighfi'ng[“fashfdy\ Dﬁfmf_us '“-"?"”'tc’l E L‘Sh'_thin_q[}]xhufy‘ Dﬂhfdy\ -Sb‘.n”n(f?"]
% - summer % R
'I‘h'g.‘rting[Dﬁfmfyu u m.r.r;rf ‘t'.fighfi'ng[Dsfudyy summer ]

inyhrin_r; = ( ﬂn-inh'r ) Qlighting _4_“.,,"./100{] kW
(44)
where

o LSiignting[ Hstuay, Dstuay] is the lighting loadshape value from Table 6 in kW; and
o FKiighting[ Hstuay, Dstuay] is the lighting load basis in kWh/day.
Plugs

The plugs diversified load shall be given in kW and the default diversified load shall be

LS{JIN._:;:; [I'Ixr ey 3 Dshrti_u ) wint F.‘.T‘] LS_N ugs [‘Hsrrrd_u 3 D.H!ud_rr , sumimer ]

{ F‘.‘i urnrner

kpf ugs [Dshut_u ) '“-"?'7"1"77‘] kp!ug.& [D.s,-fmi_u 13 ”"””-‘7?‘]

) QNHHS Aﬂ Ufli'/ 1000 kW

(45)

Qpiuys = (Furinfrr
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where

o LSpiugs[ Hstudy, Dstuay] is the plugs loadshape value from Table 6 in kW; and
o kplugs[Hstuay, Dstuay] is the plugs load basis in kWh/day.
Washing

The washing diversified load shall be given in kW and the default diversified load shall be

¥ - "
La, ir-u.ﬁhiu.r;[I[xfm!_r;;| Dsi‘rnf_rn 'I.!.-'fﬂt(f?“ F L-Sumhl'uy[I-r.-.-FmI;n D.-.'hu!_u: .‘3?”?’1!?!{’.?']
D - ; b F summer k D - ‘
study » winter ] :r-u.s.fu'uyl study y SUTTVITLET |

Qn‘ushmy = ( 141‘1'"!('!' ) Guwashing Aﬂorn‘/looo kW

'Il'u‘us hing

(46)
where

o LSuwashing[ Hstudy, Dstuay] is the washing loadshape value from Table 6 in kW; and
o kuwashing[Hstudy, Dstuay] is the washing load basis in kWh/day.
Heating

The diversified heating load shall be @heat = Dheat Gheat A fioor/1000KW.

Cooling

The diversified cooling load shall be @eoot = Deool deoot Aftoor /L000F uirconditioning ¥W-

Refrigeration

The refrigeration diversified load shall include freezer loads and shall be

Q-]“r_‘ frigeration = Gre frigeration A ﬂr)m“/ 1000 kW. (47)

Single-Family Rules of Association

The single-family residential rules of association (RoA) table shall be used to convert diversified
end-use load to model component loads.
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Table 7. Single-family residential rules of association

Non-ZIP component ZIP component
End-use | Ejectronic | Motor-A | Motor-B | Motor-C | Motor-D | I, | 14 [Ps| Pq Z, (G) Zq
B (Ma) (Ms) (Mc) (Mp) (ONN(®) (B)
Cooking 0.3 0.1 0.6
Hotwater 1
Lighting 0.1]-0.02 0.9
Plugs 0.9 0.1
Washing 0.7 0.3
Heating 0.1Fheatoump 0.3Fheatpump 0.6Fheatpump* Fresistive
Cooling 0.1 0.9
Refrigeration 0.1 0.9

In addition to the model load components, the user shall be provided the following results to
assist in input quality assurance:

Power Factor

The power factor shall be computed for each end use for which the ZIP components are non-
zero in real-power, such that

T ¥
PF o Lspr.ulium- 'Srfrnufum'
endise - = -
JASQ | kS 2 | "Sqrn(fu.-u'
}Jr‘n’llluﬁr‘ ‘Ir"llillﬁ"
(48)
where
v
° J'('-):F-i'r'.u|.|f|mr' - Zpr'ulflmr' | Iﬁ'r'ulfu.‘:r' | RF-?r'ulflmr'; and
L
) J'S'rj"r'.ul.lflu'ir' = Zﬁ'r'ulfum' | I‘?r'ulfum' | Rjr'ulfum',
Total real power
The total real power for each end use shall be
~ ; y ; y +
Pr.'miu.srr = Qr‘ndusr (E | ﬂ"f.ri | ﬁ‘fﬁ' | ﬂf() i *'?"'ID i ‘S'p,.,,,;.m,. } (49)
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Total real power fraction

The total real power fraction for each end-use shall be

F . P enduse
i}f'll(fllﬁl' - ’
Zi(ﬂ:ndus £s PJ (50)

Total reactive power

The total reactive power for each end-use shall be

~ T
Qr.vuiu.sc - Qr'ndusr}éq,.,.,g,,m.'

1)
Total reactive power fraction
The total reactive power fraction for each end-use shall be
F - Ql"ﬂ duse
Qenduse '
ziEr‘ nduses Q’i (52)

Checksum

The rules of association shall be verified for each end-use so that the following constraints are
not violated:

[ ] Epr'ulflmr <:—: IIU; and

L) Ej‘rulfum' E J"U
4.6.2. Multi-Family Dwellings

Multi-family dwelling load composition shall be computed in a manner identical to that used
for single family dwellings, with the following exceptions.

Floor Area per Unit

The floor area per unit shall be specified in 'sf/unit' and describe the net floor area of each
dwelling unit. The default value of Aunit =800 sf/unit.

Floors per Building

The default number of floors per building shall be Njoors = 4.

Units per Floor

The default number of units per floor shall be Nunits = 10.

Floor Area

The default floor area shall be computed as

A floor — 4411.:11'? N units N floors sf. (53)

27



Floor-to-Floor Height
The default floor-to-floor height shall be Hpoor = 10 ft.

Exterior Wall Area

The exterior wall area of a building shall be

/lnlnﬂ - A-rmif.:zrnf! A‘-u:nits N floors sf. (54)

Multi-Family Rules of Association
The multi-family residential rules of association (RoA) table shall be used to convert diversified
end-use load to model component loads.

Table 8. Multi-family residential rules of association

Non-ZIP component ZIP component
End-use Electronic | Motor-A | Motor-B | Motor-C | Motor-D | I, lq Po | Po | Zo | Z4
(E) (Ma) (Me) (Mc) (Mp) P | Q| (©) | (B
Cooking 0.3 0.1 0.6
Hotwater 1
Lighting 0.1 | -0.02 0.9
Plugs 0.9 0.1
Washing 0.7 0.3
Heating 0.025 0.075 0.65
Cooling 0.1 0.9
Refrigeration 0.1 0.9

4.7. Commercial Model

The commercial building end-use model shall be based on the California End-Use Survey
(CEUS) data collected for the California Energy Commission by Itron (California End-use
Survey 2006).

The building types that shall be considered shall include at least the following

Small office (up to 30,000 sf)
Large office (above 30,000 sf)
Retail

Lodging

Grocery

AU S

Restaurant
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7. School
8. Health

4.7.1. Floor Area

Default values for the floor area for each building type shall be as shown in Table 9.

Table 9. Commercial building default floor area

Type Default Afoor (ksf)
Small office 10
Large office 50
Retail 5
Lodging 25
Grocery 15
Restaurant 10
School 35

Health 50

4.7.2. Load Shapes
The load shape data from the CEUS data shall be used to determine the electric load density

CEUS [codec pus, enduse]
Z-.J.'E(.‘-ndu se CEUS [ﬂOdl’C CEUS, T]

Qr.'ﬂ duse —
(55)

where
o enduse € {smallof fice, largeof fice, retail, lodging, grocery,restaurant, school h.m.i'th.};
and

CEUS,... — 1000 E (

1 T[T MY, — 10 € Tpy < T[TMY, 4] + 10
2 Tow > T[TMY, 0] + 10

3 T < T[TMY,,,] — 10

. 4t Dy € {Saturday, Sunday}

The CEUS data shall be obtained from the Commercial sheet in the Load Composition Excel
spreadsheet delivered with this report.

fh{s wdy T 1 . - r .
# | J-) | 100 (-?E'["F*Sd-rr_ur:mir: | I—'!rsﬁ'u.rty | 1

"

C'E L‘rsduy code —
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4.7.3. Rules of Association

The rules of association for all commercial building types, except health facilities, shall be as
provided in Table 10

Table 10. Rules of association for commercial buildings (except health facilities)

Electronic Motor- | Motor- | Motor- | Motor- [ZIPIp|ZIPIg | ZIP |ZIPPq| ZIP | ZIP Zq
A B c D Pp Q | 2p (B)
(P) (G)
Heating 0.70 0.20 0.10 0.015
Cooling 0.75 0.25
Vent 0.30 0.70
WaterHeat 1.00 0.15
Cooking 0.20 0.20 0.6
Refrig 0.10 0.30 0.60
ExtLight 1.00 | -0.36 0.06
IntLight 1.00 | -0.36 0.06
OfficeEquip 1.00
Misc 0.50 0.50
Process 0.5 0.25 0.25
Motors 0.3 0.4 0.3
AirComp 1

The rules of association for health facilities shall be as provided in Table 11
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Table 11. Rules of association for health facilities

Electronic Motor- | Motor-B | Motor-C | Motor-D | ZIP Ip | ZIP Ig | ZIP |ZIP Pq | ZIP Zp | ZIP Zq
A Po(P)| (Q (G) (B)
Heating 0.75 0.15 0.10 0.015
Cooling 1.00
Vent 0.30 0.70
WaterHeat 1.00 0.15
Cooking 0.20 0.20 0.60
Refrig 0.20 0.70 0.10
ExtLight 1.00 -1.20 0.20
IntLight 1.00 -1.2 0.20
OfficeEquip 1.00
Misc 1.00
Process 0.50 0.50
Motors 0.50 0.50
AirComp 1.00

4.8. Industrial
Industrial loads shall be described without rules of association. The default values for industrial

loads shall be zero for all load components.

When non-zero loads are described, the total real power and the power factor of the ZIP load
shall be computed (see above) and displayed.

4.9. Agricultural
Agricultural loads shall be described without rules of association. The default values for

industrial loads shall be zero for all load components.

When non-zero loads are described, the total real power and the power factor of the ZIP load
shall be computed and displayed.

4.10. Load Composition

The load composition shall be calculated for each model component by summing all the feeder
compositions and multiplying resulting totals for residential, commercial, industrial, and
agricultural loads by scalars, the defaults of which shall be as shown in Table 12.
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Table 12. Customer class load composition scalar

Customer class Default load scalars
Residential 1.0
Commercial 1.0
Industrial 1.0
Agricultural 1.0
4.10.1. Feeder Composition

The user shall be permitted to enter the composition for up to 8 feeders by providing the
number of customers of each type. The default number of customers of each type shall be as
shown in Table 13.

Table 13. Customer type on feeders

Customer type | Default number of customer
Single family 500
Multi family 20
Small office 25
Large office 5

Retail 15
Lodging 5
Grocery 5

Restaurant 5

School 2

Health 1
Industrial 0

Agricultural 0

4.11. Loadshapes
The user shall be permitted to display and output four loadshapes of the study.

The customer-class shape shall display a stacked bar graph of the customer loads (in MW) for
each hour of the study day from 0 (midnight to 1Tam) to 23 hours of the load for all customer
classes (residential, commercial, industrial, and agricultural).
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The customer-class composition shall display a stacked bar graph of the customer load fractions
(in %) for each hour of the study day from 0 to 23 hours of the load for all customer classes
(residential, commercial, industrial, and agricultural).

The load component shape shall display a stacked bar graph of the load components (in MW)
for each hour of the study day from 0 to 23 hours of the load for all components (electronic,
motors A-D, and ZIP).

The load component composition shall display a stacked bar graph of the load composition
(in %) for each of the study day from 0 to 23 hours of the load for all components (electronic,
motors A-D, and ZIP).

4.12. Sensitivities

A temperature sensitivity report shall be generated upon request of the user. The temperature
sensitivity of each load component shall be estimated by lowering the outdoor temperature
one degree when cooling and raising the outdoor temperature one degree when heating and
then calculating the difference in load.

The temperature sensitivities shall be reported as shown in Table 14 for each load component,
the power factor, and the total power.
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Table 14. Temperature sensitivities

Sensitivity Unit
Total Load MW/°F
Composition %I°F
Residential kW/°F
Single family kW/°F
Multi family kW/°F
Commercial kW/°F
Small office kW/°F
Large office kW/°F
Retail kW/°F
Lodging kW/°F
Grocery kW/°F
Restaurant kW/°F
School kW/°F
Health kW/°F

The following notation conventions shall be observed and a legend to this effect shall be
included.
¢ All numbers shall be displayed to 3 significant digits;

e A hyphen (-)shall be displayed when the difference is between loads that are both
exactly zero;

e A zero (0) shall be displayed when the difference between the loads is exactly the zero;

e A zero with precision (0.00) shall be displayed when the difference between the two load
is less than the precision.

4.13. System-Wide Results

The system-wide results report shall be generated upon request of the user. The load
composition (including power factor) shall be reported for the following combinations of
conditions:

1. winter peak, typical, and summer peak day
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2. 6am, 9 am, 3 pm, and 6 pm (note that noon is not included)
3. each city
4. 100% residential, 100% commercial, and 50/50 mixed residential/commercial

All quantities in the report (except for power factor) shall be provided as % of total power.
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5.0 Prototype

A prototype of the tool can be downloaded from SourceForge (SourceForge.net). The tool
provides a numerical reference for validation as well as an illustration of the user input/output
requirements. The prototype shall not be considered an authoritative illustration of what the
tool must do, rather an example of what it can do. It is expected that developers will improve

upon the user interface and data input/output in a substantive way.

5.1. Conditions

Conditions Status Check

Time
Study type
Manth
Day of week
Hour of day

Location
City ST
Latitude

Climate

Winter
Low temperature
Low month
Low weekday
Low hour of day

Summer
High temperature
High month
High weekday
High hour of day
Peak solar radiation

Weather
Dry Bulb Temperature
Wind speed
Relative humidity
Opaque sky cover
Diffuse Horizontal Radiation
Direct normal Radiation

Ok

Default

Partland OR
455

92
3
87%
0%
119
269

Reset

Override

Unit

deg

Btu/sf.h

F
mph
%

%
Btu/sf.h

Btu/sf.h

Figure 4. The prototype conditions page

37

Remarks

1=Winter peak, 2=Typical, 3=Summer peak
1=lJan, ... 12=Dec

1=Sun, ... 7=Sat, 8=Holiday

O=midnight, ..., 12=noon, ..

Use button to load climate data (see Support col. A)
Only 25 to 65 N allowed

Determine the heating design conditions
1=lJan, ... 12=Dec

1=Sun, ... 7=Sat, 8=Holiday
O=midnight, ..., 12=noon, ..

Determined the cooling design conditions
1=lJan, ... 12=Dec

1=Sun, ... 7=Sat, 8=Holiday

O0=midnight, ..., 12=noon, ...

Used to establish size of cooling systems

Determines the load composition conditions
Used to estimate ventilation losses
Used to estimate latent load

Used to estimate diffuse window heat gain
Used to estimate direct solar heat gain



5.2. Composition

Load composition Status: Ok
Location Portland OR
Month June _ Update Loadshapes
Weekday Tuesday o [y <) o o : L
Time of day 15:00 - 16:00 s < @ o [=} o o = = W 2z Update Sensitivities
= =1 =1 =1 =1 = = o o ~ ~ o =
= k] k] k] k] o o o o o o o = L .
Customers i = = = = N ] ] ] ] ] ] = Check  Sensitivity ~ Unit
Load 583 1.0 1.2 0.9 0.7 20 1.3 -0.5 0.0 0.0 1.0 01| -0.987 8.0 Ok Y mw
Composition - 12% 14%  12% 8%  25%| 16% 6% 0% 0%  13% 1% - 100% Y %
Residential 520 366.0 0.0 175.9 3526  1896.6 14.1 -2.8 0.0 0.0  889.9 0.0 -1.0|  3695.0 46% Y kW
Single family 500 2314 0.0 1050 2229 11431 8.9 18 0.0 0.0 5626 0.0 -10[ 22733 28% Y kW
Multi family 20 134.6 0.0 70.9 129.7 7535 52 -1.0 0.0 0.0 3273 0.0 -1.0 1421.2 18% Y kW
Commercial 63 632.3  1152.0 759.8 30256 104.5| 1247.3  -461.1 0.0 0.0 119.6 87.1 -1.0| 43341 54% Y kW
Small office 25 1440 1702 1061 426 492 2519 907 0.0 0.0 244 18.0 1.0 9T 10% Y kW
Large office 5 3491 518.8 357.0 1324 16.0 3913 1409 0.0 0.0 35 269 -1.0| 17997 22% Y kW
Retail 15 951 2805 199.0 85.2 6.6 452.4 1737 0.0 0.0 3438 322 -1.0 1192.0 15% Y kW
Lodging [ 11.8 39 366 16.7 210 361 -13.0 0.0 0.0 6.7 23 -1.0 161.1 2% Y kW
Gracery 4 15.9 85.1 138 4.0 9.0 36.6 -13.2 0.0 0.0 6.1 24 -1.0 171.0 2% Y kW
Restaurant 5 47 203 146 6.7 08 144 5.2 0.0 0.0 27 0.9 -1.0 64.4 1% Y kw
School 2 6.6 285 205 94 11 202 73 0.0 0.0 38 13 -1.0 90.2 1% Y kW
Health 1 5.2 16.7 12.3 54 0.7] 144 -17.3 0.0 0.0 9.6 3.0 -0.9 65.9 1% Y kW
Industrial kW 0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 1.0 0.0 0% N kW
Agricultural kW 0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 10 0.0 0% N kW
Figure 5. The prototype feeder composition page
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Reset Scalars:|
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1 0
2 [ 0
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4 0
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6 0
7 0
il [ 0
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Figure 6. The prototype substation composition page
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5.3. Feeders
Update

Residential
Winter peak 06:00 City ST Electronic Motor-A Motor-B Motor-C - Motor-D - Ip Ig Pp Pg p il PF
Albuquerque NM 8.3% 0.0% 3.0% 3.6% 14.6% 0.8% -0.2% 0.0% 0.0% 69.5% 0.0% -1.000
Bakersfield CA 10.6% 0.0% 2.4% 4.6% 14.8% 1.0% 0.2% 0.0% 0.0% 66.6% 0.0% -1.000
Boise ID 4.7% 0.0% 1.9% 2.0% 9.1% 0.4% 0.1% 0.0% 0.0% 51.6% 0.0% -1.000
Cheyenne WY 4.0% 0.0% 2.0% 1.7% 8.9% 0.4% 0.1% 0.0% 0.0% 83.0% 0.0% -1.000
Denver CO 4.0% 0.0% 2.0% 1.7% 8.9% 0.4% 0.1% 0.0% 0.0% 83.0% 0.0% -1.000
Eugene OR 6.5% 0.0% 1.7% 2.8% 9.7% 0.6% -0.1% 0.0% 0.0% 78.7% 0.0% -1.000
Eureka CA 9.8% 0.0% 3.6% 4.1% 17.5% 0.9% -0.2% 0.0% 0.0% 64.1% 0.0% -1.000
Fresno CA 8.0% 0.0% 4.4% 1.4% 21.2% 0.8% -0.2% 0.0% 0.0% 64.2% 0.0% -1.000
Helena MT 35% 0.0% 21% 1.56% B.7% 0.3% -0.1% 0.0% 0.0% 83.8% 0.0% -1.000
Las Vegas NV 7.2% 0.0% 4.5% 31% 19.7% 0.7% 0.1% 0.0% 0.0% 64.4% 0.0% -1.000
Long Beach CA 8.2% 0.0% 3.1% 3.5% 14.9% 0.7% 0.1% 0.0% 0.0% 69.7% 0.0% -1.000
Los Angeles CA 10.1% 0.0% 2.6% 4.3% 14.6% 0.9% -0.2% 0.0% 0.0% 67.3% 0.0% -1.000
Phoenix AZ 8.3% 0.0% 4.3% 1.6% 21.3% 0.8% -0.2% 0.0% 0.0% 63.9% 0.0% -1.000
Portland OR. 71% 0.0% 2.2% 3% 11.6% 0.7% 0.1% 0.0% 0.0% 75.4% 0.0% -1.000
Redmond OR 4.8% 0.0% 2.6% 2.0% 11.0% 0.4% 0.1% 0.0% 0.0% 79.4% 0.0% -1.000
Reno NV 5.1% 0.0% 2.5% 2.2% 11.1% 0.5% 0.1% 0.0% 0.0% 75.6% 0.0% -1.000
Sacramento CA 12.1% 0.0% 2.0% 5.2% 14.7% 1.1% 0.2% 0.0% 0.0% 64.8% 0.0% -1.000
Salt Lake City UT 5.5% 0.0% 2.4% 2.4% 11.2% 0.5% 0.1% 0.0% 0.0% 77.9% 0.0% -1.000
San Diego CA 15.0% 0.0% 1.4% 6.3% 14.8% 1.4% -0.3% 0.0% 0.0% 61.1% 0.0% -1.000
San Francisco CA 11.6% 0.0% 2.5% 2.1% 19.6% 1.2% -0.2% 0.0% 0.0% 63.1% 0.0% -1.000
Santa Maria CA 10.9% 0.0% 2.4% 4.6% 14.6% 1.0% -0.2% 0.0% 0.0% 66.3% 0.0% -1.000
Seattle WA 9.0% 0.0% 31% 1.6% 18.0% 0.9% -0.2% 0.0% 0.0% 67.4% 0.0% -1.000
Spokane WA 3.8% 0.0% 2.0% 1.6% 5.6% 0.4% 0.1% 0.0% 0.0% 53.4% 0.0% -1.000
Yakima WA 3.4% 0.0% 21% 0.6% 9.9% 0.3% 0.1% 0.0% 0.0% 83.7% 0.0% -1.000
Figure 7. The prototype feeder composition table page
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Figure 8. The prototype loadshapes graphs page
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5.5. Sensitivity

Temperature sensitivities Electronic Motor-A  Motor-B Motor-C~ MotorD  ZIP Ip ZIP Iq ZIP Pp (P) ZIP Pq (Q) ZIP Zp (G) ZIP Zq (B) ZIP PF  Total powe

Load [MW/F] 0 0 0.0072 0 00645 0 0 - 0 0 0 00716
Compoasition [%/F] 041%  -013% -0.01% -0.07%  059% -0.14%  0.05% - - 011%  -0.01% 0
Residential [KW/F] 0 - 717 0 64.5 0 0 - 0 - 0 717
Single family [KW/F] 0 3.39 0 305 0 0 0 0 33.9
Multi family [KW/F] 0 - 378 0 34.0 0 0 0 - 0 37.8
Commercial [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Small office [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Large office [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Retail [kKW/F] 0 0 0 0 0 0 0 0 0 0 0
Lodging [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Gracery [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Restaurant [kW/F] 0 0 0 0 0 0 0 0 0 0 0
School [KW/F] 0 0 0 0 0 0 0 0 0 0 0
Health [KVV/F] 0 0 0 0 0 0 0 0 0 0 0

MNumeric legend:
Both loads are exactly zero
0 The load difference is exactly zero
0.00 The load difference is nearly zero

Figure 9. The prototype sensitivity table page
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5.6. Residential
Residential model check Ok

Default Override  Unit Check Remarks
Single Family
Design
Floor area 2200 sf Ok
Building height 10 ft Ok
Wall area 1990 sf Ok
Wall R-value 19 F_h/Btu_sf Ok Recommend using local code
Roof R-value 60 F_h/Btu.sf Ok Recommend using local code
Window-wall ratio 15% % Ok Recommend using local code
Window R-value 35 F_h/Btu_sf Ok Recommend using local code
Ventilation rate 0.3 ac’h Ok
Balance temperature 50 F Should be below 92F
Heating design temperature 20 F Should be above -50F
Cooling design temperature 92 F Ok
Heating design capacity 17598 Btu'h 0Ok
Cooling design capacity 35221 Btu'h Ok
Thermostat setpoint 75 F Ok Should be between 55F and 85F
Building UA 320 Btu/F_h Ok
Internal heat gain 5302 Btu'h Ok
External shading 20% % T Ok
Solar gains 2804 Btu/h Ok
Latent load 2410 Btu/h Ok
Heating duty cycle 0% % 0Ok
Cooling duty cycle 100% % Ok
Enduse electrification Fraction of customers that use electric...
Resistive heating fraction 50% % Ok _..resistive heating
Heatpump fraction 25% % Ok ...heatpumps
Electric hotwater fraction 30% % Ok ...electric waterheaters
Electric cooking fraction 30% % Ok ...electric range
Electric drying fraction 5% % Ok ...electric dryers
Air-conditioning fraction 60% % Ok ... air-conditioning
Efficiency
Heating efficiency 3.0 coP Ok =1.0 when heat pumps present
Coaling efficiency 1.5 SEER Ok Must be between 0 and 25
Installed capacity
Cooking 3.00 Wisf Ok
Hotwater 2.50 Wisf Ok
Lighting 1.00 Wisf Ok
Plugs 1.50 Wisf Ok
Washing 2.50 W/ sf Ok
Heating 0.78 Wisf Ok
Cooling 1.59 Wisf Ok
Refrigeration 0.2 Wisf Ok
Diversified load
Cooking 0.63 kW Ok
Hotwater 0.40 kWY Ok
Lighting 0.18 kW Ok
Plugs 0.25 kWY Ok
Washing 0.55 kWY Ok
Heating 0.00 kW Ok
Coaling 210 kW Ok
Refrigeration 0.44 kW 0Ok

Figure 10. The prototype residential single-family design page

41



Multi Family

Design

Floor area per unit 800 sf Ok Must be positive
Floors per building 4 Ok Must be positive
Units per floor 10 Ok Must be positive
Floor-to-floor height 10 ft Ok Must be 8 ft or more
External unit wall area 160 sf Ok Must be positive
External wall R-value 9 F.h/Btu.sf Ok Recommend using local code
Roof R-value 30 Ok Recommend using local code
Window-wall ratio 60% % Ok Recommend using local code
Window R-value 35 F.h/Btu.sf Ok Recommend using local code
Ventilation rate 0.2 ac/h Ok
Balance temperature 61 F Should be below 92F
Heating design temperature 20 F Should be above -50F
Cooling design temperature 92 F Ok Should be between 50F and 150F
Heating design capacity 392014 Btu/h Ok
Cooling design capacity 517138 Btu/h Ok
Thermostat setpoint 73 F Ok Should be between 55F and 85F
Building UA 6752 Btu/F.h Ok
Internal heat gain 77114 Btu/h Ok
External shading 20% % T Ok
Solar gains 36066 Btu/h Ok
Latent load 33648 Btu/h Ok
Heating duty cycle 0% % Ok
Cooling duty cycle 100% %o Ok
Enduse electrification Fraction of customers that use electric...
Resistive heating fraction 50% % Ok _..resistive heating
Heatpump fraction 25% % Ok ...heatpumps
Electric hotwater fraction 30% % Ok ...electric waterheaters
Electric cooking fraction 30% % Ok ...electric range
Electric drying fraction 75% % Ok ...electric dryers
Air-conditioning fraction 60% % Ok ...air-conditioning
Efficiency
Heating efficiency 3.0 COP Ok =1.0 when heat pumps present
Cooling efficiency 10.0 SEER Ok Must be between 0 and 25
Installed capacity
Cooking 3.00 WW/sf Ok
Hotwater 250 Wi/ sf Ok
Lighting 1.00 W/ sf Ok
Plugs 1.50 WWisf Ok
Washing 2.50 WW/sf Ok
Heating 1.20 WW/sf Ok
Cooling 1.85 WW/sf Ok
Refrigeration 0.2 Wisf Ok
Diversified load
Cooking 9.18 kMY Ok
Hotwater 578 kWY Ok
Lighting 259 kW Ok
Plugs in kW Ok
Washing 795 kWY Ok
Heating 0.00 kMY Ok
Cooling 35.46 kWY Ok
Refrigeration 6.40 kMY Ok

Figure 11. The prototype residential multi-family design page
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Single-family loads
Cooking
Hotwater
Lighting
Plugs
Washing
Heating
Coaoling
Refrigeration

5.7. Commercial

Commercial model check

Small office
Floor area

Electric load density
Heating
Coaoling
Vent
WaterHeat
Caaking
Refrig
ExtLight
IntLight
OfficeEquip
Misc
Process
Moators

- ° T g @ @
E = = E E E ey = o o ~ ~ = -g =
@ = = 2 = ] a = a = a o [ s © s
[ i = = = = il ™~ ™~ = = ™~ o - [ [
455 046 000 021 045 229 002 000 000 000 113 000 -1.00 455 100% 0.00
0.63] 0.30 0.10 0.60 1.00 063 14%  0.00
0.40 1.00 1.00 040 9% 0.00
0.18 0.10 -0.02 0.90 -1.00 018 4% 0.00
0.25] 0.90 0.10 1.00 025 6% 0.00
0.55 0.70 0.30 1.00 055 12%  0.00
0.00 0.03 0.08 0.65 1.00 0.00 0% 0.00
210 0.10 0.90 1.00 210 46%  0.00
0.44) 0.10 0.90 1.00 044 10%  0.00
Figure 12. The prototype residential design page
ok
Default Override Unit  Check Remarks o £ 5 5 &
2 8§ «£ @ © a a = a =
0 [ ket Ok Must be less than 30,000 sf E 5 5§ 2 B B & & vozodd
8§ mw 2 5 5 2 N N N N N N
206 1 4 2 2 1w 4 1
0.02 Wist Ok Heating 02 0.70 0.20 010 002
069 Wist Ok Cooling 59 0.75 0.25
0.32 Wist Ok Vent 3.2/ 0.30 0.70
0.08 Wist Ok WaterHeat 0.3 100 0.15
0.03 Wist Ok Cooking 03 020 0.20 0.60
0.08 Wist Ok Refiig 0.8/ 010 0.30 0.60
0.00 Wist Ok ExtLight 0.0 100 0.36 0.06
101 Wist Ok IntLight 10.1 100 -0.36 0.06
0.48 Wisf Ok OfficeEquip  4.6| 1.00
0.22 Wist Ok Misc 2.2 050 0.50
0.01 Wist Ok Process 04| 0.50 025 025
0.20 Wist Ok Motars 20 030 040 030
014 Wisf Ok AirComp 14 1.00

AirComp

Figure 13. The prototype commercial design page

5.8.

Industrial

Industrial model check

Total electric

Electronic
Motor-A
Motor-B
Motaor-C
Matar-D
ZIP Ip
ZIP I

Power factor

100

kWY
kWY
kWY
KWWY
KWWY

L

Figure 14. The prototype industrial design page
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Fraction

0%
0%
0%
0%
0%
0%
0%
0%
0%

w
o

-0.97
0.99
1.00
1.00
0.99
1.00
1.00

096"

096" 1

1.00
1.00
1.00
1.00
1.00

Total

21
0
6
3

1
0
1
0
0
5
2
0
2
1

Fraction

100%
1%
28%
15%
4%
2%
4%
0%
47%
22%
10%
0%
10%
7%

Total

Fraction
Check

-3 100%

3

0 0% Ok
0 0% Ok
0 0% Ok
0 4% Ok
0 0% Ok
0 0% Ok
0 0% Ok
3
0
0
0
0
0

-3 104% Ok

0% Ok
0% Ok
0% Ok
0% Ok
0% Ok



5.9. Agricultural
Agricultural model check Ok

Total electric ] kWY
Electronic kW
Motor-A kW
Maotor-B kW
Maotor-C kW
Motor-D kWY
ZIP Ip R
7IP Ig EEatE WY
ZIP Pp (F) kW
7IP Pq (Q) e [
zezpe) | kW
7ZIP Zq (B) G R

Power factor 1.00

Figure 15. The prototype agricultural design page
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SUMMARY

This report is intended to serve as a reference for future load monitoring projects. The identification of
specific vendor's equipment/software, etc. in this document is for research documentation only and does
not constitute an endorsement of these items.

Load monitoring provides an important means to understand load behavior in the actual system. This
understanding helps to develop load models to represent the load behavior in simulation studies. Load
monitoring provides measured data needed for load model validation, load composition studies, and load
uncertainty analysis.

Depending on various needs, load monitoring may be implemented differently with different monitoring
hardware, different measured quantities, and different requirements for sampling rates, signal types,
record length and availability, with different costs. Potential load monitoring options include traditional
supervisory control and data acquisition (SCADA), phasor measurement units (PMUs), portable power
system monitors (PPSMs), digital fault recorders (DFRS), protective relays, power quality monitors, and a
low-cost monitoring device being developed by Western Electricity Coordinating Council (WECC)
Disturbance Monitoring Working Group (DMWG). Characteristics of these options are summarized in
this report.

Current load monitoring practices at several utility companies are presented as examples of load
monitoring. Each example consists of the following aspects of load monitoring: objective of load
monitoring, monitoring location selection, description of monitoring equipment, communication for load
monitoring, cost, and use of the data.

The purpose of load monitoring is to provide better load characterization and better load management,
i.e., the core element of load monitoring is focused on applications. Five load monitoring applications are
proposed in this report, with some preliminary case studies:

e Load monitoring for top-down load composition: The total load profile obtained from load
monitoring data can be decomposed to derive fractions of individual load types if load profiles of
individual load types are known.

o Load monitoring for load composition validation: Load profiles generated by the load
composition model can be validated against load profiles derived from load monitoring data.

¢ Load monitoring for load model validation: The general approach of model validation is to
compare model simulation against measurements, as was applied to WECC generator model
validation. Load monitoring provides the basis for load model validation.

¢ Load monitoring for uncertainty analysis: Statistical analysis can be performed on load
monitoring data to quantify load variations over selected time periods.

e Load monitoring for load control performance evaluation: This is the trend that loads will play a
more and more active role in managing the power system. Similar to generator performance
monitoring, load monitoring can be used to ensure the load behaves as designed for correct
credits and control enforcement.

The case studies show promising results of the use of load monitoring for the above purposes. Based on
these results, recommendations on future load monitoring work are presented. It is important to point out



that load monitoring efforts should be consistent with and driven by load research needs. Given the
current ongoing load modeling work in WECC, a roadmap for load monitoring is proposed.
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1.0 BACKGROUND

The Load Modeling Task Force (LMTF) is nearing completion of defining a new composite load model
to be implemented in both GE PSLF and Siemens PT1 PSS/E for use in Western Electricity Coordinating
Council (WECC) dynamic simulation studies. Currently the default load model for dynamic simulations
is to replace 20% of the bus load with a three-phase induction motor and use a ZIP model (a combination
of constant impedance, constant current, and constant power elements) for the other 80% of the load
(Pereira et al. 2002). While this model has been successfully used to validate several large system-wide
disturbances including the August 1996 outage, it has failed to simulate several other significant outages
that resulted in slow voltage recovery and the loss of significant load (Figure 1).
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Through studies performed by Southern California Edison (SCE), Pacific Gas & Electric (PG&E),
California Independent System Operators (CALISO), and Bonneville Power Administration (BPA), the
basic requirements for an improved load model were determined. These requirements included modeling
the substation transformer and feeder impedances, as well as more detailed motor modeling that included
both large and small motor dynamics. All of these parameters have been included in the new composite
model (Figure 2). The composite load model is to be used for transmission-level system dynamic
simulation, so it should represent, at a relative high voltage level (e.g., 60 kV), the aggregated behavior of
all the load components on a feeder system.

Load
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Substation
System bus
(230, 115, 69-kV) Low-side 0 Motor A
LTC( Feeder
( R.X ” Motor B
Bss
I Bf1 Bf Motor C
° Motor D
Electronic .
Load Static

Figure 2 General Composite Load Model Structure

Following development of the composite load model, the next step will be to develop data for the model
that will represent the characteristics of each load. The California Energy Commission (CEC) and the
WECC Load Modeling Task Force (LMTF) joined forces and set up a load research program. One task in
this program is to test air-conditioning (a/c) units in a laboratory environment and use the testing data to
develop a/c models. A/c units are of great concern because they slow voltage recovery events. Good
progress has been made in the testing and model development. Laboratory tests of a/c units were
performed by Bonneville Power Administration (BPA), by Southern California Edison (SCE) and by the
Electric Power Research Institute (EPRI). Bonneville Power Administration (BPA) is also conducting
laboratory tests of other residential appliances including lighting, refrigerators, dishwashers, clothes
washers, dryers, fans, and electronic equipment for developing model databases for individual load
components. Besides laboratory tests of individual load components, there is another aspect of data for
load model development — load monitoring. Load monitoring generates data of actual load behaviors and
reveals insights about load representations in power system simulation studies. Load monitoring is of
importance for load model validation, load model composition and load uncertainty studies. This
document will address the needs, options and examples of load monitoring, followed by
recommendations for further work in this area.



2.0 LOAD MONITORING NEEDS

Load monitoring provides a means to understand load behavior in the actual system. The understanding
helps to develop load models to represent the load behavior in simulation studies. Three aspects of load
monitoring needs are addressed below: load model validation, load composition, and load uncertainty
analysis.

2.1 Load Model Validation

The CEC/LMTF load research program takes a bottom-up approach to develop models for individual load
components and then aggregate them at a higher voltage level for transmission system simulation studies.
The individual load component models are being developed and validated via laboratory testing.
However, the aggregated load model, shown as a composite load model in Figure 2, needs to be validated
as well. It is expected that this development effort will generate better quality load models which matches
recorded events, especially those delayed voltage recovery disturbances. If the validation process is
successful, one can conclude that the model is an improvement over the existing modeling procedure.
With the new composite load models populated with data, validation studies will be run on selected major
WECC disturbances identified by the LMTF by comparing model simulation against recorded load
behavior, as shown in Figure 1. This WECC-wide validation needs to have monitoring devices to record
system response. Currently there are about 60 phasor measurement units (PMUs) installed, most at high
voltage levels (500 kV and 230 kV) across the WECC power grid for event recording purposes (Figure 3).
These PMUs provide good data for model validation in general. To better validate load models, one
would need to have monitoring devices at lower voltage levels to better capture load behavior. If
monitoring data are available, one can even validate load models at different levels using the “playback”
function developed during previous model validation studies (Kosterev 2004; Huang et al. 2006). This
multi-level validation would provide a way to identify how the model performance would evolve because
the models are gradually aggregated at higher levels, so load aggregation techniques can be validated.
Figure 4 provides an example of “playback”-based load model validation.
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The benefits of load modeling may be impacted by the customer type: industrial, commercial,
agricultural, and residential. As noted above, if a broad spectrum of load is being modeled only at higher
voltage levels (e.g. 230-kV level), then the broader system monitoring devices such as PMUs are likely
sufficient for validating the model. However, for smaller discrete modeling, the monitoring needs may

vary by customer type:

o Industrial loads: These loads typically are motor dominated and should be relatively straight
forward to a model based on the type of industrial processes involved. BPA has already done
validation studies on industrial loads in the Pacific Northwest.

e Commercial loads: Purely commercial loads would be found where substations serve commercial
buildings or large business/warehouse parks. Commercial loads should be fairly consistent across



the entire system so validation of primarily commercial loads should be beneficial to all of
WECC.

e Agricultural loads: Agricultural loads are primarily pumps used for irrigation. They vary
depending on region’s climate.

e Residential loads: Residential dominated loads will show the greatest regional and seasonal
variations. Air conditioning modeling is of prime concern to the summer peaking WECC
members, especially in California (as shown in Figure 1).

e Mixed commercial and residential loads: These will be the most common loading type across the
system and again will vary by region as a result of air conditioning needs.

To capture load dynamic characteristics, load monitoring devices are necessary to have high sampling
rates and data records in the seconds to minutes range, like phasor data.

2.2 Load Composition

Load composition plays a critical role as modeling techniques in the outcomes of power system
simulation studies. The type of load modeled at each individual bus varies throughout the system and in
addition, the detail of how this load is modeled also varies. In the Pacific Northwest, for instance, each
substation is modeled down to 55-kV systems. This allows the distribution of customer types to be
determined at a fairly granular level (i.e., approximately <25 MW per bus). This also allows industrial
customers with dedicated substations to be modeled separate from commercial and residential loads. In
other areas, loads are aggregated up to the 230-kV level, which results in modeling a broader distribution
of customer types, including industrial customers in some cases.

It is recognized that load composition will be dependant on the customer class being served, as well as the
season and loading level. For load composition, one can use customer billing data if available as
monitored load behavior and try to derive typical customer mix by zone or owner or where available, at a
bus-by-bus basis. Once the initial load composition for zones/buses is determined, assumptions based on
input from current on-going studies by PNNL will be used to determine model parameters based on
seasons and loading levels.

Besides the derivation of initial load composition from billing data, load monitoring also provides data
necessary for developing load composition methods and validating load composition results.

There are basically two approaches for determining load composition — bottom-up approach and top-
down approach. The bottom-up approach is based on individual load profiles and aggregates them into a
load mix — motor, lighting, electronics, etc., from which the load composition is determined. Monitoring
at individual end use would provide excellent insight about individual load profiles. On the other hand,
the top-down approach decomposes recorded load data into different load “elements”, similar to
spectrum-analysis-like decomposition. The elements would indicate the percentage of a certain load mix,
so load composition is determined. Load monitoring plays a crucial role, providing recorded data for this
top-down approach.

For the bottom-up approach, load monitoring devices can have slow sampling rates, like metering data,
but need to have long records of days or months to capture load behavior over different times and
seasons. The monitoring devices should be installed at the end use level.



For the top-down approach, the requirement for load monitoring depends on the specific method. It is
possible that very high sampling rates are required to have the fine granularity to derive load composition.
The monitoring devices are at the feeder level.

2.3 Load Uncertainty Analysis

Loads are known for their diversity and uncertainties, which adds to the challenging job of load modeling.
No model is complete without uncertainty analysis. Uncertainty analysis can reveal how the uncertainties
would affect the model performance and identify what is not modeled so the models can be used with
confidence. The goal of uncertainty analysis is to minimize the impact of the uncertainty in the load
model data on the decisions that engineers make on grid operating limits and capital investments. First
hand load uncertainty information comes from actual load behavior, which requires monitoring data of
typical loads. One example is to continuously record load data for a selected time period and compare
daily load profiles to show the range of load changes over a day. Load models may be adjusted based on
the time of the day to reduce the impact of load uncertainty. However, the uncertainty at this specific
time is not modeled; but, its impact on load model performance can be quantified based on the range of
load changes.

2.4 Load Control Performance Evaluation

Load solutions for delayed voltage recovery caused by stalled air-conditioning units are being identified
under the current CEC/LMTF load research program, and various load controls are expected to be
implemented by utilities like SCE and BPA to improve load response to adverse system conditions. To
validate the load response and evaluate the performance of load controls, load monitoring devices need to
be installed in the system (e.g., at the feeder level) to monitor load behavior. For this purpose, a technical
approach similar to generator performance monitoring can be developed. Analysis of the load monitoring
data shall be conducted to confirm the performance improvement of the load solution implementation.



3.0 LOAD MONITORING DEVICE OPTIONS

Good load monitoring will provide required data (real and reactive power, voltage, frequency, etc.) at
necessary sampling rates. lIdeally it will also be remotely accessible. To save on data storage, event
triggering would be beneficial. For dynamic validation, event recording would be the main focus,
although there is an interest in seeing if steady state data would be helpful in determining load

composition.

There are different devices available for monitoring loads or for event recording in general. Some are
even installed in the system, and data are available for load monitoring purposes with minimal efforts. As
mentioned earlier, PMUs are excellent general event recording devices (Figure 3). Digital fault recorders
(DFRs) can record dynamic behaviors but record lengths are shorter. General supervisory control and data
acquisition (SCADA) measurements are more readily available in the system. They are long records,
which are good for load composition studies, but contain less dynamic information. This section will
address the features of each monitoring option, (i.e., sampling rate, measured quantities, record length,
availability, hardware structure, and cost information, when available). A summary is shown in Table 1.

Table 1 Features of Different Monitoring Options

Monitoring | Sampling | Measured | Measurement | Record | Availability | Cost to
Device Rate (sps) | Quantities | Type Length Implement
Options
SCADA Low,~1/4 | V,I,P,Q |RMS Long High Low
PMU Medium, V,1,0,f Phasor Long Low High
~30 (GPS-synch)
PPSM High, ~960 | V, I POW Long Low Moderate
(GPS-synch)
DFR High, V, | POW Medium | Moderate High
~5760
Relay High, >960 | V, | POW Short High Moderate
Power High, >960 | V, I POW Short Moderate Moderate
Quality
Monitor
GFA Medium, V, I f RMS Long Low Low
Controller | ~30
DMWG Medium, V, 1,0, f Phasor, POW | Long Low Low
Low-cost ~30 for (GPS-synch)
Monitor phasor,
High, ~960
for POW

*Note: sps — samples per second.
RMS — Root mean square.
POW - Point-on-wave.
GPS-synch — Global Positioning System time synchronized.
DMWG - Disturbance Monitoring Working Group.



3.1 SCADA

Traditionally, power system operators primarily rely on SCADA measurements to understand power
system status and guide system operations. Redundant SCADA measurements are available for the major
portion of power systems. SCADA systems measure RMS values of bus voltage and line current, and in
turn, real power and reactive power on a transmission line. These quantities are measured at an interval of
seconds (typically 4 seconds), so these measurements will reflect slow changes (quasi steady state) in the
system, but typical dynamic behaviors are not captured. For load monitoring purposes, SCADA
measurements are good for deriving load composition, and possibly for load uncertainty analysis. One
advantage of using SCADA measurements is that the additional cost is minimal because they are already
available. In addition, SCADA measurements are continuous recordings, and they are good data sources
for identifying load changes over a long period of time.

3.2 Phasor Measurement Units (PMUSs)

PMU s are a relatively new type of measurements in power systems. Phasor measurement technologies
emerged about 2 decades ago (Phadke et al. 1983), and currently there are a number of companies
manufacturing PMUs, the hardware device that measures phasors. Appendix A provides an incomplete
list of PMU manufacturers. Output of a PMU includes voltage and current phasors (including phase
angles) and frequency. Real and reactive power quantities can then be derived from phasors. Phasor
measurements are GPS-time synchronized and have a higher sampling rate (typically 30 samples per
second), which makes phasor measurements a data source for constructing a more accurate real-time
picture of system dynamic status, compared with traditional SCADA measurements. A phasor
measurement network — wide area measurement systems (WAMS) — is being developed in both the
Western and Eastern Interconnections, with between 60 and 70 PMUs, respectively. These WAMS
systems perform well for collecting data for large system-wide events and local events at high voltage
levels (500 kV/230 kV) near the recorders. PMUs can have long data records with continuous recording
functions, or at least the event length as defined by triggering functions.

Most PMUs are installed at high voltage level substation or power plant points of connection to the
transmission system. From load monitoring perspective, these PMUs provide good data for system-wide
load model validation studies. There are also some PMUs in lower voltage systems, which can be good
data sources for specific load model validation or load composition development. However, cost to install
new PMUs at desired load locations can be significant. The cost includes several aspects like hardware
(PMU), software and data communication. The Eastern Interconnection Phasor Project (EIPP)
Performance Requirements Task Team (PRTT) conducted a survey on PMU installation in 2006, and 11
responses were received. Figure 5 through Figure 7 are the PMU cost information excerpted from the
survey summary (Centeno et al. 2006). More specific PMU hardware cost information can be found in
Appendix A. Actual cost varies depending on specific situations.



Number of Responses

$1,000-5,000 $5,000-10,000 $10,000-15,000 $15,000-20,000 >$20,000 I do not know

Figure 5 Average Hardware Cost of one PMU Installation (response to the question: What is the
average cost of hardware, including PMU, for one installation?)

Number of Responses

$1,000-5,000 $5,000-10,000 $10,000-15,000 $15,000-20,000 >$20,000 I do not know

Figure 6 Average Labor Cost of one PMU Installation (response to the question: What is the average
cost of labor for one PMU installation?)

Number of Reposnses

<$10,000 $10,000-15,000 $15,000-25,000 $25,000-35,000 >$35,000 1do not know

Figure 7 Average Total Cost of one PMU Installation (response to the question: What is the average
Total cost for one PMU installation?)



3.3 Portable Power System Monitors (PPSM)

PPSMs have been developed and used for about 15 years at Bonneville Power Administration (BPA).
Currently, there are 14 PPSMs within the BPA region, 3 of them in power plants, 6 of them at point-of-
connection to power plants, 1 at the commercial building (BPA’s Headquarters) and rest of them at
different parts of the system. Data from these PPSMs have been used for generator model validation,
system model validation, and system studies. PPSMs collect point-on-wave data for voltages, currents
and other signals at a very high sampling rate. These PC-based PPSMs consist of off-the-shelf signal
conditionings and transducers. This makes PPSM very versatile and easy to modify for different types of
signals. It also has the capability to synchronize to GPS-time and can sample data in multiples of 60
using an external clock source, which can be useful for the analysis. PPSMs are most desirable for
temporary monitoring or testing. However, it can also be designed for permanent monitoring. PPSMs
use a circular buffering for continuous recording, and also have a triggering function. PPSM file formats
can be selected from LabView, MATLAB or Excel.

3.4 Digital Fault Recorders (DFRs)

Digital fault recorders are installed throughout most major utility systems, and newer ones may have the
capability to provide good validation data for local faults, with triggering and sampling rate capabilities
separate from those used for protection. DFRs record point-on-wave voltage and current signals at very
high sampling rate (e.g., 5760 samples per second) and at a typical length of several seconds. They
usually have communication back to the main office. Concerns have been expressed that the CTs may
not be suitable, and that protection engineering may not be willing to open their system for planning
purposes.

Where newer units are installed with suitable sampling rates and event durations, DFRs can provide data
for system-wide load model validation studies. They are also more likely to be found in lower voltage
systems, and can be good data sources for specific load model validation or load composition
development.

3.5 Protective Relays

Protective relays are widely installed in power systems for various protection purposes, e.g., under/over
voltage protection, reverse time line overloading protection, generator under/over frequency protection,
and grounding protection. Protective relays can record point-on-wave voltage and current at very high
sampling rates (>960 samples per second). Their record length is usually short as tens of cycles because
of their designed purposes. Similar to DFRs, a concern is that protection engineers may not be willing to
open their protective relay system for planning purposes.

3.6 Power Quality Monitors

Most utilities have power quality monitors used by substation field personnel for testing and monitoring.
Most power quality monitors can store only tens of cycles of data at sampling rates higher than 960
samples/second. They are typically mobile units that are used on an as-needed basis. While they may not



work well for event recording, they could be used for short term steady state recording, if it is determined
that there is modeling value in the steady state data.

3.7 Low-cost Monitoring Device being Developed by WECC DMWG

WECC Disturbance Monitoring Working Group (DMWG) intends to obtain standardized low-cost
performance monitors for WECC members to use. The design of the basic unit shall be such that it can be
installed and used without specialized technical expertise for the following test practices:

e Connection within a member system'’s substation to monitor generator output quantities (V, I, P,
Q and frequency)

e Connection within a member system's substation to monitor load feeder quantities (same as
above)

e Connection within a member’s substation to measure SVC, STATCOM, FACTS device
quantities (same as above)

Specific technical requirements of the low-cost monitoring device are listed in Table 2. This device is
expected to provide high-sampling-rate long-length records of voltage and current signals. Time
synchronization is included as part of the functionality.

3.8 Grid Friendly™ Controller

Grid Friendly™ Controllers are an emerging technology developed at the Pacific Northwest National
Laboratory (PNNL) in Richland, Washington (Grid Friendly™ Appliances 2007). The Grid Friendly
concept focuses on demand side management (DSM), but it goes beyond traditional DSM technologies
like under frequency and under voltage load shedding. Unlike load shedding, which would interrupt
power supply to entire feeders, the Grid Friendly controller focuses on interruptible load. The Grid
Friendly technology enables active load control so electrical loads can be used as an active resource,
participating in stabilizing power grids, rather than just be passive components in the power grids.

Central to the Grid Friendly technology is a small digital controller that can continually monitor
frequency or voltage of the power grid at the local point and process this information to control electrical
loads based on pre-defined control strategies (see Figure 8). The Grid Friendly controller can be
integrated into appliances like water heaters and refrigerators, and it is very cost-effective (batch
production is estimated to be $2-5 per controller). When the grid experiences an emergency condition, the
Grid Friendly controller would identify this situation within milliseconds and adjust the load for a short
period of time.



Table 2 Technical Requirements of DMWG Low-Cost Monitoring Devices

Element Minimum
Frequency response (calculated FR 40 Hz
data)
Maximum rolloff at frequency Rfr 3dB
response (FR)
Maximum deviation from 0 to 1/2 -0.5dB (-0.1dB
FR preferred)
Rejection above Nyquist frequency Rng 4g(rjeB1,‘e(r6rg((jj)B
Rejection at 60 Hz harmonics R60 60dB
Step response ringing hot excessive (see
details in text)
Sampling rate Sm 3600 Hz
A/D sampling resolution 16 bits
AC
voltage 50 - 600 V peak
Full scale range adjustment AC current 1-20 A peak
DC 100 mV - 600V
coupled
Active bits (as determined by full
scale adjustment) 12-14
Measurement noise see text
Documentation Required
Continuous storage capability overwriting 10 days
. - non-
Continuous storage capability overwriting 60 days
Triggered event retention 60 days
Measurement synchronization to 100x10-E6
UTC
Data access alternatives A Network
B leased line
C dial up
Data format see text

Minimum record length

300 seconds

Pre-disturbance time for triggered
events

60 seconds

Availability

99.99%

Power supply

125 VAC or VDC

* Note:UTC — Universal Time Coordinates
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Figure 8 Grid Friendly Controller

Recent development of the Grid Friendly controller hardware features a more compact design and
expands recording capabilities to store RMS voltage, current and frequency signals at a sampling rate of
between 10 and 30 samples per second. As a result of research on the Grid Friendly concept, PNNL and
major appliance manufacturers have begun to define a simple appliance interface based on successful
implementation of such an interface during the Pacific Northwest GridWise™ Demonstration
[Hammerstrom et al. 2007]. This interface will guide not only appliance manufacturers but designers of
any residential product in developing a standard way to receive communications and respond to a load
reduction request from an advanced load management system. And including the Grid Friendly controller
in appliances at the manufacture stage would make the monitoring capability ubiquitously available at the
appliance level. This type of data can be used for developing and verifying models of individual
appliances.

3.9 Custom Recorders

Several utilities have developed individual recording units based around either PC or laptops and installed
them in individual substations. The units have typically monitored feeder loading on a continuous basis
with some form of communication back to the main office. These monitors have typically cost
approximately $5K per installation for hardware plus the cost to establish the communication link. These
monitors provide good data but do require upfront costs and effort to install and maintain.
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4.0 EXISTING LOAD MONITORING EXAMPLES

This section summarizes several representative examples in load monitoring. The purpose is to provide
reference information for future load monitoring projects. Each example addresses the following aspects
of load monitoring:

e Objective of load monitoring

e Monitoring location selection

o Description of monitoring equipment (make and model, quantities measured, record length,

sampling rate, etc.)

e Communication for load monitoring

e Cost (if available)

e Use of the data.

4.1 Building Monitoring at BPA

4.1.1 Objective

Recently, BPA installed monitoring devices for one of its headquarters building. It is intended for
characterizing load consumption for energy efficiency applications, as well as for developing and
validating load models at the building level.

4.1.2 Location
For the load monitoring purposes, BPA has a PPSM installed at their headquarters. It is monitoring main

distribution of the building (see Figure 9).

el

A

Figure 9 PPSM Monitoring Unit at BPA’s Portland Headquarters

4.1.3 Description of Monitoring Equipment

The PPSM has 18 channels and is sampling at 2500 sps. With 150-GB memory, its record length is about
16 days.

12



4.1.4 Communication
This PPSM unit uses a dial-up link to transfer data.

4.1.5 Cost

The cost of the PPSM monitoring system was about $ 14,000, which includes PC, A/D board, SCXI
signal conditioning, current transformers (CTs), cables, etc. Detailed cost information for PPSMs can be
found in Appendix B — PPSM Cost Breakdown.

4.1.6 Use of the Data

The recorded data have been used for analyzing building consumption, which leads to a better
understanding of load composition at the building level. Further use of the data is planned for the
development of the top-down load composition approach. Load model validation at the building level will
be explored as well with the recorded data.

4.2 Distribution Substation Monitoring at PNM

4.2.1 Objective

Starting in 1997, PNM deployed a load monitoring system consisting of six custom-built data loggers at
different distribution stations. The primary purpose of this project was to verify load composition
assumptions for the design of PNM’s Import Contingency Load Shedding Scheme (ICLSS). Specifically,
the primary purpose was to estimate the portion of the demand that corresponds to large industrial motors.
Sensitivity studies demonstrated that the performance of ICLSS would depend on the portion of the motor
load that would disconnect from the system (via under-voltage relays) following the loss of the two
principal 345-kV circuits that supply the Albuquerque area. A secondary, but very important objective
was to demonstrate the feasibility of identifying parameters for physically-based load models.

4.2.2 Location

Monitors were deployed at the following distribution unit stations: Reeves, Iron, Prager, North#2, Juan
Tabo, and Rodeo. The former five are in the Albuqueque area, and Rodeo is in the Santa Fe area. Each
monitor was setup to monitor all distribution feeders at 12.5 kV (four in each station). In total, 24 feeders
were monitored. The feeders were selected to provide a sample of industrial, commercial and residential
customer classes. The class mix of each feeder was known a priori. Physically, the monitors were
installed at the relay panels of the unit station, where access to all secondary potential transformers (PT)
and CT signals was relatively easy. In addition, PNM developed a portable monitor with the same
specifications, which was used to capture voltage sensitivity data at several other stations, primarily using
manual tap changes.

4.2.3 Description of Monitoring Equipment

Each monitor consists of a National Instruments® signal conditioning stage and a ruggedized Windows
PC. For the first three installations, a calibrated shunt was inserted in each phase of the CT secondary.
The last three monitors had clamp-on CTs for ease of installation. DataTake was used to handle high-
speed point-on-wave data sampling (1200 samples per second) of per-phase, per-feeder voltage and
current. A separate custom application was developed to perform additional data processing (calculation
of RMS voltage, current and power at 10 samples per second; RMS triggering; data compression; local
data storage); and communications. Each monitor produced 15 point-on-wave signals: 12-phase currents
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(three per feeder) and 3- phase voltages. For each feeder and for each phase, RMS current, voltage, real
power and reactive power were calculated. Frequency was also calculated and included in the RMS data
table.

The monitors were setup to collect data continuously, hoping to capture naturally-occurring disturbances.
Actually many natural events were captured over the years. In addition, PNM also performed several tap
tests on these stations during specific times and seasons (e.g., summer peak, winter peak, and off peak).
The test data proved to be more useful than naturally-occurring disturbances. But the one thing learned
from naturally-occurring disturbances is that modeling the voltage sensitivity of the load is far more
important than the frequency sensitivity.

4.2.4 Communication

Communications from the monitors was via telephone/modem link. Each monitor was programmed to
initiate an FTP session once a day to transfer triggered data (both RMS and corresponding point-on-wave
data) to an FTP server. Users could access the data from the FTP server as needed. Data stored in the
local rolling buffer could also be accessed manually using PC Anywhere'.

4.2.5 Cost

The PNM load monitors were custom-built for approximately $8,000 each. This does not include
installation and the cost of DataTake and other custom software development. The cost of commercial
alternatives would be much higher, considering the number of signals collected and the sampling rate.

4.2.6 Use of the Data

Custom software was developed for data post-processing. The primary purpose of the software is to
perform model identification; however, various extensions such as automated data mining were later
added. The project was discontinued in 2002, after the primary research objectives were achieved.

4.2.7 Other Aspects

Reliability has been a major issue. Because unit stations are not climate-controlled, several equipment
failures occurred as a result of high temperatures (140°F during the summer). Telephone communication
was difficult because of the slow data rates and service quality (high noise). The custom software and
operating system performance was inconsistent, often resulting in outages and requiring manual
equipment restart. As stated before, alternative off-the-shelf equipment and software to accomplish the
same job would cost much higher. These factors played a role in PNM’s decision not to continue the
load-monitoring program after the primary research objectives were accomplished.

4.3 Load Monitoring at IPC

4.3.1 Objective

A load monitor was installed at Idaho Power’s Grove station to obtain response data from feeder loads to
system disturbances and to gain experience with the monitoring device.

! Manufactured by Symantec, Cupertino, CA.
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4.3.2 Location

The first (and the only one so far) load monitor was installed in IPC’s Grove station. The location was
chosen because it had a fast communication link, it was relatively close to the office, and its feeders
represented a different mix of commercial and residential customers.

4.3.3 Description of Monitoring Equipment

The “load monitor” was assembled by IPC staff with components purchased separately from a company
by the name “Chassis Plans”, outside of San Diego, CA. The load monitor is basically a PC mounted
inside a special chassis with an alternate power supply for the station 48Vdc source, an A/D card and a
timing card (by Summetricom) used for providing synchronized timing with the rest of the WAMS
system. This particular unit is set for %> msec sampling cycle and a record length of ~ 5 minutes. All
three-phase currents and voltages for three different feeders are continuously monitored and recorded by
this equipment.

4.3.4 Communication

Communication is via a broadband internet connection. File management, archiving and retrieval are
done through PC Anywhere, while the triggering and PC to A/D control are implemented with LabView
(original routines provided by BPA).

435 Cost

The load monitor is basically a refurbished PC, with the following additional parts (most of the
components listed below were obtained from www.chassis-plans.com):
e Chassis ~$300 (by Chassis Plan)
Alternate power supply for substation 48VDC Source ~ $200
A/D card ~ $750
Timing card (for GPS) by Symmetricom ~ $1500 (presently not used for synchronizing monitor
with other similar devices, but to obtain a more stable sampling rate).
Clamp type CTs ~$60 each
Signal conditioning module (used to reduce PT and CT signal levels to fit the A/D card)
Terminal Block (for conditioning module)
Cable (from terminal block to PC) ~ $200
Total: ~$3,000.

4.3.6 Use of the Data

Presently the data is not being collected. Remote access has been lost and no information on the status of
the device is available. IPC plans to bring it in for inspection as soon as time becomes available. It is
expected that in the near future it would be used for load model validation work.

4.4 Load Monitoring at PSE

4.4.1 Objective

The objective of load monitoring at PSE is to collect load data for validating dynamic and steady state
load modeling in the Puget Sound area.
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4.4.2 Location

Monitoring devices have been installed at several locations across the Puget Sound region, monitoring
primarily 115-kV lines and several 230-kV lines covering a variety of customer classes.

4.4.3 Description of Monitoring Equipment

The monitoring device is AMETEK’s DFR model TR2000 with disturbance monitoring capability of two
samples/cycle for up to 5 minutes.

4.4.4 Communication

Two units currently can be poled from a central office with the remaining units to be connected by the
end of 2007.

4,45 Cost

Units have been installed in association with substation control house upgrades at the request of the
protection group. The estimated installed cost is approximately $100K.

4.4.6 Use of the Data

Event recording (phasor data) is used by protection engineers. Disturbance recording (RMS data) will be
used for initial and on going load modeling and validation purposes.

4.5 Feeder Load Monitoring at PG&E

Feeder load monitoring at PG&E is undergoing fundamental changes. An Automated Meter Initiative
(AMI) at PG&E resulted in the selection of a vendor (DSI) and PG&E has begun installing automated
meters that are read by power line carriers from a modem installed at the feeder substation. Domestic
customer meters will be read hourly; meters for large energy users will be read every 15 minutes. The
data collected by AMI will fundamentally alter many engineering programs now in place at PG&E,
resulting in improved load flow studies (for planning and for distribution management system (DMS) —
PG&E’s distribution management system for distribution operations), and for transformer load
monitoring.

4.5.1 Objective

In the future, customers will be able to monitor their daily energy usage (collected via AMI) over the
Web.

In the near term, hourly usage data, combined with meter-transformer connectivity, means transformer-
load-profiles can be generated in near real-time for transformer load monitoring. This will fundamentally
change the transformer loading program at PG&E, which currently relies on average daily usage collected
from monthly reads to estimate peak demand on the transformer. (While individual customer’s power
factor and harmonics will still be unknowns, these parameters are less variable than hourly usage.)

Transformer load profiles at the transformer level will also provide the P,Q (watt and Var) inputs to the

DMS and other planning programs. DMS applications include calculation of line and equipment loading,
and analysis of normal and emergency switching analysis. Other planning programs at PG&E that require
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load data are ASPEN DistriView — used by PG&E planners for setting distributed generation relays, for
fault analysis, and for phasing studies.

45.2 Locations

While AMI addresses energy usage at the customer’s panel, other load parameters still require load
monitoring. The power quality group at PG&E is addressing current and voltage harmonics, power
factor, displacement power factor, surge amps, etc. at individual customers with power monitors (from
PMI) placed at the customer’s panel.

Many PG&E customers are considering installing solar panels or have installed solar panels. Consumer
products for measuring instantaneous watts, current and voltage are now available (i.e., the “kill-a-watt”
monitor available in some consumer catalogues for less than $35) -- to help acquaint customers with the
load demands of individual appliances. For off-grid applications, solar installers size the number of
panels and batteries based on daily demand (appliances and usage rate) and will provide customers with
suggested alternatives — e.g., energy efficient, and highly insulated refrigerators — to reduce size and cost
of the solar installation. The “kill-a-watt” monitor can tell the customer how much energy the appliance
uses, and whether that appliance might be an inappropriate load for an off-grid solar system.

Increased awareness of energy costs by consumers, together with more stringent energy standards for
appliances -- has affected feeder demand and feeder power factor. PG&E has found that the power factor
on feeders has risen (improved) over the last 15 years.

In 2004, PG&E redid its power factor study for domestic customers. To get an initial sense of what the
power factor range might be on a domestic residence, a PG&E engineer took a power quality meter home,
and attached it to his house panel. To his utter surprise, the meter indicated a “leading” power factor.
Stunned by this observation, the meter was placed on individual home appliances, until the source of the
leading power factor was found. The source of the leading power factor turned out to be the compact
fluorescent bulbs (CFBs) that the engineer had installed throughout the house when he first moved in.

Another “load” surprise was when the engineer placed a “kill-a-watt” meter on the home’s energy
efficient refrigerator. Measured running amps were around 1 amp, instantaneous watts were around 115,
and power factor was a remarkable .95. (During the defrost cycle, usage spiked to around 400 Watts.
Two-day kWh usage at an average room temperature of approximately 64°F was 1.62 kWh. This
included one defrost cycle. Nevertheless, the refrigerator’s power factor was higher than the engineer
anticipated, and the refrigerator’s daily usage was far less than the engineer expected.)

The efficiency of home lighting continues to improve. Consumer awareness of the benefits of replacing
incandescent bulbs with compact fluorescent bulbs (CFBs) continues to grow. (Improved LED bulbs may
make home lighting a once a decade or more purchase in the future.)

The rising efficiency and power factor of major appliances such as refrigerators is believed to be one of
the factors behind the improvement in power factor PG&E has seen on its distribution system.

Considering the recent success governmental efforts have had on energy use and energy efficiency,
national laboratories should continue to focus on the nature (harmonics, power factor), demand (kW) and
daily usage (kWh/day) of lighting and appliances with the aim of improving all of these factors in the
future.

In particular, the replacement of compression a/c with evaporative coolers (swamp coolers) in areas with
dry climates — such as Arizona, Nevada and California should be researched by the government together
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with appliance manufacturers, with the aim of providing home owners with a less energy intensive means
of space cooling.

4.5.3 Description of Monitoring Equipment

PG&E has an extensive SCADA system, with data accessed by radio, microwave, and telephone.
Consolidation of multiple frequencies and standardization of equipment is on-going.

AMI is the power line for electric meters; gas meters are wireless.

For power quality, PG&E has purchased two Eagle 120 meters from PMI (Power Monitors, Inc.) for
single-phase monitoring. These monitors plug directly into 120-V wall receptacles and have the option of
connecting a single-phase load to it. A typical use would be at a residential customer facility. For detail
information, please see http://www.powermonitors.com/products/eagle120.htm

All of PG&E’s power quality monitors are portable as opposed to permanent installations. This is
because they are used for three-phase commercial/industrial customer site investigations. The majority
of the monitors are reliable power meters (RPM), now part of Fluke Corporation. The RPMs have a
sampling rate of 128 samples per cycle per channel and are capable of recording voltage, current,
harmonics, transients, waveform capture, and power consumption. The intended use is primarily to
investigate voltage problems, i.e., sags, spikes, and power outages (momentary and sustained). For detail
information, please see
http://us.fluke.com/usen/products/PMPwrRcdr.htm?catalog_name=FlukeUnitedStates&Category=PQTT
OP(FlukeProducts)

Commercial and industrial customers have the option of installing their own revenue-grade meter at the
main service panel. This allows them to monitor their own distribution system and collect loading
information. However, special facility charges apply. An example of a few vendors includes Power
Monitor Limited (PML), Dranetz-BMI, Square-D, and GE.

4.5.4 Communication

Communication with the RPMs is accomplished through the use on an Ethernet cable between the
monitor and laptop. Remote forms of communication include high-speed DSL, lease line, and wireless
connections.

There is one communication system that PG&E has had some experience with in a past collaborative
power quality project involving EPRI-PEAC and that is the PASS Signature System from Dranetz-BMI.
For detail information, please see http://www.dranetz-bmi.com//products/prod2.cfm?prodcat=5.

455 Cost

The base cost of the RPM monitor is approximately $10,000 and up to $15,000 with accessories, i.e.,
100A, 1000A, or 5000A current transformers. Repair costs are a flat rate of about $1,200.

The cost of an Eagle 120 monitor from PMI, as mentioned above, is approximately $2,000.
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4.5.6 Use of the Data

The monitoring data provide insightful information to understand consumer load behavior and
characteristics. The insight has helped to develop the composite load model structure, and some of the
findings have been applied in the development of load composition.

4.5.7 Other Issues affecting Consumer Loads

The California Solar Initiative provides incentives for residential customers to install solar panels.
Besides increasing photovoltaic (PV) (“green”) generation, the California Solar Initiative may have other
significant and beneficial consequences:

1. Grid connected solar systems in general, and off-grid solar systems in particular, require a “high-
efficiency approach” to energy consumption. This approach often will mean that inefficient appliances
must be replaced. As the demand for more efficient lights and appliances grows, the cost for improved
energy efficient devices should diminish, benefiting all consumers.

2. Education: PV systems are very visible. As more and more consumers install PV, education about PV
generation and home energy consumption should increase, improving consumer’s knowledge about the
benefits of PV and home energy efficiency.

3. Energy independence: PV systems provide consumers with a measure of energy independence, and
may displace the combustion of fossil fuels.

4.6 Load Modeling Based on Monitored System Disturbance Data

4.6.1 Motivation

The motivation for improved modeling of load is clear, based on the discussion in the previous sections .
However, to truly assess the efficacy of new and more sophisticated load models being developed through
the WECC efforts, one needs to be able to compare the simulated performance of these models to actual
recorded system response. Even more beneficial is the ability to use recorded system behavior to directly
derive parameters for the various load model structures being developed through the WECC efforts. This
has multiple benefits:
0 It assesses the adequacy of the composite load model structure.
o0 It helps to identify potential limitation in load models and helps to fine tune and improve load
models.
o0 It provides a direct means of estimating load model parameters for “aggregated” load models
without the need for guess work.

For these reasons, the ability to systematically deploy monitoring equipment (or utilize existing
monitoring equipment such as DFRs and power quality meters) to record the behavior of system loads
during system disturbance is an extremely beneficial exercise. It is also important to establish a range of
realistic parameters for “aggregated” load behavior on the power system for various seasons, regions,
types of load, etc.

4.6.2 Locations

To assess the “aggregated” behavior of system loads, the most effective place to deploy monitoring
equipment is at the distribution substations that are considered representative of commercial, industrial,
and residential loads. A typical monitoring installation would involve installing data acquisitions systems

19



on the low-voltage side of a distribution transformer. The need is to monitor the three-phase voltage and
three-phase current on the low-voltage side of the distribution transformer at a sampling rate of at least
several hundred samples to a few thousand samples per second. Typical sampling rates of commercially
available devices are 7680, 5760, 2880, 1920, and 1440 samples/second. These sampling rates can be
considered adequate to capture time-domain data. Also, to capture slow voltage recovery events, the
recorded length of the data during and following a system event should be large enough for the time scale
of interest — typically around 30 seconds.

The need for high sampling frequency is to fully capture the system dynamic response (down to sub-cycle
phenomena) and to be able to perform various signal processing and parameter fitting exercises with the
collected data (e.g., high sampling rates help numerical stability while solving machine differential
equations for parameter optimization). Typical power quality meters, as deployed by utilities, can be
effectively used for this purpose. Presently EPRI is engaged in this type of work with many Eastern
Interconnection utilities.

Ideally, one would want to monitor several locations throughout the system, which represent the diversity
of loads in the utility. For example, a few residential feeders, a few commercial feeders, one or two
typical industrial feeders of different load types (heavy industry, agricultural industry, light
manufacturing, etc.). In this way data can be collected on a variety of load types. In addition, patience is
needed because the load monitoring effort may have to continue for several months to capture sufficiently
good measurement data for deriving load model parameters, as well as sufficient variety in load
composition for capturing parameter sensitivity. That is, to account for regional, seasonal and daily
variations in load composition. In the work that EPRI has been doing over the past couple of years, it has
been found that the most fruitful data is that recorded during severe and relatively balanced voltage dips —
e.g., as caused by a three-phase fault in the transmission system. This is clearly a rare event and at times
data have been collected for months before such an event could be captured.

Often the tendency could be to use existing monitors in the system without having to purchase and install
a new device for collecting data. In these cases, existing data acquisitions systems (power quality meters,
digital fault recorders and other recording equipment) may exist already and may be used to serve the
required purpose. A detailed study to assess the applicability of commercially available monitoring
systems for load modeling purposes was performed as a part of EPRI’s Power System Load Modeling
(PSLM) Phase #1 collaborative R&D effort. Some of the key findings of that study are summarized in the
next section. For detailed information, please refer to the EPRI report “Measurement Based Load
Modeling” (EPRI 2006).

4.6.3 Description of Monitoring Equipment

Common types of monitoring equipment that can be used for acquiring load modeling data include:
power quality monitors, digital fault recorders (portable as well as permanently installed), and digital
relays. These devices are commonly referred as intelligent electronics devices (IEDs). There are a large
number of commercially available IEDs that are already deployed by numerous utilities for monitoring
power system data. However, significant differences exist in the way individual IEDs are configured to
capture natural system disturbance data. To capture natural system disturbances using commercially
available IEDs and make sure the available data is suitable for load modeling, the requirements and
guidelines of load monitoring functions should be defined. As part of a study, EPRI developed a
performance matrix such that measurement data from these devices can be used in load modeling
development and validation. Main performance indicators to look for in an IED are shown in Table 3.

Table 3 Performance Matrix for Commercially Available IEDs
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Performance Criteria Description

Type of data acquired Should be capable of acquiring time domain data
Number of input analog channels | 6/9/12/15 At least six channels (three for phase voltages
and three for phase currents to monitor one feeder). The
more the better ,especially if one desires to record
individual feeder currents as well as the total substation

current
Number of input digital channels | Optional, not needed most of the time
Sampling rate Should have at least 960 samples/second/channel, Many
IEDs especially DFRs have adjustable sampling rates
Trigger Programmable triggers (voltage and current), user should

be able to set trigger and reset thresholds

Pre-fault and post-fault recording | It is necessary to capture a few cycles of pre-fault data to
time obtain steady state conditions before the fault. Post-fault
recording duration is a function of reset threshold and
maximum storage capability

Memory storage (RAM) Ideally, the device should be able to store up to tens of
seconds worth of data to capture slow voltage recovery
events

Hardware requirements Should have peripheral ports for networking, data transfer,
user interface, etc.

Data format Data could be stored in various data formats such as

COMTRADE, comma separated, etc.

A list of commercially available IEDs that meet most of the performance criteria are shown in Figure 10.

PQ Monitors | Relays | | Special DAQ |
M d i i
Dranetz BMI E-Max Faxtrax a;:rG%Oyne L Various digital Bls'ﬂro;;cs
1 Signature System relays from 8
ABB ABB Hathaway
|| Squgre D Power Rochester TR- RES521 Alstom IDM
Logic CM 4000 100 GE
Cooper
—1 PMLION 7700 SEL
Arbiter 1133A

Power Sentinel

Figure 10 Commercially Available IEDs

Note that many power gquality monitors can store only tens of cycles of data at sampling rates higher than
960 samples/second. If a power-quality (PQ) monitor does not have an adequate number of channels,
more devices can be installed (which will increase the overall cost) for monitoring multiple feeders
coming out of a substation. The PQ monitors mentioned in the table typically cost between $5,000 to
$8,000. All of them have dial up and/or Ethernet ports, which enable remote data access.

All the digital fault recorders (DFRs) mentioned in Figure 10 are portable DFRs that do not need
elaborate mounting cabinets. DFRs are more flexible than PQ monitors because they have adjustable
sampling rates, more analog input channels, and bigger RAM to store longer disturbances. They also have
dial up and Ethernet ports for remote data access. Portable DFRs typically cost between $9,000 to
$11,000. One issue with DFRs is that protection engineers typically configure them for recording fault
current and not load response. This specifically affects current measurements. Therefore, even though
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there might be an existing DFR installed at a distribution substation, it may not record “suitable” data for
load modeling purposes.

The EPRI load modeling team has not worked with either PMU or digital relay data. All the data being
used for the various load-modeling projects is either from PQ monitors or DFRs. The primary reason for
this is that PMUs are typically installed at major transmission substations, whereas for load-modeling
purposes, data is required at the distribution level, where PQ monitors and DFRs are more prevalent. .

4.6.4 Cost
PQ devices capable of waveform data capture required for load modeling applications:

e PQ instrument costs: $5,000 - $12,000

e Other costs associated with installing permanent monitoring devices: Additional costs of 2 to 10
times the cost of the monitoring equipment can be incurred for the installation and maintenance
of a permanent substation instrument. These costs vary depending on whether the substation has
available PT/CT measurement points, whether the station has communications capability, etc.
Potential installation cost components could include

o0 Engineering and line crew labor

Instrument costs

Calibration and other maintenance costs

Purchase of ancillary equipments (CTs and PTs)

Provision of necessary communications in the substation

O 00O

Example Costs:

Instrument Costs — $10,000

Installation costs (available metering points and communications) - $25,000
TOTAL = $10,000+$25,000 = $35,000

e Installing portable monitoring devices: Additional costs of 1 to 1.5 times the cost of the
monitoring equipment is typically incurred for new installation and maintenance of any portable
instruments.

Example Costs:
TOTAL =$10,000 + $10,000 = $20,000

4.6.5 Use of the Data
The main use of the load monitoring data is to

o Estimate load composition (percentages for motor load versus other load types) and load model
parameters (parameters for each type of load)

o Identify which parameters can be estimated reliably from available measurements

o Evaluate different parameter estimation techniques and load model structures

o Identify variations in load model parameters and composition over time (seasonally etc.) and for
different types of loads in the system
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In this way one can develop a pool of information on the behavior of various “aggregated” loads
(residential, commercial and industrial) for different times of the year and day.

Presently, EPRI is engaged in a research project funded by several utilities in the Eastern Interconnection
related to this type of work. The outcomes of that project can be leveraged to the Western System. EPRI’s
load model structure is based on positive sequence representation of loads and uses balanced three-phase
disturbance data. The positive sequence representation incorporates both static and dynamic
characteristics of the loads. The parameters obtained can be easily incorporated in various load models in
Siemens PSS/E™ and GE PSLF™ programs. As an example, Figure 11 shows a sample result from the
work being done by EPRI to illustrate the use of load monitoring data for model validation. Figure 12
shows the model structure used in this case to derive estimated parameters for the model. The load model
parameter estimation is done using an optimization algorithm developed in MATLAB®. EPRI is
currently testing the algorithm using field events collected by various member utilities.
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(The solid blue lines are positive sequence real and reactive powers of the feeder calculated
using monitored three-phase feeder voltage and current. The dashed green lines are simulated
results based on optimally estimated parameters.)

Figure 11 Example Parameter Estimation using an Optimization Algorithm to fit Load Model
Parameters to a Specified “Aggregated” Load Model Structure.
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Figure 12 Load Model Structure used for Parameter Estimation.

4.6.6 Summary

Ideally, one would like to obtain a load model that would be accurate across a wide spectrum of system
conditions. In reality this level of generality may be insurmountable as a result of the wide variation in
load composition both geographically and hourly/daily/seasonally. In general, the results of any study
should be evaluated to determine how much they can change if assumptions regarding load model
structures or parameters change. Thus, a key requirement of load modeling for system studies is the
ability to reasonably capture the variations in load model parameters for sensitivity analysis. Load
monitoring (over wide geographical areas and various seasons of the year) and subsequent estimation of
“aggregated” load model parameters is a key exercise in facilitating this approach.

4.7 Load Monitoring via Commercial or Residential Load Control Systems

4.7.1 Objective

Commercial and residential load monitors for demand response studies have been used by BPA and
PNNL for data gathering for several years (see Figure 13). These load monitors use commercially
available equipment to sense, record and control home devices. The monitoring data can be provided
online in real time for utility and public use in stability studies, energy efficiency studies and demand
response studies. The data are already available and only needs to be put online and additional sites could
be added to cover various building types and climate zones.
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= Where is the value?

— If there were a market transformation effort or mandated inclusion of the
under voltage and under frequency capabilities in appliances, it could give
utilities “instant” spinning reserves and allow sale of what is now spinning
reserve from thermal plants

= \What issue could kill the value?

— Autonomous response — could make system events worse depending on
settings and where the devices are located

= How could this response be made to work?

— Add 2 way communications, broadband is becoming ubiquitous, use a
Zighee gateway that talks to all home appliances Zigbee, and a
programmable communicating thermostat (PCT) and with the Zigbee
gateway using under voltage and under frequency capabilities — there is
sensing, recording and control

Figure 13 Value Proposition of Load Monitoring via Load Control Systems

4.7.2 Location

Demonstration locations have been Ashland (100 homes), Oregon and the Olympic Peninsula (150
homes) in Washington. Project descriptions are available at:
http://energypriorities.com/entries/2006/04/bpa_ashland_goodwatts.php
http://electricdistribution.ctc.com/pdfs/EDO6/Hammerstrom.pdf

4.7.3 Description of Monitoring Equipment

Both commercial and residential monitoring systems used wireless communications to a gateway
connected to broadband via Ethernet. Systems could gather down to 1 second data but used 1 minute
increments for data gathering of voltage and current signals. Both systems could add frequency data for
minimal cost and software tweaks. A potential architecture for use is shown in Figure 14.
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Figure 14 A potential data architecture for load monitoring

4.7.4 Communication

Communication is via a broadband internet connection. Data are collected in real time using an online
data base (Oracle and SQL). No special data collection systems are needed over a broadband connection.

4.7.5 Cost

A residential data system costs about $2,000 per home originally, but will soon be available for $299. The
installation cost of the thermostat is estimated at about $150.

A unique source for commercial building data has already been used by the Load Composition Study
group. The cost for using the data from existing sites would be a monthly service charge for data hosting,
with no incremental hardware cost, except to add new sites where utilities want data.

4.7.6 Use of the Data

Data has been used for demand response and market analysis studies. Some examples of the studies are
presented in Figure 15 and Figure 16. In Figure 15, the composition of various end uses is shown during a
24-hour period, as individual end uses are separately metered. Figure 16 gives the HVAC load in
percentage of the total residential load, clearly showing the thermostat setback period at night and the
high activity period in the late afternoon and early evening.
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Figure 15 Demand Response and Market Analysis Studies of Commercial Load
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Figure 16 Demand Response and Market Analysis Studies of Residential Load
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5.0 LOAD MONITORING APPLICATIONS

The purpose of load monitoring is to serve the needs for better load characterization and better load
management, as stated in Section 2.0 Load Monitoring Needs. Load monitoring can find applications in
many aspects, including:

— Load monitoring for top-down load composition

— Load monitoring for load composition validation

— Load monitoring for load model validation

— Load monitoring for uncertainty analysis

— Load monitoring for load control performance evaluation

5.1 Load Monitoring for Top-Down Load Composition

The term “top-down” is used in contrast to the “bottom-up” approach, which describes the previous
building-simulation-based load composition model. The top-down load composition serves the purpose of
estimating load mix and weighting factors that are needed in the bottom-up load composition model. As
shown in Figure 17, assuming typical load profiles for individual building types are known, the top-down
approach solves for the weighting factors from the total feeder load profile obtained from SCADA data.

An Urban Feeder
I

Figure 17 Illustration of the Top-Down Approach for Load Composition Analysis

Technically, the top-down approach employs curve decomposition techniques to separate the measured
total load profile (LP) to the summation of weighted individual load profiles, as illustrated in Figure
18.



Total Decomposition Commercial

Industrial
Measured
residential
» | -
| = | =

Hour Hour

Figure 18 Curve Decomposition for Top-Down Load Composition Analysis

This decomposition can be performed at different levels, and the resulting weight factors represent
different levels of load composition information.

At the load mix level: LP,, =W LP__+W_LP_+W _LP_

comm comm

where LPgomm, LPres, LPing are load profiles of commercial loads, residential loads, and industrial loads,
and Weomm, Wres, Wing are the percentages (load mix) of commercial loads, residential loads, and industrial
loads.

At the bUIIdIng Ievel: LPtotaI :WSchool LPSchooI +V\/Mall I‘F)Malll +WWarehouse LP

Warehouse

+ ..

where LPsnool, LPman, LPwarenouse are load profiles of schools, shopping malls, and warehouses, and Wscngor,
Whan, Wwarenouse are the percentages of schools, shopping malls, and warehouses.

Load monitoring data for this purpose need to capture the basic load shapes for a time period of interest.
For 24-hour load profile decomposition, hourly data from SCADA systems would be sufficient.

Preliminary research has been carried out at Pacific Northwest National Laboratory to demonstrate the
effectiveness of the approach. Two algorithms have been tested: constrained least square and constrained
optimization. Stochastic simulation technique is also employed to provide an estimation of the weighting
factors on a statistical basis. To evaluate the top-down approach, virtual feeders are built upon simulation
data, as shown in Figure 19. In a virtual feeder, loads are synthesized with known individual load profiles.
Given a set of weighting factors, the total feeder load profile can be calculated. Then the top-down
decomposition approach is applied to the total load profile with the known individual load profiles to
derive the weighting factors. The effectiveness of the top-down is determined by comparing the derived
weighting factors and the given weighting factors. Example results on the decomposition of the virtual
feeder load profile are given in Figure 20. The constrained least square algorithm can estimate load
composition pretty well for cooling load (“cool”), equipment load (“equip”), auxiliary load (*“aux”), and
lighting load (‘light™), as can the constrained optimization. The constrained optimization algorithm can
also reasonably estimate the load composition of other load types.
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Figure 19 The Setup of a Virtual Feeder

5.2 Load Monitoring for Load Composition Validation

Load profiles generated by the load composition model can be compared with load profiles derived from
load monitoring data, e.g., historical SCADA data or building monitoring data. If the load composition
model captures the right load characteristics, the load profiles should match SCADA data. Otherwise any
mismatch can be used to calibrate the load composition model, e.g., tune load mix and adjust weights.
The calibration methodology has yet to be developed.

Load monitoring data for load composition can be of low resolution (e.g., hourly) but of long record, e.g.,
SCADA.

As an example, Portland feeder data have been used to validate the implementation of the top-down
approach. Because the measurement data for typical commercial buildings are not available at this stage,
DOE-2 simulation data are used to generate the typical load profiles for 23 building types. Assumptions
include:

e The building weighting factors are time invariant.

e Typical load profiles are TYPICAL.

o No agricultural load in the feeder.

e No industrial load in the feeder.

DOE-2 is an industry standard tool for commercial building energy use and cost analysis. With input of
building layout, construction types, space usage, conditioning systems (lighting; heating, ventilation and
air conditioning (HVAC), etc.), and weather data, DOE-2 performs hourly simulation of building energy
use and produces yearly building load profiles. From the yearly profile, daily load profiles were derived
for three seasons: summer, winter, and spring, which are considered typical. Figure 21 gives the three-
season typical load profiles for sit-down restaurants.
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(The red curves are the true load profiles. The blue ones are results obtained using constrained
least square. The green ones are results obtained using constrained optimization. The X-axis is
time by hour; the Y axis is power consumption by kWh.)

Figure 20 Example Results of the Top-Down Approach for Load Composition Analysis
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Red: Summer. Green: Winter. Blue: Spring

Figure 21 Example Typical Load Profiles for Sit-Down Restaurants.

For residential load, data collected by Bonneville Power Administration (BPA) and PNNL in End-use
Load and Customer Assessment Program (ELCAP) are used to generate typical daily residential load
profiles for two seasons: summer and winter, as shown in Figure 22.

Surnrmer wkday and winter wkend Winter wkday and wintar wkend
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hiour af the day haur of the day

Figure 22 Summer and Winter Typical Load Profiles for Residential Loads.

The developed decomposition algorithm was applied to SCADA data collected for several feeders in
Portland area provided by BPA. These feeders are known to supply mixed commercial and residential
loads, however the exact mix percentages are unknown. Therefore, the results are not rigorously
comparable. It is hoped that by carrying out this preliminary research on the top-down method, a
technique that combines the bottom-up and top-down approaches will eventually provide a convenient
way to estimate the load composition of distribution feeders. For that purpose, the results are satisfactory.
As shown in Figure 23, estimated load composition results are close to that obtained based on the billing
information. This example also indicates the validity of the use of load monitoring data for load
composition validation purposes.
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(Blue and red symbols show load composition percentage obtained by two different
decomposition methods as aforementioned. The yellow symbols show the known load
composition. )

Figure 23 Example Result of Load Composition Validation for a Portland Feeder Supplying
Mainly Residential Loads and Some Small Commercial Loads.

Because measurement data are not available to remove the bias of the DOE-2 modeling results, there
exists mismatch between simulation and actual energy consumption. The results are expected to be more
accurate once some survey data or field measurement data is obtained to tune the simulation results.

5.3 Load Monitoring for Load Model Validation

General approach of model validation is to compare model simulation against measurements, as having
been applied to WECC generator model validation. Load monitoring provides the basis for load model
validation.

However, load model validation is far more challenging than generator model validation because of
extensive uncertainties and variations of loads. Load models shown in Figure 2 are the aggregated
behavior of hundreds of thousands individual load components. It does not make much sense to perfectly
match the aggregate model behavior to a specific recording. It is almost certain that the variations and
uncertainties would make the load model not match the next recording.

Therefore, load model validation should not focus on how close the curves would match, but should focus
on principal load behaviors to match the impact of loads on system studies. If the load model would
produce the right high-level system behaviors, it could be concluded that the load model matches the
actual load characteristics in principle.

This “in principle” load model validation can be done in two ways: time-domain load model validation
and frequency-domain load model validation. Time-domain load model validation compares the time
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series curves of simulated system level behavior and recorded monitoring data, while frequency-domain
validation compares the frequency/damping contents of the simulation results and actual measurements.

Load monitoring data for this model validation purpose should have enough resolution and time length
for capturing system dynamic behaviors. Examples of data sources include phasor measurements
(WAMS), PPSM data, and potentially, measurements from the low-cost monitor device DMWG is
developing.

5.4 Load Monitoring for Uncertainty Analysis

Statistical analysis can be performed on load monitoring data to quantify load variations over selected
time periods. Load monitoring data needed for uncertainty analysis can be low resolution data like
SCADA measurements or high resolution data like phasor measurements. Load uncertainty analysis is an
ongoing effort under the CEC/LMTF Load Research Program. Further results will be reported once the
work is done.

5.5 Load Monitoring for Load Control Performance Evaluation

It is the trend that loads will play a more and more active role in managing the power system. At the
individual end-use level, SCE is developing solutions for prolonged voltage recovery as a result of a/c
stalling. At a larger scale, active load control has been studied for the purposes of spinning reserves,
damping improvement, frequency and power flow regulation, etc. Similar to generator performance
monitoring, there is a need to ensure the load behaves as designed for correct credits and control
enforcement.

Load monitoring data for load control performance evaluation range in a wide spectrum, depending on the
control objective. High resolution data like phasor measurements are needed for evaluating load
performance for damping improvement. Lower resolution data of long records are needed for evaluating
load performance for spinning reserves, frequency and power flow regulation.

To demonstrate load monitoring applications for load control, the following examples are extracted from
the results of the Grid Friendly™ Appliance Project (Hammerstrom et al. 2007).

The Grid Friendly Appliance Project was undertaken to demonstrate the performance of the Grid Friendly
appliance controller developed at PNNL. The controller was applied to 150 Sears Kenmore residential
clothes dryers manufactured by Whirlpool Corporation and 50 water heaters. It was configured to
perform autonomous under-frequency load shedding. The under-frequency threshold was set quite high
to observe many such events during the project. Consistent with PNNL’s Grid-Friendly approach for
load control, the permitted load curtailments were performed in ways that did not appreciably
inconvenience the appliance owners. Indeed, 358 such events were recorded during the project year, and
few appliance owners reported observing or being inconvenienced by the reactions of their appliances.

In this case, the appliance controllers and appliances were observed by communication modules placed at
each appliance. There remains lively debate concerning how much, if any, communication is needed to
and from such autonomous grid-responsive controllers. There will be inherent costs associated with such
communications. Regardless, the communications were useful for the experimental observation of these
controllers after they had been positioned in residences in three regions in Washington and Oregon.
Examples of a single dryer response and the aggregate appliance response to an under-frequency event
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are presented below. The sample size was not large enough, of course, to observe its effect on correcting
grid frequency or deferring the actuation of spinning reserve.

Figure 24 shows the response of a single project dryer during an under-frequency event. The dryer was
shown to cycle its heating element on and off with a regular pattern as it maintained its constant drum
temperature prior to the event. At the onset of the under-frequency event, the dryer heating element load
was shed and remained off throughout the event’s 3-minute duration. Thereafter, the heating element
turned on until the drum returned to its prescribed temperature and resumed its normal operations and
duty cycle.
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Figure 24 Example Data Logged from Active Project Dryer during an Under-Frequency Event

Figure 25 demonstrates the aggregate response of the controllers at almost 200 appliances. Each appliance
replied with an acknowledgement for any under-frequency event that it observed. Each shown point
represents one of the 358 events, minimum frequency observed during the event, and the percent fraction
of available appliances that recognized the event. Virtually all controllers responded to any under-
frequency event that was more than 0.003 Hz below the frequency threshold as measured at PNNL.
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6.0 LOAD MONITORING RECOMMENDATIONS

Load monitoring site selection and equipment selection are highly dependent on application purposes.
Section 5.0 Load Monitoring Applications summarized five applications of load monitoring:

— Load monitoring for top-down load composition

— Load monitoring for load composition validation

— Load monitoring for load model validation

— Load monitoring for uncertainty analysis

— Load monitoring for load control performance evaluation

The first four of them are focused on load characterization and model development, which is well aligned
with current WECC/CEC efforts in the load research area. The last one on load control is case-specific,
i.e., load monitoring will reside where the load control is implemented. Its site selection and monitoring
requirements are relatively straightforward to determine. Therefore, the following recommendations will
mainly focus on the first four applications. Future WECC load monitoring plans should leverage existing
load monitoring facilities as much as possible.

6.1 Site Selection

Given the diversity and variety of loads in the WECC, load monitoring needs to cover major load centers
and also consider different climate zones and load types. 11 WECC load monitoring locations are
identified as:

Boise, ID
Boulder, CO
Calgary, AB
Cheyenne, WY
Los Angeles, CA
Phoenix, AZ
Portland, OR
Sacramento, CA
Salt Lake, UT
San Francisco, CA
Vancouver, BC

Large industrial loads have been well studied, and they usually have separate models from the rest of the
load. When selecting the sites, primarily consider commercial and residential loads.

6.2 Load Monitoring Levels

For load composition analysis and validation, SCADA measurements at substation levels, where load
models are aggregated, would be adequate. The load monitoring efforts would be on working out data
collection and sharing issues.

For load model validation, dynamic measurements are needed. Areas that aggregate loads to the 230-kV
level may be able to meet their validation needs using WAMS and DFR data. Likewise, even if an area
models the lower voltage system, sufficient validation for WECC-wide stability analysis may be obtained
from higher voltage monitoring. Monitoring commercially dominated circuits should provide validation
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for most WECC commercial load. Validation of residential load models, if desired, will require regional
low voltage (<35-kV) monitoring. To sufficiently validate and calibrate load component models, load
monitoring at feeder level or even building level is necessary. The challenge with low-voltage level is that
one has to wait for events that would have enough impact at the monitoring level so meaningful data
could be captured. It is also important to point out that the objective of load model validation is to validate
load modeling principles and not to validate each load model in the WECC database. Although it may
include lower voltage levels, load monitoring for load model validation doesn’t have to cover all the 11
load locations for load composition analysis, and many of the existing load monitoring facilities presented
in Section 4.0 Existing Load Monitoring Examples can be leveraged.

For load uncertainty analysis, the studies can be performed for different load levels as well. Substation
SCADA measurements, WAMS data, or monitoring data at lower voltage levels can all be useful for
characterizing load uncertainties. The load monitoring specified above would be adequate for uncertainty
analysis.

6.3 Load Monitoring Equipment

Load monitoring equipment selection depends on what characteristics need to be captured. For load
composition analysis and validation, steady-state measurements are needed. Existing SCADA facility can
be used. For load model validation, PMUs, PPSMs, DFRs, or the low-cost DMWG monitor should be
used to record load dynamics. Existing facilities at BPA, PNM, IPC, PSE, and PG&E are examples and
should be further explored in terms of their benefits to load research. For load uncertainty analysis, both
types of measurements can be used.

Figure 26 summarizes the overall roadmap for load monitoring. It is important to point out that load
monitoring efforts should be consistent with and driven by the load research needs. A three-stage load
monitoring effort is suggested in Figure 26.

The first stage is to explore the use of SCADA measurements from the identified 11 WECC locations for
load composition studies and load uncertainty analysis. This is relatively easy to implement because
existing SCADA infrastructure can be leveraged.

With load monitoring experience gained in the first stage, stage 2 on load monitoring for load model
validation as well as load uncertainty analysis can be implemented. Again, to be cost-effective, it starts
with existing measurement facilities at several power companies as identified in Section 4.0 Existing
Load Monitoring Examples. Feedback on the use of load monitoring data can be used to improve
existing monitoring facilities or to identify needs for new monitoring capabilities.

The last stage is to implement load control monitoring along with load control. Load control monitoring

may well overlap with the facilities put in place for the first two stages. But any new load monitoring
capabilities can be built on experience from the first two stages.
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Figure 26. Load Monitoring Roadmap
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APPENDIX A — PMU Specifications and
Technical Data



Table A-1 PMU Specifications and Technical Data

PMU Number of[Number |Number [Output [Output Integrate  [Time A/D Continuous |[Data Link [Event Physical List
Model Voltage |of Current|of Digital |Data Data Relay Synchronization |Conversion |Data Storage [Protocol  |Trigger Dimension |Price
Inputs Inputs (on/off) |Rate Format Function? |Mechanism Numerical  |Capability  [(e.g. TCP/IP) |[_evel and Weight |(US$)
Inputs (sps*) (e.g. IEEE (e.9. GPS or IRIG-B)  |Resolution (e.g. stores data (e.g. 2 levels for [(WxHxD inch,
1344) (.g. 16 bits) for 10 days) undervoltage) |Ibs)
ABB RES |6 12 8 60/30/15 |IEEE 1344, [No Built-in GPS clock [16 bits No local TCP/IP 2 f; 2df/dt; 2 |19x10.6x10 |$10,000
521*** PC37.118 module storage, UDP uv; 4 oc plus ~
streaming selectable |output $13,000
PMU from HMI [contacts
Arbiter 3 3 4 20 IEEE-1344 (Some Built-in GPS Configurable |[Serial 32 channels, |[1RU $4,500
1133A*** module or IRIG-B Ethernet configurable [17x1.72x10
5 Ibs
Macrodyne 15 V+I 16 No Built-in GPS 16 bits 4 MB RS-232 Flexible 10.5x14.75x
1690*** receiver. Time software 19
15 VV+I (optional) (16 signal output 1GB triggers 45 Ibs
(optional) (IRIG-B, 1 pps). (optional)
Metha Tech 8 V+I 16 60 TranScan; IRIG-B 16 bits 30 min Ethernet;  |oc; ov; uv;
Transcan Comtrade RS-232; V |of; uf; digital
2000 IED (optional) .34 modem |triggers
SEL- 3 3 6 20 NA No IRIG-B 12 bits NA TCP/IP Programmab |7.56x $1,500
734%** EIA-232 le Logic 5.67x6.64
5 Ibs
SEL- 3 3 7 20 NA Yes IRIG-B and 1 kpps |16 bits NA EIA-232 Programmab |19x5.22x9.5($11,000
421 *** le Logic 2
17.5 Ibs
(data as of 2003)

*sps: Sample per Second

**pps: Pulse per Second

***Confirmed with vendors

IRIG-B: InterRange Instrumentation Group Time Code Format B.
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APPENDIX B — PPSM Cost Breakdown



Table B-1. Cost Estimate for PXI-based Centralia PPSM.

Item # Description Source Model # Part # Price (each) |Quant. Speciall
1|PC w/ 15" flat panel monitor Dell Dimension 2400 3 1,500.00 1 |
10|{Analog I/O Board NI PCI-6052E 3 1,995.00 1
11|Time & Frequency Board Datum bc635CPCI $ 1,295.00 not used
12|Cable Assembly - T&F Board Datum D to BNC Adapt. Config. 9899047| $ 75.00 not used
13|SCXI Chassis NI SCXI-1000 776570-0P $ 695.00 1
14|Rack Mount Kit for SXCI-1000 NI SCXI-1370 776577-70 $ 50.00 not used
15|Shielded Cable Assembly (2 meter) |NI SCXI-1349 776574-492 | $ 175.00 1
16|8-Channel Input Module NI SCXI-1125 776572-25 $ 1,395.00 3
17]|8-Channel Filter Module NI SCXI-1143 776572-43 $ 1,795.00 not used
18|Cable - SCXI-1125 to SCXI-1143 |NI SCXI-1352 776575-52 $ 35.00 not used
19]8-Ch. Terminal Block NI SCXI-1327 $ 295.00 3
20|SCXI 3-Way Adapter NI SCXI-1349 w/Item #15
21|SCXI to Time & Freq. Board TB NI CB-50LP 777101-01 $ 70.00 not used
22|Cable - TB to SCXI (1m) NI NB1 50pin 1m 180524-10 $ 30.00 not used
23|Ethernet Board w/Item #4
24|Cable - Ethernet 10baseT Generic $ 50.00 1
25|Clamp-on CTs AYA M1V-10-5 $ 208.00 18
26|Misc $ 500.00 1
Windows XP w/Item #1 1
Windows XP w/Item #4 1
DataTake 4.0 BPA DataTake 4.0 free 1
PCAnywhere Symentec PCAnywhere 11.0 $ 129.95 1
Total Cost = $13,858.95
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e Renewable Energy Technologies
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1.0 Introduction

Analysis of power system dynamic behavior requires models that capture the phenomena of interest, together with
parameter values that ensure those models adequately replicate reality. It is important to distinguish between model
fidelity and parameter accuracy. Models are always an approximation. In many cases, the level of approximation is
determined by the nature of the study. For example, phasor-based models that are used for dynamic security assessment
ignore electromagnetic transient phenomena. In other cases, however, model approximation is a matter of convenience,
with the outcome not necessarily providing a good reflection of reality. Load modeling provides an example. It is
common for the aggregate behavior of loads to be represented by a voltage dependent model, such as the ZIP model.
This is a gross approximation, given the complex composition of loads on most distribution feeders. This deficiency is
particularly evident in distribution systems that supply a significant motor load, as the ZIP model cannot capture the
delayed voltage recovery associated with induction motors re-accelerating or stalling.

The choice of models is a decision that should be made based on knowledge of the actual system composition
and the phenomena that are being studied. Determining parameters for those models, on the other hand, usually relies on
comparison of model response with actual measured behavior. Parameter estimation processes seek to minimize the
difference between measured and simulated behavior. An overview is provided in Section 4. Different choices for
model structure will usually result in different parameter values. This is a consequence of the estimation process trying
to compensate for unmodeled, or poorly modeled, effects. In all cases, the models and associated parameter sets are
approximations, though the goal should always be to obtain the best possible approximations.

Load models are further complicated by the fact that load composition is continually changing. Even if it were
possible to obtain a load model that was perfectly accurate at a particular time, it would be inaccurate a short while later.
Developing load models is not a futile exercise though, as overall load composition tends to behave fairly predictably.
For example, the composition of a residential feeder will (approximately) follow a 24 hour cycle. But, while
composition from one day to the next may be roughly equivalent, morning load conditions may well differ greatly from
those in the evening. Seasonal variations may be even more pronounced.

As mentioned previously, all models are approximate to some extent. Model structures for large dominant
components, such as synchronous generators, are well established, as are procedures for determining the associated
parameter values. Furthermore, parameter values for such devices remain fairly constant over their lifetime. Models that
represent an aggregation of many distributed components are much more contentious though, given the inherent
uncertainty in the overall composition of the model. This white paper focuses on uncertainty associated with load
modeling. Similar issues arise in the modeling of other power system components though, with wind generation being a
particularly topical example.

The white paper is organized as follows. Section 2 provides a discussion of the sources of uncertainty in load
modeling. The influence of parameter variations on system response is discussed in Section 3. Reduction of uncertainty
is considered in Section 4. Parameter estimation is reviewed, and parameter conditioning (identifiability) is discussed.
The impact of load model uncertainty is considered in Section 5, while Section 6 reviews various technigques for
assessing that impact.

2.0 Sources of Uncertainty

Loads form the major source of uncertainty in power system modeling. Loads are highly distributed, and quite variable,
so detailed modeling is impossible. Aggregation provides the only practical approach to incorporating loads into power
system studies. For static (power flow) analysis, the approximations inherent in aggregate load models are largely
unimportant, as the composition of the load has little impact on results. On the other hand, load composition is very
important in the analysis of system dynamic behavior. Different types of loads exhibit quite diverse responses to
disturbances. For example, lighting loads vary statically (almost) with voltage, whereas motor loads exhibit dynamic
behavior, perhaps even stalling. In fact, each different load type displays unique characteristics. Aggregate load models
attempt to blend all those differing responses.



In many cases aggregate load models are required to represent loads that are widely distributed, physically and
electrically. Because of this electrical separation, the voltages seen by loads may differ greatly. Such voltage differences
may critically affect the response of loads to large disturbances, resulting in diverse load behavior. It is difficult for
aggregate load models to capture such diversity. At best, those topological influences can only be crudely approximated.

Accounting for switching-type behavior in aggregate load models is also challenging. When residential air-
conditioning compressor motors experience a voltage dip to around 0.6 pu, they almost instantaneously stall. This can
be modeled as a mode switch, from running to stalled. As mentioned previously, voltage is usually not uniform across a
distribution system. Therefore voltage dips may result in some compressor motors stalling and others not. As motors
stall, the resulting high currents will further depress voltages, possibly inducing further stalling. The proportion of
stalled motors will depend nonlinearly and temporally on many factors, including the severity of the initiating voltage
dip, and the strength and topology of the distribution system. These attributes are difficult to capture, with any degree of
certainty, in aggregate load models.

Other devices may also switch under disturbed voltage conditions. Contactors provide an example. They use an
electromechanical solenoid to hold a switch in the closed position. When a disturbance depresses the voltage, the
solenoid may not be able to hold the switch closed, resulting in unintended tripping of the associated load. The voltage
threshold at which such action occurs varies widely. Precise modeling is not possible.

Looking to the future, a number of trends are likely to increase the level of uncertainty associated with
aggregate load models. Distribution systems will see a greater penetration of distributed generation as fuel cells and
solar cells, for example, become commercially viable. Plug-hybrid electric vehicles (PHEVs) will certainly gain in
popularity, and may well become a significant feature of distribution systems. Not only do PHEVs present a load that
moves from one location to another, but their vehicle-to-grid capability offers the possibility of highly dispersed
generation. All these trends suggest that methods for assessing the impact of uncertainty are set to become increasingly
important.

3.0 Influence of Parameters on System Response

3.1 Background

The time evolution of system quantities following a disturbance is referred to as a trajectory. For power systems,
trajectories are driven by a system of switched differential-algebraic equations, with the switching required to capture
events such as protection operation or limits being encountered. The details of this underlying model structure are not
relevant to this report, and so are not included. A thorough discussion can be found in [1]. The concept of trajectories is
important though, so a brief overview is provided.

The trajectory of a dynamical system depends on the initial conditions and the choice of parameter values. This
dependence is expressed mathematically as the system flow, which can be written

X(t) = ¢(t, Xp, 0)

where the initial conditions are given by x, = x(0), and & denotes the parameters. For a particular choice of X, and
@, the point on the trajectory at time t, denoted X(t) is given by evaluating the flow ¢ at that time. Generally ¢
cannot be written explicitly, but instead is generated numerically by simulation.

The report focuses on the impact of parameter uncertainty on the trajectory. It will be assumed that the initial
conditions remain constant'. For notational convenience, the dependence of ¢ on X, will therefore be ignored.
Accordingly, trajectories will be given by

x(t) = ¢(t,0). @)
3.2 Trajectory sensitivities

Sensitivity concepts are generally associated with the linearization of an input-output relationship. Small changes in
inputs map through the linearized relationship to small output changes. Trajectory sensitivities fit this framework by
describing the changes in the trajectory (the output) resulting from perturbations in the underlying parameters and/or
initial conditions (the inputs). They provide a linearization around the trajectory, as against small disturbance analysis

LAll subsequent analysis and techniques can be extended to incorporate variations in the initial conditions.



which builds on linearization around the equilibrium point. Trajectory sensitivity concepts are not new [2], though until
recently progress on practical applications was impeded by:
o Computational inefficiency. Sensitivity to each parameter or initial condition required an additional full
simulation.
¢ Non-smooth behavior. Sensitivities were not well defined for situations where events influenced behavior.
However both these limitations have recently been overcome, with efficient computation of trajectory sensitivities now
possible for large-scale, non-smooth systems [3].
Trajectory sensitivities provide an insightful way of quantifying the effect that individual parameters have on
overall system behavior [4]. A trajectory sensitivity is simply the partial derivative of the trajectory, or equivalently the
flow, with respect to the p parameters of interest,

¢Wﬂ=%m@

= %) Lo - Do @
06, 00, o0,
where ¢ refers to the i-th element of the vector function ¢, or equivalently the i-th state, and &; is the j-th
parameter.
Trajectories are obtained by numerical integration, which generates a sequence of points at discrete time steps
t,,t,,...,ty along the actual trajectory. The discretized trajectory will be described using the notation

X = [X(t) X(t) ... x(ty)] 3)

Trajectory sensitivities can be calculated efficiently as a byproduct of numerical integration [3, 5, 6]. The
corresponding discretized sensitivities can be written,

D, (%, 0)

@;(0) = QK?Q). 4)
D;(ty, 0)

Unfortunately, few commercial simulation packages currently provide trajectory sensitivity information. Approximate

sensitivities must be generated by varying each parameter in turn by a very small amount, re-simulating, determining

the difference in trajectories, and thus finding the sensitivity. The disadvantage of this method is that it is

computationally expensive, and requires an additional simulation for each parameter.

3.3 Quantifying parameter effects

Trajectory sensitivities can be used directly to identify significant parameters in a model. Parameters that have a large
associated trajectory sensitivity (for part or all of the simulation time) have a larger effect on the trajectory than
parameters with smaller sensitivities. A 2-norm can be used to quantify this relative significance. Considering the
sensitivity of the i-th system state (trajectory) to the j -th parameter, given by D (t,0), the 2-norm (squared) is given
by

19,(16) b= | " @, (t.0at )

where the period of interest is t, <t <t . In terms of the discrete-time approximation provided by simulation, the
equivalent 2-norm can be written

D, () 5= D@, (t,.6). (6)
k=0



Parameters that have a relatively large (small) effect on the trajectory result in relatively large (small) values for these
norms.

It should be kept in mind that the sensitivities ®(t,0) are computed for a single disturbance, and thus are
applicable only for similar disturbances. Different forms of disturbances may excite the system in ways that accentuate
the impact of other parameters. As a general rule, more severe disturbances yield higher sensitivities.

3.4 Examples

The examples throughout the report utilize the IEEE 39 bus system of Figure 1. All generators in this system were
represented by a fourth order machine model [7], and were regulated by the IEEE standard AVR/PSS models AC4A
and PSS1A [8]. All generator and network data were obtained from [9].
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Figure 1: IEEE 39 bus system.

3.4.1 Parameter ranking

As mentioned previously, trajectory sensitivities provide a basis for ranking the relative influence of parameters. Large
sensitivities imply that parameter variations have a large effect on behavior, whereas small sensitivities suggest behavior
changes very little with parameter variation. In this example, trajectory sensitivities are used to rank the importance of
voltage indices at all loads throughout the IEEE 39 bus system. A three-phase fault was applied at bus 16 at 0.1 sec, and
cleared (without any line tripping) 0.2 sec later. A static voltage-dependent load model

S,(V)=PV™ +jQV™ @)
was used for all loads, with 77, =7, =2 (constant admittance) in all cases.

The sensitivities of bus 16 voltage V;, to load indices 77, and 7, at all buses were computed in conjunction
with the nominal trajectory. These trajectory sensitivities are prowded in Figure 2, where the vertical axis gives the
change in the pu voltage for a unity change in load index values. It is immediately clear that the real power index 7, for
bus 20 has a much greater influence on behavior than all other indices. (The reason is that generator 5 is margmally
stable for this disturbance scenario, and bus 20 lies on the corridor linking that generator to the rest of the system.) The
loads at buses 4, 8 and 23 also display a reasonable, though certainly less pronounced, level of influence. Loads 4 and 8
are influential due to their large size. Load 23 has an important impact on the dynamics of generator 7. The influence of
all other loads, for this disturbance scenario, is negligible. Of course a different disturbance could possibly highlight
some other set of loads.



Field testing loads to determine their (approximate) voltage dependence is an expensive exercise. However, by
utilizing trajectory sensitivities, the most important loads can be immediately identified, and attention focused
accordingly. This use of trajectory sensitivities relates to parameter identifiability, and will be discussed further in
Section 4.3.

3.4.2 Indicator of stressed conditions

It is shown in [4] that as systems become more heavily stressed, sensitivity to parameter variation increases
significantly. This can be illustrated by continuing the previous example. The upper plot of Figure 3 shows the behavior
of generator 5 angle (relative to generator 10) for a range of fault clearing times. (The fault clearing time used in the
previous example was 0.2 sec.) The critical clearing time is 0.213 sec; slower clearing results in generator 5 losing
synchronism. Notice that the angular deviations do not show a great increase, even though instability is imminent.
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Figure 2: Trajectory sensitivities for all load indices.

The sensitivity of V,, to the bus 20 load index 7, for the same range of fault clearing times, is shown in the
lower plot of Figure 3. The deviations exhibited by these trajectory sensitivities grow dramatically as critical conditions
are approached. This behavior motivated the sensitivity related measures developed in [10,11] to predict conditions that
induce marginal stability. Further work is required though to fully understand and exploit this phenomenon.
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Figure 3: Trajectory and sensitivity variation for increasing system stress.

4.0 Reducing Uncertainty

4.1 Model structure

Load parameter uncertainty can be reduced by structuring models so that they adequately capture the physical

characteristics of the actual loads. A ZIP model, for example, provides a poor representation of loads that include a

significant proportion of air-conditioner motors. Attempting to replicate motor-induced delayed voltage recovery using

such a model is futile. Tuning the ZIP parameters to best match one disturbance would provide no guarantee that the

parameters were appropriate for another event. The WECC model of Figure 4, on the other hand, provides a versatile

structure that is capable of representing various different load types. The issue with this latter model is one of

identifying the multitude of parameters associated with the more complete model structure.
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Figure 4: WECC load model structure.
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4.2 Parameter estimation

It is often possible to estimate parameter values from disturbance measurements. For example, simply measuring the
active and reactive power consumed by a load during a disturbance may yield sufficient information to accurately
estimate several model parameters. The aim of parameter estimation is to determine parameter values that achieve the
closest match between the measured samples and the model trajectory.

Disturbance measurements are obtained from data acquisition systems that record sampled system quantities.
Let a measurement of interest be given by the sequence of samples

m=[m, m .. m] (8)
with the corresponding simulated trajectory being given by
X; =[x (t) %(t) - %t} ©)

which is the i-th row of X defined in (3). The mismatch between the measurement and its corresponding (discretized)
model trajectory can be written in vector form as

e(d)=x,(0)—m (10)
where a slight abuse of notation has been used to show the dependence of the trajectory on the parameters & .
The best match between model and measurement is obtained by varying the parameters so as to minimize the
error vector e(#) given by (10). It is common for the size of the error vector to be expressed in terms of the 2-norm
cost,

N
C(0) = lle(0)]Z =D ex(0)?

R0 (1)

The desired parameter estimate & is then given by
@ = argmin C(0). (12)
[

This nonlinear least squares problem can be solved using a Gauss-Newton iterative procedure [12]. At each iteration j
of this procedure, the parameter values are updated according to
(') ©;(0)A0"" = -D;(0") e(0’) (13)

0" =0+ a"”AH"” (14)
where @ is the trajectory sensitivity matrix defined in (4), and a'* is a suitable scalar step size®.
An estimate of & which (locally) minimizes the cost function C(8) is obtained when AH‘” is close to zero.
Note that this procedure will only locate local minima though, as it is based on a first-order approximation of e(é) .
However if the initial guess for @ is good, which is generally possible using engineering judgement, then a local
minimum is usually sufficient.

4.3 Parameter conditioning

The information content of a measured trajectory determines which parameters may be estimated. Parameters that have
a significant effect on the trajectory are generally identifiable. Conversely, parameters that have little effect on trajectory
shape are usually not identifiable.

When developing a parameter estimation algorithm, it is necessary to separate identifiable parameters from
those that are not, in order to avoid spurious results. This can be achieved usmg a subset selection algorithm [14,15].
This algorithm considers the conditioning of the matrix CD ®; that appears in (13). If it is well conditioned, then its
mverse will be well defined, allowing (13) to be rellably solved for A@'™. On the other hand, ill- -conditioning of
(I) ®, introduces numerical difficulties in solving for A@'™", with the Gauss Newton process becoming unreliable.

The subset selection algorithm considers the elgenvalues of CD ®; (which are the square of the singular values
of @;.) Small eigenvalues are indicative of ill-conditioning. The subset selectlon algorithm separates parameters into
those associated with large eigenvalues (identifiable parameters) and the rest which cannot be identified. The latter
parameters are subsequently fixed at their original values.

“Numerous line search strategies for determining « are available in [13] and many other references.
11



Interestingly, the diagonal elements of @iT ®; are exactIyTthe values given by the 2-norm (6). If the trajectory
sensitivities corresponding to parameters were orthogonal, then @; @, would be diagonal, and separating the influences
of parameters would be straightforward. This is not generally the case though, with the impacts of parameters often
being partially correlated. For that reason, large values of (6) are not sufficient to guarantee parameter identifiability.

In summary, two situations lead to parameter ill-conditioning (non-identifiability). The first is where the
trajectory sensitivities, corresponding to available disturbance measurements, are small relative to other sensitivities.
This group of parameters cannot be estimated from available measurements. That may not be particularly troublesome
though, if this is the only disturbance of interest, as their influence on behavior is negligible anyway. However, they
may be influential for other disturbances. This should be assessed by considering a variety of viable disturbance
scenarios. The second case arises when the trajectory sensitivities are highly correlated. Consequently, the influence of
various parameters cannot be separated. This would be the situation, for example, when varying two parameters in
unison gave no overall change in behavior. Both parameters are influential, but neither can be estimated without fixing
the other. This dilemma may be resolvable by considering various disturbances, in the hope of finding cases where the

parameters exert differing influences.

5.0 Impact of load model uncertainty

5.1 Overview

In terms of quantitative analysis, for example matching simulations with measurements, it is absolutely clear that
accurate load modeling is vitally important. But for qualitative investigations, where the aim of dynamic simulation is to
assess the likelihood of a certain disturbance scenario being stable or unstable, then the need for accurate load modeling
is much reduced. In other words, if a system is stable (unstable) for a certain set of load model parameters, then it will
most likely also be stable (unstable) for perturbed load models. Insights provided by trajectory sensitivities help explain
this conjecture. In fact, for such qualitative assessment, it is more important to know the sensitivity of behavior to load
parameters, than to precisely know the parameter values.

A caveat is required though. Most power system failures are not initiated by instability [16], though instability
is frequently a consequence. Rather, it is more common for an initiating (relatively minor) disturbance to escalate
through reactionary protection operation. Examples of such reactionary effects include zone 3 distance protection
unnecessarily tripping feeders, and volts/hz relays tripping generators. The subsequent weakening of the system may
induce further protection operation, leading to cascading system failure. It has been found from disturbance analysis that
load modeling can be very important in predicting such reactionary protection behavior [17].

Protection is binary; either the system encounters the operating characteristic initiating a trip, or it does not
encounter the characteristic and the component remains in service. The bounding case, separating protection operation
from non-operation, corresponds to the trajectory gazing (just touching) the operation characteristic [18]. Parameter
sets that induce grazing are pivotal, in that they divide parameter space into regions that exhibit vastly different behavior
[19]. It follows that in potential grazing situations, where reactionary protection operation may or may not occur, special
care should be given to understanding the influence of load parameter variations.

5.2 Load-induced variations in qualitative behavior

Previous analysis and examples have suggested that load models have negligible qualitative influence on the behavior of
systems that are robustly stable [4]. This will be further illustrated using the IEEE 39 bus system of Figure 1, though in
this case the disturbance scenario involves a solid three-phase fault on line 16-21, at the bus 21 end. The fault was
cleared after 0.15 sec by tripping the faulted line. That left buses 21 and 23, and generators 6 and 7, radially fed over
line 23-24.

The load composition at buses 23 and 24 was modeled parameterically by

Stot = ‘Bv + (1_ V)Sind (15)
where S, is the total complex power of the load, S, is the static voltage dependent part of the load given by (7), and

S,,¢ 1s the complex power demanded by the induction motor component. The dynamics underlying S, are typically
described by a third order differential equation model [20]. For this example, both v,; and v,, were nominally set to
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0.5. In other words, both loads were composed of 50% static voltage dependent load and 50% induction motor load. The
static load component was modeled as constant admittance, while the induction motor component used parameter values
from [20, p. 305], with appropriate per unit scaling.
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Figure 5: Influence of load parameter perturbations with increased system stress.

The response of generator 6 angle (relative to generator 1), under the nominal load conditions, is shown as a
dashed line in Figure 5. The load composition parameters v,; and v,, were then varied between extremes of 0 and 1.
The corresponding behavior is shown as thick solid lines in Figure 5. Notice that this large variation in load composition
has negligible effect on the qualitative form of the response.

The fault clearing time was then increased to 0.18 sec, quite close to the critical clearing time of 0.18375 sec.
Nominal behavior is again shown as a dashed line, with behavior corresponding to extremes in v,, and v,, shown as
thinner solid lines. In this case, it turns out that reduction of v,, to 0 has a marked effect on the qualitative form of the
response; the system is only just stable.

This example supports the hypotheses that load modeling only becomes important qualitatively when the
system is close to instability, and that proximity to instability can be detected by high sensitivity.

5.3 Protection operation

The previous example showed that for unstressed systems, load composition has negligible effect on the qualitative
form of behavior. However that example did not take account of protection. In this example, zone 3 protection at the bus
23 end of line 23-24 is considered. Figure 6 shows the separation® between the zone 3 mho characteristic [21] and the
apparent impedance seen from bus 23. The dashed line was obtained for a fault clearing time of 0.15 sec, and used the
nominal set of load parameters. It remains above zero, suggesting the zone 3 characteristic is not entered.

3This distance goes negative when the apparent impedance enters the mho characteristic.
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Figure 6: Zone 3 protection on line 23-24, 95% confidence interval bounds.

Uncertainty was introduced into the load composition parameters v,; and v,,. They were assumed normally
distributed, with mean of 0.5 and standard deviation 0.1. A Monte-Carlo process was used to generate thirty random
parameter sets, with the resulting trajectories shown in Figure 6. The figure also shows the 95% confidence interval®.
Notice that it is quite probable for trajectories to pass below zero, suggesting the possibility of a zone 3 trip. Knowledge
of the load composition is therefore very important in this case.

6.0 Approaches to reducing the impact of uncertainty

6.1 Trajectory approximation using sensitivities

By expanding the flow (1) as a Taylor series, and neglecting the higher order terms, trajectories arising from perturbing
parameters by A@ can be approximated as
o(t,0+A0) = ¢(t,0) + D(t,0)A0 (16)

where ¢(t, ) is the trajectory obtained using the nominal set of parameters &, and the corresponding trajectory
sensitivities are given by ®(t,8) . If the perturbations A& are relatively small, then the approximation (16) is quite
accurate. This accuracy is difficult to quantify though. It is shown in [4] that the higher order terms neglected in (16)
become increasingly significant as the system becomes less stable. Nevertheless, the approximations generated by (16)
are generally quite accurate.

The affine nature of (16) can be exploited to establish two straightforward approaches to mapping parameter
uncertainty through to bounds around the nominal trajectory [4]. The first approach assumes that each uncertain
parameter is uniformly distributed over a specified range. Multiple uncertain parameters are therefore uniformly
distributed over a multidimensional hyperbox. As time progresses, the affine transformation (16) distorts that hyperbox
into a multidimensional parallelotope. A simple algorithm is proposed in [4] for determining the vertices of the time-
varying parallelotope that correspond to worst-case behavior.

The example of Section 5.3 can be used to illustrate this process. An uncertainty of +0.2 was assumed in both
load composition parameters, so that

0.3<v,,,v,, <0.7. (17)

*It can be expected that 95% of trajectories lie within that bound.
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Worst-case analysis was used to explore bounds on behaviour, and in particular to determine whether this uncertainty
could affect conclusions regarding protection operation.

The example again focuses on zone 3 protection at the bus 23 end of line 23-24. The dashed line in Figure 7
was obtained using the nominal set of load parameters. As mentioned before, it suggests the zone 3 characteristic is not
entered. Based on this nominal trajectory, sensitivities indicated that over the time frame of interest, where the trip
signal approached zero, worst behaviour (lowest dip) occurred for load indices v,, = 0.7 and v,, = 0.3. Best behaviour
(least dip) occurred for v,, =0.3 and v,, =0.7. The corresponding approximate (sensitivity derived) bounds on
behaviour are shown as solid lines in Figure 7. The true (simulated) bounds are shown as dash-dot lines. The sensitivity-
based predictions are very accurate over this crucial time period. Every selection of v,, and v,, from the range (17)
results in a trajectory that lies within the bounds shown in Figure 7. Notice that the lower bound passes below zero,
indicating the possibility of a zone 3 trip.

Nominal (computed) trajectory
| — Approximate extreme trajectory
|+ = Actual extreme trajectory (for comparison)
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Figure 7: Zone 3 protection on line 23-24, worst-case bounds for
0.3<vy,,v,, <0.7.

Often parameter values are not uniformly distributed over the range of uncertainty, but are better described by a
normal distribution. Under those conditions, worst-case analysis gives a conservative view of parametric influences.
Less conservatism is achieved with probabilistic assessment.

A probabilistic approach to assessing the influence of uncertainty assumes € is a random vector with mean u
and covariance matrix X . It follows that deviations

AO=60—-u (18)
have zero mean and covariance 2. The nominal flow and corresponding trajectory sensitivities are generated with
parameters set to x . Perturbations in the trajectory at time t are given (approximately) by

AX(t) = D(t,0)A6. (19)
It follows from basic statistical properties [22] that perturbations in state i will have mean
E[AX, ()] = ©,(t,0)E[AF] =0 (20)
and variance
Var[Ax; (t)] = @, (t, 0)D, (t,0)". (21)

Furthermore, if the elements of random vector A& are statistically independent, then 2 will be diagonal with elements
o’...c2 . In this case, (21) reduces to

Var[Ax, (t)] = Zn:cpij (t,6)*o7. (22)

=
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Referring back to the example of Section 5.3, the two load composition parameters v,, and v,, each had mean
£=0.5 and variance o® =0.01. Equation (22) was used to determine the variance of the zone 3 protection signal at
each time step along the trajectory. The bounds shown by solid lines in Figure 6 are constructed from points that are
plus/minus 1.96 times the standard deviation away from the nominal trajectory. The choice of 1.96 corresponds to the
95% confidence interval.

6.2 Probabilistic collocation method

The probabilistic collocation method (PCM) provides a computationally efficient approach to building an approximate
relationship between random variables and outputs that depend upon those variables. In assessing the impact of
parameter uncertainty, it is assumed that the parameters of interest satisfy given probability density functions f(1).
The desired outputs are obtained by running a simulation for each randomly chosen set of parameters. Any feature of
the trajectory could be chosen as an output, for example the values of states at certain times, and/or the maximum
voltage dip.

This section provides an overview of PCM. More complete details are presented in [23]. In order to simplify
notation, the discussion will assume a single uncertain parameter. The ideas extend to larger numbers of parameters,
though with increased computations.

For a given probability density function f (1), a set of orthonormal polynomials h. (1) can be determined. The
subscript i refers to the order of the polynomial, and orthogonality is defined in terms of the inner product

<h(4),h;(2) > = [F(A)h,(A)h;(A)dA.

Underlying PCM is the assumption that the uncertain parameter A and the output of interest are related by a
polynomial g(A) of order 2n—1. This is generally not strictly true, though such polynomial approximation is not
unusual. Given this ““true" relationship g(4) between parameter and output, PCM determines a lower order polynomial
§(A) such that the mean value for §(1) coincides with that of g(1),

E[9(D)]=E[9(2)].
If g(1) is of order 2n—1, then §(A) has order n—1, and can be written in terms of the orthonormal polynomials

h, (1) as
g(4) = g,h, (A1) + g;h, (A1) +...+ g, .0, ; (4). (23)
The coefficients g,,...,d,_, are obtained by solving

g(ﬂ’l) hn—l(ﬂl) hO(/ll) On
: = : : : (24)

g(ﬂn) hn—l(ﬂ“n) h0 (ﬂ“n) gO

where the A are the roots of h_(A1).

In summary, for a given probability density function f(A) for the uncertain parameter, PCM requires the
following computations. The set of orthonormal polynomials h,,...,h,, corresponding to the given f (A1), can be
obtained using a straightforward recursive algorithm [24]. The roots of h, (1) provide the values A,...,A, which are
used in simulations to obtain the output values g(4,),...,9(4,). Also, hy,...,h, ; are evaluated at A,,..., 4, to establish
the matrix in (24), which is subsequently inverted to obtain the coefficients g,,...,d, ;. These coefficients are used in

(23) to give the desired lower-order approximation §(A).

6.3 Grazing analysis

As discussed in Section 5, most power system disturbances escalate through events such as operation of protection
devices. In order to assess vulnerability to events, triggering conditions such as protection operating characteristics can
be conceptualized as hypersurfaces in state space. A trajectory that passes close by a hypersurface, but does not
encounter it, will not initiate an event. On the other hand, if the trajectory does encounter the hypersurface, an event will
occur, possibly with detrimental consequences.

16



Trajectories ¢(t,0) are parameter dependent. For a certain set of parameters, the trajectory may miss the event

triggering hypersurface. The hypersurface may be encountered for a different set of parameters though. These two
situations are separated by trajectories that only just touch the hypersurface. This is illustrated in Figure 8. The critical
condition, which separates two different forms of behavior, is referred to as grazing [18].

Parameter values

e . ehrf

¢

eun'.\'._\'_

Triggering hypersurface

Figure 8: Illustration of grazing.

It is shown in [18] that grazing conditions establish a set of algebraic equations that can be solved using a
Newton process. Each iteration of the Newton algorithm requires simulation to obtain the trajectory and associated
sensitivities. Such solution processes are known as shooting methods [25]. Full details for grazing applications can be
found in [18,19].

Referring to the example illustrated in Figures 6 and 7, grazing analysis can be used to determine the smallest
changes in parameters v,; and v,, that cause the apparent impedance trajectory to just touch the mho characteristic.
Such information provides another mechanism for assessing whether system behavior is robust to uncertainty in these
parameters.
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Figure 9: Grazing resulting from two different sets of parameters.

This situation is illustrated in Figure 9. Setting v,, = 0.67 while holding v,, =0.5 results in grazing.
Alternatively, grazing also occurs when v,, = 0.5 and v,, = 0.34 . Other combinations of perturbations in v,, and v,,
also result in grazing. Figure 10 provides a parameter-space view of grazing conditions. The two previous cases have
been augmented with a third grazing scenario, where v,; =0.596 and v,, = 0.404 . Further grazing points could be
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found, using a continuation process, to establish a line in parameter space. Proximity to that line would suggest
vulnerability to grazing, and hence to event triggering. This is illustrated in Figure 10. The point corresponding to the
nominal parameter values v,, =v,, = 0.5 is shown, along with a dashed line that indicates uncertainty of +0.15 in
v, and v,,. The region describing parameter uncertainty overlaps the line of grazing points. This suggests a finite
probability that the mho characteristic will be encountered, and hence that protection will operate.

This grazing-based approach to assessing robustness to uncertainty can be extended to an arbitrary number of
parameters. The information derived from such analysis is useful for exploring the relative impact of uncertainty in the
different parameters. For example, it may show that a small variation in one of the parameters may induce grazing,
whereas a much larger variation could be tolerated in a different parameter. These concepts are explored in [19] in the
context of power electronic circuits. Adaptation to power system applications is conceptually straightforward, though
has not yet been undertaken.
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Figure 10: Parameter-space view of vulnerability to grazing conditions.

7.0 Conclusions

All models are an approximation, to some extent. Uncertainty in model-based analysis is therefore unavoidable. Model
design should take into account the nature of the phenomena under investigation, with well designed models minimizing
the impact of unmodeled effects and of uncertainty. In power systems, the major source of uncertainty arises from the
modeling of loads. Accurate modeling is particularly challenging due to the continual variation in load composition.

Trajectory sensitivities provide a numerically tractable approach to assessing the impact of uncertainty in
parameters. Such sensitivities describe the variation in the trajectory resulting from perturbations in parameters. Small
sensitivities indicate that uncertainty in the respective parameters has negligible impact on behavior. Large sensitivities,
on the other hand, suggest that the respective parameters exert a measurable influence on behavior. It is important to
minimize the uncertainty in the latter group of parameters. This can be achieved by estimating parameter values from
measurements of system disturbances. The parameter estimation process seeks to minimize the difference between
measured behavior and simulated response. This difference can be formulated as a nonlinear least squares problem, with
the solution obtained via a Gauss-Newton process. Trajectory sensitivities provide the gradient information that
underlies that process.

The impact of uncertain parameters is generally not significant for systems that are unstressed. As the stability
margin reduces, however, system behavior becomes much more sensitive to parameter perturbations. It is particularly
important to consider cases that are on the verge of protection operation. In such cases, uncertainty may make the
difference between protection operating or remaining inactive, with the consequences being vastly different.
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Various numerical techniques are available for assessing the impact of parameter uncertainty. Trajectory
sensitivities can be used to generate approximate trajectories, which in turn allow parameter uncertainty to be mapped to
a bound around the nominal trajectory. The probabilistic collocation method can be used to determine (approximately)
the statistical distribution associated with important features of a trajectory. This method can also be used to establish an
uncertainty bound around the nominal trajectory. The likelihood that uncertain parameters may induce undesirable
events, such as reactionary protection operation, can be assessed using techniques that build on grazing concepts.
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Preface

The California Energy Commission’s Public Interest Energy Research (PIER) Program supports
public interest energy research and development that will help improve the quality of life in
California by bringing environmentally safe, affordable, and reliable energy services and
products to the marketplace.

The PIER Program conducts public interest research, development, and demonstration (RD&D)
projects to benefit California.

The PIER Program strives to conduct the most promising public interest energy research by
partnering with RD&D entities, including individuals, businesses, utilities, and public or
private research institutions.

e PIER funding efforts are focused on the following RD&D program areas:
e Buildings End-Use Energy Efficiency

e Energy Innovations Small Grants

e Energy-Related Environmental Research

e Energy Systems Integration

¢ Environmentally Preferred Advanced Generation

e Industrial/Agricultural/Water End-Use Energy Efficiency

e Renewable Energy Technologies

e Transportation

Scoping Study to Assess Solar Generation Characteristics and Its Impacts on Load Modeling is the
interim report for the Electric Utility Load Composition Specification project (contract number
500-99-013, work authorization number BOA-99-208-P conducted by the University of
Wisconsin. The information from this project contributes to Energy Systems Integration
Program.

For more information about the PIER Program, please visit the Energy Commission’s website at
www.energy.ca.gov/research/ or contact the Energy Commission at 916-654-4878.
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1.0 INTRODUCTION

As concerns of climate change intensify, renewable energy technologies such as photovoltaic
(PV) generation are being deployed in large scale within the electrical grid dominated by
conventional electricity sources such as coal, natural gas, and nuclear generation. Solar power
generation has been expanding rapidly year after year as illustrated in Fig. 1, which shows the
cumulative growth in PV capacity since 1992 within selected countries that are members of
International Energy Agency Photovoltaic Power Systems Programme (IEA PVPS). This
reported installed capacity represents an annual rate of growth of cumulative installed capacity
in the IEA PVPS countries was 40 %, up from the 34 % recorded in 2006, [1].

Annual PV installations in the United States increased42 % from 145 MW in 2006 to 206.5 MW
in 2007. Most of the growth occurred in the grid-connected sector — to over 150 MW during
2007. At the State Government level, renewable portfolio standards (RPS) requiring electricity
utilities or electricity providers to supply a certain quantity of their delivered energy from
renewable energy sources such as PV have been adopted in 25 states and the District of
Columbia. These requirements call for as much as 20 % to 30 % of electricity to come from
renewable energy sources in the next 15 to 20 years [1].

In according to a utility solar assessment study, the solar contribution could be quite
considerable, realistically reaching 10 percent of total U.S. electricity generation by 2025 by
deploying a combination of solar photovoltaic (PV) and concentrating solar power (CSP), as
shown in Table I [2].

More than 90% of the installed PV capacity is connected to national electric grids [3]. The
increasing connection of distributed generation at distribution levels from a certain penetration
level may not only influence the operation and design of distribution systems, but also affect to
the operation and stability of transmission system as well. In impact studies for installing these
generation systems, the transmission system is generally modeled as a strong — sometimes even
as an infinite — voltage source. Thus, the weakening effect that comes with high penetrations of
DG therefore has been neglected. Transmission systems in the future however will become
weaker and the DG systems may affect significantly the behavior of underlying distribution
systems and consequently transmission systems. While there have been some studies of the
potential impacts of PV systems on the distribution systems [4], there are no significant works
analyzing the impacts of those on transmission systems [5]. Investigation impacts of PV systems
on power systems become more important as the penetration level increases.
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Fig.1. Cumulative installed grid-connected and off-grid PV power in the reporting countries [1].

TABLE |
U.S. Solar Installed Capacity (CSP and PV)

Total

Cumulative  Annual Total Projected S\?Z:;rde
Year Capacity Generation Annual U.S. Elec. of Total
CSP+PV  Combined Generation/Demand U.S.Elec

(MW) PVand  All Sources (MWh) Ge.nératio.n

CSP (MWh)

2007 1,284 2,513,665 4,119,235,320 0.06%
2010 3,027 5,849,916 4,219,402,150 0.14%
2015 15,184 29,385,504 4,397,239,160 0.67%
2020 69,260 133,345,983 4,608,068,490 2.89%
2025 255,646 485,723,159 4,858,105,640 10.00%

In this report, a state of the art literature survey is conducted, with a goal to establish a simple
and accurate empiric modeling of PV systems to complement load representations that are
commonly in use for power system load flow and power system stability analysis studies.

Such a PV model may be used to analyze the impact of PV systems on the transmission systems
and distribution systems. The desirable model will permit the representation of all PV systems
installed in a distribution area as an equivalent active load by using the source aggregation
techniques. To be sure, the model intended will depend on parameters such as installed power,
penetration level, location of system, weather condition, rated electrical values etc.



A brief review of the current state of the art of PV system models is presented in Section II,
followed by a discussion of issues and concerns related to PV modeling in Section III. Section IV
presents the features of a candidate model, followed by a concluding summary in Section V.



2.0 PV System Models

A block diagram of a grid connected PV system is shown in Fig. 2. As may be observed from the
block diagram, the properties and behavior of the system will be affected on the output I-V
characteristics of photovoltaic array, a maximum power point tracking (MPPT) function
generally incorporated in the DC-DC converters, and the DC-AC inverter, besides variations in
the solar insolation.

PV variable DC-DC converter Regulated DC - three phase Grid interface
voltage input with peak power DC link or single phase
tracker inverter

Fig.2. Block diagram of typical grid-connected PV system

There have been parallel efforts to develop models suitable to study their individual impact
within the PV generation system and at the grid interface. These models may be classified into
three groups: (a) model based on characteristics of PV array, (b) model based on characteristics
of specific inverter structure and (c) overall PV system model. The last model is much
convenient for interacting with the traditional power flow analysis to obtain steady-state
operating status of power grid and PV system. The overall system models use the principle of
instantaneous power balance and the principle of power electronic transformation [6,7]. Model
development for study of single PV based generation devices have generally focused on
developing tools that enable time-domain simulation using tools such as PSCAD, Matlab-
Simulink, EMTP, etc. Reference [8] provides an excellent overview of the state of the art from
this perspective.

On the other hand, among the models that are aimed at studying their collective behavior and
investigate the effects of PVs on power systems, most of them are related to impacts on the
distribution systems [9-10]. The few works related studying impacts on transmission systems
[11-12], consider general DG technologies beyond PV systems, with machines such as
synchronous and induction generators.

Most of the modeling studies of PV systems have generally been based on analytical methods.
Although these models exhibit the behavior of PV systems with certain accuracy, they do not
reflect the response of PV systems to variable conditions in irradiance, grid voltage, etc. While
there are some studies which present experimental test results in grid-connected PV systems in
order to show interaction between PV systems and power systems [4], they have not been
considered in the model development, with the exception of [13]. In that paper, a model of PV
generator capable of simulating its response to changes in irradiance and grid voltage is



established. However, the effect of variations in grid frequency has not been taken into
consideration in the model.



3.0 PV System Modeling Issues

When modeling the PV systems in the electric power systems, major issues to be accounted may

be grouped into two categories; steady state concerns and transient concerns, as discussed
further in the following sub-sections.

3.1. Steady State Concerns

The main steady state issue concerning PV generation is the variation of power generation,
which is affected by environmental factors such as location, weather, and climate. The single
major parameter that affects the output power of PV generator is the irradiance. Since the
irradiance is related to latitude, geographical location of PV systems is used to estimate the
irradiance consequently output power.
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Fig. 3. A graph of measured direct and diffuse irradiance on (a) a summer day, and (b) a winter day
(From [4])

For instance, it has been observed daily average irradiance values ranged from 5.0 to 7.5
kWh/m?/day from a measurement study in which the nineteen monitored systems are located at



geographically diverse sites from San Diego County in the South to Willits in the North [14].
Besides the location, the irradiance changes from hour to hour, day to day, or month to month,
output of the PV system may vary with time. For selected summer and winter days, direct and
diffuse irradiance measured in study is shown in Fig. 3, [4]. As shown from figure, irradiance
changes not only during daytime, but also with season.

PV array power output varies depending on module temperature besides irradiance level. It
means that PV array output consequently depends on the weather conditions such as ambient
temperature and wind speed. Thus, alternative approaches based on weather rather than cell
temperatures may be used to develop system capacity estimates [14].

The steady state irradiance at the location may be more readily integrated with the power
system modeling tools. There are some data sources open to public related to PV generation.
European Commission Photovoltaic Geographical Information System (PVGIS) has interactive
maps for Europe and Africa [14]. National Renewable Energy Laboratory (NREL) has solar
maps for USA [15]. These organizations have dynamic solar maps that calculate daily and
monthly irradiance throughout the year. Using these data, it may be found the solar insolation
for a given location and a specific time.

On the other hand, the properties of the PV generation system itself are more difficult to
aggregate. The immediate variability conditions of the generation system will depend on the
type of solar array, orientation of the solar array, aging of the solar array, dust, dirt, and snow
build up on the solar array, microlimate conditions such as local cloud-cover, etc.

3.2. Transient Concerns

The properties of the components that comprise the PV generation system contribute to the
transient issues that affect the behavior of the generation system in the electric grid. The
transient concerns that would to be considered in developing the model may be conveniently
represented by the voltage and frequency sensitivity PV array properties, MPPT dynamics, DC-
DC converter dynamics, overall power conversion efficiency, anti-islanding protection and
decoupling protection which inverters for PV systems should comply with, etc.

3.2.1. Frequency and Voltage Sensitivity

Determining the real power and reactive power sensitivity with respect to grid voltage and
frequency is required to model PV system accurately. The response of a commercial PV
generator to grid voltage change has been studied in laboratory conditions as reported in [13].
Fig.4 illustrates the variation of system output real power to voltage variations at the grid
connections. In this study, the effect of frequency change has not been considered. While the
power factor (PF) of the PV system is typically 1.0 in residential applications, central power
stations can be produced reactive power to realize local voltage regulation. The need and
impact of such operational variations have not been definitively established and hence a study
of the system with respect to voltage and frequency is in order.



i 5o

] 1 J 3 4
tmels)
{a)

P i Watis)

oy 1 2 3 1 5 3 7 8 3 1
timie [ sh
i{h

-;_mmmm VB

o 1 10
time( s}
4]
ey L I E— 1
— i
= 55 4
~
: 3
a 50
A5 L i i i i i I
:"'D a 4 & & ¥ ] -] 10

tmme (5]
[}

Fig. 4. Response of the PV generator to increase and decrease in grid voltage (From [13])

3.2.2. MPPT Dynamics

A field survey of 387 different models of PV generation systems below 10 kW reported in [17],
found that all the units contain a MPPT module. Furthermore, the results of experiments carried
out with three different inverters have indicated that the response time of PV generating units is
significantly affected by MPPT module dynamics and efficiency [13]. Therefore MPPT dynamics
of inverters that form the aggregate representation should be accounted appropriately in the
system level models.

3.2.3. Efficiency and derating

While a typical PV system may be rated at a particular power level, equipment dynamics can
have drastic impact on output of the system. Power conversion efficiency of the PV system and
the de-rating factor of the design together may affect the output power of the system when grid
voltage and frequency have variations. The de-rating factors and conversion efficiency may be
in 0.1-0.96 ranges, while efficiency may be in the 0.7-0.98 ranges depending on the operating
conditions and design cases. Therefore incorporating the collective behavior among these
factors are also important in developing an appropriate system level model

3.2.4. Array properties

The solar array of the PV system may vary depending on the crystal used in solar cells;
monocrystalline, polycrystalline and amorphous. Since solar cells produced from these



materials have different levels of efficiency and aging behavior, consequently efficiencies and
behaviors of PV arrays composed various solar cells also show variety.

3.2.5. Protection set points

Islanding is a condition that occurs when a portion of the utility system is disconnected from
the reminder of the utility system but remains energized by the distributed resource (DR). Due
to concerns associated with islanded system such as safety issues for service personnel and
asynchronous reclose which can cause equipments to damage, the islanding is not usually
desired [18, 19]. Thus behavior of the anti-island function of the PV inverter should be
considered in terms of its behavior during utility disconnection and disturbances.

Furthermore, compliance settings related to standards for distributed energy resources such as
IEEE-1547, Ul-1741 require decoupling protection requirements besides other regulations. For
instance, a survey of the voltage tolerance curves presented in [19] which investigate 9
commercial PV inverters in the range of about 0.2 to 4 kW reports that all inverters except one
are highly sensitive to voltage sags. None of them are capable of withstanding any voltage sag
deeper than %50, lasting longer than 40 ms, as illustrated in Fig. 5. Furthermore, voltage rise
may also occur at the point of interconnection to the grid. Since interconnection requirements
require disconnection during abnormal voltages, PV systems would disconnect themselves
from the power systems under such conditions subject to their protection settings, and variable
dynamics in response time. Therefore, it is important to consider and include these aspects in
the PV system model representation to ensure faithful predictions from the studies.
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Fig. 5. Voltage tolerance curves of 9 commercial PV inverters (From [19])



3.2.6. Penetration and census

Because the effects on the power systems vary with levels of PV penetration and type of PV
generation system from among different commercial manufacturers and vendors, these aspects
will have to be accounted appropriately in developing the system model.
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4.0 Candidate System Model

Within the context of power system studies, system components such as power sources, loads,
transformers and interconnections are widely modeled in an aggregate manner. In this mix,
considering the PV system as an active load that injects energy into power system may provide
more convenience, since they have not internal inertia. However, establishing the representative
analytical model that presents accurately the characteristic of grid-connected PV systems is
particularly challenging in light of the discussions presented above. Alternatively, empirical
model may be a more practical solution, based on laboratory scale experimental results and
data from the real field measurements [13,14,17,20]. Such load modeling approach in power
systems is among the preferred approaches in developing and validating modeling tools [21].

It should be mentioned that detailed component-level models (such as those including models
of PV array, MPPT part, power electronic converter, etc.) are suitable for analysis of specific PV
unit or grid-independent PV system. But the precision of such modeling is generally lost in
grid-level studies, where wide aggregations are made of large number PV units (such as
residential area installed PV units). Therefore grid-level models that reasonably represent of PV
units on the power systems should be main motivation of this study. Towards this aim, an
appropriate aggregation method similar to that applied in the load aggregation may be used in
order to represent the combined effect of the PV systems installed in a distribution area [22-23].

With such an approach, a simple, practical and faithful PV system model for electrical power
systems may be established. The approach should also use an aggregated representation of
distribution systems with dynamic and static loads as well as PV systems that is adequate
enough for system level studies. Fig. 6 illustrates a candidate representation for PV installations
within the distribution system by including a ‘PV load model’ to exist the load model structure.

Load Model

Components
Transformier Feeder

Equivalent
se | ()
AT T

Substation —_|_ Electronic

Shunt

Fig. 6. Structure of a candidate PV system model to be incorporated within the framework of load
modeling

The heart of the candidate model is the behavioral representation of the inverter component
including the various dynamics such as efficiency, MPPT and protection functions. In order to
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develop this, detailed tests may be carried out using several commercial PV inverters found in
the market. The objective of these tests is to investigate the inverter dynamics performance
during some events typically found in the grid such as voltage, and frequency fluctuations and
oscillations. Additionally, transient response tests may also be carried out. For instance, a
switching transient test may be used to determine the time delay when suddenly the inverter is
connected to grid. Inverter anti-island test, short circuit test, rapid power fluctuation test, etc,
will provide complementary data to develop a faithful system representation. Based on test data
from an array of tests on a variety of inverters, an aggregate representation that provides a
weighted average of model parameters depending on the distribution of different devices
among the population within the distribution system.

The development of a practical model with a user-friendly interface will be a challenging task,
even given all the representative test data. The results from the test data would be classified and
correlated for similarities, and differentiated for variations and an appropriate model
representation to accurately represent the bulk behavior will need to be developed. On the other
hand, based on the model it would be very easy to obtain results needed by entering some
parameters, such as installed power, penetration level, population distribution among different
manufacturers’ inverters as appropriate, location of system, weather conditions, rated electrical
values, into the appropriate program interface.
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5.0 Conclusions

In this report, various issues related to PV generation system representation in power system
studies have been discussed. A survey of the state of the art has been presented, highlighting
the particular limitations and useful approaches in the literature. A summary conclusion may
be stated as, “Though there are several PV modeling studies, none of them are suitable for
power flow analysis at the grid-level studies in which wide aggregations are made of large
number PV generation sources”. Various parametric and sensitivity aspects of PV generation
sources have been identified and discussed on the basis of the literature in the field, and a
candidate modeling approach has been presented. The immediate step in developing the
approach further is initiating, conducting and completing comprehensive tests on commercial
PV generation inverters in laboratories capable of providing grid emulation. It is learned that
Southern California Edison is initiating such tests in concert with the National Renewable
Energy Labs [25].

On the basis of the results from the tests, an aggregation and representation method may be
developed as a follow on activity. Such an approach will lead to useful and practical tools for
studying and preparing for high penetration of PV in the electric grid.
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Preface

The California Energy Commission’s Public Interest Energy Research (PIER) Program supports
public interest energy research and development that will help improve the quality of life in
California by bringing environmentally safe, affordable, and reliable energy services and
products to the marketplace.

The PIER Program conducts public interest research, development, and demonstration (RD&D)
projects to benefit California.

The PIER Program strives to conduct the most promising public interest energy research by
partnering with RD&D entities, including individuals, businesses, utilities, and public or
private research institutions.

e PIER funding efforts are focused on the following RD&D program areas:
e Buildings End-Use Energy Efficiency

e Energy Innovations Small Grants

e Energy-Related Environmental Research

e Energy Systems Integration

¢ Environmentally Preferred Advanced Generation

e Industrial/Agricultural/Water End-Use Energy Efficiency

e Renewable Energy Technologies

e Transportation

Fault-Induced Delayed Voltage Recovery (FIDVR) is the interim report for the Electric Utility Load
Composition Specification project (contract number 500-99-013, work authorization number
B)A-99-208-P conducted by the University of Wisconsin-Madison. The information from this
project contributes to PIER’s Energy Systems Integration Program.

For more information about the PIER Program, please visit the Energy Commission’s website at
www.energy.ca.gov/research/ or contact the Energy Commission at 916-654-4878.
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1.0 Introduction

Fault Induced Delayed Voltage Recovery (FIDVR) is a phenomenon observed in the electric
power grid in which, as the phrase suggests, is a sustained voltage depression after a fault,
eventually rising after some time. A descriptive plot is shown below in Figures 1. In this plot
the depressed voltage is observed just after the fault is cleared. The voltage recovery time
varies depending on the event, but typical durations range in seconds to tens of seconds. The
voltage slowly recovers as the A/C load trips off by its internal protection; once then entire
stalled A/C trip off the system, the voltage is higher than the pre-fault level. Reacting to the
high voltage, the capacitors switch off to reduce this overvoltage. This is observed in Figure 1
as the voltage tends back down to a nominal level. Finally at the far right of the plot, we note
that the voltage subsequently lowers to a level that is again below the pre-fault level.
Eventually, on a timescale beyond that shown in Figure 1, system controls will again normalize
the voltage.

The initial depressed voltage is troubling because it represents a relatively long period in which
the voltage is not controlled. It persists for seconds, instead of cycles. There is justifiable
concern that this behavior could directly lead to a widespread outage or leave the system
vulnerable to a significant outage as the results of another disturbance. For the same reason, the
lower voltage at the end of the trajectory is potentially vulnerable to a second disturbance,
especially if key network voltage support is temporarily lacking. Many small outages and
several larger outages are attributed to the FIDVR phenomenon.
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Figure 1. Voltage during a FIDVR event (courtesy of D. Kosterev, BPA).



Fault-induced delayed voltage recovery is not a new phenomenon. While most reports of
events are anecdotal, there are a few published papers describing certain events and studying
the causes. In regions with a high percentage of air conditioner loads, the problem persists.

In their 1992 paper?, engineers from Southern California Edison discuss voltage recovery
problems they had encountered in the desert regions that they serve. The largest event
involved a 1000 square mile region. They also mention other similar incidents at other utilities,
including a major blackout in Memphis in 1987.

In his 1997 paper?, Florida Power and Light Engineering John Shaffer reports eight incidents of
delayed voltage recovery over the preceding decade. These resulted in 200-825 MW of lost
load. He mentions a 1988 event with a 10-second voltage recovery. He also points out that
most of the load loss was actuated by device protection (in contrast to system controlled
protection).

More recent events are not described in journal articles, but have been presented at conferences
and workshops. Southern California Edison continues to observe FIDVR events and they are
leading research to study causes and propose solutions. One paper presents an undervoltage
protection scheme and also shows a plot of a recent disturbance with a 30 second voltage
recovery time.3

The state of the art in FIDVR reporting and research has been presented at two recent DOE
workshops, in 2008 and 2009. The presentations from these workshops and the related NERC
whitepaper summarize present activity in this area.* Events mentioned in presentations at the
2008 workshop include

e More than 50 events observed in Southern California Edison (Devers, Antelope, Vally,
Lugo, Rector, Villa Park). The Lugo plane crash resulted in 3500 MW lost load.’

e Several incidences in the Arizona Public Service:¢

0 2 Pinnacle Peak Capacitor Faults. The second resulted in 1000 MW load loss.

1 Williams, B.R., W.R. Schmus, and D.C. Dawson, “Transmission Voltage Recovery Delayed by Stalled
Air Conditioner Compressors,” IEEE Transactions on Power Systems, Vol. 7, No. 3, August 1992.

2 Shaffer, ].W., “Air Conditioner Response to Transmission Faults,” IEEE Transactions on Power Systems,
Vol. 12, No 2, May 1997.

3Lu, N., B. Yang, Z Huang, and R. Bravo, “The System Impact of Air Conditioner Under-voltage
Protection Schemes,” Power System Conference and Exposition, 15-18 March, 2009.

42008 workshop presentations are available at
http://sites.energetics.com/acstallingworkshop/agenda.html

The 2009 workshop presentations are not yet posted. The NERC white paper is available at
www.nerc.com/docs/pc/tis/FIDV R Tech Ref V1-1 PC Approved.pdf.

5 Bob Yinger, “A/C/ Stalling at SCE,” DOE Workshop, April 22, 2008.
6 Baj Agrawal, “APS Experience,” DOE Workshop, April 22, 2008.



0 Hassayampa 500 kV Fault. Loss of 440 MW load and 2600 MW generation.

e Southern Company” reported on the Union City event in which 1900 MW of load was
lost. Almost all the load was tripped by induction motor protection.

At the 2009 FIDVR workshop emphasized the following items:

e Studies suggest that SVCs help alleviate the problem but does not prevent A/C from
stalling therefore the FIDVR events may still occur

e Studies also suggest that undervoltage protection devices in A/C units prevents the
FIDVR events but creates another problem that is instantaneous overvoltages at high
penetrations for these devices.

e The proper solutions is to have the A/C units ride thru the voltage transient or trip only
the A/C units that stalled

e NERC TIS will be creating a site under their website to incorporate FIDVR so that other
utilities in the country learn from the California experience.

It is clear that FIDVR events can be consequential, they persist, and they pose a challenge to the
reliable operation of the power grid.

In this report we summarize some of the research on this topic and discuss potential solutions.
In the next section of this report we present the underlying causes that drive FIDVR events,
predominately the stalling of compressor-driven induction motors. In the following section we
discuss potential solutions. These include the changes that could be made to units, and system
controls that could mitigate FIDVR. We also discuss the challenges with implementing the
solutions.

" Taylor, “Recent Experience with Fault Induced Delayed Voltage Recovery,” DOE Workshop,
April 22, 2008.



2.0 FIDVR Phenomenon

To consider solutions to avoid or mitigate FIDVR, it is necessary to study the cause. The
physical mechanism to explain the phenomenon is related to the end-use load characteristics of
air conditioners and other motor-driven compressor loads. To understand how these end-use
devices react to faults, and how they can effect a slow-to-recover depressed voltage, it is
necessary to consider their operation in detail.

For a compressor, the average mechanical load faced by an induction motor increases as it
literally drives pistons (reciprocating compressor) or turns a “scroll” (scroll type compressor) to
compress a gas. The more it is compressed, the greater the operational motor torque is needed.
The electrical torque capability for an induction motor is nonlinear and depends on its
operating speed. In Figure 2 we show a typical “torque-speed” curve for an induction motor.

Torque speed curve for small motor
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Figure 2. Torque Speed Curve for Motor.



The horizontal axis in Figure 2 is the motor speed expressed in electrical radians/second, and
ranges from zero (blocked rotor or stalled) to synchronous speed: 2160 (60 Hz). The vertical
axis is torque. Superimposed on this plot are two straight-line mechanical load torque curves;
one is a low load line meant to represent the compressor when it has been inactive for several
minutes. The high load line represents the normal operating load under compression.
Important for our discussion is note that the zero-speed electrical torque is less than mechanical
torque load. (We discuss this more below.)

When a compressor initially turns on after a few minutes of inactivity the load torque is low,
and the motor quickly accelerates to normal high-speed operation. This is denoted by point
“A” in Figure 2. With increased compression the mechanical load torque increases and
operation tends to point “B” on the plot. This is the normal operating condition for the
compressor, and this torque represents the equality of average load torque and electrical torque.
For this level of mechanical load we note a second equilibrium denoted as “b” in the plot.
Dynamically this other point is unstable.

For purposes of using Figure 2 to describe the phenomenon of FIDVR, we note that this high
load torque line intersects the zero-speed axis at a point higher than the electrical load torque.
That is, the load torque exceeds the zero-speed torque capability of the motor; if the motor were
to stall, it would not be able to restart. And that is exactly what happens: a temporary fault
drops the voltage low enough for air conditioner motors to stop, and they are unable to restart
when the fault is cleared. The stalled motors draw significant current which causes the
observed depressed voltages. Protection equipment eventually remedies this situation.

Motors have two types of protection that are relevant: Contactors that disconnect when the
voltage drops below 40%, and an inverse-time characteristic current relay (thermal protection).
In practice the stalled voltage is typically larger than the 40% threshold, so the stalled motors
stay connected to the grid. The thermal protection does actuate, removing the stalled motors
from the grid. As the motors trip off-line, the voltage recovers. The motors don’t trip off
simultaneously (3-15 seconds according to one manufacturer®), so the recovery appears gradual.
The “delay” in “delayed voltage recovery” is due to the delay in motor thermal protection
operation.

Once the motors are offline, they will remain offline for some time, until the compressor
pressure equilibriates and the motor can restart. (Readers with newer air conditioners,
dehumidifiers and other compressor-driven loads may be familiar with this characteristic: these
appliances will delay a few minutes to restart after they have been turned off.) The grid
response to the accumulated loss of load is to increase the voltage above pre-fault level. As
previously noted, network controls will react to then lower the voltage.

8 Jayanth, J., and H Pham, “Residential AC Compressor: Low Line Voltage Behavior,” DOE Workshop,
April 22, 2008.



The second vulnerable region occurs when air conditioners turn back on. This increased load
draws the down the voltage, and without reactive power support the system is potentially
susceptible to subsequent events.

The phenomenon as described in the preceding paragraphs is generally accepted as the
fundamental mechanism, and it is the mechanism described in the early papers.” More recent
testing and model development conducted in the WECC supports this description of the FIDVR
mechanism.

There are a few recent additions to the knowledge in this are that are worth mentioning. The
models that are examined in the early papers represented an induction motor driving an
assumed constant load torque. There are two deficiencies related to the mechanical load in that
model: the inertia of the compressor is over-estimated, and the mechanical load torque is not
constant. Both of these points help explain the very fast stalling time observed in laboratory
tests and in the field. The air conditioner load appears to stall during the fault - measured in
cycles. In the models used in the early papers the stalling of the motors is simulated by
assertion — when there is voltage drop below a certain threshold, the motor is declared to be in a
stalled state. Whereas simulation of the motors using parameters given in the papers do not
necessarily capture such a quick stall. In Shaffer’s paper!?, critical clearing times are given for
three motor models subject to faults of varying severity. For those severe faults with a fault
voltage of 0 volts, the critical clearing time to avoid a stall ranges from 2 to 6 cycles. For fault
voltages in the range of 50-55% nominal, the critical clearing time ranged from 5 to 21 cycles,
depending on the initial load torque (with the range of 19-21 cycles for 1.0 pu torque). The tests
in Williamson paper!' demonstrated that the air conditioners stalled within 5 cycles (their
fastest test) for fault voltages below 60%. Recent laboratory tests note this quick stall - within 3
cycles (their fastest test).!?

The models and measurements can be reconciled. First the assumed inertia in the early
simulations is too large (H = 0.28 seconds). After recent testing, a compressor was
disassembled, the rotor pulled, and its inertia was estimated to be H = 0.03 seconds. Laboratory
tests suggest an inertia of H=0.03 to 0.05 seconds. This suggests a much greater propensity to
stall.

Second, the load torque is not constant. One of the comments on the Shaffer paper suggested
that the compressor torque may not be constant.’* At the time, design engineers had informed

9 Williams et al; and Shaffer.
10 Shaffer.
11 Williamson et al.

12 Gaikwad, A.M., R.J. Bravo, D. Kosterev, S. Yang, A. Maitra, P. Pourbeik, B. Agrawal, R. Ying, and D.
Brooks, “Results of Residential Air Conditioner Testing in WECC,” IEEE Power Engineering Society
General Meeting, 20-24 July, 2008.

13 Pal, M.K, Discussion of “Air Conditioner Response to Transmission Faults.”



him that the torque could be considered constant for a few seconds after a fault. Recent
conversations with air conditioner manufacturers indicate that the load torque is position
dependent as the motor drives pistons (reciprocating) or turns the off-center scroll. The
compressor load torque resembles a strong triangle wave, and the peak mechanical load torque
may exceed peak electrical torque during operation. The compressor relies on the motor inertia
to carry through this peak.

The WECC Load Model Task Force has been active in developing improved load models to
simulate FIDVR phenomenon. This work has been carried out in large part with support from
the California Energy Commission.* This work has resulted in the development of two models
for simulating compressor-driven motors. The static performance model captures the running
and stalled voltage-dependent load characteristics of the motors, with a voltage-specified
transition point.'”> A dynamic phasor model suitable for use in positive sequence simulations
was developed from a traditional single phase motor model.’* Both are being incorporated in
the standard simulation packages used to study power system behavior in the WECC.

With this understanding of the FIDVR we turn to potential solutions.

14 WECC Load Modeling Transmission Research Project, CEC Contract 500-02-004.

15N. Lu, Y. Xie and Z. Huang, “Air Conditioner Compressor Performance Model,” PNNL-177796, Pacific
Northwest National Laboratory, 2008.

16 Lesieutre, B.C., “Recommended Model for Single Phase Compressor,” CEC PIER Interim Project
Report, Contract 500-02-004, September 2008.



3.0 Solutions

Eliminating FIDVR events will be challenging. The NERC whitepaper emphasizes this point in its executive
summary: “FIDVR events can — and have - occurred following faults cleared in as little as 3 cycles! The
number and impact of FIDVR events can be decreased, but their elimination in the near term is unlikely.
(their emphasis.) To eliminate these events, it would be needed to prevent the air conditioner motors from
stalling. Even if new air conditioners were manufactured to avoid stalling, wide-spread use of new units to
replace the existing installed base would take many years to change.

144

In this section we discuss these issues and summarize strategies for mitigating FIDVR problems. We
consider customer-level solutions and system level solutions.

3.1. Customer-Level Solutions

The most effective controls may be implemented at the source of the problem: the air conditioning units.
There are at least two changes that could reduce FIDVR event or severity of events:

1. Low voltage ride through. Units could be designed to withstand low voltage conditions for a short
time to prevent stalling during the fault.

2. Low voltage disconnect. Units could be quickly tripped when the voltage drops to a point at which
they would stall. Then, the units would return to operation after random delays, to stagger the
return of load.

The first item is ideal in that it would eliminate the problem for normally cleared faults. The application of
this solution would require not insignificant changes to the present design of units. One could consider
over-sizing motors such that the no-load electrical torque exceeds the normal mechanical torque, with the
idea that the motors would be able to restart upon re-excitation after the fault clearing. However, it is not
clear that this would be successful — if motors did stall during the fault but attempted to restart
simultaneously after the fault, it is likely the voltage would remain low initially. This approach would likely
lessen the duration of the event, as some motors trip off-line others may succeed in restarting. Alternatively,
one could increase the inertia of the motor/compressor to provide stored mechanical energy with which to
ride through the event. Finally, local electrical energy storage coupled through power electronics (also
driving the motor), could be implemented to achieve a low voltage ride-through capability. These latter two
solutions are technologically feasible, but would increase the cost of such units. It should be expected that
manufacturers would be reluctant to implement these without further and equal motivation. Any such
changes would likely required modification of standards so that all manufacturers are provided the same
objective.

The second item — low voltage disconnect — is practical, and offers the opportunity for effective retrofitting.
This type of protection could be implemented on new units, and while it would increase costs, it is not likely
be large compared to the solutions mentioned above. Also, this solution could be implemented by under-
voltage relays or digital thermostatic control. The low voltage disconnect and delayed reconnect could be
programmed into a modern thermostat.”” A program to retrofit digital thermostats could reduce the FIDVR

17 To use thermostatic control, the thermostat would need some detection of low line voltage. Otherwise, an under-
voltage relay can perform a similar function.



problem when coordinated with system controls, and it should be considered. (See Lu et al for an analysis of
under-voltage protection schemes in this context.'®) More generally, new communication and control
technologies that enable a customer to actively participate in grid function (i.e., the “smart grid”) could be
applied to FIDVR problems.

Unfortunately, the low voltage disconnect solution does not address all of the problem. It should effectively
eliminate the delayed voltage recovery portion of the behavior at the expense of immediate loss of load. This
will likely result in immediate overvoltages in the system. System level controls would need to be designed
to handle this situation.

3.2. System Solutions

System solutions are covered in detail in the NERC whitepaper. Here we draw on the discussion in that
document. These solutions include

1. Reduced fault clearing time. This may reduce the occurrence of events. Given the experience with
the very short time to stall for compressor-driven motors, this solution will not eliminate all events.

2. Controlled reactive power support. Generators and SVCs can provide controlled reactive power
support to lessen the duration and severity of a delayed voltage recovery event.

3. Limit Impacted Load. Specifically design the system to section the load to limit its size in areas
particularly vulnerable to FIDVR events. This should help contain the events.

4. Special Protection Schemes (Remedial Action Schemes). A transmission level protection scheme
could be designed to contain the effect of a FIDVR event.

5. Under voltage load shedding
6. Energy Savings devices. Reducing the load could lower the risk of a FIDVR event.

In practice, generators and SVCs have been installed to mitigate these events. APS has installed generation
in Pheonix, and plan to install SVCs. Southern Company has installed SVCs.

Further studies are needed to analyze the impact of these solutions. Experience and simulations suggest that
reduced clearing times will not eliminate all events — the motors stall during faults. At the grid level,
controlled reactive power support seem to be the most promising solution. Appropriate devices are
expensive, however, and they may not be able to prevent the events, though significant reduction in impact
should be expected. (See the Pourbeik presentation that includes a simulation with and without SVC or
synchronous condensor support.'?)

18 Lu, N. B. Yang, Z. Huang, and R. Bravo, “The System Impact of Air Conditioner Under-voltage Protection Schemes,”
Power System Conference and Exposition, 15-18 March 2009.

19 P.Pourbeik, “Experience with A/C Stalliing Behavior and Modeling it for Power System Studies,” DOE Workshop,
April 22, 2008.



Items 3-5 in the list above are intended to limit the scope of an event once it occurs. Item 3 is local, item 4 is
at a higher level, and item 5 is offered as a measure to stop a fast-acting voltage disturbance from
transitioning into a slow-acting voltage collapse. The NERC report notes that item 4 may actually be non-
compliant with existing rules, and that this needs attention.

The last item, may or may not improve the situation depending the nature of energy savings devices that are
used.

In all cases, further study is needed to assess the success of any strategy. Most of the intuition used to
consider such options follows balancing power and reactive power under FIDVR scenarios. For those
solutions that quickly remove the stalled motors from service, or the feeders that serve them, one needs to be
concerned about initiating dynamic instabilities. Detailed studies are needed to ensure there are no
unintended consequences.

10



4.0 Summary and Recommendations

Fault Induced Delayed Voltage Recovery is a serious problem threatening the reliability of the electric power
grid. Numerous events have already occurred, some with significant load loss. It is a challenging problem
whose fundamental characteristics are driven by load behavior that is largely beyond the control of
transmission operators. As Baj Agrawal points out in his presentation,?® “Normally the 12 kV voltage is a
slave to the transmission system voltage. However, due to stalled motors, the 12 kV voltage sags heavily
and pulls the transmission system voltage lower.”

The most effective solutions are those that can react at the site of the problem. These can also be the hardest
to implement. Changes to air conditioner units to provide low voltage ride through would add additional
manufacturing expense. Without standards with common requirements for all, manufacturers have a
disincentive to implement such changes. Implementing new standards will take time, and even more time
will pass before new units dominate the installed base. Digital thermostatic controls are promising; research
and perhaps a pilot program should be put in place to determine their effectiveness. One could generalize
the use of thermostatic controls to a more distributed use of technology to enable traditional customers to
offer valuable grid support. Such efforts fall under the now popular title “smart grid.” As such technologies
advance, an eye towards FIDVR mitigation is warranted in those areas susceptible to events.

System level solutions focus on containing and mitigating events. Controlled reactive power sources are
essential for this purpose. Studies to assess and quantify their effectiveness are needed. Long term
monitoring of events in areas with new generators and SVCs will help determine the value of these
resources, and guide additional protection as needed. Research programs for such monitoring and analysis
should continue.

It is imperative that California investigate further the way to mitigate the A/C stalling to prevent the FIDVR
events that can have a negative impact in the grid, or in a drastic scenario compromise the grid operation like
the 2003 northeast blackout event.

20 B. Agrawal, “APS Experience,” DOE Workshop, April 22, 2008.
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